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and uranium: Community water sys-
tems must comply with the MCLs list-
ed in paragraphs (b), (c), (d), and (e) of 
this section beginning December 8, 2003 
and compliance shall be determined in 
accordance with the requirements of 
§§ 141.25 and 141.26. Compliance with re-
porting requirements for the radio-
nuclides under appendix A to subpart O 
and appendices A and B to subpart Q is 
required on December 8, 2003. 

(2) [Reserved] 
(g) Best available technologies (BATs) 

for radionuclides. The Administrator, 
pursuant to section 1412 of the Act, 
hereby identifies as indicated in the 
following table the best technology 
available for achieving compliance 
with the maximum contaminant levels 
for combined radium-226 and -228, ura-
nium, gross alpha particle activity, and 
beta particle and photon radioactivity.

TABLE B—BAT FOR COMBINED RADIUM-226 AND RADIUM-228, URANIUM, GROSS ALPHA PARTICLE 
ACTIVITY, AND BETA PARTICLE AND PHOTON RADIOACTIVITY 

Contaminant BAT 

1. Combined radium-226 and radium-228 .................................. Ion exchange, reverse osmosis, lime softening. 
2. Uranium ................................................................................... Ion exchange, reverse osmosis, lime softening, coagulation/fil-

tration. 
3. Gross alpha particle activity (excluding Radon and Uranium) Reverse osmosis. 
4. Beta particle and photon radioactivity ..................................... Ion exchange, reverse osmosis. 

(h) Small systems compliance tech-
nologies list for radionuclides.

TABLE C—LIST OF SMALL SYSTEMS COMPLIANCE TECHNOLOGIES FOR RADIONUCLIDES AND 
LIMITATIONS TO USE 

Unit technologies 
Limitations 
(see foot-

notes) 
Operator skill level required 1 Raw water quality range and

considerations.1 

1. Ion exchange (IE) ............................. (a) Intermediate ................................... All ground waters. 
2. Point of use (POU 2) IE .................... (b) Basic .............................................. All ground waters. 
3. Reverse osmosis (RO) ..................... (c) Advanced ....................................... Surface waters usually require pre-

filtration. 
4. POU2 RO .......................................... (b) Basic .............................................. Surface waters usually require pre-

filtration. 
5. Lime softening .................................. (d) Advanced ....................................... All waters. 
6. Green sand filtration ......................... (e) Basic. 
7. Co-precipitation with Barium sulfate (f) Intermediate to Advanced .............. Ground waters with suitable water 

quality. 
8. Electrodialysis/electrodialysis rever-

sal.
.................... Basic to Intermediate ..................... All ground waters. 

9. Pre-formed hydrous Manganese 
oxide filtration.

(g) Intermediate ................................... All ground waters. 

10. Activated alumina ........................... (a), (h) Advanced ....................................... All ground waters; competing 
anion concentrations may affect 
regeneration frequency. 

11. Enhanced coagulation/filtration ...... (i) Advanced ....................................... Can treat a wide range of water 
qualities. 

1 National Research Council (NRC). Safe Water from Every Tap: Improving Water Service to Small Communities. National 
Academy Press. Washington, D.C. 1997. 

2 A POU, or ‘‘point-of-use’’ technology is a treatment device installed at a single tap used for the purpose of reducing contami-
nants in drinking water at that one tap. POU devices are typically installed at the kitchen tap. See the April 21, 2000 NODA for 
more details.

Limitations Footnotes: Technologies for Radionuclides: 
a The regeneration solution contains high concentrations of the contaminant ions. Disposal options should be carefully consid-

ered before choosing this technology. 
b When POU devices are used for compliance, programs for long-term operation, maintenance, and monitoring must be pro-

vided by water utility to ensure proper performance. 
c Reject water disposal options should be carefully considered before choosing this technology. See other RO limitations de-

scribed in the SWTR Compliance Technologies Table. 
d The combination of variable source water quality and the complexity of the water chemistry involved may make this tech-

nology too complex for small surface water systems. 
e Removal efficiencies can vary depending on water quality. 
f This technology may be very limited in application to small systems. Since the process requires static mixing, detention ba-

sins, and filtration, it is most applicable to systems with sufficiently high sulfate levels that already have a suitable filtration treat-
ment train in place. 

g This technology is most applicable to small systems that already have filtration in place. 
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h Handling of chemicals required during regeneration and pH adjustment may be too difficult for small systems without an ade-
quately trained operator. 

i Assumes modification to a coagulation/filtration process already in place. 

TABLE D—COMPLIANCE TECHNOLOGIES BY SYSTEM SIZE CATEGORY FOR RADIONUCLIDE NPDWR’S 

Contaminant 

Compliance technologies 1 for system size categories 
(population served) 3,300–10,000 

25–500 501–3,300 

1. Combined radium-226 and radium-228 1, 2, 3, 4, 5, 6, 7, 8, 9 ..... 1, 2, 3, 4, 5, 6, 7, 8, 9 ..... 1, 2, 3, 4, 5, 6, 7. 8, 9. 
2. Gross alpha particle activity ................... 3, 4 ................................... 3, 4 ................................... 3, 4. 
3. Beta particle activity and photon activity 1, 2, 3, 4 .......................... 1, 2, 3, 4 .......................... 1, 2, 3, 4. 
4. Uranium .................................................. 1, 2, 4, 10, 11 .................. 1, 2, 3, 4, 5, 10, 11 .......... 1, 2, 3, 4, 5, 10, 11. 

Note: 1 Numbers correspond to those technologies found listed in the table C of 141.66(h). 

[65 FR 76748, Dec. 7, 2000]

EFFECTIVE DATE NOTE: At 65 FR 76748, Dec. 
7, 2000, § 141.66 was added, effective Dec. 8, 
2003.

Subpart H—Filtration and 
Disinfection

SOURCE: 54 FR 27527, June 29, 1989, unless 
otherwise noted.

§ 141.70 General requirements. 

(a) The requirements of this subpart 
H constitute national primary drinking 
water regulations. These regulations 
establish criteria under which filtra-
tion is required as a treatment tech-
nique for public water systems supplied 
by a surface water source and public 
water systems supplied by a ground 
water source under the direct influence 
of surface water. In addition, these reg-
ulations establish treatment technique 
requirements in lieu of maximum con-
taminant levels for the following con-
taminants: Giardia lamblia, viruses, 
heterotrophic plate count bacteria, 
Legionella, and turbidity. Each public 
water system with a surface water 
source or a ground water source under 
the direct influence of surface water 
must provide treatment of that source 
water that complies with these treat-
ment technique requirements. The 
treatment technique requirements con-
sist of installing and properly oper-
ating water treatment processes which 
reliably achieve: 

(1) At least 99.9 percent (3-log) re-
moval and/or inactivation of Giardia 
lamblia cysts between a point where the 
raw water is not subject to recontami-
nation by surface water runoff and a 

point downstream before or at the first 
customer; and 

(2) At least 99.99 percent (4-log) re-
moval and/or inactivation of viruses 
between a point where the raw water is 
not subject to recontamination by sur-
face water runoff and a point down-
stream before or at the first customer. 

(b) A public water system using a 
surface water source or a ground water 
source under the direct influence of 
surface water is considered to be in 
compliance with the requirements of 
paragraph (a) of this section if: 

(1) It meets the requirements for 
avoiding filtration in § 141.71 and the 
disinfection requirements in § 141.72(a); 
or 

(2) It meets the filtration require-
ments in § 141.73 and the disinfection 
requirements in § 141.72(b). 

(c) Each public water system using a 
surface water source or a ground water 
source under the direct influence of 
surface water must be operated by 
qualified personnel who meet the re-
quirements specified by the State. 

(d) Additional requirements for systems 
serving at least 10,000 people. In addition 
to complying with requirements in this 
subpart, systems serving at least 10,000 
people must also comply with the re-
quirements in subpart P of this part. 

(e) Additional requirements for systems 
serving fewer than 10,000 people. In addi-
tion to complying with requirements in 
this subpart, systems serving fewer 
than 10,000 people must also comply 
with the requirements in subpart T of 
this part. 

[54 FR 27527, June 29, 1989, as amended at 63 
FR 69516, Dec. 16, 1998; 67 FR 1836, Jan. 14, 
2002]
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§ 141.71 Criteria for avoiding filtra-
tion. 

A public water system that uses a 
surface water source must meet all of 
the conditions of paragraphs (a) and (b) 
of this section, and is subject to para-
graph (c) of this section, beginning De-
cember 30, 1991, unless the State has 
determined, in writing pursuant to 
§ 1412(b)(7)(C)(iii), that filtration is re-
quired. A public water system that 
uses a ground water source under the 
direct influence of surface water must 
meet all of the conditions of para-
graphs (a) and (b) of this section and is 
subject to paragraph (c) of this section, 
beginning 18 months after the State de-
termines that it is under the direct in-
fluence of surface water, or December 
30, 1991, whichever is later, unless the 
State has determined, in writing pursu-
ant to § 1412(b)(7)(C)(iii), that filtration 
is required. If the State determines in 
writing pursuant to § 1412(b)(7)(C)(iii) 
before December 30, 1991, that filtra-
tion is required, the system must have 
installed filtration and meet the cri-
teria for filtered systems specified in 
§§ 141.72(b) and 141.73 by June 29, 1993. 
Within 18 months of the failure of a 
system using surface water or a ground 
water source under the direct influence 
of surface water to meet any one of the 
requirements of paragraphs (a) and (b) 
of this section or after June 29, 1993, 
whichever is later, the system must 
have installed filtration and meet the 
criteria for filtered systems specified 
in §§ 141.72(b) and 141.73. 

(a) Source water quality conditions. (1) 
The fecal coliform concentration must 
be equal to or less than 20/100 ml, or the 
total coliform concentration must be 
equal to or less than 100/100 ml (meas-
ured as specified in § 141.74 (a) (1) and 
(2) and (b)(1)), in representative sam-
ples of the source water immediately 
prior to the first or only point of dis-
infectant application in at least 90 per-
cent of the measurements made for the 
6 previous months that the system 
served water to the public on an ongo-
ing basis. If a system measures both 
fecal and total coliforms, the fecal coli-
form criterion, but not the total coli-
form criterion, in this paragraph must 
be met. 

(2) The turbidity level cannot exceed 
5 NTU (measured as specified in § 141.74 

(a)(4) and (b)(2)) in representative sam-
ples of the source water immediately 
prior to the first or only point of dis-
infectant application unless: (i) the 
State determines that any such event 
was caused by circumstances that were 
unusual and unpredictable; and (ii) as a 
result of any such event, there have 
not been more than two events in the 
past 12 months the system served 
water to the public, or more than five 
events in the past 120 months the sys-
tem served water to the public, in 
which the turbidity level exceeded 5 
NTU. An ‘‘event’’ is a series of consecu-
tive days during which at least one tur-
bidity measurement each day exceeds 5 
NTU. 

(b) Site-specific conditions. (1)(i) The 
public water system must meet the re-
quirements of § 141.72(a)(1) at least 11 of 
the 12 previous months that the system 
served water to the public, on an ongo-
ing basis, unless the system fails to 
meet the requirements during 2 of the 
12 previous months that the system 
served water to the public, and the 
State determines that at least one of 
these failures was caused by cir-
cumstances that were unusual and un-
predictable. 

(ii) The public water system must 
meet the requirements of § 141.72(a)(2) 
at all times the system serves water to 
the public. 

(iii) The public water system must 
meet the requirements of § 141.72(a)(3) 
at all times the system serves water to 
the public unless the State determines 
that any such failure was caused by 
circumstances that were unusual and 
unpredictable. 

(iv) The public water system must 
meet the requirements of § 141.72(a)(4) 
on an ongoing basis unless the State 
determines that failure to meet these 
requirements was not caused by a defi-
ciency in treatment of the source 
water. 

(2) The public water system must 
maintain a watershed control program 
which minimizes the potential for con-
tamination by Giardia lamblia cysts and 
viruses in the source water. The State 
must determine whether the watershed 
control program is adequate to meet 
this goal. The adequacy of a program 
to limit potential contamination by 
Giardia lamblia cysts and viruses must 
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be based on: the comprehensiveness of 
the watershed review; the effectiveness 
of the system’s program to monitor 
and control detrimental activities oc-
curring in the watershed; and the ex-
tent to which the water system has 
maximized land ownership and/or con-
trolled land use within the watershed. 
At a minimum, the watershed control 
program must: 

(i) Characterize the watershed hy-
drology and land ownership; 

(ii) Identify watershed characteris-
tics and activities which may have an 
adverse effect on source water quality; 
and 

(iii) Monitor the occurrence of activi-
ties which may have an adverse effect 
on source water quality. 

The public water system must dem-
onstrate through ownership and/or 
written agreements with landowners 
within the watershed that it can con-
trol all human activities which may 
have an adverse impact on the micro-
biological quality of the source water. 
The public water system must submit 
an annual report to the State that 
identifies any special concerns about 
the watershed and how they are being 
handled; describes activities in the wa-
tershed that affect water quality; and 
projects what adverse activities are ex-
pected to occur in the future and de-
scribes how the public water system 
expects to address them. For systems 
using a ground water source under the 
direct influence of surface water, an 
approved wellhead protection program 
developed under section 1428 of the Safe 
Drinking Water Act may be used, if the 
State deems it appropriate, to meet 
these requirements. 

(3) The public water system must be 
subject to an annual on-site inspection 
to assess the watershed control pro-
gram and disinfection treatment proc-
ess. Either the State or a party ap-
proved by the State must conduct the 
on-site inspection. The inspection must 
be conducted by competent individuals 
such as sanitary and civil engineers, 
sanitarians, or technicians who have 
experience and knowledge about the 
operation and maintenance of a public 
water system, and who have a sound 
understanding of public health prin-
ciples and waterborne diseases. A re-
port of the on-site inspection summa-

rizing all findings must be prepared 
every year. The on-site inspection 
must indicate to the State’s satisfac-
tion that the watershed control pro-
gram and disinfection treatment proc-
ess are adequately designed and main-
tained. The on-site inspection must in-
clude: 

(i) A review of the effectiveness of 
the watershed control program; 

(ii) A review of the physical condi-
tion of the source intake and how well 
it is protected; 

(iii) A review of the system’s equip-
ment maintenance program to ensure 
there is low probability for failure of 
the disinfection process; 

(iv) An inspection of the disinfection 
equipment for physical deterioration; 

(v) A review of operating procedures; 
(vi) A review of data records to en-

sure that all required tests are being 
conducted and recorded and disinfec-
tion is effectively practiced; and 

(vii) Identification of any improve-
ments which are needed in the equip-
ment, system maintenance and oper-
ation, or data collection. 

(4) The public water system must not 
have been identified as a source of a 
waterborne disease outbreak, or if it 
has been so identified, the system must 
have been modified sufficiently to pre-
vent another such occurrence, as deter-
mined by the State. 

(5) The public water system must 
comply with the maximum contami-
nant level (MCL) for total coliforms in 
§ 141.63 at least 11 months of the 12 pre-
vious months that the system served 
water to the public, on an ongoing 
basis, unless the State determines that 
failure to meet this requirement was 
not caused by a deficiency in treat-
ment of the source water. 

(6) The public water system must 
comply with the requirements for 
trihalomethanes in §§ 141.12 and 141.30 
until December 31, 2001. After Decem-
ber 31, 2001, the system must comply 
with the requirements for total 
trihalomethanes, haloacetic acids 
(five), bromate, chlorite, chlorine, 
chloramines, and chlorine dioxide in 
subpart L of this part. 

(c) Treatment technique violations. (1) 
A system that (i) fails to meet any one 
of the criteria in paragraphs (a) and (b) 
of this section and/or which the State 
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has determined that filtration is re-
quired, in writing pursuant to 
§ 1412(b)(7)(C)(iii), and (ii) fails to in-
stall filtration by the date specified in 
the introductory paragraph of this sec-
tion is in violation of a treatment tech-
nique requirement. 

(2) A system that has not installed 
filtration is in violation of a treatment 
technique requirement if: 

(i) The turbidity level (measured as 
specified in § 141.74(a)(4) and (b)(2)) in a 
representative sample of the source 
water immediately prior to the first or 
only point of disinfection application 
exceeds 5 NTU; or 

(ii) The system is identified as a 
source of a waterborne disease out-
break. 

[54 FR 27527, June 29, 1989, as amended at 63 
FR 69516, Dec. 16, 1998; 66 FR 3776, Jan. 16, 
2001]

§ 141.72 Disinfection. 
A public water system that uses a 

surface water source and does not pro-
vide filtration treatment must provide 
the disinfection treatment specified in 
paragraph (a) of this section beginning 
December 30, 1991, unless the State de-
termines that filtration is required in 
writing pursuant to § 1412 (b)(7)(C)(iii). 
A public water system that uses a 
ground water source under the direct 
influence of surface water and does not 
provide filtration treatment must pro-
vide disinfection treatment specified in 
paragraph (a) of this section beginning 
December 30, 1991, or 18 months after 
the State determines that the ground 
water source is under the influence of 
surface water, whichever is later, un-
less the State has determined that fil-
tration is required in writing pursuant 
to § 1412(b)(7)(C)(iii). If the State has 
determined that filtration is required, 
the system must comply with any in-
terim disinfection requirements the 
State deems necessary before filtration 
is installed. A system that uses a sur-
face water source that provides filtra-
tion treatment must provide the dis-
infection treatment specified in para-
graph (b) of this section beginnng June 
29, 1993, or beginning when filtration is 
installed, whichever is later. A system 
that uses a ground water source under 
the direct influence of surface water 
and provides filtration treatment must 

provide disinfection treatment as spec-
ified in paragraph (b) of this section by 
June 29, 1993, or beginning when filtra-
tion is installed, whichever is later. 
Failure to meet any requirement of 
this section after the applicable date 
specified in this introductory para-
graph is a treatment technique viola-
tion. 

(a) Disinfection requirements for public 
water systems that do not provide filtra-
tion. Each public water system that 
does not provide filtration treatment 
must provide disinfection treatment as 
follows: 

(1) The disinfection treatment must 
be sufficient to ensure at least 99.9 per-
cent (3-log) inactivation of Giardia 
lamblia cysts and 99.99 percent (4-log) 
inactivation of viruses, every day the 
system serves water to the public, ex-
cept any one day each month. Each day 
a system serves water to the public, 
the public water system must calculate 
the CT value(s) from the system’s 
treatment parameters, using the proce-
dure specified in § 141.74(b)(3), and de-
termine whether this value(s) is suffi-
cient to achieve the specified inactiva-
tion rates for Giardia lamblia cysts and 
viruses. If a system uses a disinfectant 
other than chlorine, the system may 
demonstrate to the State, through the 
use of a State-approved protocol for on-
site disinfection challenge studies or 
other information satisfactory to the 
State, that CT99.9 values other than 
those specified in tables 2.1 and 3.1 in 
§ 141.74(b)(3) or other operational pa-
rameters are adequate to demonstrate 
that the system is achieving minimum 
inactivation rates required by para-
graph (a)(1) of this section. 

(2) The disinfection system must 
have either (i) redundant components, 
including an auxiliary power supply 
with automatic start-up and alarm to 
ensure that disinfectant application is 
maintained continuously while water 
is being delivered to the distribution 
system, or (ii) automatic shut-off of de-
livery of water to the distribution sys-
tem whenever there is less than 0.2 mg/
l of residual disinfectant concentration 
in the water. If the State determines 
that automatic shut-off would cause 
unreasonable risk to health or inter-
fere with fire protection, the system 
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must comply with paragraph (a)(2)(i) of 
this section. 

(3) The residual disinfectant con-
centration in the water entering the 
distribution system, measured as speci-
fied in § 141.74 (a)(5) and (b)(5), cannot 
be less than 0.2 mg/l for more than 4 
hours. 

(4)(i) The residual disinfectant con-
centration in the distribution system, 
measured as total chlorine, combined 
chlorine, or chlorine dioxide, as speci-
fied in § 141.74 (a)(5) and (b)(6), cannot 
be undetectable in more than 5 percent 
of the samples each month, for any two 
consecutive months that the system 
serves water to the public. Water in the 
distribution system with a 
heterotrophic bacteria concentration 
less than or equal to 500/ml, measured 
as heterotrophic plate count (HPC) as 
specified in § 141.74(a)(3), is deemed to 
have a detectable disinfectant residual 
for purposes of determining compliance 
with this requirement. Thus, the value 
‘‘V’’ in the following formula cannot 
exceed 5 percent in one month, for any 
two consecutive months.

V
c d e

a b
= + +

+
×100

where: 
a=number of instances where the residual 

disinfectant concentration is measured; 
b=number of instances where the residual 

disinfectant concentration is not measured 
but heterotrophic bacteria plate count 
(HPC) is measured; 

c=number of instances where the residual 
disinfectant concentration is measured but 
not detected and no HPC is measured; 

d=number of instances where the residual 
disinfectant concentration is measured but 
not detected and where the HPC is >500/ml; 
and 

e=number of instances where the residual 
disinfectant concentration is not measured 
and HPC is >500/ml.

(ii) If the State determines, based on 
site-specific considerations, that a sys-
tem has no means for having a sample 
transported and analyzed for HPC by a 
certified laboratory under the requisite 
time and temperature conditions speci-
fied by § 141.74(a)(3) and that the sys-
tem is providing adequate disinfection 
in the distribution system, the require-
ments of paragraph (a)(4)(i) of this sec-
tion do not apply to that system. 

(b) Disinfection requirements for public 
water systems which provide filtration. 
Each public water system that provides 
filtration treatment must provide dis-
infection treatment as follows. 

(1) The disinfection treatment must 
be sufficient to ensure that the total 
treatment processes of that system 
achieve at least 99.9 percent (3-log) in-
activation and/or removal of Giardia 
lamblia cysts and at least 99.99 percent 
(4-log) inactivation and/or removal of 
viruses, as determined by the State. 

(2) The residual disinfectant con-
centration in the water entering the 
distribution system, measured as speci-
fied in § 141.74 (a)(5) and (c)(2), cannot 
be less than 0.2 mg/l for more than 4 
hours. 

(3)(i) The residual disinfectant con-
centration in the distribution system, 
measured as total chlorine, combined 
chlorine, or chlorine dioxide, as speci-
fied in § 141.74 (a)(5) and (c)(3), cannot 
be undetectable in more than 5 percent 
of the samples each month, for any two 
consecutive months that the system 
serves water to the public. Water in the 
distribution system with a 
heterotrophic bacteria concentration 
less than or equal to 500/ml, measured 
as heterotrophic plate count (HPC) as 
specified in § 141.74(a)(3), is deemed to 
have a detectable disinfectant residual 
for purposes of determining compliance 
with this requirement. Thus, the value 
‘‘V’’ in the following formula cannot 
exceed 5 percent in one month, for any 
two consecutive months.

V
c d e

a b
= + +

+
×100

where: 
a=number of instances where the residual 

disinfectant concentration is measured; 
b=number of instances where the residual 

disinfectant concentration is not measured 
but heterotrophic bacteria plate count 
(HPC) is measured; 

c=number of instances where the residual 
disinfectant concentration is measured but 
not detected and no HPC is measured; 

d=number of instances where no residual dis-
infectant concentration is detected and 
where the HPC is >500/ml; and 

e=number of instances where the residual 
disinfectant concentration is not measured 
and HPC is >500/ml.
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(ii) If the State determines, based on 
site-specific considerations, that a sys-
tem has no means for having a sample 
transported and analyzed for HPC by a 
certified laboratory under the requisite 
time and temperature conditions speci-
fied in § 141.74(a)(3) and that the system 
is providing adequate disinfection in 
the distribution system, the require-
ments of paragraph (b)(3)(i) of this sec-
tion do not apply.

§ 141.73 Filtration. 

A public water system that uses a 
surface water source or a ground water 
source under the direct influence of 
surface water, and does not meet all of 
the criteria in § 141.71 (a) and (b) for 
avoiding filtration, must provide treat-
ment consisting of both disinfection, as 
specified in § 141.72(b), and filtration 
treatment which complies with the re-
quirements of paragraph (a), (b), (c), 
(d), or (e) of this section by June 29, 
1993, or within 18 months of the failure 
to meet any one of the criteria for 
avoiding filtration in § 141.71 (a) and 
(b), whichever is later. Failure to meet 
any requirement of this section after 
the date specified in this introductory 
paragraph is a treatment technique 
violation. 

(a) Conventional filtration treatment or 
direct filtration. (1) For systems using 
conventional filtration or direct filtra-
tion, the turbidity level of representa-
tive samples of a system’s filtered 
water must be less than or equal to 0.5 
NTU in at least 95 percent of the meas-
urements taken each month, measured 
as specified in § 141.74 (a)(4) and (c)(1), 
except that if the State determines 
that the system is capable of achieving 
at least 99.9 percent removal and/or in-
activation of Giardia lamblia cysts at 
some turbidity level higher than 0.5 
NTU in at least 95 percent of the meas-
urements taken each month, the State 
may substitute this higher turbidity 
limit for that system. However, in no 
case may the State approve a turbidity 
limit that allows more than 1 NTU in 
more than 5 percent of the samples 
taken each month, measured as speci-
fied in § 141.74 (a)(4) and (c)(1). 

(2) The turbidity level of representa-
tive samples of a system’s filtered 
water must at no time exceed 5 NTU, 

measured as specified in § 141.74 (a)(4) 
and (c)(1). 

(3) Beginning January 1, 2002, sys-
tems serving at least 10,000 people must 
meet the turbidity requirements in 
§ 141.173(a). 

(4) Beginning January 14, 2005, sys-
tems serving fewer than 10,000 people 
must meet the turbidity requirements 
in §§ 141.550 through 141.553. 

(b) Slow sand filtration. (1) For sys-
tems using slow sand filtration, the 
turbidity level of representative sam-
ples of a system’s filtered water must 
be less than or equal to 1 NTU in at 
least 95 percent of the measurements 
taken each month, measured as speci-
fied in § 141.74 (a)(4) and (c)(1), except 
that if the State determines there is no 
significant interference with disinfec-
tion at a higher turbidity level, the 
State may substitute this higher tur-
bidity limit for that system. 

(2) The turbidity level of representa-
tive samples of a system’s filtered 
water must at no time exceed 5 NTU, 
measured as specified in § 141.74 (a)(4) 
and (c)(1). 

(c) Diatomaceous earth filtration. (1) 
For systems using diatomaceous earth 
filtration, the turbidity level of rep-
resentative samples of a system’s fil-
tered water must be less than or equal 
to 1 NTU in at least 95 percent of the 
measurements taken each month, 
measured as specified in § 141.74 (a)(4) 
and (c)(1). 

(2) The turbidity level of representa-
tive samples of a system’s filtered 
water must at no time exceed 5 NTU, 
measured as specified in § 141.74 (a)(4) 
and (c)(1). 

(d) Other filtration technologies. A pub-
lic water system may use a filtration 
technology not listed in paragraphs (a) 
through (c) of this section if it dem-
onstrates to the State, using pilot 
plant studies or other means, that the 
alternative filtration technology, in 
combination with disinfection treat-
ment that meets the requirements of 
§ 141.72(b), consistently achieves 99.9 
percent removal and/or inactivation of 
Giardia lamblia cysts and 99.99 percent 
removal and/or inactivation of viruses. 
For a system that makes this dem-
onstration, the requirements of para-
graph (b) of this section apply. Begin-
ning January 1, 2002, systems serving 
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at least 10,000 people must meet the re-
quirements for other filtration tech-
nologies in § 141.173(b). Beginning Janu-
ary 14, 2005, systems serving fewer than 
10,000 people must meet the require-
ments for other filtration technologies 
in § 141.550 through 141.553. 

[54 FR 27527, June 29, 1989, as amended at 63 
FR 69516, Dec. 16, 1998; 66 FR 3776, Jan. 16, 
2001; 67 FR 1836, Jan. 14, 2002]

§ 141.74 Analytical and monitoring re-
quirements. 

(a) Analytical requirements. Only the 
analytical method(s) specified in this 
paragraph, or otherwise approved by 
EPA, may be used to demonstrate com-
pliance with §§ 141.71, 141.72 and 141.73. 
Measurements for pH, turbidity, tem-
perature and residual disinfectant con-
centrations must be conducted by a 
person approved by the State. Measure-
ment for total coliforms, fecal coli-
forms and HPC must be conducted by a 
laboratory certified by the State or 
EPA to do such analysis. Until labora-
tory certification criteria are devel-
oped for the analysis of fecal coliforms 
and HPC, any laboratory certified for 
total coliforms analysis by the State or 
EPA is deemed certified for fecal coli-
forms and HPC analysis. The following 
procedures shall be conducted in ac-
cordance with the publications listed 
in the following section. This incorpo-
ration by reference was approved by 
the Director of the Federal Register in 
accordance with 5 U.S.C. 552(a) and 1 
CFR part 51. Copies of the methods 
published in Standard Methods for the 
Examination of Water and Wastewater 
may be obtained from the American 
Public Health Association et al., 1015 
Fifteenth Street, NW., Washington, DC 
20005; copies of the Minimal Medium 
ONPG–MUG Method as set forth in the 
article ‘‘National Field Evaluation of a 
Defined Substrate Method for the Si-
multaneous Enumeration of Total Coli-
forms and Esherichia coli from Drinking 
Water: Comparison with the Standard 
Multiple Tube Fermentation Method’’ 
(Edberg et al.), Applied and Environ-
mental Microbiology, Volume 54, pp. 
1595–1601, June 1988 (as amended under 
Erratum, Applied and Environmental 
Microbiology, Volume 54, p. 3197, De-
cember, 1988), may be obtained from 
the American Water Works Association 

Research Foundation, 6666 West Quincy 
Avenue, Denver, Colorado, 80235; and 
copies of the Indigo Method as set forth 
in the article ‘‘Determination of Ozone 
in Water by the Indigo Method’’ (Bader 
and Hoigne), may be obtained from 
Ozone Science & Engineering, 
Pergamon Press Ltd., Fairview Park, 
Elmsford, New York 10523. Copies may 
be inspected at the U.S. Environmental 
Protection Agency, Room EB15, 401 M 
St., SW., Washington, DC 20460 or at 
the Office of the Federal Register, 800 
North Capitol Street, NW., suite 700, 
Washington, DC. 

(1) Public water systems must con-
duct analysis of pH and temperature in 
accordance with one of the methods 
listed at § 141.23(k)(1). Public water sys-
tems must conduct analysis of total 
coliforms, fecal coliforms, 
heterotrophic bacteria, and turbidity 
in accordance with one of the following 
analytical methods and by using ana-
lytical test procedures contained in 
Technical Notes on Drinking Water Meth-
ods, EPA–600/R–94–173, October 1994, 
which is available at NTIS PB95–104766.

Organism Methodology Citation 1 

Total Coliform 2 ..... Total Coliform Fer-
mentation Tech-
nique 3 4 5.

9221 A, B, C 

Total Coliform 
Membrane Filter 
Technique 6.

9222 A, B, C 

ONPG-MUG Test 7 9223 
Fecal Coliforms 2 ... Fecal Coliform 

Procedure 8.
9221 E 

Fecal Coliform Fil-
ter Procedure.

9222 D 

Heterotrophic bac-
teria 2.

Pour Plate Method 9215 B 

SimPlate 11.
Turbidity ................ Nephelometric 

Method.
2130 B 

Nephelometric 
Method.

180.1 9 

Great Lakes In-
struments.

Method 2 10 

Hach FilterTrak .... 10133 12 

The procedures shall be done in accordance with the docu-
ments listed below. The incorporation by reference of the fol-
lowing documents listed in footnotes 1, 6, 7 and 9–12 was ap-
proved by the Director of the Federal Register in accordance 
with 5 U.S.C. 552(a) and 1 CFR part 51. Copies of the docu-
ments may be obtained from the sources listed below. Infor-
mation regarding obtaining these documents can be obtained 
from the Safe Drinking Water Hotline at 800–426–4791. Doc-
uments may be inspected at EPA’s Drinking Water Docket, 
1301 Constitution Avenue, NW., EPA West, Room B102, 
Washington DC 20460 (Telephone: 202–566–2426); or at the 
Office of the Federal Register, 800 North Capitol Street, NW., 
Suite 700, Washington, DC 20408. 
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1 Except where noted, all methods refer to Standard Meth-
ods for the Examination of Water and Wastewater, 18th edi-
tion (1992), 19th edition (1995), or 20th edition (1998), Amer-
ican Public Health Association, 1015 Fifteenth Street, NW., 
Washington, DC 20005. The cited methods published in any 
of these three editions may be used. 

2 The time from sample collection to initiation of analysis 
may not exceed 8 hours. Systems must hold samples below 
10 deg. C during transit. 

3 Lactose broth, as commercially available, may be used in 
lieu of lauryl tryptose broth, if the system conducts at least 25 
parallel tests between this medium and lauryl tryptose broth 
using the water normally tested, and this comparison dem-
onstrates that the false-positive rate and false-negative rate 
for total coliform, using lactose broth, is less than 10 percent. 

4 Media should cover inverted tubes at least one-half to two-
thirds after the sample is added. 

5 No requirement exists to run the completed phase on 10 
percent of all total coliform-positive confirmed tubes. 

6 MI agar also may be used. Preparation and use of MI 
agar is set forth in the article, ‘‘New medium for the simulta-
neous detection of total coliform and Escherichia coli in water’’ 
by Brenner, K.P., et. al., 1993, Appl. Environ. Microbiol. 
59:3534–3544. Also available from the Office of Water Re-
source Center (RC–4100T), 1200 Pennsylvania Avenue, NW., 
Washington DC 20460, EPA/600/J–99/225. Verification of 
colonies is not required. 

7 The ONPG–MUG Test is also known as the Autoanalysis 
Colilert System. 

8 A–1 Broth may be held up to three months in a tightly 
closed screw cap tube at 4 deg. C. 

9 ‘‘Methods for the Determination of Inorganic Substances in 
Environmental Samples’’, EPA/600/R–93/100, August 1993. 
Available at NTIS, PB94–121811. 

10 GLI Method 2, ‘‘Turbidity’’, November 2, 1992, Great 
Lakes Instruments, Inc., 8855 North 55th Street, Milwaukee, 
Wisconsin 53223. 

11 A description of the SimPlate method, ‘‘IDEXX SimPlate 
TM HPC Test Method for Heterotrophs in Water’’, November 
2000, can be obtained from IDEXX Laboratories, Inc., One 
IDEXX Drive, Westbrook, Maine 04092, telephone (800) 321–
0207. 

12 A description of the Hach FilterTrak Method 10133, ‘‘De-
termination of Turbidity by Laser Nephelometry’’, January 
2000, Revision 2.0, can be obtained from; Hach Co., P.O. 
Box 389, Loveland, Colorado 80539–0389. Phone: 800–227–
4224. 

(2) Public water systems must meas-
ure residual disinfectant concentra-
tions with one of the analytical meth-
ods in the following table. Except for 
the method for ozone residuals, the dis-
infectant residual methods are con-
tained in the 18th, 19th, and 20th edi-
tions of Standard Methods for the Ex-
amination of Water and Wastewater, 
1992, 1995, and 1998; the cited methods 
published in any of these three editions 
may be used. The ozone method, 4500–
O3 B, is contained in both the 18th and 
19th editions of Standard Methods for 
the Examination of Water and Waste-
water, 1992, 1995; either edition may be 
used. If approved by the State, residual 
disinfectant concentrations for free 
chlorine and combined chlorine also 
may be measured by using DPD colori-
metric test kits. Free and total chlo-
rine residuals may be measured con-
tinuously by adapting a specified chlo-
rine residual method for use with a 
continuous monitoring instrument pro-
vided the chemistry, accuracy, and pre-
cision remain same. Instruments used 

for continuous monitoring must be 
calibrated with a grab sample measure-
ment at least every five days, or with 
a protocol approved by the State.

Residual Methodology Methods 

Free Chlo-
rine.

Amperometric Titration 4500–Cl D 

DPD Ferrous 
Titrimetric.

4500–Cl F 

DPD Colorimetric ........ 4500–Cl G 
Syringaldazine 

(FACTS).
4500–Cl H 

Total Chlo-
rine.

Amperometric Titration 4500–Cl D 

Amperometric Titration 
(low level measure-
ment).

4500–Cl E 

DPD Ferrous 
Titrimetric.

4500–Cl F 

DPD Colorimetric ........ 4500–Cl G 
Iodometric Electrode ... 4500–Cl I 

Chlorine Di-
oxide.

Amperometric Titration 4500–ClO2 C 

DPD Method ............... 4500–ClO2 D 
Amperometric Titration 4500–ClO2 E 

Ozone ....... Indigo Method ............. 4500–O3 B 

(b) Monitoring requirements for systems 
that do not provide filtration. A public 
water system that uses a surface water 
source and does not provide filtration 
treatment must begin monitoring, as 
specified in this paragraph (b), begin-
ning December 31, 1990, unless the 
State has determined that filtration is 
required in writing pursuant to 
§ 1412(b)(7)(C)(iii), in which case the 
State may specify alternative moni-
toring requirements, as appropriate, 
until filtration is in place. A public 
water system that uses a ground water 
source under the direct influence of 
surface water and does not provide fil-
tration treatment must begin moni-
toring as specified in this paragraph (b) 
beginning December 31, 1990, or 6 
months after the State determines that 
the ground water source is under the 
direct influence of surface water, 
whichever is later, unless the State has 
determined that filtration is required 
in writing pursuant to 
§ 1412(b)(7)(C)(iii), in which case the 
State may specify alternative moni-
toring requirements, as appropriate, 
until filtration is in place. 

(1) Fecal coliform or total coliform 
density measurements as required by 
§ 141.71(a)(1) must be performed on rep-
resentative source water samples im-
mediately prior to the first or only 
point of disinfectant application. The 
system must sample for fecal or total 

VerDate jul<14>2003 10:39 Aug 22, 2003 Jkt 200158 PO 00000 Frm 00449 Fmt 8010 Sfmt 8002 Y:\SGML\200158T.XXX 200158T



450

40 CFR Ch. I (7–1–03 Edition)§ 141.74

coliforms at the following minimum 
frequency each week the system serves 
water to the public:

System size (persons served) Samples/
week1

™500 ...................................................................... 1
501 to 3,300 .......................................................... 2
3,301 to 10,000 ..................................................... 3
10,001 to 25,000 ................................................... 4
>25,000 .................................................................. 5

1 Must be taken on separate days. 

Also, one fecal or total coliform den-
sity measurement must be made every 
day the system serves water to the 
public and the turbidity of the source 
water exceeds 1 NTU (these samples 
count towards the weekly coliform 
sampling requirement) unless the State 
determines that the system, for 
logistical reasons outside the system’s 
control, cannot have the sample ana-
lyzed within 30 hours of collection. 

(2) Turbidity measurements as re-
quired by § 141.71(a)(2) must be per-
formed on representative grab samples 
of source water immediately prior to 
the first or only point of disinfectant 
application every four hours (or more 
frequently) that the system serves 
water to the public. A public water sys-
tem may substitute continuous tur-
bidity monitoring for grab sample 
monitoring if it validates the contin-
uous measurement for accuracy on a 
regular basis using a protocol approved 
by the State. 

(3) The total inactivation ratio for 
each day that the system is in oper-
ation must be determined based on the 
CT99.9 values in tables 1.1–1.6, 2.1, and 
3.1 of this section, as appropriate. The 
parameters necessary to determine the 
total inactivation ratio must be mon-
itored as follows: 

(i) The temperature of the disinfected 
water must be measured at least once 
per day at each residual disinfectant 
concentration sampling point. 

(ii) If the system uses chlorine, the 
pH of the disinfected water must be 
measured at least once per day at each 
chlorine residual disinfectant con-
centration sampling point. 

(iii) The disinfectant contact time(s) 
(‘‘T’’) must be determined for each day 
during peak hourly flow. 

(iv) The residual disinfectant con-
centration(s) (‘‘C’’) of the water before 

or at the first customer must be meas-
ured each day during peak hourly flow. 

(v) If a system uses a disinfectant 
other than chlorine, the system may 
demonstrate to the State, through the 
use of a State-approved protocol for on-
site disinfection challenge studies or 
other information satisfactory to the 
State, that CT99.9 values other than 
those specified in tables 2.1 and 3.1 in 
this section other operational param-
eters are adequate to demonstrate that 
the system is achieving the minimum 
inactivation rates required by 
§ 141.72(a)(1).

TABLE 1.1—CT VALUES (CT99.9) FOR 99.9 PER-
CENT INACTIVATION OF GIARDIA LAMBLIA 
CYSTS BY FREE CHLORINE AT 0.5 °C OR 
LOWER 1 

Resid-
ual 

(mg/l) 

pH 

™6.0 6.5 7.0 7.5 8.0 8.5 ™9.0 

™0.4 .. 137 163 195 237 277 329 390 
0.6 ..... 141 168 200 239 286 342 407 
0.8 ..... 145 172 205 246 295 354 422 
1.0 ..... 148 176 210 253 304 365 437 
1.2 ..... 152 180 215 259 313 376 451 
1.4 ..... 155 184 221 266 321 387 464 
1.6 ..... 157 189 226 273 329 397 477 
1.8 ..... 162 193 231 279 338 407 489 
2.0 ..... 165 197 236 286 346 417 500 
2.2 ..... 169 201 242 297 353 426 511 
2.4 ..... 172 205 247 298 361 435 522 
2.6 ..... 175 209 252 304 368 444 533 
2.8 ..... 178 213 257 310 375 452 543 
3.0 ..... 181 217 261 316 382 460 552

1 These CT values achieve greater than a 99.99 percent in-
activation of viruses. CT values between the indicated pH val-
ues may be determined by linear interpolation. CT values be-
tween the indicated temperatures of different tables may be 
determined by linear interpolation. If no interpolation is used, 
use the CT99.9 value at the lower temperature and at the high-
er pH. 

TABLE 1.2—CT VALUES (CT 99.9) FOR 99.9 
PERCENT INACTIVATION OF GIARDIA LAMBLIA 
CYSTS BY FREE CHLORINE AT 5.0 °C1

Free 
resid-

ual 
(mg/l) 

pH 

™6.0 6.5 7.0 7.5 8.0 8.5 ™9.0

™0.4 .. 97 117 139 166 198 236 279
0.6 .. 100 120 143 171 204 244 291
0.8 .. 103 122 146 175 210 252 301
1.0 .. 105 125 149 179 216 260 312
1.2 .. 107 127 152 183 221 267 320
1.4 .. 109 130 155 187 227 274 329
1.6 .. 111 132 158 192 232 281 337
1.8 .. 114 135 162 196 238 287 345
2.0 .. 116 138 165 200 243 294 353
2.2 .. 118 140 169 204 248 300 361
2.4 .. 120 143 172 209 253 306 368
2.6 .. 122 146 175 213 258 312 375
2.8 .. 124 148 178 217 263 318 382
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TABLE 1.2—CT VALUES (CT 99.9) FOR 99.9 
PERCENT INACTIVATION OF GIARDIA LAMBLIA 
CYSTS BY FREE CHLORINE AT 5.0 °C1—Con-
tinued

Free 
resid-

ual 
(mg/l) 

pH 

™6.0 6.5 7.0 7.5 8.0 8.5 ™9.0

3.0 .. 126 151 182 221 268 324 389

1 These CT values achieve greater than a 99.99 percent in-
activation of viruses. CT values between the indicated pH val-
ues may be determined by linear interpolation. CT values be-
tween the indicated temperatures of different tables may be 
determined by linear interpolation. If no interpolation is used, 
use the CT99.9 value at the lower temperature, and at the 
higher pH. 

TABLE 1.3—CT VALUES (CT 99.9) FOR 99.9 
PERCENT INACTIVATION OF GIARDIA LAMBLIA 
CYSTS BY FREE CHLORINE AT 10.0 °C1

Free 
resid-

ual 
(mg/l) 

pH 

™6.0 6.5 7.0 7.5 8.0 8.5 ™9.0

™0.4 .. 73 88 104 125 149 177 209
0.6 .. 75 90 107 128 153 183 218
0.8 .. 78 92 110 131 158 189 226
1.0 .. 79 94 112 134 162 195 234
1.2 .. 80 95 114 137 166 200 240
1.4 .. 82 98 116 140 170 206 247
1.6 .. 83 99 119 144 174 211 253
1.8 .. 86 101 122 147 179 215 259
2.0 .. 87 104 124 150 182 221 265
2.2 .. 89 105 127 153 186 225 271
2.4 .. 90 107 129 157 190 230 276
2.6 .. 92 110 131 160 194 234 281
2.8 .. 93 111 134 163 197 239 287
3.0 .. 95 113 137 166 201 243 292

1 These CT values achieve greater than a 99.99 percent in-
activation of viruses. CT values between the indicated pH val-
ues may be determined by linear interpolation. CT values be-
tween the indicated temperatures of different tables may be 
determined by linear interpolation. If no interpolation is used, 
use the CT99.9 value at the lower temperature, and at the 
higher pH. 

TABLE 1.4—CT VALUES (CT 99.9) FOR 99.9 
PERCENT INACTIVATION OF GIARDIA LAMBLIA 
CYSTS BY FREE CHLORINE AT 15.0 °C1

Free 
resid-

ual 
(mg/l) 

pH 

™6.0 6.5 7.0 7.5 8.0 8.5 ™9.0

™0.4 .. 49 59 70 83 99 118 140
0.6 .. 50 60 72 86 102 122 146
0.8 .. 52 61 73 88 105 126 151
1.0 .. 53 63 75 90 108 130 156
1.2 .. 54 64 76 92 111 134 160
1.4 .. 55 65 78 94 114 137 165
1.6 .. 56 66 79 96 116 141 169
1.8 .. 57 68 81 98 119 144 173
2.0 .. 58 69 83 100 122 147 177
2.2 .. 59 70 85 102 124 150 181
2.4 .. 60 72 86 105 127 153 184
2.6 .. 61 73 88 107 129 156 188
2.8 .. 62 74 89 109 132 159 191

TABLE 1.4—CT VALUES (CT 99.9) FOR 99.9 
PERCENT INACTIVATION OF GIARDIA LAMBLIA 
CYSTS BY FREE CHLORINE AT 15.0 °C1—
Continued

Free 
resid-

ual 
(mg/l) 

pH 

™6.0 6.5 7.0 7.5 8.0 8.5 ™9.0

3.0 .. 63 76 91 111 134 162 195

1 These CT values achieve greater than a 99.99 percent in-
activation of viruses. CT values between the indicated pH val-
ues may be determined by linear interpolation. CT values be-
tween the indicated temperatures of different tables may be 
determined by linear interpolation. If no interpolation is used, 
use the CT99.9 value at the lower temperature, and at the 
higher pH. 

TABLE 1.5—CT VALUES (CT99.9) FOR 99.9 PER-
CENT INACTIVATION OF GIARDIA LAMBLIA 
CYSTS BY FREE CHLORINE AT 20 °C1 

Free 
resid-

ual 
(mg/l) 

pH 

™ 6.0 6.5 7.0 7.5 8.0 8.5 ™ 9.0 

™ 0.4 36 44 52 62 74 89 105
0.6 ..... 38 45 54 64 77 92 109
0.8 ..... 39 46 55 66 79 95 113
1.0 ..... 39 47 56 67 81 98 117
1.2 ..... 40 48 57 69 83 100 120
1.4 ..... 41 49 58 70 85 103 123
1.6 ..... 42 50 59 72 87 105 126
1.8 ..... 43 51 61 74 89 108 129
2.0 ..... 44 52 62 75 91 110 132
2.2 ..... 44 53 63 77 93 113 135
2.4 ..... 45 54 65 78 95 115 138
2.6 ..... 46 55 66 80 97 117 141
2.8 ..... 47 56 67 81 99 119 143
3.0 ..... 47 57 68 83 101 122 146

1 These CT values achieve greater than a 99.99 percent in-
activation of viruses. CT values between the indicated pH val-
ues may be determined by linear interpolation. CT values be-
tween the indicated temperatures of different tables may be 
determined by linear interpolation. If no interpolation is used, 
use the CT99.9 value at the lower temperature, and at the 
higher pH. 

TABLE 1.6—CT VALUES (CT99.9) FOR 99.9 PER-
CENT INACTIVATION OF GIARDIA LAMBLIA 
CYSTS BY FREE CHLORINE AT 25 °C1 AND 
HIGHER 

Free 
resid-

ual 
(mg/l) 

pH 

™ 6.0 6.5 7.0 7.5 8.0 8.5 ™ 9.0 

™ 0.4 24 29 35 42 50 59 70
0.6 ..... 25 30 36 43 51 61 73
0.8 ..... 26 31 37 44 53 63 75
1.0 ..... 26 31 37 45 54 65 78
1.2 ..... 27 32 38 46 55 67 80
1.4 ..... 27 33 39 47 57 69 82
1.6 ..... 28 33 40 48 58 70 84
1.8 ..... 29 34 41 49 60 72 86
2.0 ..... 29 35 41 50 61 74 88
2.2 ..... 30 35 42 51 62 75 90
2.4 ..... 30 36 43 52 63 77 92
2.6 ..... 31 37 44 53 65 78 94
2.8 ..... 31 37 45 54 66 80 96
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TABLE 1.6—CT VALUES (CT99.9) FOR 99.9 PER-
CENT INACTIVATION OF GIARDIA LAMBLIA 
CYSTS BY FREE CHLORINE AT 25 °C1 AND 
HIGHER—Continued

Free 
resid-

ual 
(mg/l) 

pH 

™ 6.0 6.5 7.0 7.5 8.0 8.5 ™ 9.0 

3.0 ..... 32 38 46 55 67 81 97 

1 These CT values achieve greater than a 99.99 percent in-
activation of viruses. CT values between the indicated pH val-
ues may be determined by linear interpolation. CT values be-
tween the indicated temperatures of different tables may be 
determined by linear interpolation. If no interpolation is used, 
use the CT99.9 value at the lower temperature, and at the 
higher pH. 

TABLE 2.1—CT VALUES (CT99.9) FOR 99.9 PERCENT INACTIVATION OF GIARDIA LAMBLIA CYSTS BY 
CHLORINE DIOXIDE AND OZONE1 

Temperature 

< 1 °C 5 °C 10 °C 15 °C 20 °C ´ 25 °C 

Chlorine dioxide ........................................................................ 63 26 23 19 15 11 
Ozone ........................................................................................ 2.9 1.9 1.4 0.95 0.72 0.48 

1 These CT values achieve greater than 99.99 percent inactivation of viruses. CT values between the indicated temperatures 
may be determined by linear interpolation. If no interpolation is used, use the CT99.9 value at the lower temperature for deter-
mining CT99.9 values between indicated temperatures. 

TABLE 3.1—CT VALUES (CT 99.9) FOR 99.9 
PERCENT INACTIVATION OF GIARDIA LAMBLIA 
CYSTS BY CHLORAMINES1

Temperature 

< 1 °C 5 °C 10 °C 15 °C 20 °C  25 °C 

3,800 2,200 1,850 1,500 1,100 750

1 These values are for pH values of 6 to 9. These CT val-
ues may be assumed to achieve greater than 99.99 percent 
inactivation of viruses only if chlorine is added and mixed in 
the water prior to the addition of ammonia. If this condition is 
not met, the system must demonstrate, based on on-site stud-
ies or other information, as approved by the State, that the 
system is achieving at least 99.99 percent inactivation of vi-
ruses. CT values between the indicated temperatures may be 
determined by linear interpolation. If no interpolation is used, 
use the CT99.9 value at the lower temperature for determining 
CT99.9 values between indicated temperatures. 

(4) The total inactivation ratio must 
be calculated as follows: 

(i) If the system uses only one point 
of disinfectant application, the system 

may determine the total inactivation 
ratio based on either of the following 
two methods: 

(A) One inactivation ratio (CTcalc/
CT99.9) is determined before or at the 
first customer during peak hourly flow 
and if the CTcalc/CT99.9 ´ 1.0, the 99.9 
percent Giardia lamblia inactivation re-
quirement has been achieved; or 

(B) Successive CTcalc/CT99.9 values, 
representing sequential inactivation 
ratios, are determined between the 
point of disinfectant application and a 
point before or at the first customer 
during peak hourly flow. Under this al-
ternative, the following method must 
be used to calculate the total inactiva-
tion ratio:

( )

( )

.

.

.

1

3

99 9

99 9

99 9

Determine 
CTcalc

 for each sequence.

(2) Add the 
CTcalc

 values together
(CTcalc)

CT

CTcalc
 1.0,  the 99.9 percent 

99.9

CT

CT

If
CT

∑

∑













≥ Giardia
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lamblia inactivation requirement has 
been achieved. 

(ii) If the system uses more than one 
point of disinfectant application before 
or at the first customer, the system 
must determine the CT value of each 
disinfection sequence immediately 
prior to the next point of disinfectant 
application during peak hourly flow. 
The CTcalc/CT99.9 value of each se-
quence and

CTcalc

CT99 9.
∑

must be calculated using the method 
in paragraph (b)(4)(i)(B) of this section 
to determine if the system is in com-
pliance with § 142.72(a). 

(iii) Although not required, the total 
percent inactivation for a system with 
one or more points of residual dis-
infectant concentration monitoring 
may be calculated by solving the fol-
lowing equation:

Percent inactivation = 100

= 3
CTcalc

CT99.9

−

×




∑

100

10z

where z

(5) The residual disinfectant con-
centration of the water entering the 
distribution system must be monitored 
continuously, and the lowest value 
must be recorded each day, except that 
if there is a failure in the continuous 
monitoring equipment, grab sampling 
every 4 hours may be conducted in lieu 
of continuous monitoring, but for no 
more than 5 working days following 
the failure of the equipment, and sys-
tems serving 3,300 or fewer persons may 
take grab samples in lieu of providing 
continuous monitoring on an ongoing 
basis at the frequencies prescribed 
below:

System size by population Samples/
day1

<500 ....................................................................... 1
501 to 1,000 .......................................................... 2
1,001 to 2,500 ....................................................... 3
2,501 to 3,300 ....................................................... 4

1 The day’s samples cannot be taken at the same time. The 
sampling intervals are subject to State review and approval. 

If at any time the residual disinfectant 
concentration falls below 0.2 mg/l in a 

system using grab sampling in lieu of 
continuous monitoring, the system 
must take a grab sample every 4 hours 
until the residual concentration is 
equal to or greater than 0.2 mg/l. 

(6)(i) The residual disinfectant con-
centration must be measured at least 
at the same points in the distribution 
system and at the same time as total 
coliforms are sampled, as specified in 
§ 141.21, except that the State may 
allow a public water system which uses 
both a surface water source or a ground 
water source under direct influence of 
surface water, and a ground water 
source, to take disinfectant residual 
samples at points other than the total 
coliform sampling points if the State 
determines that such points are more 
representative of treated (disinfected) 
water quality within the distribution 
system. Heterotrophic bacteria, meas-
ured as heterotrophic plate count 
(HPC) as specified in paragraph (a)(3) of 
this section, may be measured in lieu 
of residual disinfectant concentration. 

(ii) If the State determines, based on 
site-specific considerations, that a sys-
tem has no means for having a sample 
transported and analyzed for HPC by a 
certified laboratory under the requisite 
time and temperature conditions speci-
fied by paragraph (a)(3) of this section 
and that the system is providing ade-
quate disinfection in the distribution 
system, the requirements of paragraph 
(b)(6)(i) of this section do not apply to 
that system. 

(c) Monitoring requirements for systems 
using filtration treatment. A public water 
system that uses a surface water 
source or a ground water source under 
the influence of surface water and pro-
vides filtration treatment must mon-
itor in accordance with this paragraph 
(c) beginning June 29, 1993, or when fil-
tration is installed, whichever is later. 

(1) Turbidity measurements as re-
quired by § 141.73 must be performed on 
representative samples of the system’s 
filtered water every four hours (or 
more frequently) that the system 
serves water to the public. A public 
water system may substitute contin-
uous turbidity monitoring for grab 
sample monitoring if it validates the 
continuous measurement for accuracy 
on a regular basis using a protocol ap-
proved by the State. For any systems 
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using slow sand filtration or filtration 
treatment other than conventional 
treatment, direct filtration, or diato-
maceous earth filtration, the State 
may reduce the sampling frequency to 
once per day if it determines that less 
frequent monitoring is sufficient to in-
dicate effective filtration performance. 
For systems serving 500 or fewer per-
sons, the State may reduce the tur-
bidity sampling frequency to once per 
day, regardless of the type of filtration 
treatment used, if the State deter-
mines that less frequent monitoring is 
sufficient to indicate effective filtra-
tion performance. 

(2) The residual disinfectant con-
centration of the water entering the 
distribution system must be monitored 
continuously, and the lowest value 
must be recorded each day, except that 
if there is a failure in the continuous 
monitoring equipment, grab sampling 
every 4 hours may be conducted in lieu 
of continuous monitoring, but for no 
more than 5 working days following 
the failure of the equipment, and sys-
tems serving 3,300 or fewer persons may 
take grab samples in lieu of providing 
continuous monitoring on an ongoing 
basis at the frequencies each day pre-
scribed below:

System size by population Samples/
day 1 

±500 ....................................................................... 1 
501 to 1,000 .......................................................... 2 
1,001 to 2,500 ....................................................... 3 
2,501 to 3,300 ....................................................... 4 

1 The day’s samples cannot be taken at the same time. The 
sampling intervals are subject to State review and approval. 

If at any time the residual disinfectant 
concentration falls below 0.2 mg/l in a 
system using grab sampling in lieu of 
continuous monitoring, the system 
must take a grab sample every 4 hours 
until the residual disinfectant con-
centration is equal to or greater than 
0.2 mg/l. 

(3)(i) The residual disinfectant con-
centration must be measured at least 
at the same points in the distribution 
system and at the same time as total 
coliforms are sampled, as specified in 
§ 141.21, except that the State may 
allow a public water system which uses 
both a surface water source or a ground 
water source under direct influence of 
surface water, and a ground water 
source to take disinfectant residual 

samples at points other than the total 
coliform sampling points if the State 
determines that such points are more 
representative of treated (disinfected) 
water quality within the distribution 
system. Heterotrophic bacteria, meas-
ured as heterotrophic plate count 
(HPC) as specified in paragraph (a)(3) of 
this section, may be measured in lieu 
of residual disinfectant concentration. 

(ii) If the State determines, based on 
site-specific considerations, that a sys-
tem has no means for having a sample 
transported and analyzed for HPC by a 
certified laboratory under the requisite 
time and temperature conditions speci-
fied by paragraph (a)(3) of this section 
and that the system is providing ade-
quate disinfection in the distribution 
system, the requirements of paragraph 
(c)(3)(i) of this section do not apply to 
that system. 

[54 FR 27527, June 29, 1989, as amended at 59 
FR 62470, Dec. 5, 1994; 60 FR 34086, June 29, 
1995; 64 FR 67465, Dec. 1, 1999; 67 FR 65252, 
Oct. 23, 2002; 67 FR 65901, Oct. 29, 2002]

§ 141.75 Reporting and recordkeeping 
requirements. 

(a) A public water system that uses a 
surface water source and does not pro-
vide filtration treatment must report 
monthly to the State the information 
specified in this paragraph (a) begin-
ning December 31, 1990, unless the 
State has determined that filtration is 
required in writing pursuant to section 
1412(b)(7)(C)(iii), in which case the 
State may specify alternative report-
ing requirements, as appropriate, until 
filtration is in place. A public water 
system that uses a ground water source 
under the direct influence of surface 
water and does not provide filtration 
treatment must report monthly to the 
State the information specified in this 
paragraph (a) beginning December 31, 
1990, or 6 months after the State deter-
mines that the ground water source is 
under the direct influence of surface 
water, whichever is later, unless the 
State has determined that filtration is 
required in writing pursuant to 
§ 1412(b)(7)(C)(iii), in which case the 
State may specify alternative report-
ing requirements, as appropriate, until 
filtration is in place. 

(1) Source water quality information 
must be reported to the State within 10 
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days after the end of each month the 
system serves water to the public. In-
formation that must be reported in-
cludes: 

(i) The cumulative number of months 
for which results are reported. 

(ii) The number of fecal and/or total 
coliform samples, whichever are ana-
lyzed during the month (if a system 
monitors for both, only fecal coliforms 
must be reported), the dates of sample 
collection, and the dates when the tur-
bidity level exceeded 1 NTU. 

(iii) The number of samples during 
the month that had equal to or less 
than 20/100 ml fecal coliforms and/or 
equal to or less than 100/100 ml total 
coliforms, whichever are analyzed. 

(iv) The cumulative number of fecal 
or total coliform samples, whichever 
are analyzed, during the previous six 
months the system served water to the 
public. 

(v) The cumulative number of sam-
ples that had equal to or less than 20/
100 ml fecal coliforms or equal to or 
less than 100/100 ml total coliforms, 
whichever are analyzed, during the pre-
vious six months the system served 
water to the public. 

(vi) The percentage of samples that 
had equal to or less than 20/100 ml fecal 
coliforms or equal to or less than 100/
100 ml total coliforms, whichever are 
analyzed, during the previous six 
months the system served water to the 
public. 

(vii) The maximum turbidity level 
measured during the month, the date(s) 
of occurrence for any measurement(s) 
which exceeded 5 NTU, and the date(s) 
the occurrence(s) was reported to the 
State. 

(viii) For the first 12 months of rec-
ordkeeping, the dates and cumulative 
number of events during which the tur-
bidity exceeded 5 NTU, and after one 
year of recordkeeping for turbidity 
measurements, the dates and cumu-
lative number of events during which 
the turbidity exceeded 5 NTU in the 
previous 12 months the system served 
water to the public. 

(ix) For the first 120 months of rec-
ordkeeping, the dates and cumulative 
number of events during which the tur-
bidity exceeded 5 NTU, and after 10 
years of recordkeeping for turbidity 
measurements, the dates and cumu-

lative number of events during which 
the turbidity exceeded 5 NTU in the 
previous 120 months the system served 
water to the public. 

(2) Disinfection information specified 
in § 141.74(b) must be reported to the 
State within 10 days after the end of 
each month the system serves water to 
the public. Information that must be 
reported includes: 

(i) For each day, the lowest measure-
ment of residual disinfectant con-
centration in mg/l in water entering 
the distribution system. 

(ii) The date and duration of each pe-
riod when the residual disinfectant 
concentration in water entering the 
distribution system fell below 0.2 mg/l 
and when the State was notified of the 
occurrence. 

(iii) The daily residual disinfectant 
concentration(s) (in mg/l) and dis-
infectant contact time(s) (in minutes) 
used for calculating the CT value(s). 

(iv) If chlorine is used, the daily 
measurement(s) of pH of disinfected 
water following each point of chlorine 
disinfection. 

(v) The daily measurement(s) of 
water temperature in °C following each 
point of disinfection. 

(vi) The daily CTcalc and CTcalc/
CT99.9 values for each disinfectant 
measurement or sequence and the sum 
of all CTcalc/CT99.9 values ((CTcalc/
CT99.9)) before or at the first customer. 

(vii) The daily determination of 
whether disinfection achieves adequate 
Giardia cyst and virus inactivation, 
i.e., whether (CTcalc/CT99.9) is at least 
1.0 or, where disinfectants other than 
chlorine are used, other indicator con-
ditions that the State determines are 
appropriate, are met. 

(viii) The following information on 
the samples taken in the distribution 
system in conjunction with total coli-
form monitoring pursuant to § 141.72: 

(A) Number of instances where the 
residual disinfectant concentration is 
measured; 

(B) Number of instances where the 
residual disinfectant concentration is 
not measured but heterotrophic bac-
teria plate count (HPC) is measured; 

(C) Number of instances where the re-
sidual disinfectant concentration is 
measured but not detected and no HPC 
is measured; 
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(D) Number of instances where the 
residual disinfectant concentration is 
detected and where HPC is >500/ml; 

(E) Number of instances where the 
residual disinfectant concentration is 
not measured and HPC is >500/ml; 

(F) For the current and previous 
month the system served water to the 
public, the value of ‘‘V’’ in the fol-
lowing formula:

V
c d e

a b
= + +

+
×100

where: 
a=the value in paragraph (a)(2)(viii)(A) of 

this section, 
b=the value in paragraph (a)(2)(viii)(B) of 

this section, 
c=the value in paragraph (a)(2)(viii)(C) of 

this section, 
d=the value in paragraph (a)(2)(viii)(D) of 

this section, and 
e=the value in paragraph (a)(2)(viii)(E) of 

this section.

(G) If the State determines, based on 
site-specific considerations, that a sys-
tem has no means for having a sample 
transported and analyzed for HPC by a 
certified laboratory under the requisite 
time and temperature conditions speci-
fied by § 141.74(a)(3) and that the sys-
tem is providing adequate disinfection 
in the distribution system, the require-
ments of paragraph (a)(2)(viii) (A)–(F) 
of this section do not apply to that sys-
tem. 

(ix) A system need not report the 
data listed in paragraphs (a)(2) (i), and 
(iii)–(vi) of this section if all data listed 
in paragraphs (a)(2) (i)–(viii) of this sec-
tion remain on file at the system, and 
the State determines that: 

(A) The system has submitted to the 
State all the information required by 
paragraphs (a)(2) (i)–(viii) of this sec-
tion for at least 12 months; and 

(B) The State has determined that 
the system is not required to provide 
filtration treatment. 

(3) No later than ten days after the 
end of each Federal fiscal year (Sep-
tember 30), each system must provide 
to the State a report which summa-
rizes its compliance with all watershed 
control program requirements specified 
in § 141.71(b)(2). 

(4) No later than ten days after the 
end of each Federal fiscal year (Sep-
tember 30), each system must provide 

to the State a report on the on-site in-
spection conducted during that year 
pursuant to § 141.71(b)(3), unless the on-
site inspection was conducted by the 
State. If the inspection was conducted 
by the State, the State must provide a 
copy of its report to the public water 
system. 

(5)(i) Each system, upon discovering 
that a waterborne disease outbreak po-
tentially attributable to that water 
system has occurred, must report that 
occurrence to the State as soon as pos-
sible, but no later than by the end of 
the next business day. 

(ii) If at any time the turbidity ex-
ceeds 5 NTU, the system must consult 
with the primacy agency as soon as 
practical, but no later than 24 hours 
after the exceedance is known, in ac-
cordance with the public notification 
requirements under § 141.203(b)(3). 

(iii) If at any time the residual falls 
below 0.2 mg/l in the water entering the 
distribution system, the system must 
notify the State as soon as possible, 
but no later than by the end of the next 
business day. The system also must no-
tify the State by the end of the next 
business day whether or not the resid-
ual was restored to at least 0.2 mg/l 
within 4 hours. 

(b) A public water system that uses a 
surface water source or a ground water 
source under the direct influence of 
surface water and provides filtration 
treatment must report monthly to the 
State the information specified in this 
paragraph (b) beginning June 29, 1993, 
or when filtration is installed, which-
ever is later. 

(1) Turbidity measurements as re-
quired by § 141.74(c)(1) must be reported 
within 10 days after the end of each 
month the system serves water to the 
public. Information that must be re-
ported includes: 

(i) The total number of filtered water 
turbidity measurements taken during 
the month. 

(ii) The number and percentage of fil-
tered water turbidity measurements 
taken during the month which are less 
than or equal to the turbidity limits 
specified in § 141.73 for the filtration 
technology being used. 

(iii) The date and value of any tur-
bidity measurements taken during the 
month which exceed 5 NTU. 

VerDate jul<14>2003 10:39 Aug 22, 2003 Jkt 200158 PO 00000 Frm 00456 Fmt 8010 Sfmt 8002 Y:\SGML\200158T.XXX 200158T E
C

15
N

O
91

.1
36

<
/M

A
T

H
>



457

Environmental Protection Agency § 141.76

(2) Disinfection information specified 
in § 141.74(c) must be reported to the 
State within 10 days after the end of 
each month the system serves water to 
the public. Information that must be 
reported includes: 

(i) For each day, the lowest measure-
ment of residual disinfectant con-
centration in mg/l in water entering 
the distribution system. 

(ii) The date and duration of each pe-
riod when the residual disinfectant 
concentration in water entering the 
distribution system fell below 0.2 mg/l 
and when the State was notified of the 
occurrence. 

(iii) The following information on the 
samples taken in the distribution sys-
tem in conjunction with total coliform 
monitoring pursuant to § 141.72: 

(A) Number of instances where the 
residual disinfectant concentration is 
measured; 

(B) Number of instances where the 
residual disinfectant concentration is 
not measured but heterotrophic bac-
teria plate count (HPC) is measured; 

(C) Number of instances where the re-
sidual disinfectant concentration is 
measured but not detected and no HPC 
is measured; 

(D) Number of instances where no re-
sidual disinfectant concentration is de-
tected and where HPC is >500/ml; 

(E) Number of instances where the 
residual disinfectant concentration is 
not measured and HPC is >500/ml; 

(F) For the current and previous 
month the system serves water to the 
public, the value of ‘‘V’’ in the fol-
lowing formula:

V
c d e

a b
= + +

+
×100

where: 
a=the value in paragraph (b)(2)(iii)(A) of this 

section, 
b=the value in paragraph (b)(2)(iii)(B) of this 

section, 
c=the value in paragraph (b)(2)(iii)(C) of this 

section, 
d=the value in paragraph (b)(2)(iii)(D) of this 

section, and 
e=the value in paragraph (b)(2)(iii)(E) of this 

section.

(G) If the State determines, based on 
site-specific considerations, that a sys-
tem has no means for having a sample 
transported and analyzed for HPC by a 

certified laboratory within the req-
uisite time and temperature conditions 
specified by § 141.74(a)(3) and that the 
system is providing adequate disinfec-
tion in the distribution system, the re-
quirements of paragraph (b)(2)(iii) (A)–
(F) of this section do not apply. 

(iv) A system need not report the 
data listed in paragraph (b)(2)(i) of this 
section if all data listed in paragraphs 
(b)(2) (i)–(iii) of this section remain on 
file at the system and the State deter-
mines that the system has submitted 
all the information required by para-
graphs (b)(2) (i)–(iii) of this section for 
at least 12 months. 

(3)(i) Each system, upon discovering 
that a waterborne disease outbreak po-
tentially attributable to that water 
system has occurred, must report that 
occurrence to the State as soon as pos-
sible, but no later than by the end of 
the next business day. 

(ii) If at any time the turbidity ex-
ceeds 5 NTU, the system must consult 
with the primacy agency as soon as 
practical, but no later than 24 hours 
after the exceedance is known, in ac-
cordance with the public notification 
requirements under § 141.203(b)(3). 

(iii) If at any time the residual falls 
below 0.2 mg/l in the water entering the 
distribution system, the system must 
notify the State as soon as possible, 
but no later than by the end of the next 
business day. The system also must no-
tify the State by the end of the next 
business day whether or not the resid-
ual was restored to at least 0.2 mg/l 
within 4 hours. 

[54 FR 27527, June 29, 1989, as amended at 65 
FR 26022, May 4, 2000]

§ 141.76 Recycle provisions. 
(a) Applicability. All subpart H sys-

tems that employ conventional filtra-
tion or direct filtration treatment and 
that recycle spent filter backwash 
water, thickener supernatant, or liq-
uids from dewatering processes must 
meet the requirements in paragraphs 
(b) through (d) of this section. 

(b) Reporting. A system must notify 
the State in writing by Decemeber 8, 
2003, if the system recycles spent filter 
backwash water, thickener super-
natant, or liquids from dewatering 
processes. This notification must in-
clude, at a minimum, the information 
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specified in paragraphs (b)(1) and (2) of 
this section. 

(1) A plant schematic showing the or-
igin of all flows which are recycled (in-
cluding, but not limited to, spent filter 
backwash water, thickener super-
natant, and liquids from dewatering 
processes), the hydraulic conveyance 
used to transport them, and the loca-
tion where they are re-introduced back 
into the treatment plant. 

(2) Typical recycle flow in gallons per 
minute (gpm), the highest observed 
plant flow experienced in the previous 
year (gpm), design flow for the treat-
ment plant (gpm), and State-approved 
operating capacity for the plant where 
the State has made such determina-
tions. 

(c) Treatment technique requirement. 
Any system that recycles spent filter 
backwash water, thickener super-
natant, or liquids from dewatering 
processes must return these flows 
through the processes of a system’s ex-
isting conventional or direct filtration 
system as defined in § 141.2 or at an al-
ternate location approved by the State 
by June 8, 2004. If capital improve-
ments are required to modify the recy-
cle location to meet this requirement, 
all capital improvements must be com-
pleted no later than June 8, 2006. 

(d) Recordkeeping. The system must 
collect and retain on file recycle flow 
information specified in paragraphs 
(d)(1) through (6) of this section for re-
view and evaluation by the State be-
ginning June 8, 2004. 

(1) Copy of the recycle notification 
and information submitted to the 
State under paragraph (b) of this sec-
tion. 

(2) List of all recycle flows and the 
frequency with which they are re-
turned. 

(3) Average and maximum backwash 
flow rate through the filters and the 
average and maximum duration of the 
filter backwash process in minutes. 

(4) Typical filter run length and a 
written summary of how filter run 
length is determined. 

(5) The type of treatment provided 
for the recycle flow. 

(6) Data on the physical dimensions 
of the equalization and/or treatment 
units, typical and maximum hydraulic 
loading rates, type of treatment chemi-

cals used and average dose and fre-
quency of use, and frequency at which 
solids are removed, if applicable. 

[66 FR 31103, June 8, 2001]

Subpart I—Control of Lead and 
Copper

SOURCE: 56 FR 26548, June 7, 1991, unless 
otherwise noted.

§ 141.80 General requirements. 
(a) Applicability and effective dates. (1) 

The requirements of this subpart I con-
stitute the national primary drinking 
water regulations for lead and copper. 
Unless otherwise indicated, each of the 
provisions of this subpart applies to 
community water systems and non-
transient, non-community water sys-
tems (hereinafter referred to as ‘‘water 
systems’’ or ‘‘systems’’). 

(2) The requirements set forth in 
§§ 141.86 to 141.91 shall take effect on 
July 7, 1991. The requirements set forth 
in §§ 141.80 to 141.85 shall take effect on 
December 7, 1992. 

(b) Scope. These regulations establish 
a treatment technique that includes re-
quirements for corrosion control treat-
ment, source water treatment, lead 
service line replacement, and public 
education. These requirements are 
triggered, in some cases, by lead and 
copper action levels measured in sam-
ples collected at consumers’ taps. 

(c) Lead and copper action levels. (1) 
The lead action level is exceeded if the 
concentration of lead in more than 10 
percent of tap water samples collected 
during any monitoring period con-
ducted in accordance with § 141.86 is 
greater than 0.015 mg/L (i.e., if the 
‘‘90th percentile’’ lead level is greater 
than 0.015 mg/L). 

(2) The copper action level is exceed-
ed if the concentration of copper in 
more than 10 percent of tap water sam-
ples collected during any monitoring 
period conducted in accordance with 
§ 141.86 is greater than 1.3 mg/L (i.e., if 
the ‘‘90th percentile’’ copper level is 
greater than 1.3 mg/L). 

(3) The 90th percentile lead and cop-
per levels shall be computed as follows: 

(i) The results of all lead or copper 
samples taken during a monitoring pe-
riod shall be placed in ascending order 
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from the sample with the lowest con-
centration to the sample with the high-
est concentration. Each sampling re-
sult shall be assigned a number, as-
cending by single integers beginning 
with the number 1 for the sample with 
the lowest contaminant level. The 
number assigned to the sample with 
the highest contaminant level shall be 
equal to the total number of samples 
taken. 

(ii) The number of samples taken 
during the monitoring period shall be 
multiplied by 0.9. 

(iii) The contaminant concentration 
in the numbered sample yielded by the 
calculation in paragraph (c)(3)(ii) is the 
90th percentile contaminant level. 

(iv) For water systems serving fewer 
than 100 people that collect 5 samples 
per monitoring period, the 90th per-
centile is computed by taking the aver-
age of the highest and second highest 
concentrations. 

(d) Corrosion control treatment require-
ments. (1) All water systems shall in-
stall and operate optimal corrosion 
control treatment as defined in § 141.2. 

(2) Any water system that complies 
with the applicable corrosion control 
treatment requirements specified by 
the State under §§ 141.81 and 141.82 shall 
be deemed in compliance with the 
treatment requirement contained in 
paragraph (d)(1) of this section. 

(e) Source water treatment require-
ments. Any system exceeding the lead 
or copper action level shall implement 
all applicable source water treatment 
requirements specified by the State 
under § 141.83. 

(f) Lead service line replacement re-
quirements. Any system exceeding the 
lead action level after implementation 
of applicable corrosion control and 
source water treatment requirements 
shall complete the lead service line re-
placement requirements contained in 
§ 141.84. 

(g) Public education requirements. Any 
system exceeding the lead action level 
shall implement the public education 
requirements contained in § 141.85. 

(h) Monitoring and analytical require-
ments. Tap water monitoring for lead 
and copper, monitoring for water qual-
ity parameters, source water moni-
toring for lead and copper, and anal-
yses of the monitoring results under 

this subpart shall be completed in com-
pliance with §§ 141.86, 141.87, 141.88, and 
141.89. 

(i) Reporting requirements. Systems 
shall report to the State any informa-
tion required by the treatment provi-
sions of this subpart and § 141.90. 

(j) Recordkeeping requirements. Sys-
tems shall maintain records in accord-
ance with § 141.91. 

(k) Violation of national primary drink-
ing water regulations. Failure to comply 
with the applicable requirements of 
§§ 141.80–141.91, including requirements 
established by the State pursuant to 
these provisions, shall constitute a vio-
lation of the national primary drinking 
water regulations for lead and/or cop-
per. 

[56 FR 26548, June 7, 1991; 57 FR 28788, June 
29, 1992]

§ 141.81 Applicability of corrosion con-
trol treatment steps to small, me-
dium-size and large water systems. 

(a) Systems shall complete the appli-
cable corrosion control treatment re-
quirements described in § 141.82 by the 
deadlines established in this section. 

(1) A large system (serving >50,000 
persons) shall complete the corrosion 
control treatment steps specified in 
paragraph (d) of this section, unless it 
is deemed to have optimized corrosion 
control under paragraph (b)(2) or (b)(3) 
of this section. 

(2) A small system (serving ≤3300 per-
sons) and a medium-size system (serv-
ing >3,300 and ≤50,000 persons) shall 
complete the corrosion control treat-
ment steps specified in paragraph (e) of 
this section, unless it is deemed to 
have optimized corrosion control under 
paragraph (b)(1), (b)(2), or (b)(3) of this 
section. 

(b) A system is deemed to have opti-
mized corrosion control and is not re-
quired to complete the applicable cor-
rosion control treatment steps identi-
fied in this section if the system satis-
fies one of the criteria specified in 
paragraphs (b)(1) through (b)(3) of this 
section. Any such system deemed to 
have optimized corrosion control under 
this paragraph, and which has treat-
ment in place, shall continue to oper-
ate and maintain optimal corrosion 
control treatment and meet any re-
quirements that the State determines 
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appropriate to ensure optimal corro-
sion control treatment is maintained. 

(1) A small or medium-size water sys-
tem is deemed to have optimized corro-
sion control if the system meets the 
lead and copper action levels during 
each of two consecutive six-month 
monitoring periods conducted in ac-
cordance with § 141.86. 

(2) Any water system may be deemed 
by the State to have optimized corro-
sion control treatment if the system 
demonstrates to the satisfaction of the 
State that it has conducted activities 
equivalent to the corrosion control 
steps applicable to such system under 
this section. If the State makes this 
determination, it shall provide the sys-
tem with written notice explaining the 
basis for its decision and shall specify 
the water quality control parameters 
representing optimal corrosion control 
in accordance with § 141.82(f). Water 
systems deemed to have optimized cor-
rosion control under this paragraph 
shall operate in compliance with the 
State-designated optimal water quality 
control parameters in accordance with 
§ 141.82(g) and continue to conduct lead 
and copper tap and water quality pa-
rameter sampling in accordance with 
§ 141.86(d)(3) and § 141.87(d), respectively. 
A system shall provide the State with 
the following information in order to 
support a determination under this 
paragraph: 

(i) The results of all test samples col-
lected for each of the water quality pa-
rameters in § 141.82(c)(3). 

(ii) A report explaining the test 
methods used by the water system to 
evaluate the corrosion control treat-
ments listed in § 141.82(c)(1), the results 
of all tests conducted, and the basis for 
the system’s selection of optimal cor-
rosion control treatment; 

(iii) A report explaining how corro-
sion control has been installed and how 
it is being maintained to insure mini-
mal lead and copper concentrations at 
consumers’ taps; and 

(iv) The results of tap water samples 
collected in accordance with § 141.86 at 
least once every six months for one 
year after corrosion control has been 
installed. 

(3) Any water system is deemed to 
have optimized corrosion control if it 
submits results of tap water moni-

toring conducted in accordance with 
§ 141.86 and source water monitoring 
conducted in accordance with § 141.88 
that demonstrates for two consecutive 
6-month monitoring periods that the 
difference between the 90th percentile 
tap water lead level computed under 
§ 141.80(c)(3), and the highest source 
water lead concentration is less than 
the Practical Quantitation Level for 
lead specified in § 141.89(a)(1)(ii). 

(i) Those systems whose highest 
source water lead level is below the 
Method Detection Limit may also be 
deemed to have optimized corrosion 
control under this paragraph if the 90th 
percentile tap water lead level is less 
than or equal to the Practical Quan-
titation Level for lead for two consecu-
tive 6-month monitoring periods. 

(ii) Any water system deemed to have 
optimized corrosion control in accord-
ance with this paragraph shall con-
tinue monitoring for lead and copper at 
the tap no less frequently than once 
every three calendar years using the 
reduced number of sites specified in 
§ 141.86(c) and collecting the samples at 
times and locations specified in 
§ 141.86(d)(4)(iv). Any such system that 
has not conducted a round of moni-
toring pursuant to § 141.86(d) since Sep-
tember 30, 1997, shall complete a round 
of monitoring pursuant to this para-
graph no later than September 30, 2000. 

(iii) Any water system deemed to 
have optimized corrosion control pur-
suant to this paragraph shall notify 
the State in writing pursuant to 
§ 141.90(a)(3) of any change in treatment 
or the addition of a new source. The 
State may require any such system to 
conduct additional monitoring or to 
take other action the State deems ap-
propriate to ensure that such systems 
maintain minimal levels of corrosion 
in the distribution system. 

(iv) As of July 12, 2001, a system is 
not deemed to have optimized corro-
sion control under this paragraph, and 
shall implement corrosion control 
treatment pursuant to paragraph 
(b)(3)(v) of this section unless it meets 
the copper action level. 

(v) Any system triggered into corro-
sion control because it is no longer 
deemed to have optimized corrosion 
control under this paragraph shall im-
plement corrosion control treatment in 
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accordance with the deadlines in para-
graph (e) of this section. Any such 
large system shall adhere to the sched-
ule specified in that paragraph for me-
dium-size systems, with the time peri-
ods for completing each step being 
triggered by the date the system is no 
longer deemed to have optimized corro-
sion control under this paragraph. 

(c) Any small or medium-size water 
system that is required to complete the 
corrosion control steps due to its ex-
ceedance of the lead or copper action 
level may cease completing the treat-
ment steps whenever the system meets 
both action levels during each of two 
consecutive monitoring periods con-
ducted pursuant to § 141.86 and submits 
the results to the State. If any such 
water system thereafter exceeds the 
lead or copper action level during any 
monitoring period, the system (or the 
State, as the case may be) shall recom-
mence completion of the applicable 
treatment steps, beginning with the 
first treatment step which was not pre-
viously completed in its entirety. The 
State may require a system to repeat 
treatment steps previously completed 
by the system where the State deter-
mines that this is necessary to imple-
ment properly the treatment require-
ments of this section. The State shall 
notify the system in writing of such a 
determination and explain the basis for 
its decision. The requirement for any 
small- or medium-size system to imple-
ment corrosion control treatment steps 
in accordance with paragraph (e) of 
this section (including systems deemed 
to have optimized corrosion control 
under paragraph (b)(1) of this section) 
is triggered whenever any small- or 
medium-size system exceeds the lead 
or copper action level. 

(d) Treatment steps and deadlines for 
large systems. Except as provided in 
paragraph (b) (2) and (3) of this section, 
large systems shall complete the fol-
lowing corrosion control treatment 
steps (described in the referenced por-
tions of §§ 141.82, 141.86, and 141.87) by 
the indicated dates. 

(1) Step 1: The system shall conduct 
initial monitoring (§ 141.86(d)(1) and 
§ 141.87(b)) during two consecutive six-
month monitoring periods by January 
1, 1993. 

(2) Step 2: The system shall complete 
corrosion control studies (§ 141.82(c)) by 
July 1, 1994. 

(3) Step 3: The State shall designate 
optimal corrosion control treatment 
(§ 141.82(d)) by January 1, 1995. 

(4) Step 4: The system shall install op-
timal corrosion control treatment 
(§ 141.82(e)) by January 1, 1997. 

(5) Step 5: The system shall complete 
follow-up sampling (§ 141.86(d)(2) and 
§ 141.87(c)) by January 1, l998. 

(6) Step 6: The State shall review in-
stallation of treatment and designate 
optimal water quality control param-
eters (§ 141.82(f)) by July 1, 1998. 

(7) Step 7: The system shall operate in 
compliance with the State-specified op-
timal water quality control parameters 
(§ 141.82(g)) and continue to conduct tap 
sampling (§ 141.86(d)(3) and § 141.87(d)). 

(e) Treatment Steps and deadlines for 
small and medium-size systems. Except as 
provided in paragraph (b) of this sec-
tion, small and medium-size systems 
shall complete the following corrosion 
control treatment steps (described in 
the referenced portions of §§ 141.82, 
141.86 and 141.87) by the indicated time 
periods. 

(1) Step 1: The system shall conduct 
initial tap sampling (§ 141.86(d)(1) and 
§ 141.87(b)) until the system either ex-
ceeds the lead or copper action level or 
becomes eligible for reduced moni-
toring under § 141.86(d)(4). A system ex-
ceeding the lead or copper action level 
shall recommend optimal corrosion 
control treatment (§ 141.82(a)) within 
six months after it exceeds one of the 
action levels. 

(2) Step 2: Within 12 months after a 
system exceeds the lead or copper ac-
tion level, the State may require the 
system to perform corrosion control 
studies (§ 141.82(b)). If the State does 
not require the system to perform such 
studies, the State shall specify optimal 
corrosion control treatment (§ 141.82(d)) 
within the following timeframes: 

(i) For medium-size systems, within 
18 months after such system exceeds 
the lead or copper action level, 

(ii) For small systems, within 24 
months after such system exceeds the 
lead or copper action level. 
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(3) Step 3: If the State requires a sys-
tem to perform corrosion control stud-
ies under step 2, the system shall com-
plete the studies (§ 141.82(c)) within 18 
months after the State requires that 
such studies be conducted. 

(4) Step 4: If the system has per-
formed corrosion control studies under 
step 2, the State shall designate opti-
mal corrosion control treatment 
(§ 141.82(d)) within 6 months after com-
pletion of step 3. 

(5) Step 5: The system shall install op-
timal corrosion control treatment 
(§ 141.82(e)) within 24 months after the 
State designates such treatment. 

(6) Step 6: The system shall complete 
follow-up sampling (§ 141.86(d)(2) and 
§ 141.87(c)) within 36 months after the 
State designates optimal corrosion 
control treatment. 

(7) Step 7: The State shall review the 
system’s installation of treatment and 
designate optimal water quality con-
trol parameters (§ 141.82(f)) within 6 
months after completion of step 6. 

(8) Step 8: The system shall operate in 
compliance with the State-designated 
optimal water quality control param-
eters (§ 141.82(g)) and continue to con-
duct tap sampling (§ 141.86(d)(3) and 
§ 141.87(d)). 

[56 FR 26548, June 7, 1991, as amended at 59 
FR 33862, June 30, 1994; 65 FR 2004, Jan. 12, 
2000]

§ 141.82 Description of corrosion con-
trol treatment requirements. 

Each system shall complete the cor-
rosion control treatment requirements 
described below which are applicable to 
such system under § 141.81. 

(a) System recommendation regarding 
corrosion control treatment. Based upon 
the results of lead and copper tap mon-
itoring and water quality parameter 
monitoring, small and medium-size 
water systems exceeding the lead or 
copper action level shall recommend 
installation of one or more of the cor-
rosion control treatments listed in 
paragraph (c)(1) of this section which 
the system believes constitutes opti-
mal corrosion control for that system. 
The State may require the system to 
conduct additional water quality pa-
rameter monitoring in accordance with 
§ 141.87(b) to assist the State in review-
ing the system’s recommendation. 

(b) State decision to require studies of 
corrosion control treatment (applicable to 
small and medium-size systems). The 
State may require any small or me-
dium-size system that exceeds the lead 
or copper action level to perform corro-
sion control studies under paragraph 
(c) of this section to identify optimal 
corrosion control treatment for the 
system. 

(c) Performance of corrosion control 
studies. (1) Any public water system 
performing corrosion control studies 
shall evaluate the effectiveness of each 
of the following treatments, and, if ap-
propriate, combinations of the fol-
lowing treatments to identify the opti-
mal corrosion control treatment for 
that system: 

(i) Alkalinity and pH adjustment; 
(ii) Calcium hardness adjustment; 

and 
(iii) The addition of a phosphate or 

silicate based corrosion inhibitor at a 
concentration sufficient to maintain 
an effective residual concentration in 
all test tap samples. 

(2) The water system shall evaluate 
each of the corrosion control treat-
ments using either pipe rig/loop tests, 
metal coupon tests, partial-system 
tests, or analyses based on documented 
analogous treatments with other sys-
tems of similar size, water chemistry 
and distribution system configuration. 

(3) The water system shall measure 
the following water quality parameters 
in any tests conducted under this para-
graph before and after evaluating the 
corrosion control treatments listed 
above: 

(i) Lead; 
(ii) Copper; 
(iii) pH; 
(iv) Alkalinity; 
(v) Calcium; 
(vi) Conductivity; 
(vii) Orthophosphate (when an inhib-

itor containing a phosphate compound 
is used); 

(viii) Silicate (when an inhibitor con-
taining a silicate compound is used); 

(ix) Water temperature. 
(4) The water system shall identify 

all chemical or physical constraints 
that limit or prohibit the use of a par-
ticular corrosion control treatment 
and document such constraints with at 
least one of the following: 
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(i) Data and documentation showing 
that a particular corrosion control 
treatment has adversely affected other 
water treatment processes when used 
by another water system with com-
parable water quality characteristics; 
and/or 

(ii) Data and documentation dem-
onstrating that the water system has 
previously attempted to evaluate a 
particular corrosion control treatment 
and has found that the treatment is in-
effective or adversely affects other 
water quality treatment processes. 

(5) The water system shall evaluate 
the effect of the chemicals used for cor-
rosion control treatment on other 
water quality treatment processes. 

(6) On the basis of an analysis of the 
data generated during each evaluation, 
the water system shall recommend to 
the State in writing the treatment op-
tion that the corrosion control studies 
indicate constitutes optimal corrosion 
control treatment for that system. The 
water system shall provide a rationale 
for its recommendation along with all 
supporting documentation specified in 
paragraphs (c) (1) through (5) of this 
section. 

(d) State designation of optimal corro-
sion control treatment. (1) Based upon 
consideration of available information 
including, where applicable, studies 
performed under paragraph (c) of this 
section and a system’s recommended 
treatment alternative, the State shall 
either approve the corrosion control 
treatment option recommended by the 
system, or designate alternative corro-
sion control treatment(s) from among 
those listed in paragraph (c)(1) of this 
section. When designating optimal 
treatment the State shall consider the 
effects that additional corrosion con-
trol treatment will have on water qual-
ity parameters and on other water 
quality treatment processes. 

(2) The State shall notify the system 
of its decision on optimal corrosion 
control treatment in writing and ex-
plain the basis for this determination. 
If the State requests additional infor-
mation to aid its review, the water sys-
tem shall provide the information. 

(e) Installation of optimal corrosion 
control. Each system shall properly in-
stall and operate throughout its dis-
tribution system the optimal corrosion 

control treatment designated by the 
State under paragraph (d) of this sec-
tion. 

(f) State review of treatment and speci-
fication of optimal water quality control 
parameters. The State shall evaluate 
the results of all lead and copper tap 
samples and water quality parameter 
samples submitted by the water system 
and determine whether the system has 
properly installed and operated the op-
timal corrosion control treatment des-
ignated by the State in paragraph (d) 
of this section. Upon reviewing the re-
sults of tap water and water quality 
parameter monitoring by the system, 
both before and after the system in-
stalls optimal corrosion control treat-
ment, the State shall designate: 

(1) A minimum value or a range of 
values for pH measured at each entry 
point to the distribution system; 

(2) A minimum pH value, measured in 
all tap samples. Such value shall be 
equal to or greater than 7.0, unless the 
State determines that meeting a pH 
level of 7.0 is not technologically fea-
sible or is not necessary for the system 
to optimize corrosion control; 

(3) If a corrosion inhibitor is used, a 
minimum concentration or a range of 
concentrations for the inhibitor, meas-
ured at each entry point to the dis-
tribution system and in all tap sam-
ples, that the State determines is nec-
essary to form a passivating film on 
the interior walls of the pipes of the 
distribution system; 

(4) If alkalinity is adjusted as part of 
optimal corrosion control treatment, a 
minimum concentration or a range of 
concentrations for alkalinity, meas-
ured at each entry point to the dis-
tribution system and in all tap sam-
ples; 

(5) If calcium carbonate stabilization 
is used as part of corrosion control, a 
minimum concentration or a range of 
concentrations for calcium, measured 
in all tap samples. 
The values for the applicable water 
quality control parameters listed 
above shall be those that the State de-
termines to reflect optimal corrosion 
control treatment for the system. The 
State may designate values for addi-
tional water quality control param-
eters determined by the State to re-
flect optimal corrosion control for the 
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system. The State shall notify the sys-
tem in writing of these determinations 
and explain the basis for its decisions. 

(g) Continued operation and moni-
toring. All systems optimizing corro-
sion control shall continue to operate 
and maintain optimal corrosion con-
trol treatment, including maintaining 
water quality parameters at or above 
minimum values or within ranges des-
ignated by the State under paragraph 
(f) of this section, in accordance with 
this paragraph for all samples collected 
under § 141.87(d) through (f). Compli-
ance with the requirements of this 
paragraph shall be determined every 
six months, as specified under 
§ 141.87(d). A water system is out of 
compliance with the requirements of 
this paragraph for a six-month period if 
it has excursions for any State-speci-
fied parameter on more than nine days 
during the period. An excursion occurs 
whenever the daily value for one or 
more of the water quality parameters 
measured at a sampling location is 
below the minimum value or outside 
the range designated by the State. 
Daily values are calculated as follows. 
States have discretion to delete results 
of obvious sampling errors from this 
calculation. 

(1) On days when more than one 
measurement for the water quality pa-
rameter is collected at the sampling lo-
cation, the daily value shall be the av-
erage of all results collected during the 
day regardless of whether they are col-
lected through continuous monitoring, 
grab sampling, or a combination of 
both. If EPA has approved an alter-
native formula under § 142.16 of this 
chapter in the State’s application for a 
program revision submitted pursuant 
to § 142.12 of this chapter, the State’s 
formula shall be used to aggregate 
multiple measurements taken at a 
sampling point for the water quality 
parameter in lieu of the formula in this 
paragraph. 

(2) On days when only one measure-
ment for the water quality parameter 
is collected at the sampling location, 
the daily value shall be the result of 
that measurement. 

(3) On days when no measurement is 
collected for the water quality param-
eter at the sampling location, the daily 
value shall be the daily value cal-

culated on the most recent day on 
which the water quality parameter was 
measured at the sample site. 

(h) Modification of State treatment de-
cisions. Upon its own initiative or in re-
sponse to a request by a water system 
or other interested party, a State may 
modify its determination of the opti-
mal corrosion control treatment under 
paragraph (d) of this section or optimal 
water quality control parameters 
under paragraph (f) of this section. A 
request for modification by a system or 
other interested party shall be in writ-
ing, explain why the modification is 
appropriate, and provide supporting 
documentation. The State may modify 
its determination where it concludes 
that such change is necessary to ensure 
that the system continues to optimize 
corrosion control treatment. A revised 
determination shall be made in writ-
ing, set forth the new treatment re-
quirements, explain the basis for the 
State’s decision, and provide an imple-
mentation schedule for completing the 
treatment modifications. 

(i) Treatment decisions by EPA in lieu 
of the State. Pursuant to the procedures 
in § 142.19, the EPA Regional Adminis-
trator may review treatment deter-
minations made by a State under para-
graphs (d), (f), or (h) of this section and 
issue federal treatment determinations 
consistent with the requirements of 
those paragraphs where the Regional 
Administrator finds that: 

(1) A State has failed to issue a treat-
ment determination by the applicable 
deadlines contained in § 141.81, 

(2) A State has abused its discretion 
in a substantial number of cases or in 
cases affecting a substantial popu-
lation, or 

(3) The technical aspects of a State’s 
determination would be indefensible in 
an expected Federal enforcement ac-
tion taken against a system. 

[56 FR 26548, June 7, 1991, as amended at 65 
FR 2004, Jan. 12, 2000]

§ 141.83 Source water treatment re-
quirements. 

Systems shall complete the applica-
ble source water monitoring and treat-
ment requirements (described in the 
referenced portions of paragraph (b) of 
this section, and in §§ 141.86, and 141.88) 
by the following deadlines. 
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(a) Deadlines for completing source 
water treatment steps—(1) Step 1: A sys-
tem exceeding the lead or copper 
action level shall complete lead and 
copper source water monitoring 
(§ 141.88(b)) and make a treatment 
recommendation to the State 
(§ 141.83(b)(1)) within 6 months after ex-
ceeding the lead or copper action level. 

(2) Step 2: The State shall make a 
determination regarding source water 
treatment (§ 141.83(b)(2)) within 6 
months after submission of monitoring 
results under step 1. 

(3) Step 3: If the State requires instal-
lation of source water treatment, the 
system shall install the treatment 
(§ 141.83(b)(3)) within 24 months after 
completion of step 2. 

(4) Step 4: The system shall complete 
follow-up tap water monitoring 
(§ 141.86(d)(2) and source water moni-
toring (§ 141.88(c)) within 36 months 
after completion of step 2. 

(5) Step 5: The State shall review the 
system’s installation and operation of 
source water treatment and specify 
maximum permissible source water 
levels (§ 141.83(b)(4)) within 6 months 
after completion of step 4. 

(6) Step 6: The system shall operate in 
compliance with the State-specified 
maximum permissible lead and copper 
source water levels (§ 141.83(b)(4)) and 
continue source water monitoring 
(§ 141.88(d)). 

(b) Description of source water treat-
ment requirements—(1) System treatment 
recommendation. Any system which ex-
ceeds the lead or copper action level 
shall recommend in writing to the 
State the installation and operation of 
one of the source water treatments 
listed in paragraph (b)(2) of this sec-
tion. A system may recommend that 
no treatment be installed based upon a 
demonstration that source water treat-
ment is not necessary to minimize lead 
and copper levels at users’ taps. 

(2) State determination regarding source 
water treatment. The State shall com-
plete an evaluation of the results of all 
source water samples submitted by the 
water system to determine whether 
source water treatment is necessary to 
minimize lead or copper levels in water 
delivered to users’ taps. If the State de-
termines that treatment is needed, the 
State shall either require installation 

and operation of the source water 
treatment recommended by the system 
(if any) or require the installation and 
operation of another source water 
treatment from among the following: 
Ion exchange, reverse osmosis, lime 
softening or coagulation/filtration. If 
the State requests additional informa-
tion to aid in its review, the water sys-
tem shall provide the information by 
the date specified by the State in its 
request. The State shall notify the sys-
tem in writing of its determination and 
set forth the basis for its decision. 

(3) Installation of source water treat-
ment. Each system shall properly in-
stall and operate the source water 
treatment designated by the State 
under paragraph (b)(2) of this section. 

(4) State review of source water treat-
ment and specification of maximum per-
missible source water levels. The State 
shall review the source water samples 
taken by the water system both before 
and after the system installs source 
water treatment, and determine wheth-
er the system has properly installed 
and operated the source water treat-
ment designated by the State. Based 
upon its review, the State shall des-
ignate the maximum permissible lead 
and copper concentrations for finished 
water entering the distribution system. 
Such levels shall reflect the contami-
nant removal capability of the treat-
ment properly operated and main-
tained. The State shall notify the sys-
tem in writing and explain the basis for 
its decision. 

(5) Continued operation and mainte-
nance. Each water system shall main-
tain lead and copper levels below the 
maximum permissible concentrations 
designated by the State at each sam-
pling point monitored in accordance 
with § 141.88. The system is out of com-
pliance with this paragraph if the level 
of lead or copper at any sampling point 
is greater than the maximum permis-
sible concentration designated by the 
State. 

(6) Modification of State treatment deci-
sions. Upon its own initiative or in re-
sponse to a request by a water system 
or other interested party, a State may 
modify its determination of the source 
water treatment under paragraph (b)(2) 
of this section, or maximum permis-
sible lead and copper concentrations 
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for finished water entering the dis-
tribution system under paragraph (b)(4) 
of this section. A request for modifica-
tion by a system or other interested 
party shall be in writing, explain why 
the modification is appropriate, and 
provide supporting documentation. The 
State may modify its determination 
where it concludes that such change is 
necessary to ensure that the system 
continues to minimize lead and copper 
concentrations in source water. A re-
vised determination shall be made in 
writing, set forth the new treatment 
requirements, explain the basis for the 
State’s decision, and provide an imple-
mentation schedule for completing the 
treatment modifications. 

(7) Treatment decisions by EPA in lieu 
of the State. Pursuant to the procedures 
in § 142.19, the EPA Regional Adminis-
trator may review treatment deter-
minations made by a State under para-
graphs (b) (2), (4), or (6) of this section 
and issue Federal treatment deter-
minations consistent with the require-
ments of those paragraphs where the 
Administrator finds that: 

(i) A State has failed to issue a treat-
ment determination by the applicable 
deadlines contained in § 141.83(a), 

(ii) A state has abused its discretion 
in a substantial number of cases or in 
cases affecting a substantial popu-
lation, or 

(iii) The technical aspects of a 
State’s determination would be inde-
fensible in an expected Federal enforce-
ment action taken against a system.

§ 141.84 Lead service line replacement 
requirements. 

(a) Systems that fail to meet the lead 
action level in tap samples taken pur-
suant to § 141.86(d)(2), after installing 
corrosion control and/or source water 
treatment (whichever sampling occurs 
later), shall replace lead service lines 
in accordance with the requirements of 
this section. If a system is in violation 
of § 141.81 or § 141.83 for failure to install 
source water or corrosion control 
treatment, the State may require the 
system to commence lead service line 
replacement under this section after 
the date by which the system was re-
quired to conduct monitoring under 
§ 141.86(d)(2) has passed. 

(b) A water system shall replace an-
nually at least 7 percent of the initial 
number of lead service lines in its dis-
tribution system. The initial number of 
lead service lines is the number of lead 
lines in place at the time the replace-
ment program begins. The system shall 
identify the initial number of lead 
service lines in its distribution system, 
including an identification of the por-
tion(s) owned by the system, based on 
a materials evaluation, including the 
evaluation required under § 141.86(a) 
and relevant legal authorities (e.g., 
contracts, local ordinances) regarding 
the portion owned by the system. The 
first year of lead service line replace-
ment shall begin on the date the action 
level was exceeded in tap sampling ref-
erenced in paragraph (a) of this sec-
tion. 

(c) A system is not required to re-
place an individual lead service line if 
the lead concentration in all service 
line samples from that line, taken pur-
suant to § 141.86(b)(3), is less than or 
equal to 0.015 mg/L. 

(d) A water system shall replace that 
portion of the lead service line that it 
owns. In cases where the system does 
not own the entire lead service line, 
the system shall notify the owner of 
the line, or the owner’s authorized 
agent, that the system will replace the 
portion of the service line that it owns 
and shall offer to replace the owner’s 
portion of the line. A system is not re-
quired to bear the cost of replacing the 
privately-owned portion of the line, nor 
is it required to replace the privately-
owned portion where the owner chooses 
not to pay the cost of replacing the pri-
vately-owned portion of the line, or 
where replacing the privately-owned 
portion would be precluded by State, 
local or common law. A water system 
that does not replace the entire length 
of the service line also shall complete 
the following tasks. 

(1) At least 45 days prior to com-
mencing with the partial replacement 
of a lead service line, the water system 
shall provide notice to the resident(s) 
of all buildings served by the line ex-
plaining that they may experience a 
temporary increase of lead levels in 
their drinking water, along with guid-
ance on measures consumers can take 
to minimize their exposure to lead. The 
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State may allow the water system to 
provide notice under the previous sen-
tence less than 45 days prior to com-
mencing partial lead service line re-
placement where such replacement is 
in conjunction with emergency repairs. 
In addition, the water system shall in-
form the resident(s) served by the line 
that the system will, at the system’s 
expense, collect a sample from each 
partially-replaced lead service line 
that is representative of the water in 
the service line for analysis of lead 
content, as prescribed under 
§ 141.86(b)(3), within 72 hours after the 
completion of the partial replacement 
of the service line. The system shall 
collect the sample and report the re-
sults of the analysis to the owner and 
the resident(s) served by the line with-
in three business days of receiving the 
results. Mailed notices post-marked 
within three business days of receiving 
the results shall be considered ‘‘on 
time.’’

(2) The water system shall provide 
the information required by paragraph 
(d)(1) of this section to the residents of 
individual dwellings by mail or by 
other methods approved by the State. 
In instances where multi-family dwell-
ings are served by the line, the water 
system shall have the option to post 
the information at a conspicuous loca-
tion. 

(e) The State shall require a system 
to replace lead service lines on a short-
er schedule than that required by this 
section, taking into account the num-
ber of lead service lines in the system, 
where such a shorter replacement 
schedule is feasible. The State shall 
make this determination in writing 
and notify the system of its finding 
within 6 months after the system is 
triggered into lead service line replace-
ment based on monitoring referenced 
in paragraph (a) of this section. 

(f) Any system may cease replacing 
lead service lines whenever first draw 
samples collected pursuant to 
§ 141.86(b)(2) meet the lead action level 
during each of two consecutive moni-
toring periods and the system submits 
the results to the State. If first draw 
tap samples collected in any such sys-
tem thereafter exceeds the lead action 
level, the system shall recommence re-

placing lead service lines pursuant to 
paragraph (b) of this section. 

(g) To demonstrate compliance with 
paragraphs (a) through (d) of this sec-
tion, a system shall report to the State 
the information specified in § 141.90(e). 

[56 FR 26548, June 7, 1991; 57 FR 28788, June 
29, 1992, as amended at 65 FR 2005, Jan. 12, 
2000]

§ 141.85 Public education and supple-
mental monitoring requirements. 

A water system that exceeds the lead 
action level based on tap water samples 
collected in accordance with § 141.86 
shall deliver the public education ma-
terials contained in paragraphs (a) and 
(b) of this section in accordance with 
the requirements in paragraph (c) of 
this section. 

(a) Content of written public education 
materials. (1) Community water systems. 
A community water system shall in-
clude the following text in all of the 
printed materials it distributes 
through its lead public education pro-
gram. Systems may delete information 
pertaining to lead service lines, upon 
approval by the State, if no lead serv-
ice lines exist anywhere in the water 
system service area. Public education 
language at paragraphs (a)(1)(iv)(B)(5) 
and (a)(1)(iv)(D)(2) of this section may 
be modified regarding building permit 
record availability and consumer ac-
cess to these records, if approved by 
the State. Systems may also continue 
to utilize pre-printed materials that 
meet the public education language re-
quirements in 40 CFR 141.85, effective 
November 6, 1991, and contained in the 
40 CFR, parts 100 to 149, edition revised 
as of July 1, 1991. Any additional infor-
mation presented by a system shall be 
consistent with the information below 
and be in plain English that can be un-
derstood by lay people. 

(i) Introduction. The United States 
Environmental Protection Agency 
(EPA) and [insert name of water sup-
plier] are concerned about lead in your 
drinking water. Although most homes 
have very low levels of lead in their 
drinking water, some homes in the 
community have lead levels above the 
EPA action level of 15 parts per billion 
(ppb), or 0.015 milligrams of lead per 
liter of water (mg/L). Under Federal 
law we are required to have a program 
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in place to minimize lead in your 
drinking water by [insert date when 
corrosion control will be completed for 
your system]. This program includes 
corrosion control treatment, source 
water treatment, and public education. 
We are also required to replace the por-
tion of each lead service line that we 
own if the line contributes lead con-
centrations of more than 15 ppb after 
we have completed the comprehensive 
treatment program. If you have any 
questions about how we are carrying 
out the requirements of the lead regu-
lation please give us a call at [insert 
water system’s phone number]. This 
brochure explains the simple steps you 
can take to protect you and your fam-
ily by reducing your exposure to lead 
in drinking water. 

(ii) Health effects of lead. Lead is a 
common metal found throughout the 
environment in lead-based paint, air, 
soil, household dust, food, certain 
types of pottery porcelain and pewter, 
and water. Lead can pose a significant 
risk to your health if too much of it 
enters your body. Lead builds up in the 
body over many years and can cause 
damage to the brain, red blood cells 
and kidneys. The greatest risk is to 
young children and pregnant women. 
Amounts of lead that won’t hurt adults 
can slow down normal mental and 
physical development of growing bod-
ies. In addition, a child at play often 
comes into contact with sources of lead 
contamination—like dirt and dust—
that rarely affect an adult. It is impor-
tant to wash children’s hands and toys 
often, and to try to make sure they 
only put food in their mouths. 

(iii) Lead in drinking water. (A) Lead 
in drinking water, although rarely the 
sole cause of lead poisoning, can sig-
nificantly increase a person’s total lead 
exposure, particularly the exposure of 
infants who drink baby formulas and 
concentrated juices that are mixed 
with water. The EPA estimates that 
drinking water can make up 20 percent 
or more of a person’s total exposure to 
lead. 

(B) Lead is unusual among drinking 
water contaminants in that it seldom 
occurs naturally in water supplies like 
rivers and lakes. Lead enters drinking 
water primarily as a result of the cor-
rosion, or wearing away, of materials 

containing lead in the water distribu-
tion system and household plumbing. 
These materials include lead-based sol-
der used to join copper pipe, brass and 
chrome plated brass faucets, and in 
some cases, pipes made of lead that 
connect your house to the water main 
(service lines). In 1986, Congress banned 
the use of lead solder containing great-
er than 0.2% lead, and restricted the 
lead content of faucets, pipes and other 
plumbing materials to 8.0%. 

(C) When water stands in lead pipes 
or plumbing systems containing lead 
for several hours or more, the lead may 
dissolve into your drinking water. This 
means the first water drawn from the 
tap in the morning, or later in the 
afternoon after returning from work or 
school, can contain fairly high levels of 
lead. 

(iv) Steps you can take in the home to 
reduce exposure to lead in drinking water. 
(A) Despite our best efforts mentioned 
earlier to control water corrosivity and 
remove lead from the water supply, 
lead levels in some homes or buildings 
can be high. To find out whether you 
need to take action in your own home, 
have your drinking water tested to de-
termine if it contains excessive con-
centrations of lead. Testing the water 
is essential because you cannot see, 
taste, or smell lead in drinking water. 
Some local laboratories that can pro-
vide this service are listed at the end of 
this booklet. For more information on 
having your water tested, please call 
[insert phone number of water system]. 

(B) If a water test indicates that the 
drinking water drawn from a tap in 
your home contains lead above 15 ppb, 
then you should take the following pre-
cautions: 

(1) Let the water run from the tap be-
fore using it for drinking or cooking 
any time the water in a faucet has 
gone unused for more than six hours. 
The longer water resides in your 
home’s plumbing the more lead it may 
contain. Flushing the tap means run-
ning the cold water faucet until the 
water gets noticeably colder, usually 
about 15–30 seconds. If your house has a 
lead service line to the water main, 
you may have to flush the water for a 
longer time, perhaps one minute, be-
fore drinking. Although toilet flushing 
or showering flushes water through a 
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portion of your home’s plumbing sys-
tem, you still need to flush the water 
in each faucet before using it for drink-
ing or cooking. Flushing tap water is a 
simple and inexpensive measure you 
can take to protect your family’s 
health. It usually uses less than one or 
two gallons of water and costs less 
than [insert a cost estimate based on 
flushing two times a day for 30 days] 
per month. To conserve water, fill a 
couple of bottles for drinking water 
after flushing the tap, and whenever 
possible use the first flush water to 
wash the dishes or water the plants. If 
you live in a high-rise building, letting 
the water flow before using it may not 
work to lessen your risk from lead. The 
plumbing systems have more, and 
sometimes larger pipes than smaller 
buildings. Ask your landlord for help in 
locating the source of the lead and for 
advice on reducing the lead level. 

(2) Try not to cook with, or drink 
water from the hot water tap. Hot 
water can dissolve more lead more 
quickly than cold water. If you need 
hot water, draw water from the cold 
tap and heat it on the stove. 

(3) Remove loose lead solder and de-
bris from the plumbing materials in-
stalled in newly constructed homes, or 
homes in which the plumbing has re-
cently been replaced, by removing the 
faucet strainers from all taps and run-
ning the water from 3 to 5 minutes. 
Thereafter, periodically remove the 
strainers and flush out any debris that 
has accumulated over time. 

(4) If your copper pipes are joined 
with lead solder that has been installed 
illegally since it was banned in 1986, 
notify the plumber who did the work 
and request that he or she replace the 
lead solder with lead-free solder. Lead 
solder looks dull gray, and when 
scratched with a key looks shiny. In 
addition, notify your State [insert 
name of department responsible for en-
forcing the Safe Drinking Water Act in 
your State] about the violation. 

(5) Determine whether or not the 
service line that connects your home 
or apartment to the water main is 
made of lead. The best way to deter-
mine if your service line is made of 
lead is by either hiring a licensed 
plumber to inspect the line or by con-
tacting the plumbing contractor who 

installed the line. You can identify the 
plumbing contractor by checking the 
city’s record of building permits which 
should be maintained in the files of the 
[insert name of department that issues 
building permits]. A licensed plumber 
can at the same time check to see if 
your home’s plumbing contains lead 
solder, lead pipes, or pipe fittings that 
contain lead. The public water system 
that delivers water to your home 
should also maintain records of the 
materials located in the distribution 
system. If the service line that con-
nects your dwelling to the water main 
contributes more than 15 ppb to drink-
ing water, after our comprehensive 
treatment program is in place, we are 
required to replace the portion of the 
line we own. If the line is only par-
tially owned by the [insert the name of 
the city, county, or water system that 
owns the line], we are required to pro-
vide the owner of the privately-owned 
portion of the line with information on 
how to replace the privately-owned 
portion of the service line, and offer to 
replace that portion of the line at the 
owner’s expense. If we replace only the 
portion of the line that we own, we also 
are required to notify you in advance 
and provide you with information on 
the steps you can take to minimize ex-
posure to any temporary increase in 
lead levels that may result from the 
partial replacement, to take a follow-
up sample at our expense from the line 
within 72 hours after the partial re-
placement, and to mail or otherwise 
provide you with the results of that 
sample within three business days of 
receiving the results. Acceptable re-
placement alternatives include copper, 
steel, iron, and plastic pipes. 

(6) Have an electrician check your 
wiring. If grounding wires from the 
electrical system are attached to your 
pipes, corrosion may be greater. Check 
with a licensed electrician or your 
local electrical code to determine if 
your wiring can be grounded elsewhere. 
DO NOT attempt to change the wiring 
yourself because improper grounding 
can cause electrical shock and fire haz-
ards. 

(C) The steps described above will re-
duce the lead concentrations in your 
drinking water. However, if a water 
test indicates that the drinking water 
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coming from your tap contains lead 
concentrations in excess of 15 ppb after 
flushing, or after we have completed 
our actions to minimize lead levels, 
then you may want to take the fol-
lowing additional measures: 

(1) Purchase or lease a home treat-
ment device. Home treatment devices 
are limited in that each unit treats 
only the water that flows from the fau-
cet to which it is connected, and all of 
the devices require periodic mainte-
nance and replacement. Devices such 
as reverse osmosis systems or distillers 
can effectively remove lead from your 
drinking water. Some activated carbon 
filters may reduce lead levels at the 
tap, however all lead reduction claims 
should be investigated. Be sure to 
check the actual performance of a spe-
cific home treatment device before and 
after installing the unit. 

(2) Purchase bottled water for drink-
ing and cooking. 

(D) You can consult a variety of 
sources for additional information. 
Your family doctor or pediatrician can 
perform a blood test for lead and pro-
vide you with information about the 
health effects of lead. State and local 
government agencies that can be con-
tacted include: 

(1) [insert the name of city or county 
department of public utilities] at [in-
sert phone number] can provide you 
with information about your commu-
nity’s water supply, and a list of local 
laboratories that have been certified by 
EPA for testing water quality; 

(2) [insert the name of city or county 
department that issues building per-
mits] at [insert phone number] can pro-
vide you with information about build-
ing permit records that should contain 
the names of plumbing contractors 
that plumbed your home; and 

(3) [insert the name of the State De-
partment of Public Health] at [insert 
phone number] or the [insert the name 
of the city or county health depart-
ment] at [insert phone number] can 
provide you with information about 
the health effects of lead and how you 
can have your child’s blood tested. 

(E) The following is a list of some 
State approved laboratories in your 
area that you can call to have your 
water tested for lead. [Insert names 

and phone numbers of at least two lab-
oratories]. 

(2) Non-transient non-community water 
systems. A non-transient non-commu-
nity water system shall either include 
the text specified in paragraph (a)(1) of 
this section or shall include the fol-
lowing text in all of the printed mate-
rials it distributes through its lead 
public education program. Water sys-
tems may delete information per-
taining to lead service lines upon ap-
proval by the State if no lead service 
lines exist anywhere in the water sys-
tem service area. Any additional infor-
mation presented by a system shall be 
consistent with the information below 
and be in plain English that can be un-
derstood by lay people. 

(i) Introduction. The United States 
Environmental Protection Agency 
(EPA) and [insert name of water sup-
plier] are concerned about lead in your 
drinking water. Some drinking water 
samples taken from this facility have 
lead levels above the EPA action level 
of 15 parts per billion (ppb), or 0.015 
milligrams of lead per liter of water 
(mg/L). Under Federal law we are re-
quired to have a program in place to 
minimize lead in your drinking water 
by [insert date when corrosion control 
will be completed for your system]. 
This program includes corrosion con-
trol treatment, source water treat-
ment, and public education. We are 
also required to replace the portion of 
each lead service line that we own if 
the line contributes lead concentra-
tions of more than 15 ppb after we have 
completed the comprehensive treat-
ment program. If you have any ques-
tions about how we are carrying out 
the requirements of the lead regulation 
please give us a call at [insert water 
system’s phone number]. This brochure 
explains the simple steps you can take 
to protect yourself by reducing your 
exposure to lead in drinking water. 

(ii) Health effects of lead. Lead is 
found throughout the environment in 
lead-based paint, air, soil, household 
dust, food, certain types of pottery por-
celain and pewter, and water. Lead can 
pose a significant risk to your health if 
too much of it enters your body. Lead 
builds up in the body over many years 
and can cause damage to the brain, red 
blood cells and kidneys. The greatest 
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risk is to young children and pregnant 
women. Amounts of lead that won’t 
hurt adults can slow down normal men-
tal and physical development of grow-
ing bodies. In addition, a child at play 
often comes into contact with sources 
of lead contamination—like dirt and 
dust—that rarely affect an adult. It is 
important to wash children’s hands and 
toys often, and to try to make sure 
they only put food in their mouths. 

(iii) Lead in drinking water. (A) Lead 
in drinking water, although rarely the 
sole cause of lead poisoning, can sig-
nificantly increase a person’s total lead 
exposure, particularly the exposure of 
infants who drink baby formulas and 
concentrated juices that are mixed 
with water. The EPA estimates that 
drinking water can make up 20 percent 
or more of a person’s total exposure to 
lead. 

(B) Lead is unusual among drinking 
water contaminants in that it seldom 
occurs naturally in water supplies like 
rivers and lakes. Lead enters drinking 
water primarily as a result of the cor-
rosion, or wearing away, of materials 
containing lead in the water distribu-
tion system and household plumbing. 
These materials include lead-based sol-
der used to join copper pipe, brass and 
chrome-plated brass faucets, and in 
some cases, pipes made of lead that 
connect houses and buildings to water 
mains (service lines). In 1986, Congress 
banned the use of lead solder con-
taining greater than 0.2% lead, and re-
stricted the lead content of faucets, 
pipes and other plumbing materials to 
8.0%. 

(C) When water stands in lead pipes 
or plumbing systems containing lead 
for several hours or more, the lead may 
dissolve into your drinking water. This 
means the first water drawn from the 
tap in the morning, or later in the 
afternoon if the water has not been 
used all day, can contain fairly high 
levels of lead. 

(iv) Steps you can take to reduce expo-
sure to lead in drinking water. (A) Let 
the water run from the tap before using 
it for drinking or cooking any time the 
water in a faucet has gone unused for 
more than six hours. The longer water 
resides in plumbing the more lead it 
may contain. Flushing the tap means 
running the cold water faucet for about 

15–30 seconds. Although toilet flushing 
or showering flushes water through a 
portion of the plumbing system, you 
still need to flush the water in each 
faucet before using it for drinking or 
cooking. Flushing tap water is a simple 
and inexpensive measure you can take 
to protect your health. It usually uses 
less than one gallon of water. 

(B) Do not cook with, or drink water 
from the hot water tap. Hot water can 
dissolve more lead more quickly than 
cold water. If you need hot water, draw 
water from the cold tap and then heat 
it. 

(C) The steps described above will re-
duce the lead concentrations in your 
drinking water. However, if you are 
still concerned, you may wish to use 
bottled water for drinking and cooking. 

(D) You can consult a variety of 
sources for additional information. 
Your family doctor or pediatrician can 
perform a blood test for lead and pro-
vide you with information about the 
health effects of lead. State and local 
government agencies that can be con-
tacted include: 

(1) [insert the name or title of facil-
ity official if appropriate] at [insert 
phone number] can provide you with 
information about your facility’s water 
supply; and 

(2) [insert the name or title of the 
State Department of Public Health] at 
[insert phone number] or the [insert 
the name of the city or county health 
department] at [insert phone number] 
can provide you with information 
about the health effects of lead. 

(b) Content of broadcast materials. A 
water system shall include the fol-
lowing information in all public service 
announcements submitted under its 
lead public education program to tele-
vision and radio stations for broad-
casting: 

(1) Why should everyone want to 
know the facts about lead and drinking 
water? Because unhealthy amounts of 
lead can enter drinking water through 
the plumbing in your home. That’s why 
I urge you to do what I did. I had my 
water tested for [insert free or $ per 
sample]. You can contact the [insert 
the name of the city or water system] 
for information on testing and on sim-
ple ways to reduce your exposure to 
lead in drinking water. 
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(2) To have your water tested for 
lead, or to get more information about 
this public health concern, please call 
[insert the phone number of the city or 
water system]. 

(c) Delivery of a public education pro-
gram. (1) In communities where a sig-
nificant proportion of the population 
speaks a language other than English, 
public education materials shall be 
communicated in the appropriate lan-
guage(s). 

(2) A community water system that 
exceeds the lead action level on the 
basis of tap water samples collected in 
accordance with § 141.86, and that is not 
already repeating public education 
tasks pursuant to paragraph (c)(3), 
(c)(7), or (c)(8), of this section, shall, 
within 60 days: 

(i) Insert notices in each customer’s 
water utility bill containing the infor-
mation in paragraph (a)(1) of this sec-
tion, along with the following alert on 
the water bill itself in large print: 
‘‘SOME HOMES IN THIS COMMUNITY 
HAVE ELEVATED LEAD LEVELS IN 
THEIR DRINKING WATER. LEAD 
CAN POSE A SIGNIFICANT RISK TO 
YOUR HEALTH. PLEASE READ THE 
ENCLOSED NOTICE FOR FURTHER 
INFORMATION.’’ A community water 
system having a billing cycle that does 
not include a billing within 60 days of 
exceeding the action level, or that can-
not insert information in the water 
utility bill without making major 
changes to its billing system, may use 
a separate mailing to deliver the infor-
mation in paragraph (a)(1) of this sec-
tion as long as the information is deliv-
ered to each customer within 60 days of 
exceeding the action level. Such water 
systems shall also include the ‘‘alert’’ 
language specified in this paragraph. 

(ii) Submit the information in para-
graph (a)(1) of this section to the edi-
torial departments of the major daily 
and weekly newspapers circulated 
throughout the community. 

(iii) Deliver pamphlets and/or bro-
chures that contain the public edu-
cation materials in paragraphs (a)(1)(ii) 
and (a)(1)(iv) of this section to facili-
ties and organizations, including the 
following: 

(iv) Submit the public service an-
nouncement in paragraph (b) of this 
section to at least five of the radio and 

television stations with the largest au-
diences that broadcast to the commu-
nity served by the water system. 

(3) A community water system shall 
repeat the tasks contained in para-
graphs (c)(2) (i), (ii) and (iii) of this sec-
tion every 12 months, and the tasks 
contained in paragraphs (c)(2)(iv) of 
this section every 6 months for as long 
as the system exceeds the lead action 
level. 

(4) Within 60 days after it exceeds the 
lead action level (unless it already is 
repeating public education tasks pursu-
ant to paragraph (c)(5) of this section), 
a non-transient non-community water 
system shall deliver the public edu-
cation materials specified by para-
graph (a)(1) of this section or the public 
education materials specified by para-
graph (a)(2) of this section as follows: 

(i) Post informational posters on lead 
in drinking water in a public place or 
common area in each of the buildings 
served by the system; and 

(ii) Distribute informational pam-
phlets and/or brochures on lead in 
drinking water to each person served 
by the non-transient non-community 
water system. The State may allow the 
system to utilize electronic trans-
mission in lieu of or combined with 
printed materials as long as it achieves 
at least the same coverage. 

(5) A non-transient non-community 
water system shall repeat the tasks 
contained in paragraph (c)(4) of this 
section at least once during each cal-
endar year in which the system exceeds 
the lead action level. 

(6) A water system may discontinue 
delivery of public education materials 
if the system has met the lead action 
level during the most recent six-month 
monitoring period conducted pursuant 
to § 141.86. Such a system shall recom-
mence public education in accordance 
with this section if it subsequently ex-
ceeds the lead action level during any 
monitoring period. 

(7) A community water system may 
apply to the State, in writing, (unless 
the State has waived the requirement 
for prior State approval) to use the 
text specified in paragraph (a)(2) of this 
section in lieu of the text in paragraph 
(a)(1) of this section and to perform the 
tasks listed in paragraphs (c)(4) and 
(c)(5) of this section in lieu of the tasks 
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in paragraphs (c)(2) and (c)(3) of this 
section if: 

(i) The system is a facility, such as a 
prison or a hospital, where the popu-
lation served is not capable of or is pre-
vented from making improvements to 
plumbing or installing point of use 
treatment devices; and 

(ii) The system provides water as 
part of the cost of services provided 
and does not separately charge for 
water consumption. 

(8)(i) A community water system 
serving 3,300 or fewer people may omit 
the task contained in paragraph 
(c)(2)(iv) of this section. As long as it 
distributes notices containing the in-
formation contained in paragraph (a)(1) 
of this section to every household 
served by the system, such systems 
may further limit their public edu-
cation programs as follows: 

(A) Systems serving 500 or fewer peo-
ple may forego the task contained in 
paragraph (c)(2)(ii) of this section. 
Such a system may limit the distribu-
tion of the public education materials 
required under paragraph (c)(2)(iii) of 
this section to facilities and organiza-
tions served by the system that are 
most likely to be visited regularly by 
pregnant women and children, unless it 
is notified by the State in writing that 
it must make a broader distribution. 

(B) If approved by the State in writ-
ing, a system serving 501 to 3,300 people 
may omit the task in paragraph 
(c)(2)(ii) of this section and/or limit the 
distribution of the public education 
materials required under paragraph 
(c)(2)(iii) of this section to facilities 
and organizations served by the system 
that are most likely to be visited regu-
larly by pregnant women and children. 

(ii) A community water system serv-
ing 3,300 or fewer people that delivers 
public education in accordance with 
paragraph (c)(8)(i) of this section shall 
repeat the required public education 
tasks at least once during each cal-
endar year in which the system exceeds 
the lead action level. 

(d) Supplemental monitoring and notifi-
cation of results. A water system that 
fails to meet the lead action level on 
the basis of tap samples collected in 
accordance with § 141.86 shall offer to 
sample the tap water of any customer 
who requests it. The system is not re-

quired to pay for collecting or ana-
lyzing the sample, nor is the system re-
quired to collect and analyze the sam-
ple itself. 

[56 FR 26548, June 7, 1991; 57 FR 28788, June 
29, 1992; 65 FR 2005, Jan. 12, 2000]

§ 141.86 Monitoring requirements for 
lead and copper in tap water. 

(a) Sample site location. (1) By the ap-
plicable date for commencement of 
monitoring under paragraph (d)(1) of 
this section, each water system shall 
complete a materials evaluation of its 
distribution system in order to identify 
a pool of targeted sampling sites that 
meets the requirements of this section, 
and which is sufficiently large to en-
sure that the water system can collect 
the number of lead and copper tap sam-
ples required in paragraph (c) of this 
section. All sites from which first draw 
samples are collected shall be selected 
from this pool of targeted sampling 
sites. Sampling sites may not include 
faucets that have point-of-use or point-
of-entry treatment devices designed to 
remove inorganic contaminants. 

(2) A water system shall use the in-
formation on lead, copper, and galva-
nized steel that it is required to collect 
under § 141.42(d) of this part [special 
monitoring for corrosivity characteris-
tics] when conducting a materials eval-
uation. When an evaluation of the in-
formation collected pursuant to 
§ 141.42(d) is insufficient to locate the 
requisite number of lead and copper 
sampling sites that meet the targeting 
criteria in paragraph (a) of this sec-
tion, the water system shall review the 
sources of information listed below in 
order to identify a sufficient number of 
sampling sites. In addition, the system 
shall seek to collect such information 
where possible in the course of its nor-
mal operations (e.g., checking service 
line materials when reading water me-
ters or performing maintenance activi-
ties): 

(i) All plumbing codes, permits, and 
records in the files of the building de-
partment(s) which indicate the plumb-
ing materials that are installed within 
publicly and privately owned struc-
tures connected to the distribution sys-
tem; 

(ii) All inspections and records of the 
distribution system that indicate the 
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material composition of the service 
connections that connect a structure 
to the distribution system; and 

(iii) All existing water quality infor-
mation, which includes the results of 
all prior analyses of the system or indi-
vidual structures connected to the sys-
tem, indicating locations that may be 
particularly susceptible to high lead or 
copper concentrations. 

(3) The sampling sites selected for a 
community water system’s sampling 
pool (‘‘tier l sampling sites’’) shall con-
sist of single family structures that: 

(i) Contain copper pipes with lead sol-
der installed after 1982 or contain lead 
pipes; and/or 

(ii) Are served by a lead service line. 
When multiple-family residences com-
prise at least 20 percent of the struc-
tures served by a water system, the 
system may include these types of 
structures in its sampling pool. 

(4) Any community water system 
with insufficient tier 1 sampling sites 
shall complete its sampling pool with 
‘‘tier 2 sampling sites’’, consisting of 
buildings, including multiple-family 
residences that: 

(i) Contain copper pipes with lead sol-
der installed after 1982 or contain lead 
pipes; and/or 

(ii) Are served by a lead service line. 
(5) Any community water system 

with insufficient tier 1 and tier 2 sam-
pling sites shall complete its sampling 
pool with ‘‘tier 3 sampling sites’’, con-
sisting of single family structures that 
contain copper pipes with lead solder 
installed before 1983. A community 
water system with insufficient tier 1, 
tier 2, and tier 3 sampling sites shall 
complete its sampling pool with rep-
resentative sites throughout the dis-
tribution system. For the purpose of 
this paragraph, a representative site is 
a site in which the plumbing materials 
used at that site would be commonly 
found at other sites served by the 
water system. 

(6) The sampling sites selected for a 
non-transient noncommunity water 
system (‘‘tier l sampling sites’’) shall 
consist of buildings that: 

(i) Contain copper pipes with lead sol-
der installed after 1982 or contain lead 
pipes; and/or 

(ii) Are served by a lead service line. 

(7) A non-transient non-community 
water system with insufficient tier 1 
sites that meet the targeting criteria 
in paragraph (a)(6) of this section shall 
complete its sampling pool with sam-
pling sites that contain copper pipes 
with lead solder installed before 1983. If 
additional sites are needed to complete 
the sampling pool, the non-transient 
non-community water system shall use 
representative sites throughout the 
distribution system. For the purpose of 
this paragraph, a representative site is 
a site in which the plumbing materials 
used at that site would be commonly 
found at other sites served by the 
water system. 

(8) Any water system whose distribu-
tion system contains lead service lines 
shall draw 50 percent of the samples it 
collects during each monitoring period 
from sites that contain lead pipes, or 
copper pipes with lead solder, and 50 
percent of the samples from sites 
served by a lead service line. A water 
system that cannot identify a suffi-
cient number of sampling sites served 
by a lead service line shall collect first-
draw samples from all of the sites iden-
tified as being served by such lines. 

(b) Sample collection methods. (1) All 
tap samples for lead and copper col-
lected in accordance with this subpart, 
with the exception of lead service line 
samples collected under § 141.84(c) and 
samples collected under paragraph 
(b)(5) of this section, shall be first-draw 
samples. 

(2) Each first-draw tap sample for 
lead and copper shall be one liter in 
volume and have stood motionless in 
the plumbing system of each sampling 
site for at least six hours. First-draw 
samples from residential housing shall 
be collected from the cold water kitch-
en tap or bathroom sink tap. First-
draw samples from a nonresidential 
building shall be one liter in volume 
and shall be collected at an interior tap 
from which water is typically drawn 
for consumption. Non-first-draw sam-
ples collected in lieu of first-draw sam-
ples pursuant to paragraph (b)(5) of 
this section shall be one liter in vol-
ume and shall be collected at an inte-
rior tap from which water is typically 
drawn for consumption. First-draw 
samples may be collected by the sys-
tem or the system may allow residents 
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to collect first-draw samples after in-
structing the residents of the sampling 
procedures specified in this paragraph. 
To avoid problems of residents han-
dling nitric acid, acidification of first-
draw samples may be done up to 14 
days after the sample is collected. 
After acidification to resolubilize the 
metals, the sample must stand in the 
original container for the time speci-
fied in the approved EPA method be-
fore the sample can be analyzed. If a 
system allows residents to perform 
sampling, the system may not chal-
lenge, based on alleged errors in sam-
ple collection, the accuracy of sam-
pling results. 

(3) Each service line sample shall be 
one liter in volume and have stood mo-
tionless in the lead service line for at 
least six hours. Lead service line sam-
ples shall be collected in one of the fol-
lowing three ways: 

(i) At the tap after flushing the vol-
ume of water between the tap and the 
lead service line. The volume of water 
shall be calculated based on the inte-
rior diameter and length of the pipe be-
tween the tap and the lead service line; 

(ii) Tapping directly into the lead 
service line; or 

(iii) If the sampling site is a building 
constructed as a single-family resi-
dence, allowing the water to run until 
there is a significant change in tem-
perature which would be indicative of 
water that has been standing in the 
lead service line. 

(4) A water system shall collect each 
first draw tap sample from the same 
sampling site from which it collected a 
previous sample. If, for any reason, the 
water system cannot gain entry to a 
sampling site in order to collect a fol-
low-up tap sample, the system may col-
lect the follow-up tap sample from an-
other sampling site in its sampling 
pool as long as the new site meets the 
same targeting criteria, and is within 
reasonable proximity of the original 
site. 

(5) A non-transient non-community 
water system, or a community water 
system that meets the criteria of 
§§ 141.85(c)(7)(i) and (ii), that does not 
have enough taps that can supply first-
draw samples, as defined in § 141.2, may 
apply to the State in writing to sub-
stitute non-first-draw samples. Such 

systems must collect as many first-
draw samples from appropriate taps as 
possible and identify sampling times 
and locations that would likely result 
in the longest standing time for the re-
maining sites. The State has the dis-
cretion to waive the requirement for 
prior State approval of non-first-draw 
sample sites selected by the system, ei-
ther through State regulation or writ-
ten notification to the system. 

(c) Number of samples. Water systems 
shall collect at least one sample during 
each monitoring period specified in 
paragraph (d) of this section from the 
number of sites listed in the first col-
umn (‘‘standard monitoring’’) of the 
table in this paragraph. A system con-
ducting reduced monitoring under 
paragraph (d)(4) of this section shall 
collect at least one sample from the 
number of sites specified in the second 
column (‘‘reduced monitoring’’) of the 
table in this paragraph during each 
monitoring period specified in para-
graph (d)(4) of this section. Such re-
duced monitoring sites shall be rep-
resentative of the sites required for 
standard monitoring. States may speci-
fy sampling locations when a system is 
conducting reduced monitoring. The 
table is as follows:

System size (number of people served) 

Number 
of sites 
(stand-

ard
moni-
toring) 

Number 
of sites 

(reduced
moni-
toring) 

>100,000 ................................................ 100 50
10,001 to 100,000 ................................. 60 30
3,301 to 10,000 ..................................... 40 20
501 to 3,300 .......................................... 20 10
101 to 500 ............................................. 10 5
≤100 ....................................................... 5 5

(d) Timing of monitoring—(1) Initial tap 
sampling. 

The first six-month monitoring pe-
riod for small, medium-size and large 
systems shall begin on the following 
dates:

System size (No. people served) First six-month moni-
toring period begins on 

>50,000 ......................................... January 1, 1992. 
3,301 to 50,000 ............................. July 1, 1992. 
≤3,300 ........................................... July 1, 1993. 

(i) All large systems shall monitor 
during two consecutive six-month peri-
ods. 
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(ii) All small and medium-size sys-
tems shall monitor during each six-
month monitoring period until: 

(A) The system exceeds the lead or 
copper action level and is therefore re-
quired to implement the corrosion con-
trol treatment requirements under 
§ 141.81, in which case the system shall 
continue monitoring in accordance 
with paragraph (d)(2) of this section, or 

(B) The system meets the lead and 
copper action levels during two con-
secutive six-month monitoring periods, 
in which case the system may reduce 
monitoring in accordance with para-
graph (d)(4) of this section. 

(2) Monitoring after installation of cor-
rosion control and source water treat-
ment. (i) Any large system which in-
stalls optimal corrosion control treat-
ment pursuant to § 141.81(d)(4) shall 
monitor during two consecutive six-
month monitoring periods by the date 
specified in § 141.81(d)(5). 

(ii) Any small or medium-size system 
which installs optimal corrosion con-
trol treatment pursuant to § 141.81(e)(5) 
shall monitor during two consecutive 
six-month monitoring periods by the 
date specified in § 141.81(e)(6). 

(iii) Any system which installs 
source water treatment pursuant to 
§ 141.83(a)(3) shall monitor during two 
consecutive six-month monitoring pe-
riods by the date specified in 
§ 141.83(a)(4). 

(3) Monitoring after State specifies 
water quality parameter values for opti-
mal corrosion control. After the State 
specifies the values for water quality 
control parameters under § 141.82(f), the 
system shall monitor during each sub-
sequent six-month monitoring period, 
with the first monitoring period to 
begin on the date the State specifies 
the optimal values under § 141.82(f). 

(4) Reduced monitoring. (i) A small or 
medium-size water system that meets 
the lead and copper action levels dur-
ing each of two consecutive six-month 
monitoring periods may reduce the 
number of samples in accordance with 
paragraph (c) of this section, and re-
duce the frequency of sampling to once 
per year. 

(ii) Any water system that maintains 
the range of values for the water qual-
ity control parameters reflecting opti-
mal corrosion control treatment speci-

fied by the State under § 141.82(f) during 
each of two consecutive six-month 
monitoring periods may reduce the fre-
quency of monitoring to once per year 
and reduce the number of lead and cop-
per samples in accordance with para-
graph (c) of this section if it receives 
written approval from the State. The 
State shall review monitoring, treat-
ment, and other relevant information 
submitted by the water system in ac-
cordance with § 141.90, and shall notify 
the system in writing when it deter-
mines the system is eligible to com-
mence reduced monitoring pursuant to 
this paragraph. The State shall review, 
and where appropriate, revise its deter-
mination when the system submits new 
monitoring or treatment data, or when 
other data relevant to the number and 
frequency of tap sampling becomes 
available. 

(iii) A small or medium-size water 
system that meets the lead and copper 
action levels during three consecutive 
years of monitoring may reduce the 
frequency of monitoring for lead and 
copper from annually to once every 
three years. Any water system that 
maintains the range of values for the 
water quality control parameters re-
flecting optimal corrosion control 
treatment specified by the State under 
§ 141.82(f) during three consecutive 
years of monitoring may reduce the 
frequency of monitoring from annually 
to once every three years if it receives 
written approval from the State. The 
State shall review monitoring, treat-
ment, and other relevant information 
submitted by the water system in ac-
cordance with § 141.90, and shall notify 
the system in writing when it deter-
mines the system is eligible to reduce 
the frequency of monitoring to once 
every three years. The State shall re-
view, and where appropriate, revise its 
determination when the system sub-
mits new monitoring or treatment 
data, or when other data relevant to 
the number and frequency of tap sam-
pling becomes available. 

(iv) A water system that reduces the 
number and frequency of sampling 
shall collect these samples from rep-
resentative sites included in the pool of 
targeted sampling sites identified in 
paragraph (a) of this section. Systems 
sampling annually or less frequently 
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shall conduct the lead and copper tap 
sampling during the months of June, 
July, August, or September unless the 
State has approved a different sam-
pling period in accordance with para-
graph (d)(4)(iv)(A) of this section. 

(A) The State, at its discretion, may 
approve a different period for con-
ducting the lead and copper tap sam-
pling for systems collecting a reduced 
number of samples. Such a period shall 
be no longer than four consecutive 
months and must represent a time of 
normal operation where the highest 
levels of lead are most likely to occur. 
For a non-transient non-community 
water system that does not operate 
during the months of June through 
September, and for which the period of 
normal operation where the highest 
levels of lead are most likely to occur 
is not known, the State shall designate 
a period that represents a time of nor-
mal operation for the system. 

(B) Systems monitoring annually, 
that have been collecting samples dur-
ing the months of June through Sep-
tember and that receive State approval 
to alter their sample collection period 
under paragraph (d)(4)(iv)(A) of this 
section, must collect their next round 
of samples during a time period that 
ends no later than 21 months after the 
previous round of sampling. Systems 
monitoring triennially that have been 
collecting samples during the months 
of June through September, and re-
ceive State approval to alter the sam-
pling collection period as per para-
graph (d)(4)(iv)(A) of this section, must 
collect their next round of samples dur-
ing a time period that ends no later 
than 45 months after the previous 
round of sampling. Subsequent rounds 
of sampling must be collected annually 
or triennially, as required by this sec-
tion. Small systems with waivers, 
granted pursuant to paragraph (g) of 
this section, that have been collecting 
samples during the months of June 
through September and receive State 
approval to alter their sample collec-
tion period under paragraph 
(d)(4)(iv)(A) of this section must collect 
their next round of samples before the 
end of the 9-year period. 

(v) Any water system that dem-
onstrates for two consecutive 6-month 
monitoring periods that the tap water 

lead level computed under § 141.80(c)(3) 
is less than or equal to 0.005 mg/L and 
the tap water copper level computed 
under § 141.80(c)(3) is less than or equal 
to 0.65 mg/L may reduce the number of 
samples in accordance with paragraph 
(c) of this section and reduce the fre-
quency of sampling to once every three 
calendar years. 

(vi)(A) A small or medium-size water 
system subject to reduced monitoring 
that exceeds the lead or copper action 
level shall resume sampling in accord-
ance with paragraph (d)(3) of this sec-
tion and collect the number of samples 
specified for standard monitoring 
under paragraph (c) of this section. 
Such a system shall also conduct water 
quality parameter monitoring in ac-
cordance with § 141.87(b), (c) or (d) (as 
appropriate) during the monitoring pe-
riod in which it exceeded the action 
level. Any such system may resume an-
nual monitoring for lead and copper at 
the tap at the reduced number of sites 
specified in paragraph (c) of this sec-
tion after it has completed two subse-
quent consecutive six-month rounds of 
monitoring that meet the criteria of 
paragraph (d)(4)(i) of this section and/
or may resume triennial monitoring 
for lead and copper at the reduced 
number of sites after it demonstrates 
through subsequent rounds of moni-
toring that it meets the criteria of ei-
ther paragraph (d)(4)(iii) or (d)(4)(v) of 
this section. 

(B) Any water system subject to the 
reduced monitoring frequency that 
fails to operate at or above the min-
imum value or within the range of val-
ues for the water quality parameters 
specified by the State under § 141.82(f) 
for more than nine days in any six-
month period specified in § 141.87(d) 
shall conduct tap water sampling for 
lead and copper at the frequency speci-
fied in paragraph (d)(3) of this section, 
collect the number of samples specified 
for standard monitoring under para-
graph (c) of this section, and shall re-
sume monitoring for water quality pa-
rameters within the distribution sys-
tem in accordance with § 141.87(d). Such 
a system may resume reduced moni-
toring for lead and copper at the tap 
and for water quality parameters with-
in the distribution system under the 
following conditions: 
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(1) The system may resume annual 
monitoring for lead and copper at the 
tap at the reduced number of sites 
specified in paragraph (c) of this sec-
tion after it has completed two subse-
quent six-month rounds of monitoring 
that meet the criteria of paragraph 
(d)(4)(ii) of this section and the system 
has received written approval from the 
State that it is appropriate to resume 
reduced monitoring on an annual fre-
quency. 

(2) The system may resume triennial 
monitoring for lead and copper at the 
tap at the reduced number of sites 
after it demonstrates through subse-
quent rounds of monitoring that it 
meets the criteria of either paragraph 
(d)(4)(iii) or (d)(4)(v) of this section and 
the system has received written ap-
proval from the State that it is appro-
priate to resume triennial monitoring. 

(3) The system may reduce the num-
ber of water quality parameter tap 
water samples required in accordance 
with § 141.87(e)(1) and the frequency 
with which it collects such samples in 
accordance with § 141.87(e)(2). Such a 
system may not resume triennial mon-
itoring for water quality parameters at 
the tap until it demonstrates, in ac-
cordance with the requirements of 
§ 141.87(e)(2), that it has re-qualified for 
triennial monitoring. 

(vii) Any water system subject to a 
reduced monitoring frequency under 
paragraph (d)(4) of this section that ei-
ther adds a new source of water or 
changes any water treatment shall in-
form the State in writing in accord-
ance with § 141.90(a)(3). The State may 
require the system to resume sampling 
in accordance with paragraph (d)(3) of 
this section and collect the number of 
samples specified for standard moni-
toring under paragraph (c) of this sec-
tion or take other appropriate steps 
such as increased water quality param-
eter monitoring or re-evaluation of its 
corrosion control treatment given the 
potentially different water quality con-
siderations. 

(e) Additional monitoring by systems. 
The results of any monitoring con-
ducted in addition to the minimum re-
quirements of this section shall be con-
sidered by the system and the State in 
making any determinations (i.e., calcu-

lating the 90th percentile lead or cop-
per level) under this subpart. 

(f) Invalidation of lead or copper tap 
water samples. A sample invalidated 
under this paragraph does not count to-
ward determining lead or copper 90th 
percentile levels under § 141.80(c)(3) or 
toward meeting the minimum moni-
toring requirements of paragraph (c) of 
this section. 

(1) The State may invalidate a lead 
or copper tap water sample at least if 
one of the following conditions is met. 

(i) The laboratory establishes that 
improper sample analysis caused erro-
neous results. 

(ii) The State determines that the 
sample was taken from a site that did 
not meet the site selection criteria of 
this section. 

(iii) The sample container was dam-
aged in transit. 

(iv) There is substantial reason to be-
lieve that the sample was subject to 
tampering. 

(2) The system must report the re-
sults of all samples to the State and all 
supporting documentation for samples 
the system believes should be invali-
dated. 

(3) To invalidate a sample under 
paragraph (f)(1) of this section, the de-
cision and the rationale for the deci-
sion must be documented in writing. 
States may not invalidate a sample 
solely on the grounds that a follow-up 
sample result is higher or lower than 
that of the original sample. 

(4) The water system must collect re-
placement samples for any samples in-
validated under this section if, after 
the invalidation of one or more sam-
ples, the system has too few samples to 
meet the minimum requirements of 
paragraph (c) of this section. Any such 
replacement samples must be taken as 
soon as possible, but no later than 20 
days after the date the State invali-
dates the sample or by the end of the 
applicable monitoring period, which-
ever occurs later. Replacement samples 
taken after the end of the applicable 
monitoring period shall not also be 
used to meet the monitoring require-
ments of a subsequent monitoring pe-
riod. The replacement samples shall be 
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taken at the same locations as the in-
validated samples or, if that is not pos-
sible, at locations other than those al-
ready used for sampling during the 
monitoring period. 

(g) Monitoring waivers for small sys-
tems. Any small system that meets the 
criteria of this paragraph may apply to 
the State to reduce the frequency of 
monitoring for lead and copper under 
this section to once every nine years 
(i.e., a ‘‘full waiver’’) if it meets all of 
the materials criteria specified in para-
graph (g)(1) of this section and all of 
the monitoring criteria specified in 
paragraph (g)(2) of this section. If State 
regulations permit, any small system 
that meets the criteria in paragraphs 
(g)(1) and (2) of this section only for 
lead, or only for copper, may apply to 
the State for a waiver to reduce the 
frequency of tap water monitoring to 
once every nine years for that contami-
nant only (i.e., a ‘‘partial waiver’’). 

(1) Materials criteria. The system must 
demonstrate that its distribution sys-
tem and service lines and all drinking 
water supply plumbing, including 
plumbing conveying drinking water 
within all residences and buildings con-
nected to the system, are free of lead-
containing materials and/or copper-
containing materials, as those terms 
are defined in this paragraph, as fol-
lows: 

(i) Lead. To qualify for a full waiver, 
or a waiver of the tap water moni-
toring requirements for lead (i.e., a 
‘‘lead waiver’’), the water system must 
provide certification and supporting 
documentation to the State that the 
system is free of all lead-containing 
materials, as follows: 

(A) It contains no plastic pipes which 
contain lead plasticizers, or plastic 
service lines which contain lead plasti-
cizers; and 

(B) It is free of lead service lines, 
lead pipes, lead soldered pipe joints, 
and leaded brass or bronze alloy fit-
tings and fixtures, unless such fittings 
and fixtures meet the specifications of 
any standard established pursuant to 42 
U.S.C. 300g–6(e) (SDWA section 1417(e)). 

(ii) Copper. To qualify for a full waiv-
er, or a waiver of the tap water moni-
toring requirements for copper (i.e., a 
‘‘copper waiver’’), the water system 
must provide certification and sup-

porting documentation to the State 
that the system contains no copper 
pipes or copper service lines. 

(2) Monitoring criteria for waiver 
issuance. The system must have com-
pleted at least one 6-month round of 
standard tap water monitoring for lead 
and copper at sites approved by the 
State and from the number of sites re-
quired by paragraph (c) of this section 
and demonstrate that the 90th per-
centile levels for any and all rounds of 
monitoring conducted since the system 
became free of all lead-containing and/
or copper-containing materials, as ap-
propriate, meet the following criteria. 

(i) Lead levels. To qualify for a full 
waiver, or a lead waiver, the system 
must demonstrate that the 90th per-
centile lead level does not exceed 0.005 
mg/L. 

(ii) Copper levels. To qualify for a full 
waiver, or a copper waiver, the system 
must demonstrate that the 90th per-
centile copper level does not exceed 
0.65 mg/L. 

(3) State approval of waiver application. 
The State shall notify the system of its 
waiver determination, in writing, set-
ting forth the basis of its decision and 
any condition of the waiver. As a con-
dition of the waiver, the State may re-
quire the system to perform specific 
activities (e.g., limited monitoring, 
periodic outreach to customers to re-
mind them to avoid installation of ma-
terials that might void the waiver) to 
avoid the risk of lead or copper con-
centration of concern in tap water. The 
small system must continue moni-
toring for lead and copper at the tap as 
required by paragraphs (d)(1) through 
(d)(4) of this section, as appropriate, 
until it receives written notification 
from the State that the waiver has 
been approved. 

(4) Monitoring frequency for systems 
with waivers. (i) A system with a full 
waiver must conduct tap water moni-
toring for lead and copper in accord-
ance with paragraph (d)(4)(iv) of this 
section at the reduced number of sam-
pling sites identified in paragraph (c) 
of this section at least once every nine 
years and provide the materials certifi-
cation specified in paragraph (g)(1) of 
this section for both lead and copper to 
the State along with the monitoring 
results. 
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(ii) A system with a partial waiver 
must conduct tap water monitoring for 
the waived contaminant in accordance 
with paragraph (d)(4)(iv) of this section 
at the reduced number of sampling 
sites specified in paragraph (c) of this 
section at least once every nine years 
and provide the materials certification 
specified in paragraph (g)(1) of this sec-
tion pertaining to the waived contami-
nant along with the monitoring re-
sults. Such a system also must con-
tinue to monitor for the non-waived 
contaminant in accordance with re-
quirements of paragraph (d)(1) through 
(d)(4) of this section, as appropriate. 

(iii) If a system with a full or partial 
waiver adds a new source of water or 
changes any water treatment, the sys-
tem must notify the State in writing in 
accordance with § 141.90(a)(3). The State 
has the authority to require the sys-
tem to add or modify waiver conditions 
(e.g., require recertification that the 
system is free of lead-containing and/or 
copper-containing materials, require 
additional round(s) of monitoring), if it 
deems such modifications are nec-
essary to address treatment or source 
water changes at the system. 

(iv) If a system with a full or partial 
waiver becomes aware that it is no 
longer free of lead-containing or cop-
per-containing materials, as appro-
priate, (e.g., as a result of new con-
struction or repairs), the system shall 
notify the State in writing no later 
than 60 days after becoming aware of 
such a change. 

(5) Continued eligibility. If the system 
continues to satisfy the requirements 
of paragraph (g)(4) of this section, the 
waiver will be renewed automatically, 
unless any of the conditions listed in 
paragraph (g)(5)(i) through (g)(5)(iii) of 
this section occurs. A system whose 
waiver has been revoked may re-apply 
for a waiver at such time as it again 
meets the appropriate materials and 
monitoring criteria of paragraphs (g)(1) 
and (g)(2) of this section. 

(i) A system with a full waiver or a 
lead waiver no longer satisfies the ma-
terials criteria of paragraph (g)(1)(i) of 
this section or has a 90th percentile 
lead level greater than 0.005 mg/L. 

(ii) A system with a full waiver or a 
copper waiver no longer satisfies the 
materials criteria of paragraph 

(g)(1)(ii) of this section or has a 90th 
percentile copper level greater than 
0.65 mg/L. 

(iii) The State notifies the system, in 
writing, that the waiver has been re-
voked, setting forth the basis of its de-
cision. 

(6) Requirements following waiver rev-
ocation. A system whose full or partial 
waiver has been revoked by the State 
is subject to the corrosion control 
treatment and lead and copper tap 
water monitoring requirements, as fol-
lows: 

(i) If the system exceeds the lead and/
or copper action level, the system must 
implement corrosion control treatment 
in accordance with the deadlines speci-
fied in § 141.81(e), and any other appli-
cable requirements of this subpart. 

(ii) If the system meets both the lead 
and the copper action level, the system 
must monitor for lead and copper at 
the tap no less frequently than once 
every three years using the reduced 
number of sample sites specified in 
paragraph (c) of this section. 

(7) Pre-existing waivers. Small system 
waivers approved by the State in writ-
ing prior to April 11, 2000 shall remain 
in effect under the following condi-
tions: 

(i) If the system has demonstrated 
that it is both free of lead-containing 
and copper-containing materials, as re-
quired by paragraph (g)(1) of this sec-
tion and that its 90th percentile lead 
levels and 90th percentile copper levels 
meet the criteria of paragraph (g)(2) of 
this section, the waiver remains in ef-
fect so long as the system continues to 
meet the waiver eligibility criteria of 
paragraph (g)(5) of this section. The 
first round of tap water monitoring 
conducted pursuant to paragraph (g)(4) 
of this section shall be completed no 
later than nine years after the last 
time the system has monitored for lead 
and copper at the tap. 

(ii) If the system has met the mate-
rials criteria of paragraph (g)(1) of this 
section but has not met the monitoring 
criteria of paragraph (g)(2) of this sec-
tion, the system shall conduct a round 
of monitoring for lead and copper at 
the tap demonstrating that it meets 
the criteria of paragraph (g)(2) of this 
section no later than September 30, 
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2000. Thereafter, the waiver shall re-
main in effect as long as the system 
meets the continued eligibility criteria 
of paragraph (g)(5) of this section. The 
first round of tap water monitoring 
conducted pursuant to paragraph (g)(4) 
of this section shall be completed no 
later than nine years after the round of 
monitoring conducted pursuant to 
paragraph (g)(2) of this section. 

[56 FR 26548, June 7, 1991; 56 FR 32113, July 
15, 1991; 57 FR 28788, June 29, 1992; as amend-
ed at 65 FR 2007, Jan. 12, 2000]

§ 141.87 Monitoring requirements for 
water quality parameters. 

All large water systems, and all 
small- and medium-size systems that 
exceed the lead or copper action level 
shall monitor water quality param-
eters in addition to lead and copper in 
accordance with this section. The re-
quirements of this section are summa-
rized in the table at the end of this sec-
tion. 

(a) General requirements—(1) Sample 
collection methods. (i) Tap samples shall 
be representative of water quality 
throughout the distribution system 
taking into account the number of per-
sons served, the different sources of 
water, the different treatment methods 
employed by the system, and seasonal 
variability. Tap sampling under this 
section is not required to be conducted 
at taps targeted for lead and copper 
sampling under § 141.86(a). [Note: Sys-
tems may find it convenient to conduct 
tap sampling for water quality param-
eters at sites used for coliform sam-
pling under 40 CFR 141.21.] 

(ii) Samples collected at the entry 
point(s) to the distribution system 
shall be from locations representative 
of each source after treatment. If a sys-
tem draws water from more than one 
source and the sources are combined 
before distribution, the system must 
sample at an entry point to the dis-
tribution system during periods of nor-
mal operating conditions (i.e., when 
water is representative of all sources 
being used). 

(2) Number of samples. (i) Systems 
shall collect two tap samples for appli-
cable water quality parameters during 
each monitoring period specified under 
paragraphs (b) through (e) of this sec-

tion from the following number of 
sites.

System size (No. people served) 
No. of sites for 
water quality 
parameters 

>100,000 ........................................................ 25 
10,001–100,000 ............................................. 10 
3,301 to 10,000 ............................................. 3 
501 to 3,300 .................................................. 2 
101 to 500 ..................................................... 1
™100 .............................................................. 1

(ii) Except as provided in paragraph 
(c)(3) of this section, systems shall col-
lect two samples for each applicable 
water quality parameter at each entry 
point to the distribution system during 
each monitoring period specified in 
paragraph (b) of this section. During 
each monitoring period specified in 
paragraphs (c)–(e) of this section, sys-
tems shall collect one sample for each 
applicable water quality parameter at 
each entry point to the distribution 
system. 

(b) Initial sampling All large water 
systems shall measure the applicable 
water quality parameters as specified 
below at taps and at each entry point 
to the distribution system during each 
six-month monitoring period specified 
in § 141.86(d)(1). All small and medium-
size systems shall measure the applica-
ble water quality parameters at the lo-
cations specified below during each six-
month monitoring period specified in 
§ 141.86(d)(1) during which the system 
exceeds the lead or copper action level. 

(1) At taps: 
(i) pH; 
(ii) Alkalinity; 
(iii) Orthophosphate, when an inhib-

itor containing a phosphate compound 
is used; 

(iv) Silica, when an inhibitor con-
taining a silicate compound is used; 

(v) Calcium; 
(vi) Conductivity; and 
(vii) Water temperature. 
(2) At each entry point to the dis-

tribution system: all of the applicable 
parameters listed in paragraph (b)(1) of 
this section. 

(c) Monitoring after installation of cor-
rosion control. Any large system which 
installs optimal corrosion control 
treatment pursuant to § 141.81(d)(4) 
shall measure the water quality param-
eters at the locations and frequencies 
specified below during each six-month 
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monitoring period specified in 
§ 141.86(d)(2)(i). Any small or medium-
size system which installs optimal cor-
rosion control treatment shall conduct 
such monitoring during each six-month 
monitoring period specified in 
§ 141.86(d)(2)(ii) in which the system ex-
ceeds the lead or copper action level. 

(1) At taps, two samples for: 
(i) pH; 
(ii) Alkalinity; 
(iii) Orthophosphate, when an inhib-

itor containing a phosphate compound 
is used; 

(iv) Silica, when an inhibitor con-
taining a silicate compound is used; 

(v) Calcium, when calcium carbonate 
stabilization is used as part of corro-
sion control. 

(2) Except as provided in paragraph 
(c)(3) of this section, at each entry 
point to the distribution system, at 
least one sample no less frequently 
than every two weeks (biweekly) for: 

(i) pH; 
(ii) When alkalinity is adjusted as 

part of optimal corrosion control, a 
reading of the dosage rate of the chem-
ical used to adjust alkalinity, and the 
alkalinity concentration; and 

(iii) When a corrosion inhibitor is 
used as part of optimal corrosion con-
trol, a reading of the dosage rate of the 
inhibitor used, and the concentration 
of orthophosphate or silica (whichever 
is applicable). 

(3) Any ground water system can 
limit entry point sampling described in 
paragraph (c)(2) of this section to those 
entry points that are representative of 
water quality and treatment condi-
tions throughout the system. If water 
from untreated ground water sources 
mixes with water from treated ground 
water sources, the system must mon-
itor for water quality parameters both 
at representative entry points receiv-
ing treatment and representative entry 
points receiving no treatment. Prior to 
the start of any monitoring under this 
paragraph, the system shall provide to 
the State written information identi-
fying the selected entry points and doc-
umentation, including information on 
seasonal variability, sufficient to dem-
onstrate that the sites are representa-
tive of water quality and treatment 
conditions throughout the system. 

(d) Monitoring after State specifies 
water quality parameter values for opti-
mal corrosion control. After the State 
specifies the values for applicable 
water quality control parameters re-
flecting optimal corrosion control 
treatment under § 141.82(f), all large 
systems shall measure the applicable 
water quality parameters in accord-
ance with paragraph (c) of this section 
and determine compliance with the re-
quirements of § 141.82(g) every six 
months with the first six-month period 
to begin on the date the State specifies 
the optimal values under § 141.82(f). 
Any small or medium-size system shall 
conduct such monitoring during each 
six-month period specified in this para-
graph in which the system exceeds the 
lead or copper action level. For any 
such small and medium-size system 
that is subject to a reduced monitoring 
frequency pursuant to § 141.86(d)(4) at 
the time of the action level exceed-
ance, the end of the applicable six-
month period under this paragraph 
shall coincide with the end of the ap-
plicable monitoring period under 
§ 141.86(d)(4). Compliance with State-
designated optimal water quality pa-
rameter values shall be determined as 
specified under § 141.82(g). 

(e) Reduced monitoring. (1) Any water 
system that maintains the range of 
values for the water quality param-
eters reflecting optimal corrosion con-
trol treatment during each of two con-
secutive six-month monitoring periods 
under paragraph (d) of this section 
shall continue monitoring at the entry 
point(s) to the distribution system as 
specified in paragraph (c)(2) of this sec-
tion. Such system may collect two tap 
samples for applicable water quality 
parameters from the following reduced 
number of sites during each six-month 
monitoring period.

System size (No. of people served) 

Reduced No. 
of sites for 

water quality 
parameters 

>100,000 ........................................................ 10 
10,001 to 100,000 ......................................... 7 
3,301 to 10,000 ............................................. 3 
501 to 3,300 .................................................. 2 
101 to 500 ..................................................... 1 
™100 .............................................................. 1

(2)(i) Any water system that main-
tains the range of values for the water 
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quality parameters reflecting optimal 
corrosion control treatment specified 
by the State under § 141.82(f) during 
three consecutive years of monitoring 
may reduce the frequency with which 
it collects the number of tap samples 
for applicable water quality param-
eters specified in this paragraph (e)(1) 
of this section from every six months 
to annually. Any water system that 
maintains the range of values for the 
water quality parameters reflecting op-
timal corrosion control treatment 
specified by the State under § 141.82(f) 
during three consecutive years of an-
nual monitoring under this paragraph 
may reduce the frequency with which 
it collects the number of tap samples 
for applicable water quality param-
eters specified in paragraph (e)(1) from 
annually to every three years. 

(ii) A water system may reduce the 
frequency with which it collects tap 
samples for applicable water quality 
parameters specified in paragraph (e)(1) 
of this section to every three years if it 
demonstrates during two consecutive 
monitoring periods that its tap water 
lead level at the 90th percentile is less 
than or equal to the PQL for lead speci-
fied in § 141.89 (a)(1)(ii), that its tap 
water copper level at the 90th per-
centile is less than or equal to 0.65 mg/
L for copper in § 141.80(c)(2), and that it 
also has maintained the range of values 
for the water quality parameters re-
flecting optimal corrosion control 
treatment specified by the State under 
§ 141.82(f). 

(3) A water system that conducts 
sampling annually shall collect these 
samples evenly throughout the year so 
as to reflect seasonal variability. 

(4) Any water system subject to the 
reduced monitoring frequency that 
fails to operate at or above the min-
imum value or within the range of val-
ues for the water quality parameters 
specified by the State in § 141.82(f) for 
more than nine days in any six-month 
period specified in § 141.82(g) shall re-
sume distribution system tap water 
sampling in accordance with the num-
ber and frequency requirements in 
paragraph (d) of this section. Such a 
system may resume annual monitoring 
for water quality parameters at the tap 
at the reduced number of sites speci-
fied in paragraph (e)(1) of this section 
after it has completed two subsequent 
consecutive six-month rounds of moni-
toring that meet the criteria of that 
paragraph and/or may resume triennial 
monitoring for water quality param-
eters at the tap at the reduced number 
of sites after it demonstrates through 
subsequent rounds of monitoring that 
it meets the criteria of either para-
graph (e)(2)(i) or (e)(2)(ii) of this sec-
tion. 

(f) Additional monitoring by systems. 
The results of any monitoring con-
ducted in addition to the minimum re-
quirements of this section shall be con-
sidered by the system and the State in 
making any determinations (i.e., deter-
mining concentrations of water quality 
parameters) under this section or 
§ 141.82.

SUMMARY OF MONITORING REQUIREMENTS FOR WATER QUALITY PARAMETERS 1

Monitoring period Parameters 2 Location Frequency 

Initial monitoring ................. pH, alkalinity, orthophosphate or sili-
ca 3, calcium, conductivity, tempera-
ture.

Taps and at entry point(s) 
to distribution system.

Every 6 months. 

After installation of corro-
sion control.

pH, alkalinity, orthophosphate or sili-
ca 3, calcium 4.

Taps ................................... Every 6 months. 

pH, alkalinity, dosage rate and con-
centration (if alkalinity adjusted as 
part of corrosion control), inhibitor 
dosage rate and inhibitor residual 5.

Entry point(s) to distribution 
system 6.

No less frequently than 
every two weeks. 

After State specifies param-
eter values for optimal 
corrosion control.

pH, alkalinity, orthophosphate or sili-
ca 3, calcium 4.

Taps ................................... Every 6 months. 

pH, alkalinity dosage rate and con-
centration (if alkalinity adjusted as 
part of corrosion control), inhibitor 
dosage rate and inhibitor residual 5.

Entry point(s) to distribution 
system 6.

No less frequently than 
every two weeks. 

Reduced monitoring ........... pH, alkalinity, orthophosphate or sili-
ca 3, calcium 4.

Taps ................................... Every 6 months, annually 7 
or every 3 years 8; re-
duced number of sites. 
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SUMMARY OF MONITORING REQUIREMENTS FOR WATER QUALITY PARAMETERS 1—Continued

Monitoring period Parameters 2 Location Frequency 

pH, alkalinity dosage rate and con-
centration (if alkalinity adjusted as 
part of corrosion control), inhibitor 
dosage rate and inhibitor residual 5.

Entry point(s) to distribution 
system 6.

No less frequently than 
every two weeks. 

1 Table is for illustrative purposes; consult the text of this section for precise regulatory requirements. 
2 Small and medium-size systems have to monitor for water quality parameters only during monitoring periods in which the 

system exceeds the lead or copper action level. 
3 Orthophosphate must be measured only when an inhibitor containing a phosphate compound is used. Silica must be meas-

ured only when an inhibitor containing silicate compound is used. 
4 Calcium must be measured only when calcium carbonate stabilization is used as part of corrosion control. 
5 Inhibitor dosage rates and inhibitor residual concentrations (orthophosphate or silica) must be measured only when an inhib-

itor is used. 
6 Ground water systems may limit monitoring to representative locations throughout the system. 
7 Water systems may reduce frequency of monitoring for water quality parameters at the tap from every six months to annually 

if they have maintained the range of values for water quality parameters reflecting optimal corrosion control during 3 consecutive 
years of monitoring. 

8 Water systems may further reduce the frequency of monitoring for water quality parameters at the tap from annually to once 
every 3 years if they have maintained the range of values for water quality parameters reflecting optimal corrosion control during 
3 consecutive years of annual monitoring. Water systems may accelerate to triennial monitoring for water quality parameters at 
the tap if they have maintained 90th percentile lead levels less than or equal to 0.005 mg/L, 90th percentile copper levels less 
than or equal to 0.65 mg/L, and the range of water quality parameters designated by the State under § 141.82(f) as representing 
optimal corrosion control during two consecutive six-month monitoring periods. 

[56 FR 26548, June 7, 1991; 57 FR 28788, June 
29, 1992, as amended at 59 FR 33862, June 30, 
1994; 65 FR 2010, Jan. 12, 2000]

§ 141.88 Monitoring requirements for 
lead and copper in source water. 

(a) Sample location, collection methods, 
and number of samples. (1) A water sys-
tem that fails to meet the lead or cop-
per action level on the basis of tap 
samples collected in accordance with 
§ 141.86 shall collect lead and copper 
source water samples in accordance 
with the following requirements re-
garding sample location, number of 
samples, and collection methods: 

(i) Groundwater systems shall take a 
minimum of one sample at every entry 
point to the distribution system which 
is representative of each well after 
treatment (hereafter called a sampling 
point). The system shall take one sam-
ple at the same sampling point unless 
conditions make another sampling 
point more representative of each 
source or treatment plant. 

(ii) Surface water systems shall take 
a minimum of one sample at every 
entry point to the distribution system 
after any application of treatment or 
in the distribution system at a point 
which is representative of each source 
after treatment (hereafter called a 
sampling point). The system shall take 
each sample at the same sampling 
point unless conditions make another 
sampling point more representative of 
each source or treatment plant.

NOTE TO PARAGRAPH (A)(1)(II): For the pur-
poses of this paragraph, surface water sys-
tems include systems with a combination of 
surface and ground sources.

(iii) If a system draws water from 
more than one source and the sources 
are combined before distribution, the 
system must sample at an entry point 
to the distribution system during peri-
ods of normal operating conditions 
(i.e., when water is representative of all 
sources being used). 

(iv) The State may reduce the total 
number of samples which must be ana-
lyzed by allowing the use of 
compositing. Compositing of samples 
must be done by certified laboratory 
personnel. Composite samples from a 
maximum of five samples are allowed, 
provided that if the lead concentration 
in the composite sample is greater 
than or equal to 0.001 mg/L or the cop-
per concentration is greater than or 
equal to 0.160 mg/L, then either: 

(A) A follow-up sample shall be taken 
and analyzed within 14 days at each 
sampling point included in the com-
posite; or 

(B) If duplicates of or sufficient quan-
tities from the original samples from 
each sampling point used in the com-
posite are available, the system may 
use these instead of resampling. 

(2) Where the results of sampling in-
dicate an exceedance of maximum per-
missible source water levels estab-
lished under § 141.83(b)(4), the State 
may require that one additional sample 
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be collected as soon as possible after 
the initial sample was taken (but not 
to exceed two weeks) at the same sam-
pling point. If a State-required con-
firmation sample is taken for lead or 
copper, then the results of the initial 
and confirmation sample shall be aver-
aged in determining compliance with 
the State-specified maximum permis-
sible levels. Any sample value below 
the detection limit shall be considered 
to be zero. Any value above the detec-
tion limit but below the PQL shall ei-
ther be considered as the measured 
value or be considered one-half the 
PQL. 

(b) Monitoring frequency after system 
exceeds tap water action level. Any sys-
tem which exceeds the lead or copper 
action level at the tap shall collect one 
source water sample from each entry 
point to the distribution system within 
six months after the exceedance. 

(c) Monitoring frequency after installa-
tion of source water treatment. Any sys-
tem which installs source water treat-
ment pursuant to § 141.83(a)(3) shall col-
lect an additional source water sample 
from each entry point to the distribu-
tion system during two consecutive 
six-month monitoring periods by the 
deadline specified in § 141.83(a)(4). 

(d) Monitoring frequency after State 
specifies maximum permissible source 
water levels or determines that source 
water treatment is not needed. (1) A sys-
tem shall monitor at the frequency 
specified below in cases where the 
State specifies maximum permissible 
source water levels under § 141.83(b)(4) 
or determines that the system is not 
required to install source water treat-
ment under § 141.83(b)(2). 

(i) A water system using only 
groundwater shall collect samples once 
during the three-year compliance pe-
riod (as that term is defined in § 141.2) 
in effect when the applicable State de-
termination under paragraph (d)(1) of 
this section is made. Such systems 
shall collect samples once during each 
subsequent compliance period. 

(ii) A water system using surface 
water (or a combination of surface and 
groundwater) shall collect samples 
once during each year, the first annual 
monitoring period to begin on the date 
on which the applicable State deter-

mination is made under paragraph 
(d)(1) of this section. 

(2) A system is not required to con-
duct source water sampling for lead 
and/or copper if the system meets the 
action level for the specific contami-
nant in tap water samples during the 
entire source water sampling period ap-
plicable to the system under paragraph 
(d)(1) (i) or (ii) of this section. 

(e) Reduced monitoring frequency. (1) A 
water system using only ground water 
may reduce the monitoring frequency 
for lead and copper in source water to 
once during each nine-year compliance 
cycle (as that term is defined in § 141.2) 
if the system meets one of the fol-
lowing criteria: 

(i) The system demonstrates that fin-
ished drinking water entering the dis-
tribution system has been maintained 
below the maximum permissible lead 
and copper concentrations specified by 
the State in § 141.83(b)(4) during at least 
three consecutive compliance periods 
under paragraph (d)(1) of this section; 
or 

(ii) The State has determined that 
source water treatment is not needed 
and the system demonstrates that, dur-
ing at least three consecutive compli-
ance periods in which sampling was 
conducted under paragraph (d)(1) of 
this section, the concentration of lead 
in source water was less than or equal 
to 0.005 mg/L and the concentration of 
copper in source water was less than or 
equal to 0.65 mg/L. 

(2) A water system using surface 
water (or a combination of surface 
water and ground water) may reduce 
the monitoring frequency in paragraph 
(d)(1) of this section to once during 
each nine-year compliance cycle (as 
that term is defined in § 141.2) if the 
system meets one of the following cri-
teria: 

(i) The system demonstrates that fin-
ished drinking water entering the dis-
tribution system has been maintained 
below the maximum permissible lead 
and copper concentrations specified by 
the State in § 141.83(b)(4) for at least 
three consecutive years; or 

(ii) The State has determined that 
source water treatment is not needed 
and the system demonstrates that, dur-
ing at least three consecutive years, 
the concentration of lead in source 
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water was less than or equal to 0.005 
mg/L and the concentration of copper 
in source water was less than or equal 
to 0.65 mg/L. 

(3) A water system that uses a new 
source of water is not eligible for re-
duced monitoring for lead and/or cop-
per until concentrations in samples 
collected from the new source during 
three consecutive monitoring periods 
are below the maximum permissible 
lead and copper concentrations speci-
fied by the State in § 141.83(a)(5). 

[56 FR 26548, June 7, 1991; 57 FR 28788 and 
28789, June 29, 1992, as amended at 65 FR 2012, 
Jan. 12, 2000]

§ 141.89 Analytical methods. 

(a) Analyses for lead, copper, pH, con-
ductivity, calcium, alkalinity, 
orthophosphate, silica, and tempera-
ture shall be conducted with the meth-
ods in § 141.23(k)(1). 

(1) Analyses for alkalinity, calcium, 
conductivity, orthophosphate, pH, sili-
ca, and temperature may be performed 
by any person acceptable to the State. 
Analyses under this section for lead 
and copper shall only be conducted by 
laboratories that have been certified by 
EPA or the State. To obtain certifi-
cation to conduct analyses for lead and 
copper, laboratories must: 

(i) Analyze Performance Evaluation 
samples, which include lead and cop-
per, provided by or acceptable to EPA 
or the State at least once a year by 
each method for which the laboratory 
desires certification; and 

(ii) Achieve quantitative acceptance 
limits as follows: 

(A) For lead: ±30 percent of the actual 
amount in the Performance Evaluation 
sample when the actual amount is 
greater than or equal to 0.005 mg/L. 
The Practical Quantitation Level, or 
PQL for lead is 0.005 mg/L. 

(B) For Copper: ±10 percent of the ac-
tual amount in the Performance Eval-
uation sample when the actual amount 
is greater than or equal to 0.050 mg/L. 
The Practical Quantitation Level, or 
PQL for copper is 0.050 mg/L. 

(iii) Achieve the method detection 
limit for lead of 0.001 mg/L according to 
the procedures in appendix B of part 
136 of this title. This need only be ac-
complished if the laboratory will be 

processing source water composite 
samples under § 141.88(a)(1)(iii). 

(iv) Be currently certified by EPA or 
the State to perform analyses to the 
specifications described in paragraph 
(a)(2) of this section. 

(2) States have the authority to allow 
the use of previously collected moni-
toring data for purposes of monitoring, 
if the data were collected and analyzed 
in accordance with the requirements of 
this subpart. 

(3) All lead and copper levels meas-
ured between the PQL and MDL must 
be either reported as measured or they 
can be reported as one-half the PQL 
specified for lead and copper in para-
graph (a)(1)(ii) of this section. All lev-
els below the lead and copper MDLs 
must be reported as zero. 

(4) All copper levels measured be-
tween the PQL and the MDL must be 
either reported as measured or they 
can be reported as one-half the PQL 
(0.025 mg/L). All levels below the copper 
MDL must be reported as zero. 

(b) [Reserved] 

[56 FR 26548, June 7, 1991, as amended at 57 
FR 28789, June 29, 1992; 57 FR 31847, July 17, 
1992; 59 FR 33863, June 30, 1994; 59 FR 62470, 
Dec. 5, 1994; 64 FR 67466, Dec. 1, 1999; 65 FR 
2012, Jan. 12, 2000]

§ 141.90 Reporting requirements. 
All water systems shall report all of 

the following information to the State 
in accordance with this section. 

(a) Reporting requirements for tap 
water monitoring for lead and copper and 
for water quality parameter monitoring. 
(1) Except as provided in paragraph 
(a)(1)(viii) of this section, a water sys-
tem shall report the information speci-
fied below for all tap water samples 
specified in § 141.86 and for all water 
quality parameter samples specified in 
§ 141.87 within the first 10 days fol-
lowing the end of each applicable moni-
toring period specified in § 141.86 and 
§ 141.87 (i.e., every six months, annu-
ally, every 3 years, or every 9 years): 

(i) The results of all tap samples for 
lead and copper including the location 
of each site and the criteria under 
§ 141.86(a) (3), (4), (5), (6), and/or (7) 
under which the site was selected for 
the system’s sampling pool; 

(ii) Documentation for each tap 
water lead or copper sample for which 
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the water system requests invalidation 
pursuant to § 141.86(f)(2); 

(iii) [Reserved] 
(iv) The 90th percentile lead and cop-

per concentrations measured from 
among all lead and copper tap water 
samples collected during each moni-
toring period (calculated in accordance 
with § 141.80(c)(3)), unless the State cal-
culates the system’s 90th percentile 
lead and copper levels under paragraph 
(h) of this section; 

(v) With the exception of initial tap 
sampling conducted pursuant to 
§ 141.86(d)(1), the system shall designate 
any site which was not sampled during 
previous monitoring periods, and in-
clude an explanation of why sampling 
sites have changed; 

(vi) The results of all tap samples for 
pH, and where applicable, alkalinity, 
calcium, conductivity, temperature, 
and orthophosphate or silica collected 
under § 141.87 (b)–(e); 

(vii) The results of all samples col-
lected at the entry point(s) to the dis-
tribution system for applicable water 
quality parameters under § 141.87 (b)–
(e); 

(viii) A water system shall report the 
results of all water quality parameter 
samples collected under § 141.87(c) 
through (f) during each six-month mon-
itoring period specified in § 141.87(d) 
within the first 10 days following the 
end of the monitoring period unless the 
State has specified a more frequent re-
porting requirement. 

(2) For a non-transient non-commu-
nity water system, or a community 
water system meeting the criteria of 
§§ 141.85(c)(7)(i) and (ii), that does not 
have enough taps that can provide 
first-draw samples, the system must ei-
ther: 

(i) Provide written documentation to 
the State identifying standing times 
and locations for enough non-first-draw 
samples to make up its sampling pool 
under § 141.86(b)(5) by the start of the 
first applicable monitoring period 
under § 141.86(d) that commences after 
April 11, 2000, unless the State has 
waived prior State approval of non-
first-draw sample sites selected by the 
system pursuant to § 141.86(b)(5); or 

(ii) If the State has waived prior ap-
proval of non-first-draw sample sites 
selected by the system, identify, in 

writing, each site that did not meet the 
six-hour minimum standing time and 
the length of standing time for that 
particular substitute sample collected 
pursuant to § 141.86(b)(5) and include 
this information with the lead and cop-
per tap sample results required to be 
submitted pursuant to paragraph 
(a)(1)(i) of this section. 

(3) No later than 60 days after the ad-
dition of a new source or any change in 
water treatment, unless the State re-
quires earlier notification, a water sys-
tem deemed to have optimized corro-
sion control under § 141.81(b)(3), a water 
system subject to reduced monitoring 
pursuant to § 141.86(d)(4), or a water 
system subject to a monitoring waiver 
pursuant to § 141.86(g), shall send writ-
ten documentation to the State de-
scribing the change. In those instances 
where prior State approval of the 
treatment change or new source is not 
required, water systems are encouraged 
to provide the notification to the State 
beforehand to minimize the risk the 
treatment change or new source will 
adversely affect optimal corrosion con-
trol. 

(4) Any small system applying for a 
monitoring waiver under § 141.86(g), or 
subject to a waiver granted pursuant to 
§ 141.86(g)(3), shall provide the following 
information to the State in writing by 
the specified deadline: 

(i) By the start of the first applicable 
monitoring period in § 141.86(d), any 
small water system applying for a 
monitoring waiver shall provide the 
documentation required to dem-
onstrate that it meets the waiver cri-
teria of §§ 141.86(g)(1) and (2). 

(ii) No later than nine years after the 
monitoring previously conducted pur-
suant to § 141.86(g)(2) or § 141.86(g)(4)(i), 
each small system desiring to maintain 
its monitoring waiver shall provide the 
information required by §§ 141.86(g)(4)(i) 
and (ii). 

(iii) No later than 60 days after it be-
comes aware that it is no longer free of 
lead-containing and/or copper-con-
taining material, as appropriate, each 
small system with a monitoring waiver 
shall provide written notification to 
the State, setting forth the cir-
cumstances resulting in the lead-con-
taining and/or copper-containing mate-
rials being introduced into the system 
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and what corrective action, if any, the 
system plans to remove these mate-
rials. 

(iv) By October 10, 2000, any small 
system with a waiver granted prior to 
April 11, 2000 and that has not pre-
viously met the requirements of 
§ 141.86(g)(2) shall provide the informa-
tion required by that paragraph. 

(5) Each ground water system that 
limits water quality parameter moni-
toring to a subset of entry points under 
§ 141.87(c)(3) shall provide, by the com-
mencement of such monitoring, writ-
ten correspondence to the State that 
identifies the selected entry points and 
includes information sufficient to dem-
onstrate that the sites are representa-
tive of water quality and treatment 
conditions throughout the system. 

(b) Source water monitoring reporting 
requirements. (1) A water system shall 
report the sampling results for all 
source water samples collected in ac-
cordance with § 141.88 within the first 10 
days following the end of each source 
water monitoring period (i.e., annually, 
per compliance period, per compliance 
cycle) specified in § 141.88. 

(2) With the exception of the first 
round of source water sampling con-
ducted pursuant to § 141.88(b), the sys-
tem shall specify any site which was 
not sampled during previous moni-
toring periods, and include an expla-
nation of why the sampling point has 
changed. 

(c) Corrosion control treatment report-
ing requirements. By the applicable 
dates under § 141.81, systems shall re-
port the following information: 

(1) For systems demonstrating that 
they have already optimized corrosion 
control, information required in 
§ 141.81(b) (2) or (3). 

(2) For systems required to optimize 
corrosion control, their recommenda-
tion regarding optimal corrosion con-
trol treatment under § 141.82(a). 

(3) For systems required to evaluate 
the effectiveness of corrosion control 
treatments under §141.82(c), the infor-
mation required by that paragraph. 

(4) For systems required to install 
optimal corrosion control designated 
by the State under § 141.82(d), a letter 
certifying that the system has com-
pleted installing that treatment. 

(d) Source water treatment reporting re-
quirements. By the applicable dates in 
§ 141.83, systems shall provide the fol-
lowing information to the State: 

(1) If required under § 141.83(b)(1), 
their recommendation regarding 
source water treatment; 

(2) For systems required to install 
source water treatment under 
§ 141.83(b)(2), a letter certifying that 
the system has completed installing 
the treatment designated by the State 
within 24 months after the State des-
ignated the treatment. 

(e) Lead service line replacement report-
ing requirements. Systems shall report 
the following information to the State 
to demonstrate compliance with the re-
quirements of § 141.84: 

(1) Within 12 months after a system 
exceeds the lead action level in sam-
pling referred to in § 141.84(a), the sys-
tem shall demonstrate in writing to 
the State that it has conducted a mate-
rial evaluation, including the evalua-
tion in § 141.86(a), to identify the initial 
number of lead service lines in its dis-
tribution system, and shall provide the 
State with the system’s schedule for 
replacing annually at least 7 percent of 
the initial number of lead service lines 
in its distribution system. 

(2) Within 12 months after a system 
exceeds the lead action level in sam-
pling referred to in § 141.84(a), and 
every 12 months thereafter, the system 
shall demonstrate to the State in writ-
ing that the system has either: 

(i) Replaced in the previous 12 
months at least 7 percent of the initial 
lead service lines (or a greater number 
of lines specified by the State under 
§ 141.84(e)) in its distribution system, or 

(ii) Conducted sampling which dem-
onstrates that the lead concentration 
in all service line samples from an indi-
vidual line(s), taken pursuant to 
§ 141.86(b)(3), is less than or equal to 
0.015 mg/L. In such cases, the total 
number of lines replaced and/or which 
meet the criteria in § 141.84(c) shall 
equal at least 7 percent of the initial 
number of lead lines identified under 
paragraph (a) of this section (or the 
percentage specified by the State under 
§ 141.84(e)). 

(3) The annual letter submitted to 
the State under paragraph (e)(2) of this 
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section shall contain the following in-
formation: 

(i) The number of lead service lines 
scheduled to be replaced during the 
previous year of the system’s replace-
ment schedule; 

(ii) The number and location of each 
lead service line replaced during the 
previous year of the system’s replace-
ment schedule; 

(iii) If measured, the water lead con-
centration and location of each lead 
service line sampled, the sampling 
method, and the date of sampling. 

(4) Any system which collects lead 
service line samples following partial 
lead service line replacement required 
by § 141.84 shall report the results to 
the State within the first ten days of 
the month following the month in 
which the system receives the labora-
tory results, or as specified by the 
State. States, at their discretion may 
eliminate this requirement to report 
these monitoring results. Systems 
shall also report any additional infor-
mation as specified by the State, and 
in a time and manner prescribed by the 
State, to verify that all partial lead 
service line replacement activities 
have taken place. 

(f) Public education program reporting 
requirements. (1) Any water system that 
is subject to the public education re-
quirements in § 141.85 shall, within ten 
days after the end of each period in 
which the system is required to per-
form public education tasks in accord-
ance with § 141.85(c), send written docu-
mentation to the State that contains: 

(i) A demonstration that the system 
has delivered the public education ma-
terials that meet the content require-
ments in § 141.85(a) and (b) and the de-
livery requirements in § 141.85(c); and 

(ii) A list of all the newspapers, radio 
stations, television stations, and facili-
ties and organizations to which the 
system delivered public education ma-
terials during the period in which the 
system was required to perform public 
education tasks. 

(2) Unless required by the State, a 
system that previously has submitted 
the information required by paragraph 
(f)(1)(ii) of this section need not resub-
mit the information required by para-
graph (f)(1)(ii) of this section, as long 
as there have been no changes in the 

distribution list and the system cer-
tifies that the public education mate-
rials were distributed to the same list 
submitted previously. 

(g) Reporting of additional monitoring 
data. Any system which collects sam-
pling data in addition to that required 
by this subpart shall report the results 
to the State within the first ten days 
following the end of the applicable 
monitoring period under §§ 141.86, 141.87 
and 141.88 during which the samples are 
collected. 

(h) Reporting of 90th percentile lead 
and copper concentrations where the 
State calculates a system’s 90th percentile 
concentrations. A water system is not 
required to report the 90th percentile 
lead and copper concentrations meas-
ured from among all lead and copper 
tap water samples collected during 
each monitoring period, as required by 
paragraph (a)(1)(iv) of this section if: 

(1) The State has previously notified 
the water system that it will calculate 
the water system’s 90th percentile lead 
and copper concentrations, based on 
the lead and copper tap results sub-
mitted pursuant to paragraph (h)(2)(i) 
of this section, and has specified a date 
before the end of the applicable moni-
toring period by which the system 
must provide the results of lead and 
copper tap water samples; 

(2) The system has provided the fol-
lowing information to the State by the 
date specified in paragraph (h)(1) of 
this section: 

(i) The results of all tap samples for 
lead and copper including the location 
of each site and the criteria under 
§ 141.86(a)(3), (4), (5), (6), and/or (7) under 
which the site was selected for the sys-
tem’s sampling pool, pursuant to para-
graph (a)(1)(i) of this section; and 

(ii) An identification of sampling 
sites utilized during the current moni-
toring period that were not sampled 
during previous monitoring periods, 
and an explanation why sampling sites 
have changed; and 

(3) The State has provided the results 
of the 90th percentile lead and copper 
calculations, in writing, to the water 
system before the end of the moni-
toring period. 

[56 FR 26548, June 7, 1991; 57 FR 28789, June 
29, 1992, as amended at 59 FR 33864, June 30, 
1994; 65 FR 2012, Jan. 12, 2000]
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§ 141.91 Recordkeeping requirements. 

Any system subject to the require-
ments of this subpart shall retain on 
its premises original records of all 
sampling data and analyses, reports, 
surveys, letters, evaluations, sched-
ules, State determinations, and any 
other information required by §§ 141.81 
through 141.88. Each water system shall 
retain the records required by this sec-
tion for no fewer than 12 years.

Subpart J—Use of Non-Centralized 
Treatment Devices

SOURCE: 52 FR 25716, July 8, 1987, unless 
otherwise noted.

§ 141.100 Criteria and procedures for 
public water systems using point-of-
entry devices. 

(a) Public water systems may use 
point-of-entry devices to comply with 
maximum contaminant levels only if 
they meet the requirements of this 
section. 

(b) It is the responsibility of the 
public water system to operate and 
maintain the point-of-entry treatment 
system. 

(c) The public water system must de-
velop and obtain State approval for a 
monitoring plan before point-of-entry 
devices are installed for compliance. 
Under the plan approved by the State, 
point-of-entry devices must provide 
health protection equivalent to central 
water treatment. ‘‘Equivalent’’ means 
that the water would meet all national 
primary drinking water regulations 
and would be of acceptable quality 
similar to water distributed by a well-
operated central treatment plant. In 
addition to the VOCs, monitoring must 
include physical measurements and ob-
servations such as total flow treated 
and mechanical condition of the treat-
ment equipment. 

(d) Effective technology must be 
properly applied under a plan approved 
by the State and the microbiological 
safety of the water must be main-
tained. 

(1) The State must require adequate 
certification of performance, field test-
ing, and, if not included in the certifi-
cation process, a rigorous engineering 

design review of the point-of-entry de-
vices. 

(2) The design and application of the 
point-of-entry devices must consider 
the tendency for increase in 
heterotrophic bacteria concentrations 
in water treated with activated carbon. 
It may be necessary to use frequent 
backwashing, post-contactor disinfec-
tion, and Heterotrophic Plate Count 
monitoring to ensure that the micro-
biological safety of the water is not 
compromised. 

(e) All consumers shall be protected. 
Every building connected to the sys-
tem must have a point-of-entry device 
installed, maintained, and adequately 
monitored. The State must be assured 
that every building is subject to treat-
ment and monitoring, and that the 
rights and responsibilities of the public 
water system customer convey with 
title upon sale of property. 

[52 FR 25716, July 8, 1987; 53 FR 25111, July 1, 
1988]

§ 141.101 Use of bottled water. 
Public water systems shall not use 

bottled water to achieve compliance 
with an MCL. Bottled water may be 
used on a temporary basis to avoid un-
reasonable risk to health. 

[63 FR 31934, June 11, 1998]

Subpart K—Treatment Techniques

SOURCE: 56 FR 3594, Jan. 30, 1991, unless 
otherwise noted.

§ 141.110 General requirements. 
The requirements of subpart K of this 

part constitute national primary 
drinking water regulations. These reg-
ulations establish treatment tech-
niques in lieu of maximum contami-
nant levels for specified contaminants.

§ 141.111 Treatment techniques for ac-
rylamide and epichlorohydrin. 

Each public water system must cer-
tify annually in writing to the State 
(using third party or manufacturer’s 
certification) that when acrylamide 
and epichlorohydrin are used in drink-
ing water systems, the combination (or 
product) of dose and monomer level 
does not exceed the levels specified as 
follows:

VerDate jul<14>2003 10:39 Aug 22, 2003 Jkt 200158 PO 00000 Frm 00490 Fmt 8010 Sfmt 8002 Y:\SGML\200158T.XXX 200158T



491

Environmental Protection Agency § 141.131

Acrylamide=0.05% dosed at 1 ppm (or equiva-
lent) 

Epichlorohydrin=0.01% dosed at 20 ppm (or 
equivalent)

Certifications can rely on manufactur-
ers or third parties, as approved by the 
State.

Subpart L—Disinfectant Residuals, 
Disinfection Byproducts, and 
Disinfection Byproduct Precur-
sors

§ 141.130 General requirements. 
(a) The requirements of this subpart 

L constitute national primary drinking 
water regulations. 

(1) The regulations in this subpart es-
tablish criteria under which commu-
nity water systems (CWSs) and non-
transient, noncommunity water sys-
tems (NTNCWSs) which add a chemical 
disinfectant to the water in any part of 
the drinking water treatment process 
must modify their practices to meet 
MCLs and MRDLs in §§ 141.64 and 141.65, 
respectively, and must meet the treat-
ment technique requirements for dis-
infection byproduct precursors in 
§ 141.135. 

(2) The regulations in this subpart es-
tablish criteria under which transient 
NCWSs that use chlorine dioxide as a 
disinfectant or oxidant must modify 
their practices to meet the MRDL for 
chlorine dioxide in § 141.65. 

(3) EPA has established MCLs for 
TTHM and HAA5 and treatment tech-
nique requirements for disinfection by-
product precursors to limit the levels 
of known and unknown disinfection by-
products which may have adverse 
health effects. These disinfection by-
products may include chloroform; 
bromodichloromethane; 
dibromochloromethane; bromoform; 
dichloroacetic acid; and trichloroacetic 
acid. 

(b) Compliance dates. (1) CWSs and 
NTNCWSs. Unless otherwise noted, sys-
tems must comply with the require-
ments of this subpart as follows. Sub-
part H systems serving 10,000 or more 
persons must comply with this subpart 
beginning January 1, 2002. Subpart H 
systems serving fewer than 10,000 per-
sons and systems using only ground 
water not under the direct influence of 

surface water must comply with this 
subpart beginning January 1, 2004. 

(2) Transient NCWSs. Subpart H sys-
tems serving 10,000 or more persons and 
using chlorine dioxide as a disinfectant 
or oxidant must comply with any re-
quirements for chlorine dioxide in this 
subpart beginning January 1, 2002. Sub-
part H systems serving fewer than 
10,000 persons and using chlorine diox-
ide as a disinfectant or oxidant and 
systems using only ground water not 
under the direct influence of surface 
water and using chlorine dioxide as a 
disinfectant or oxidant must comply 
with any requirements for chlorine di-
oxide in this subpart beginning Janu-
ary 1, 2004. 

(c) Each CWS and NTNCWS regulated 
under paragraph (a) of this section 
must be operated by qualified per-
sonnel who meet the requirements 
specified by the State and are included 
in a State register of qualified opera-
tors. 

(d) Control of disinfectant residuals. 
Notwithstanding the MRDLs in § 141.65, 
systems may increase residual dis-
infectant levels in the distribution sys-
tem of chlorine or chloramines (but not 
chlorine dioxide) to a level and for a 
time necessary to protect public 
health, to address specific micro-
biological contamination problems 
caused by circumstances such as, but 
not limited to, distribution line breaks, 
storm run-off events, source water con-
tamination events, or cross-connection 
events. 

[63 FR 69466, Dec. 16, 1998, as amended at 66 
FR 3776, Jan. 16, 2001]

§ 141.131 Analytical requirements. 
(a) General. (1) Systems must use 

only the analytical method(s) specified 
in this section, or otherwise approved 
by EPA for monitoring under this sub-
part, to demonstrate compliance with 
the requirements of this subpart. These 
methods are effective for compliance 
monitoring February 16, 1999. 

(2) The following documents are in-
corporated by reference. The Director 
of the Federal Register approves this 
incorporation by reference in accord-
ance with 5 U.S.C. 552(a) and 1 CFR 
part 51. Copies may be inspected at 
EPA’s Drinking Water Docket, 401 M 
St., SW., Washington, DC 20460, or at 
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the Office of the Federal Register, 800 
North Capitol Street, NW, Suite 700, 
Washington DC. EPA Method 552.1 is in 
Methods for the Determination of Organic 
Compounds in Drinking Water-Supple-
ment II, USEPA, August 1992, EPA/600/
R–92/129 (available through National 
Information Technical Service (NTIS), 
PB92–207703). EPA Methods 502.2, 524.2, 
551.1, and 552.2 are in Methods for the 
Determination of Organic Compounds in 
Drinking Water-Supplement III, USEPA, 
August 1995, EPA/600/R–95/131. (avail-
able through NTIS, PB95–261616). EPA 
Method 300.0 is in Methods for the Deter-
mination of Inorganic Substances in Envi-
ronmental Samples, USEPA, August 
1993, EPA/600/R–93/100. (available 
through NTIS, PB94–121811). EPA Meth-
od 300.1 is titled USEPA Method 300.1, 
Determination of Inorganic Anions in 
Drinking Water by Ion Chromatography, 
Revision 1.0, USEPA, 1997, EPA/600/R–98/
118 (available through NTIS, PB98–
169196); also available from: Chemical 
Exposure Research Branch, Micro-
biological & Chemical Exposure Assess-
ment Research Division, National Ex-
posure Research Laboratory, U.S. En-
vironmental Protection Agency, Cin-
cinnati, OH 45268, Fax Number: 513–569–
7757, Phone number: 513–569–7586. 
Standard Methods 4500–Cl D, 4500–Cl E, 

4500–Cl F, 4500–Cl G, 4500–Cl H, 4500–Cl 
I, 4500–ClO2 D, 4500–ClO2 E, 6251 B, and 
5910 B shall be followed in accordance 
with Standard Methods for the Examina-
tion of Water and Wastewater, 19th Edi-
tion, American Public Health Associa-
tion, 1995; copies may be obtained from 
the American Public Health Associa-
tion, 1015 Fifteenth Street, NW, Wash-
ington, DC 20005. Standard Methods 
5310 B, 5310 C, and 5310 D shall be fol-
lowed in accordance with the Supple-
ment to the 19th Edition of Standard 
Methods for the Examination of Water 
and Wastewater, American Public 
Health Association, 1996; copies may be 
obtained from the American Public 
Health Association, 1015 Fifteenth 
Street, NW, Washington, DC 20005. 
ASTM Method D 1253–86 shall be fol-
lowed in accordance with the Annual 
Book of ASTM Standards, Volume 11.01, 
American Society for Testing and Ma-
terials, 1996 edition; copies may be ob-
tained from the American Society for 
Testing and Materials, 100 Barr Harbor 
Drive, West Conshohoken, PA 19428. 

(b) Disinfection byproducts. (1) Sys-
tems must measure disinfection by-
products by the methods (as modified 
by the footnotes) listed in the fol-
lowing table:

APPROVED METHODS FOR DISINFECTION BYPRODUCT COMPLIANCE MONITORING 

Methodology 2 EPA meth-
od Standard method 

Byproduct measured 1

TTHM HAA5 Chlorite 4 Bromate 

P&T/GC/ElCD & PID 3502.2 X
P&T/GC/MS ............... 524.2 X
LLE/GC/ECD ............. 551.1 X
LLE/GC/ECD ............. 6251 B X
SPE/GC/ECD ............ 552.1 X
LLE/GC/ECD ............. 552.2 X
Amperometric Titra-

tion.
4500–ClO2 E X

IC ............................... 300.0 X
IC ............................... 300.1 X X 

1 X indicates method is approved for measuring specified disinfection byproduct. 
2 P&T = purge and trap; GC = gas chromatography; ElCD = electrolytic conductivity detector; PID = photoionization detector; 

MS = mass spectrometer; LLE = liquid/liquid extraction; ECD = electron capture detector; SPE = solid phase extractor; IC = ion 
chromatography. 

3 If TTHMs are the only analytes being measured in the sample, then a PID is not required. 
4 Amperometric titration may be used for routine daily monitoring of chlorite at the entrance to the distribution system, as pre-

scribed in § 141.132(b)(2)(i)(A). Ion chromatography must be used for routine monthly monitoring of chlorite and additional moni-
toring of chlorite in the distribution system, as prescribed in § 141.132(b)(2)(i)(B) and (b)(2)(ii). 

(2) Analysis under this section for 
disinfection byproducts must be con-
ducted by laboratories that have re-
ceived certification by EPA or the 
State, except as specified under para-

graph (b)(3) of this section. To receive 
certification to conduct analyses for 
the contaminants in § 141.64(a), the lab-
oratory must carry out annual anal-
yses of performance evaluation (PE) 
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samples approved by EPA or the State. 
In these analyses of PE samples, the 
laboratory must achieve quantitative 
results within the acceptance limit on 
a minimum of 80% of the analytes in-
cluded in each PE sample. The accept-
ance limit is defined as the 95% con-
fidence interval calculated around the 
mean of the PE study data between a 
maximum and minimum acceptance 
limit of +/¥50% and +/¥15% of the 
study mean. 

(3) A party approved by EPA or the 
State must measure daily chlorite 
samples at the entrance to the dis-
tribution system. 

(c) Disinfectant residuals. (1) Systems 
must measure residual disinfectant 
concentrations for free chlorine, com-
bined chlorine (chloramines), and chlo-
rine dioxide by the methods listed in 
the following table:

APPROVED METHODS FOR DISINFECTANT RESIDUAL COMPLIANCE MONITORING 

Methodology Standard
method ASTM method 

Residual Measured 1

Free
chlorine 

Combined 
chlorine 

Total
chlorine 

Chlorine
dioxide 

Amperometric Titra-
tion.

4500–Cl D D 1253–86 X X X

Low Level Ampero-
metric Titration.

4500–Cl E X

DPD Ferrous 
Titrimetric.

4500–Cl F X X X

DPD Colorimetric .. 4500–Cl G X X X
Syringaldazin e 

(FACTS).
4500–Cl H X

Iodometric Elec-
trode.

4500–Cl I X

DPD ....................... 4500–ClO2 D X 
Amperometric 

Method II.
4500–ClO2 E X 

1 X indicates method is approved for measuring specified disinfectant residual. 

(2) If approved by the State, systems 
may also measure residual disinfectant 
concentrations for chlorine, 
chloramines, and chlorine dioxide by 
using DPD colorimetric test kits. 

(3) A party approved by EPA or the 
State must measure residual disinfect-
ant concentration. 

(d) Additional analytical methods. Sys-
tems required to analyze parameters 
not included in paragraphs (b) and (c) 
of this section must use the following 
methods. A party approved by EPA or 
the State must measure these param-
eters. 

(1) Alkalinity. All methods allowed in 
§ 141.89(a) for measuring alkalinity. 

(2) Bromide. EPA Method 300.0 or EPA 
Method 300.1. 

(3) Total Organic Carbon (TOC). 
Standard Method 5310 B (High-Tem-
perature Combustion Method) or 
Standard Method 5310 C (Persulfate-Ul-
traviolet or Heated-Persulfate Oxida-
tion Method) or Standard Method 5310 
D (Wet-Oxidation Method). TOC sam-
ples may not be filtered prior to anal-

ysis. TOC samples must either be ana-
lyzed or must be acidified to achieve 
pH less than 2.0 by minimal addition of 
phosphoric or sulfuric acid as soon as 
practical after sampling, not to exceed 
24 hours. Acidified TOC samples must 
be analyzed within 28 days. 

(4) Specific Ultraviolet Absorbance 
(SUVA). SUVA is equal to the UV ab-
sorption at 254nm (UV254) (measured in 
m-1 divided by the dissolved organic 
carbon (DOC) concentration (measured 
as mg/L). In order to determine SUVA, 
it is necessary to separately measure 
UV254 and DOC. When determining 
SUVA, systems must use the methods 
stipulated in paragraph (d)(4)(i) of this 
section to measure DOC and the meth-
od stipulated in paragraph (d)(4)(ii) of 
this section to measure UV254. SUVA 
must be determined on water prior to 
the addition of disinfectants/oxidants 
by the system. DOC and UV254 samples 
used to determine a SUVA value must 
be taken at the same time and at the 
same location. 
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(i) Dissolved Organic Carbon (DOC). 
Standard Method 5310 B (High-Tem-
perature Combustion Method) or 
Standard Method 5310 C (Persulfate-Ul-
traviolet or Heated-Persulfate Oxida-
tion Method) or Standard Method 5310 
D (Wet-Oxidation Method). Prior to 
analysis, DOC samples must be filtered 
through a 0.45 µm pore-diameter filter. 
Water passed through the filter prior 
to filtration of the sample must serve 
as the filtered blank. This filtered 
blank must be analyzed using proce-
dures identical to those used for anal-
ysis of the samples and must meet the 
following criteria: DOC < 0.5 mg/L. DOC 
samples must be filtered through the 
0.45 µm pore-diameter filter prior to 
acidification. DOC samples must either 
be analyzed or must be acidified to 
achieve pH less than 2.0 by minimal ad-
dition of phosphoric or sulfuric acid as 
soon as practical after sampling, not to 
exceed 48 hours. Acidified DOC samples 
must be analyzed within 28 days. 

(ii) Ultraviolet Absorption at 254 nm 
(UV254). Method 5910 B (Ultraviolet Ab-
sorption Method). UV absorption must 
be measured at 253.7 nm (may be round-
ed off to 254 nm). Prior to analysis, 
UV254 samples must be filtered through 
a 0.45 µm pore-diameter filter. The pH 
of UV254 samples may not be adjusted. 
Samples must be analyzed as soon as 
practical after sampling, not to exceed 
48 hours. 

(5) pH. All methods allowed in 
§ 141.23(k)(1) for measuring pH. 

[63 FR 69466, Dec. 16, 1998, as amended at 66 
FR 3776, Jan. 16, 2001]

§ 141.132 Monitoring requirements. 
(a) General requirements. (1) Systems 

must take all samples during normal 
operating conditions. 

(2) Systems may consider multiple 
wells drawing water from a single aqui-
fer as one treatment plant for deter-
mining the minimum number of TTHM 
and HAA5 samples required, with State 
approval in accordance with criteria 
developed under § 142.16(h)(5) of this 
chapter. 

(3) Failure to monitor in accordance 
with the monitoring plan required 
under paragraph (f) of this section is a 
monitoring violation. 

(4) Failure to monitor will be treated 
as a violation for the entire period cov-
ered by the annual average where com-
pliance is based on a running annual 
average of monthly or quarterly sam-
ples or averages and the system’s fail-
ure to monitor makes it impossible to 
determine compliance with MCLs or 
MRDLs. 

(5) Systems may use only data col-
lected under the provisions of this sub-
part or subpart M of this part to qual-
ify for reduced monitoring. 

(b) Monitoring requirements for dis-
infection byproducts—(1) TTHMs and 
HAA5—(i) Routine monitoring. Systems 
must monitor at the frequency indi-
cated in the following table:

ROUTINE MONITORING FREQUENCY FOR TTHM AND HAA5

Type of system Minimum monitoring frequency Sample location in the distribution system 

Subpart H system serving at 
least 10,000 persons.

Four water samples per quar-
ter per treatment plant.

At least 25 percent of all samples collected each quarter at 
locations representing maximum residence time. Remain-
ing samples taken at locations representative of at least 
average residence time in the distribution system and rep-
resenting the entire distribution system, taking into account 
number of persons served, different sources of water, and 
different treatment methods.1

Subpart H system serving from 
500 to 9,999 persons.

One water sample per quarter 
per treatment plant.

Locations representing maximum residence time.1

Subpart H system serving fewer 
than 500 persons.

One sample per year per 
treatment plant during 
month of warmest water 
temperature. 

Locations representing maximum residence time.1 If the 
sample (or average of annual samples, if more than one 
sample is taken) exceeds the MCL, the system must in-
crease monitoring to one sample per treatment plant per 
quarter, taken at a point reflecting the maximum residence 
time in the distribution system, until the system meets cri-
teria in paragraph (b)(1)(iv) of this section. 
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ROUTINE MONITORING FREQUENCY FOR TTHM AND HAA5—Continued

Type of system Minimum monitoring frequency Sample location in the distribution system 

System using only ground 
water not under direct influ-
ence of surface water using 
chemical disinfectant and 
serving at least 10,000 per-
sons.

One water sample per quarter 
per treatment plant 2.

Locations representing maximum residence time.1

System using only ground 
water not under direct influ-
ence of surface water using 
chemical disinfectant and 
serving fewer than 10,000 
persons.

One sample per year per 
treatment plant 2 during 
month of warmest water 
temperature. 

Locations representing maximum residence time.1 If the 
sample (or average of annual samples, if more than one 
sample is taken) exceeds the MCL, the system must in-
crease monitoring to one sample per treatment plant per 
quarter, taken at a point reflecting the maximum residence 
time in the distribution system, until the system meets cri-
teria in paragraph (b)(1)(iv) of this section. 

1 If a system elects to sample more frequently than the minimum required, at least 25 percent of all samples collected each 
quarter (including those taken in excess of the required frequency) must be taken at locations that represent the maximum resi-
dence time of the water in the distribution system. The remaining samples must be taken at locations representative of at least 
average residence time in the distribution system. 

2 Multiple wells drawing water from a single aquifer may be considered one treatment plant for determining the minimum num-
ber of samples required, with State approval in accordance with criteria developed under § 142.16(h)(5) of this chapter. 

(ii) Systems may reduce monitoring, 
except as otherwise provided, in ac-
cordance with the following table:

REDUCED MONITORING FREQUENCY FOR TTHM AND HAA5

If you are a . . . 
You may reduce monitoring if 
you have monitored at least 

one year and your . . . 
To this level 

Subpart H system serving at 
least 10,000 persons which 
has a source water annual 
average TOC level, before 
any treatment, ≤4.0 mg/L.

TTHM annual average ≤0.040 
mg/L and HAA5 annual av-
erage ≤0.030 mg/L.

One sample per treatment plant per quarter at distribution 
system location reflecting maximum residence time. 

Subpart H system serving from 
500 to 9,999 persons which 
has a source water annual 
average TOC level, before 
any treatment, ≤4.0 mg/L.

TTHM annual average ≤0.040 
mg/L and HAA5 annual av-
erage ≤0.030 mg/L.

One sample per treatment plant per year at distribution sys-
tem location reflecting maximum residence time during 
month of warmest water temperature. NOTE: Any Subpart 
H system serving fewer than 500 persons may not reduce 
its monitoring to less than one sample per treatment plant 
per year. 

System using only ground 
water not under direct influ-
ence of surface water using 
chemical disinfectant and 
serving at least 10,000 per-
sons.

TTHM annual average ≤0.040 
mg/L and HAA5 annual av-
erage ≤0.030 mg/L.

One sample per treatment plant per year at distribution sys-
tem location reflecting maximum residence time during 
month of warmest water temperature 

System using only ground 
water not under direct influ-
ence of surface water using 
chemical disinfectant and 
serving fewer than 10,000 
persons.

TTHM annual average ≤0.040 
mg/L and HAA5 annual av-
erage ≤0.030 mg/L for two 
consecutive years OR 
TTHM annual average 
≤0.020 mg/L and HAA5 an-
nual average ≤0.015 mg/L 
for one year.

One sample per treatment plant per three year monitoring 
cycle at distribution system location reflecting maximum 
residence time during month of warmest water tempera-
ture, with the three-year cycle beginning on January 1 fol-
lowing quarter in which system qualifies for reduced moni-
toring. 

(iii) Systems that do not meet these 
levels must resume monitoring at the 
frequency identified in paragraph 
(b)(1)(i) of this section (minimum mon-
itoring frequency column) in the quar-
ter immediately following the moni-
toring period in which the system ex-
ceeds 0.060 mg/L or 0.045 mg/L for 
TTHM or HAA5 respectively. For sys-

tems using only ground water not 
under the direct influence of surface 
water and serving fewer than 10,000 per-
sons, if either the TTHM annual aver-
age is >0.080 mg/L or the HAA5 annual 
average is >0.060 mg/L, the system 
must go to the increased monitoring 
identified in paragraph (b)(1)(i) of this 
section (sample location column) in 

VerDate jul<14>2003 10:39 Aug 22, 2003 Jkt 200158 PO 00000 Frm 00495 Fmt 8010 Sfmt 8002 Y:\SGML\200158T.XXX 200158T



496

40 CFR Ch. I (7–1–03 Edition)§ 141.132

the quarter immediately following the 
monitoring period in which the system 
exceeds 0.080 mg/L or 0.060 mg/L for 
TTHMs or HAA5 respectively. 

(iv) Systems on increased monitoring 
may return to routine monitoring if, 
after at least one year of monitoring 
their TTHM annual average is ≤0.060 
mg/L and their HAA5 annual average is 
≤0.045 mg/L. 

(v) The State may return a system to 
routine monitoring at the State’s dis-
cretion. 

(2) Chlorite. Community and nontran-
sient noncommunity water systems 
using chlorine dioxide, for disinfection 
or oxidation, must conduct monitoring 
for chlorite. 

(i) Routine monitoring. (A) Daily moni-
toring. Systems must take daily sam-
ples at the entrance to the distribution 
system. For any daily sample that ex-
ceeds the chlorite MCL, the system 
must take additional samples in the 
distribution system the following day 
at the locations required by paragraph 
(b)(2)(ii) of this section, in addition to 
the sample required at the entrance to 
the distribution system. 

(B) Monthly monitoring. Systems must 
take a three-sample set each month in 
the distribution system. The system 
must take one sample at each of the 
following locations: near the first cus-
tomer, at a location representative of 
average residence time, and at a loca-
tion reflecting maximum residence 
time in the distribution system. Any 
additional routine sampling must be 
conducted in the same manner (as 
three-sample sets, at the specified loca-
tions). The system may use the results 
of additional monitoring conducted 
under paragraph (b)(2)(ii) of this sec-
tion to meet the requirement for moni-
toring in this paragraph. 

(ii) Additional monitoring. On each day 
following a routine sample monitoring 
result that exceeds the chlorite MCL at 
the entrance to the distribution sys-
tem, the system is required to take 
three chlorite distribution system sam-
ples at the following locations: as close 
to the first customer as possible, in a 
location representative of average resi-
dence time, and as close to the end of 
the distribution system as possible (re-
flecting maximum residence time in 
the distribution system). 

(iii) Reduced monitoring. (A) Chlorite 
monitoring at the entrance to the dis-
tribution system required by paragraph 
(b)(2)(i)(A) of this section may not be 
reduced. 

(B) Chlorite monitoring in the dis-
tribution system required by paragraph 
(b)(2)(i)(B) of this section may be re-
duced to one three-sample set per quar-
ter after one year of monitoring where 
no individual chlorite sample taken in 
the distribution system under para-
graph (b)(2)(i)(B) of this section has ex-
ceeded the chlorite MCL and the sys-
tem has not been required to conduct 
monitoring under paragraph (b)(2)(ii) of 
this section. The system may remain 
on the reduced monitoring schedule 
until either any of the three individual 
chlorite samples taken quarterly in the 
distribution system under paragraph 
(b)(2)(i)(B) of this section exceeds the 
chlorite MCL or the system is required 
to conduct monitoring under paragraph 
(b)(2)(ii) of this section, at which time 
the system must revert to routine 
monitoring. 

(3) Bromate—(i) Routine monitoring. 
Community and nontransient non-
community systems using ozone, for 
disinfection or oxidation, must take 
one sample per month for each treat-
ment plant in the system using ozone. 
Systems must take samples monthly 
at the entrance to the distribution sys-
tem while the ozonation system is op-
erating under normal conditions. 

(ii) Reduced monitoring. Systems re-
quired to analyze for bromate may re-
duce monitoring from monthly to once 
per quarter, if the system dem-
onstrates that the average source 
water bromide concentration is less 
than 0.05 mg/L based upon representa-
tive monthly bromide measurements 
for one year. The system may remain 
on reduced bromate monitoring until 
the running annual average source 
water bromide concentration, com-
puted quarterly, is equal to or greater 
than 0.05 mg/L based upon representa-
tive monthly measurements. If the 
running annual average source water 
bromide concentration is ≥0.05 mg/L, 
the system must resume routine moni-
toring required by paragraph (b)(3)(i) of 
this section. 

(c) Monitoring requirements for dis-
infectant residuals—(1) Chlorine and 
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chloramines—(i) Routine monitoring. 
Community and nontransient non-
community water systems that use 
chlorine or chloramines must measure 
the residual disinfectant level in the 
distribution system at the same point 
in the distribution system and at the 
same time as total coliforms are sam-
pled, as specified in § 141.21. Subpart H 
systems may use the results of residual 
disinfectant concentration sampling 
conducted under § 141.74(b)(6)(i) for 
unfiltered systems or § 141.74(c)(3)(i) for 
systems which filter, in lieu of taking 
separate samples. 

(ii) Reduced monitoring. Monitoring 
may not be reduced. 

(2) Chlorine dioxide—(i) Routine moni-
toring. Community, nontransient non-
community, and transient noncommu-
nity water systems that use chlorine 
dioxide for disinfection or oxidation 
must take daily samples at the en-
trance to the distribution system. For 
any daily sample that exceeds the 
MRDL, the system must take samples 
in the distribution system the fol-
lowing day at the locations required by 
paragraph (c)(2)(ii) of this section, in 
addition to the sample required at the 
entrance to the distribution system. 

(ii) Additional monitoring. On each day 
following a routine sample monitoring 
result that exceeds the MRDL, the sys-
tem is required to take three chlorine 
dioxide distribution system samples. If 
chlorine dioxide or chloramines are 
used to maintain a disinfectant resid-
ual in the distribution system, or if 
chlorine is used to maintain a dis-
infectant residual in the distribution 
system and there are no disinfection 
addition points after the entrance to 
the distribution system (i.e., no boost-
er chlorination), the system must take 
three samples as close to the first cus-
tomer as possible, at intervals of at 
least six hours. If chlorine is used to 
maintain a disinfectant residual in the 
distribution system and there are one 
or more disinfection addition points 
after the entrance to the distribution 
system (i.e., booster chlorination), the 
system must take one sample at each 
of the following locations: as close to 
the first customer as possible, in a lo-
cation representative of average resi-
dence time, and as close to the end of 
the distribution system as possible (re-

flecting maximum residence time in 
the distribution system). 

(iii) Reduced monitoring. Chlorine di-
oxide monitoring may not be reduced. 

(d) Monitoring requirements for dis-
infection byproduct precursors (DBPP). 
(1) Routine monitoring. Subpart H sys-
tems which use conventional filtration 
treatment (as defined in § 141.2) must 
monitor each treatment plant for TOC 
no later than the point of combined fil-
ter effluent turbidity monitoring and 
representative of the treated water. All 
systems required to monitor under this 
paragraph (d)(1) must also monitor for 
TOC in the source water prior to any 
treatment at the same time as moni-
toring for TOC in the treated water. 
These samples (source water and treat-
ed water) are referred to as paired sam-
ples. At the same time as the source 
water sample is taken, all systems 
must monitor for alkalinity in the 
source water prior to any treatment. 
Systems must take one paired sample 
and one source water alkalinity sample 
per month per plant at a time rep-
resentative of normal operating condi-
tions and influent water quality. 

(2) Reduced monitoring. Subpart H sys-
tems with an average treated water 
TOC of less than 2.0 mg/L for two con-
secutive years, or less than 1.0 mg/L for 
one year, may reduce monitoring for 
both TOC and alkalinity to one paired 
sample and one source water alkalinity 
sample per plant per quarter. The sys-
tem must revert to routine monitoring 
in the month following the quarter 
when the annual average treated water 
TOC ≥2.0 mg/L. 

(e) Bromide. Systems required to ana-
lyze for bromate may reduce bromate 
monitoring from monthly to once per 
quarter, if the system demonstrates 
that the average source water bromide 
concentration is less than 0.05 mg/L 
based upon representative monthly 
measurements for one year. The sys-
tem must continue bromide monitoring 
to remain on reduced bromate moni-
toring. 

(f) Monitoring plans. Each system re-
quired to monitor under this subpart 
must develop and implement a moni-
toring plan. The system must maintain 
the plan and make it available for in-
spection by the State and the general 
public no later than 30 days following 
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the applicable compliance dates in 
§ 141.130(b). All Subpart H systems serv-
ing more than 3300 people must submit 
a copy of the monitoring plan to the 
State no later than the date of the first 
report required under § 141.134. The 
State may also require the plan to be 
submitted by any other system. After 
review, the State may require changes 
in any plan elements. The plan must 
include at least the following elements. 

(1) Specific locations and schedules 
for collecting samples for any param-
eters included in this subpart. 

(2) How the system will calculate 
compliance with MCLs, MRDLs, and 
treatment techniques. 

(3) If approved for monitoring as a 
consecutive system, or if providing 
water to a consecutive system, under 
the provisions of § 141.29, the sampling 
plan must reflect the entire distribu-
tion system. 

[63 FR 69466, Dec. 16, 1998, as amended at 66 
FR 3776, Jan. 16, 2001]

§ 141.133 Compliance requirements. 
(a) General requirements. (1) Where 

compliance is based on a running an-
nual average of monthly or quarterly 
samples or averages and the system 
fails to monitor for TTHM, HAA5, or 
bromate, this failure to monitor will be 
treated as a monitoring violation for 
the entire period covered by the annual 
average. Where compliance is based on 
a running annual average of monthly 
or quarterly samples or averages and 
the system failure to monitor makes it 
impossible to determine compliance 
with MRDLs for chlorine and 
chloramines, this failure to monitor 
will be treated as a monitoring viola-
tion for the entire period covered by 
the annual average. 

(2) All samples taken and analyzed 
under the provisions of this subpart 
must be included in determining com-
pliance, even if that number is greater 
than the minimum required. 

(3) If, during the first year of moni-
toring under § 141.132, any individual 
quarter’s average will cause the run-
ning annual average of that system to 
exceed the MCL, the system is out of 
compliance at the end of that quarter. 

(b) Disinfection byproducts—(1) TTHMs 
and HAA5. (i) For systems monitoring 
quarterly, compliance with MCLs in 

§ 141.64 must be based on a running an-
nual arithmetic average, computed 
quarterly, of quarterly arithmetic 
averages of all samples collected by the 
system as prescribed by § 141.132(b)(1). 

(ii) For systems monitoring less fre-
quently than quarterly, systems dem-
onstrate MCL compliance if the aver-
age of samples taken that year under 
the provisions of § 141.132(b)(1) does not 
exceed the MCLs in § 141.64. If the aver-
age of these samples exceeds the MCL, 
the system must increase monitoring 
to once per quarter per treatment 
plant and such a system is not in viola-
tion of the MCL until it has completed 
one year of quarterly monitoring, un-
less the result of fewer than four quar-
ters of monitoring will cause the run-
ning annual average to exceed the 
MCL, in which case the system is in 
violation at the end of that quarter. 
Systems required to increase moni-
toring frequency to quarterly moni-
toring must calculate compliance by 
including the sample which triggered 
the increased monitoring plus the fol-
lowing three quarters of monitoring. 

(iii) If the running annual arithmetic 
average of quarterly averages covering 
any consecutive four-quarter period ex-
ceeds the MCL, the system is in viola-
tion of the MCL and must notify the 
public pursuant to § 141.32 or § 141.202, 
whichever is effective for your system, 
in addition to reporting to the State 
pursuant to § 141.134. 

(iv) If a PWS fails to complete four 
consecutive quarters of monitoring, 
compliance with the MCL for the last 
four-quarter compliance period must 
be based on an average of the available 
data. 

(2) Bromate. Compliance must be 
based on a running annual arithmetic 
average, computed quarterly, of 
monthly samples (or, for months in 
which the system takes more than one 
sample, the average f all samples taken 
during the month) collected by the sys-
tem as prescribed by § 141.132(b)(3). If 
the average of samples covering any 
consecutive four-quarter period ex-
ceeds the MCL, the system is in viola-
tion of the MCL and must notify the 
public pursuant to subpart Q, in addi-
tion to reporting to the State pursuant 
to § 141.134. If a PWS fails to complete 
12 consecutive months’ monitoring, 
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compliance with the MCL for the last 
four-quarter compliance period must 
be based on an average of the available 
data. 

(3) Chlorite. Compliance must be 
based on an arithmetic average of each 
three sample set taken in the distribu-
tion system as prescribed by 
§ 141.132(b)(2)(i)(B) and § 141.132(b)(2)(ii). 
If the arithmetic average of any three 
sample set exceeds the MCL, the sys-
tem is in violation of the MCL and 
must notify the public pursuant to sub-
part Q, in addition to reporting to the 
State pursuant to § 141.134. 

(c) Disinfectant residuals—(1) Chlorine 
and chloramines. (i) Compliance must be 
based on a running annual arithmetic 
average, computed quarterly, of 
monthly averages of all samples col-
lected by the system under 
§ 141.132(c)(1). If the average covering 
any consecutive four-quarter period ex-
ceeds the MRDL, the system is in vio-
lation of the MRDL and must notify 
the public pursuant to subpart Q, in ad-
dition to reporting to the State pursu-
ant to § 141.134. 

(ii) In cases where systems switch be-
tween the use of chlorine and 
chloramines for residual disinfection 
during the year, compliance must be 
determined by including together all 
monitoring results of both chlorine and 
chloramines in calculating compliance. 
Reports submitted pursuant to § 141.134 
must clearly indicate which residual 
disinfectant was analyzed for each 
sample. 

(2) Chlorine dioxide. (i) Acute viola-
tions. Compliance must be based on 
consecutive daily samples collected by 
the system under § 141.132(c)(2). If any 
daily sample taken at the entrance to 
the distribution system exceeds the 
MRDL, and on the following day one 
(or more) of the three samples taken in 
the distribution system exceed the 
MRDL, the system is in violation of 
the MRDL and must take immediate 
corrective action to lower the level of 
chlorine dioxide below the MRDL and 
must notify the public pursuant to the 
procedures for acute health risks in 
subpart Q in addition to reporting to 
the State pursuant to § 141.134. Failure 
to take samples in the distribution sys-
tem the day following an exceedance of 
the chlorine dioxide MRDL at the en-

trance to the distribution system will 
also be considered an MRDL violation 
and the system must notify the public 
of the violation in accordance with the 
provisions for acute violations under 
subpart Q in addition to reporting to 
the State pursuant to § 141.134. 

(ii) Nonacute violations. Compliance 
must be based on consecutive daily 
samples collected by the system under 
§ 141.132(c)(2). If any two consecutive 
daily samples taken at the entrance to 
the distribution system exceed the 
MRDL and all distribution system 
samples taken are below the MRDL, 
the system is in violation of the MRDL 
and must take corrective action to 
lower the level of chlorine dioxide 
below the MRDL at the point of sam-
pling and will notify the public pursu-
ant to the procedures for nonacute 
health risks in subpart Q in addition to 
reporting to the State pursuant to 
§ 141.134. Failure to monitor at the en-
trance to the distribution system the 
day following an exceedance of the 
chlorine dioxide MRDL at the entrance 
to the distribution system is also an 
MRDL violation and the system must 
notify the public of the violation in ac-
cordance with the provisions for 
nonacute violations under § 141.32(e)(78) 
in addition to reporting to the State 
pursuant to § 141.134. 

(d) Disinfection byproduct precursors 
(DBPP). Compliance must be deter-
mined as specified by § 141.135(c). Sys-
tems may begin monitoring to deter-
mine whether Step 1 TOC removals can 
be met 12 months prior to the compli-
ance date for the system. This moni-
toring is not required and failure to 
monitor during this period is not a vio-
lation. However, any system that does 
not monitor during this period, and 
then determines in the first 12 months 
after the compliance date that it is not 
able to meet the Step 1 requirements in 
§ 141.135(b)(2) and must therefore apply 
for alternate minimum TOC removal 
(Step 2) requirements, is not eligible 
for retroactive approval of alternate 
minimum TOC removal (Step 2) re-
quirements as allowed pursuant to 
§ 141.135(b)(3) and is in violation. Sys-
tems may apply for alternate min-
imum TOC removal (Step 2) require-
ments any time after the compliance 
date. For systems required to meet 
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Step 1 TOC removals, if the value cal-
culated under § 141.135(c)(1)(iv) is less 
than 1.00, the system is in violation of 
the treatment technique requirements 
and must notify the public pursuant to 
§ 141.32, in addition to reporting to the 
State pursuant to § 141.134. 

[63 FR 69466, Dec. 16, 1998, as amended at 65 
FR 26022, May 4, 2000; 65 FR 40521, June 30, 
2000; 66 FR 3777, Jan. 16, 2001]

§ 141.134 Reporting and recordkeeping 
requirements. 

(a) Systems required to sample quar-
terly or more frequently must report 

to the State within 10 days after the 
end of each quarter in which samples 
were collected, notwithstanding the 
provisions of § 141.31. Systems required 
to sample less frequently than quar-
terly must report to the State within 
10 days after the end of each moni-
toring period in which samples were 
collected. 

(b) Disinfection byproducts. Systems 
must report the information specified 
in the following table:

If you are a * * * You must report * * * 

(1) System monitoring for TTHMs and HAA5 under the require-
ments of § 141.132(b) on a quarterly or more frequent basis. 

(i) The number of samples taken during the last quarter. 
(ii) The location, date, and result of each sample taken during 

the last quarter. 
(iii) The arithmetic average of all samples taken in the last 

quarter. 
(iv) The annual arithmetic average of the quarterly arithmetic 

averages of this section for the last four quarters. 
(v) Whether, based on § 141.133(b)(1), the MCL was violated. 

(2) System monitoring for TTHMs and HAA5 under the require-
ments of § 141.132(b) less frequently than quarterly (but as 
least annually). 

(i) The number of samples taken during the last year. 
(ii) The location, date, and result of each sample taken during 

the last monitoring period. 
(iii) The arithmetic average of all samples taken over the last 

year. 
(iv) Whether, based on § 141.133(b)(1), the MCL was violated. 

(3) System monitoring for TTHMs and HAA5 under the 
requriements of § 141.132(b) less frequently than annually. 

(i) The location, date, and result of each sample taken 
(ii) Whether, based on § 141.133(b)(1), the MCL was violated. 

(4) System monitoring for chlorite under the requirements of 
§ 141.132(b).

(i) The number of entry point samples taken each month for 
the last 3 months. 

(ii) The location, date, and result of each sample (both entry 
point and distribution system) taken during the last quarter. 

(iii) For each month in the reporting period, the arithmetic aver-
age of all samples taken in each three samples set taken in 
the distribution system. 

(iv) Whether, based on § 141.133(b)(3), the MCL was violated, 
in which month, and how many times it was violated each 
month. 

(5) System monitoring for bromate under the requirements of 
§ 141.132(b). 

(i)The number of samples taken during the last quarter. 
(ii)The location, date, and result of each sample taken during 

the last quarter. 
(iii) The arithmetic average of the monthly arithmetic averages 

of all samples taken in the last year. 
(iv) Whether, based on § 141.133(b)(2), the MCL was violated. 

1 The State may choose to perform calculations and determine whether the MCL was exceeded, in lieu of having the system 
report that information 

(c) Disinfectants. Systems must report 
the information specified in the fol-
lowing table:

If you are a * * * You must report * * * 

(1) System monitoring for chlorine or chloramines under the re-
quirements of § 141.132(c).

(i) The number of samples taken during each month of the last 
quarter. 

(ii) The month arithmetic average of all samples taken in each 
month for the last 12 months. 

(iii) The arithmetic average of the monthly averages for the last 
12 months. 

(iv) Whether, based on § 141.133(c)(1), the MRD was violated. 
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If you are a * * * You must report * * * 

(2) System monitoring for chlorine dioxide under the require-
ments of § 141.132(c). 

(i) The dates, result, and locations of samples taken during the 
last quarter. 

(ii) Whether, based on § 141.133(c)(2), the MRDL was violated. 
(iii) Whether the MRDL was exceeded in any two consecutive 

daily samples and whether the resulting violation was acuate 
or nonacute. 

1 The State may choose to perform calculations and determine whether the MRDL was exceeded, in lieu of having the system 
report that information. 

(d) Disinfection byproduct precursors 
and enhanced coagulation or enhanced 
softening. Systems must report the in-

formation specified in the following 
table:

If you are a... You must report...1

(1) System monitoring monthly or quarterly for TOC under the 
requirements of § 141.132(d) and required to meet the en-
hanced coagulation or enhanced softening requirements in 
§ 141.135(b)(2) or (3).

(i) The number of paired (source water and treated water) 
samples taken during the last quarter. 

(ii) The location, date, and results of each paired sample and 
associated alkalinity taken during the last quarter. 

(iii) For each month in the reporting period that paired samples 
were taken, the arithmetic average of the percent reduction 
of TOC for each paired sample and the required TOC per-
cent removal. 

(iv) Calculations for determining compliance with the TOC per-
cent removal requirements, as provided in § 141.135(c)(1). 

(v) Whether the system is in compliance with the enhanced co-
agulation or enhanced softening percent removal require-
ments in § 141.135(b) for the last four quarters. 

(2) System monitoring monthly or quarterly for TOC under the 
requirements of § 141.132(d) and meeting one or more of 
the alternative compliance criteria in § 141.135(a)(2) or (3).

(i) The alternative compliance criterion that the system is 
using. 

(ii) The number of paired samples taken during the last quar-
ter. 

(iii) The location, date, and result of each paired sample and 
associated alkalinity taken during the last quarter. 

(iv) The running annual arithmetic average based on monthly 
averages (or quarterly samples) of source water TOC for 
systems meeting a criterion in §§ 141.135(a)(2)(i) or (iii) or of 
treated water TOC for systems meeting the criterion in 
§ 141.135(a)(2)(ii). 

(v) The running annual arithmetic average based on monthly 
averages (or quarterly samples) of source water SUVA for 
systems meeting the criterion in § 141.135(a)(2)(v) or of 
treated water SUVA for systems meeting the criterion in 
§ 141.135(a)(2)(vi). 

(vi) The running annual average of source water alkalinity for 
systems meeting the criterion in § 141.135(a)(2)(iii) and of 
treated water alkalinity for systems meeting the criterion in 
§ 141.135(a)(3)(i). 

(vii) The running annual average for both TTHM and HAA5 for 
systems meeting the criterion in § 141.135(a)(2)(iii) or (iv). 

(viii) The running annual average of the amount of magnesium 
hardness removal (as CaCO3, in mg/L) for systems meeting 
the criterion in § 141.135(a)(3)(ii). 

(ix) Whether the system is in compliance with the particular al-
ternative compliance criterion in § 141.135(a)(2) or (3). 

1 The State may choose to perform calculations and determine whether the treatment technique was met, in lieu of having the 
system report that information. 

[63 FR 69466, Dec. 16, 1998, as amended at 66 
FR 3778, Jan. 16, 2001; 66 FR 9903, Feb. 12, 
2001]

§ 141.135 Treatment technique for con-
trol of disinfection byproduct (DBP) 
precursors. 

(a) Applicability. (1) Subpart H sys-
tems using conventional filtration 
treatment (as defined in § 141.2 ) must 
operate with enhanced coagulation or 
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enhanced softening to achieve the TOC 
percent removal levels specified in 
paragraph (b) of this section unless the 
system meets at least one of the alter-
native compliance criteria listed in 
paragraph (a)(2) or (a)(3) of this sec-
tion. 

(2) Alternative compliance criteria for 
enhanced coagulation and enhanced soft-
ening systems. Subpart H systems using 
conventional filtration treatment may 
use the alternative compliance criteria 
in paragraphs (a)(2)(i) through (vi) of 
this section to comply with this sec-
tion in lieu of complying with para-
graph (b) of this section. Systems must 
still comply with monitoring require-
ments in § 141.132(d). 

(i) The system’s source water TOC 
level, measured according to 
§ 141.131(d)(3), is less than 2.0 mg/L, cal-
culated quarterly as a running annual 
average. 

(ii) The system’s treated water TOC 
level, measured according to 
§ 141.131(d)(3), is less than 2.0 mg/L, cal-
culated quarterly as a running annual 
average. 

(iii) The system’s source water TOC 
level, measured according to 
§ 141.131(d)(3), is less than 4.0 mg/L, cal-
culated quarterly as a running annual 
average; the source water alkalinity, 
measured according to § 141.131(d)(1), is 
greater than 60 mg/L (as CaCO3), cal-
culated quarterly as a running annual 
average; and either the TTHM and 
HAA5 running annual averages are no 
greater than 0.040 mg/L and 0.030 mg/L, 
respectively; or prior to the effective 
date for compliance in § 141.130(b), the 
system has made a clear and irrev-
ocable financial commitment not later 
than the effective date for compliance 
in § 141.130(b) to use of technologies 
that will limit the levels of TTHMs and 
HAA5 to no more than 0.040 mg/L and 
0.030 mg/L, respectively. Systems must 
submit evidence of a clear and irrev-
ocable financial commitment, in addi-
tion to a schedule containing mile-
stones and periodic progress reports for 
installation and operation of appro-
priate technologies, to the State for 
approval not later than the effective 
date for compliance in § 141.130(b). 
These technologies must be installed 
and operating not later than June 30, 
2005. Failure to install and operate 

these technologies by the date in the 
approved schedule will constitute a 
violation of National Primary Drink-
ing Water Regulations. 

(iv) The TTHM and HAA5 running an-
nual averages are no greater than 0.040 
mg/L and 0.030 mg/L, respectively, and 
the system uses only chlorine for pri-
mary disinfection and maintenance of 
a residual in the distribution system. 

(v) The system’s source water SUVA, 
prior to any treatment and measured 
monthly according to § 141.131(d)(4), is 
less than or equal to 2.0 L/mg-m, cal-
culated quarterly as a running annual 
average. 

(vi) The system’s finished water 
SUVA, measured monthly according to 
§ 141.131(d)(4), is less than or equal to 
2.0 L/mg-m, calculated quarterly as a 
running annual average. 

(3) Additional alternative compliance 
criteria for softening systems. Systems 
practicing enhanced softening that 
cannot achieve the TOC removals re-
quired by paragraph (b)(2) of this sec-
tion may use the alternative compli-
ance criteria in paragraphs (a)(3)(i) and 
(ii) of this section in lieu of complying 
with paragraph (b) of this section. Sys-
tems must still comply with moni-
toring requirements in § 141.132(d). 

(i) Softening that results in lowering 
the treated water alkalinity to less 
than 60 mg/L (as CaCO3), measured 
monthly according to § 141.131(d)(1) and 
calculated quarterly as a running an-
nual average. 

(ii) Softening that results in remov-
ing at least 10 mg/L of magnesium 
hardness (as CaCO3), measured monthly 
and calculated quarterly as an annual 
running average. 

(b) Enhanced coagulation and en-
hanced softening performance require-
ments. (1) Systems must achieve the 
percent reduction of TOC specified in 
paragraph (b)(2) of this section between 
the source water and the combined fil-
ter effluent, unless the State approves 
a system’s request for alternate min-
imum TOC removal (Step 2) require-
ments under paragraph (b)(3) of this 
section. 

(2) Required Step 1 TOC reductions, 
indicated in the following table, are 
based upon specified source water pa-
rameters measured in accordance with 
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§ 141.131(d). Systems practicing soft-
ening are required to meet the Step 1 
TOC reductions in the far-right column 

(Source water alkalinity >120 mg/L) for 
the specified source water TOC:

STEP 1 REQUIRED REMOVAL OF TOC BY ENHANCED COAGULATION AND ENHANCED SOFTENING FOR 
SUBPART H SYSTEMS USING CONVENTIONAL TREATMENT 1 2 

Source-water
TOC, mg/L 

Source-water alkalinity, mg/L as CaCO 3 
(in precentages) 

0–60 >60–120 >120 3 

>2.0–4.0 ........................................................................................................................ 35.0 25.0 15.0 
>4.0–8.0 ........................................................................................................................ 45.0 35.0 25.0 
>8.0. .............................................................................................................................. 50.0 40.0 30.0 

1 Systems meeting at least one of the conditions in paragraph (a)(2)(i)–(vi) of this section are not required to operate with en-
hanced coagulation. 

2 Softening system meeting one of the alternative compliance criteria in paragraph (a)(3) of this section are not required to op-
erate with enhanced softening. 

3 System practicing softening must meet the TOC removal requirements in this column. 

(3) Subpart H conventional treatment 
systems that cannot achieve the Step 1 
TOC removals required by paragraph 
(b)(2) of this section due to water qual-
ity parameters or operational con-
straints must apply to the State, with-
in three months of failure to achieve 
the TOC removals required by para-
graph (b)(2) of this section, for approval 
of alternative minimum TOC (Step 2) 
removal requirements submitted by 
the system. If the State approves the 
alternative minimum TOC removal 
(Step 2) requirements, the State may 
make those requirements retroactive 
for the purposes of determining compli-
ance. Until the State approves the al-
ternate minimum TOC removal (Step 
2) requirements, the system must meet 
the Step 1 TOC removals contained in 
paragraph (b)(2) of this section. 

(4) Alternate minimum TOC removal 
(Step 2) requirements. Applications made 
to the State by enhanced coagulation 
systems for approval of alternate min-
imum TOC removal (Step 2) require-
ments under paragraph (b)(3) of this 
section must include, at a minimum, 
results of bench- or pilot-scale testing 
conducted under paragraph (b)(4)(i) of 
this section. The submitted bench- or 
pilot-scale testing must be used to de-
termine the alternate enhanced coagu-
lation level. 

(i) Alternate enhanced coagulation level 
is defined as coagulation at a coagulant 
dose and pH as determined by the 
method described in paragraphs 
(b)(4)(i) through (v) of this section such 
that an incremental addition of 10 mg/
L of alum (or equivalent amount of fer-

ric salt) results in a TOC removal of ≤ 
0.3 mg/L. The percent removal of TOC 
at this point on the ‘‘TOC removal 
versus coagulant dose’’ curve is then 
defined as the minimum TOC removal 
required for the system. Once approved 
by the State, this minimum require-
ment supersedes the minimum TOC re-
moval required by the table in para-
graph (b)(2) of this section. This re-
quirement will be effective until such 
time as the State approves a new value 
based on the results of a new bench- 
and pilot-scale test. Failure to achieve 
State-set alternative minimum TOC 
removal levels is a violation of Na-
tional Primary Drinking Water Regu-
lations. 

(ii) Bench- or pilot-scale testing of 
enhanced coagulation must be con-
ducted by using representative water 
samples and adding 10 mg/L increments 
of alum (or equivalent amounts of fer-
ric salt) until the pH is reduced to a 
level less than or equal to the enhanced 
coagulation Step 2 target pH shown in 
the following table:

ENHANCED COAGULATION STEP 2 TARGET PH 

Alkalinity (mg/L as CaCO3) Target pH 

0–60 ................................................................... 5.5
>60–120 ............................................................. 6.3
>120–240 ........................................................... 7.0
>240 ................................................................... 7.5

(iii) For waters with alkalinities of 
less than 60 mg/L for which addition of 
small amounts of alum or equivalent 
addition of iron coagulant drives the 
pH below 5.5 before significant TOC re-
moval occurs, the system must add 
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necessary chemicals to maintain the 
pH between 5.3 and 5.7 in samples until 
the TOC removal of 0.3 mg/L per 10 mg/
L alum added (or equivalant addition 
of iron coagulant) is reached. 

(iv) The system may operate at any 
coagulant dose or pH necessary (con-
sistent with other NPDWRs) to achieve 
the minimum TOC percent removal ap-
proved under paragraph (b)(3) of this 
section. 

(v) If the TOC removal is consistently 
less than 0.3 mg/L of TOC per 10 mg/L 
of incremental alum dose at all dosages 
of alum (or equivalant addition of iron 
coagulant), the water is deemed to con-
tain TOC not amenable to enhanced co-
agulation. The system may then apply 
to the State for a waiver of enhanced 
coagulation requirements. 

(c) Compliance calculations. (1) Sub-
part H systems other than those identi-
fied in paragraph (a)(2) or (a)(3) of this 
section must comply with require-
ments contained in paragraph (b)(2) or 
(b)(3) of this section. Systems must cal-
culate compliance quarterly, beginning 
after the system has collected 12 
months of data, by determining an an-
nual average using the following meth-
od: 

(i) Determine actual monthly TOC 
percent removal, equal to:

(1—(treated water TOC/source water 
TOC)) × 100

(ii) Determine the required monthly 
TOC percent removal (from either the 
table in paragraph (b)(2) of this section 
or from paragraph (b)(3) of this sec-
tion). 

(iii) Divide the value in paragraph 
(c)(1)(i) of this section by the value in 
paragraph (c)(1)(ii) of this section. 

(iv) Add together the results of para-
graph (c)(1)(iii) of this section for the 
last 12 months and divide by 12. 

(v) If the value calculated in para-
graph (c)(1)(iv) of this section is less 
than 1.00, the system is not in compli-
ance with the TOC percent removal re-
quirements. 

(2) Systems may use the provisions in 
paragraphs (c)(2)(i) through (v) of this 
section in lieu of the calculations in 
paragraph (c)(1)(i) through (v) of this 
section to determine compliance with 
TOC percent removal requirements. 

(i) In any month that the system’s 
treated or source water TOC level, 
measured according to § 141.131(d)(3), is 
less than 2.0 mg/L, the system may as-
sign a monthly value of 1.0 (in lieu of 
the value calculated in paragraph 
(c)(1)(iii) of this section) when calcu-
lating compliance under the provisions 
of paragraph (c)(1) of this section. 

(ii) In any month that a system prac-
ticing softening removes at least 10 mg/
L of magnesium hardness (as CaCO3), 
the system may assign a monthly 
value of 1.0 (in lieu of the value cal-
culated in paragraph (c)(1)(iii) of this 
section) when calculating compliance 
under the provisions of paragraph (c)(1) 
of this section. 

(iii) In any month that the system’s 
source water SUVA, prior to any treat-
ment and measured according to 
§ 141.131(d)(4), is ≤2.0 L/mg-m, the sys-
tem may assign a monthly value of 1.0 
(in lieu of the value calculated in para-
graph (c)(1)(iii) of this section) when 
calculating compliance under the pro-
visions of paragraph (c)(1) of this sec-
tion. 

(iv) In any month that the system’s 
finished water SUVA, measured accord-
ing to § 141.131(d)(4), is ≤2.0 L/mg-m, the 
system may assign a monthly value of 
1.0 (in lieu of the value calculated in 
paragraph (c)(1)(iii) of this section) 
when calculating compliance under the 
provisions of paragraph (c)(1) of this 
section. 

(v) In any month that a system prac-
ticing enhanced softening lowers alka-
linity below 60 mg/L (as CaCO3), the 
system may assign a monthly value of 
1.0 (in lieu of the value calculated in 
paragraph (c)(1)(iii) of this section) 
when calculating compliance under the 
provisions of paragraph (c)(1) of this 
section. 

(3) Subpart H systems using conven-
tional treatment may also comply with 
the requirements of this section by 
meeting the criteria in paragraph (a)(2) 
or (3) of this section. 

(d) Treatment technique requirements 
for DBP precursors. The Administrator 
identifies the following as treatment 
techniques to control the level of dis-
infection byproduct precursors in 
drinking water treatment and distribu-
tion systems: For Subpart H systems 
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using conventional treatment, en-
hanced coagulation or enhanced soft-
ening. 

[63 FR 69466, Dec. 16, 1998, as amended at 66 
FR 3779, Jan. 16, 2001]

Subpart O—Consumer 
Confidence Reports

SOURCE: 63 FR 44526, Aug. 19, 1998, unless 
otherwise noted.

§ 141.151 Purpose and applicability of 
this subpart. 

(a) This subpart establishes the min-
imum requirements for the content of 
annual reports that community water 
systems must deliver to their cus-
tomers. These reports must contain in-
formation on the quality of the water 
delivered by the systems and charac-
terize the risks (if any) from exposure 
to contaminants detected in the drink-
ing water in an accurate and under-
standable manner. 

(b) Notwithstanding the provisions of 
§ 141.3, this subpart applies only to 
community water systems. 

(c) For the purpose of this subpart, 
customers are defined as billing units or 
service connections to which water is 
delivered by a community water sys-
tem. 

(d) For the purpose of this subpart, 
detected means: at or above the levels 
prescribed by § 141.23(a)(4) for inorganic 
contaminants, at or above the levels 
prescribed by § 141.24(f)(7) for the con-
taminants listed in § 141.61(a), at or 
above the level prescribed by 
§ 141.24(h)(18) for the contaminants list-
ed in § 141.61(c), and at or above the lev-
els prescribed by § 141.25(c) for radio-
active contaminants. 

(e) A State that has primary enforce-
ment responsibility may adopt by rule, 
after notice and comment, alternative 
requirements for the form and content 
of the reports. The alternative require-
ments must provide the same type and 
amount of information as required by 
§§ 141.153 and 141.154, and must be de-
signed to achieve an equivalent level of 
public information and education as 
would be achieved under this subpart. 

(f) For purpose of §§ 141.154 and 141.155 
of this subpart, the term ‘‘primacy 
agency’’ refers to the State or tribal 

government entity that has jurisdic-
tion over, and primary enforcement re-
sponsibility for, public water systems, 
even if that government does not have 
interim or final primary enforcement 
responsibility for this rule. Where the 
State or tribe does not have primary 
enforcement responsibility for public 
water systems, the term ‘‘primacy 
agency’’ refers to the appropriate EPA 
regional office.

§ 141.152 Effective dates. 

(a) The regulations in this subpart 
shall take effect on September 18, 1998. 

(b) Each existing community water 
system must deliver its first report by 
October 19, 1999, its second report by 
July 1, 2000, and subsequent reports by 
July 1 annually thereafter. The first 
report must contain data collected dur-
ing, or prior to, calendar year 1998 as 
prescribed in § 141.153(d)(3). Each report 
thereafter must contain data collected 
during, or prior to, the previous cal-
endar year. 

(c) A new community water system 
must deliver its first report by July 1 
of the year after its first full calendar 
year in operation and annually there-
after. 

(d) A community water system that 
sells water to another community 
water system must deliver the applica-
ble information required in § 141.153 to 
the buyer system: 

(1) No later than April 19, 1999, by 
April 1, 2000, and by April 1 annually 
thereafter or 

(2) On a date mutually agreed upon 
by the seller and the purchaser, and 
specifically included in a contract be-
tween the parties.

§ 141.153 Content of the reports. 

(a) Each community water system 
must provide to its customers an an-
nual report that contains the informa-
tion specified in this section and 
§ 141.154. 

(b) Information on the source of the 
water delivered: 

(1) Each report must identify the 
source(s) of the water delivered by the 
community water system by providing 
information on: 

(i) The type of the water: e.g., surface 
water, ground water; and 
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(ii) The commonly used name (if any) 
and location of the body (or bodies) of 
water. 

(2) If a source water assessment has 
been completed, the report must notify 
consumers of the availability of this 
information and the means to obtain 
it. In addition, systems are encouraged 
to highlight in the report significant 
sources of contamination in the source 
water area if they have readily avail-
able information. Where a system has 
received a source water assessment 
from the primacy agency, the report 
must include a brief summary of the 
system’s susceptibility to potential 
sources of contamination, using lan-
guage provided by the primacy agency 
or written by the operator. 

(c) Definitions. (1) Each report must 
include the following definitions: 

(i) Maximum Contaminant Level Goal 
or MCLG: The level of a contaminant in 
drinking water below which there is no 
known or expected risk to health. 
MCLGs allow for a margin of safety. 

(ii) Maximum Contaminant Level or 
MCL: The highest level of a contami-
nant that is allowed in drinking water. 
MCLs are set as close to the MCLGs as 
feasible using the best available treat-
ment technology. 

(2) A report for a community water 
system operating under a variance or 
an exemption issued under § 1415 or 1416 
of SDWA must include the following 
definition: Variances and Exemptions: 
State or EPA permission not to meet 
an MCL or a treatment technique 
under certain conditions. 

(3) A report that contains data on 
contaminants that EPA regulates 
using any of the following terms must 
include the applicable definitions: 

(i) Treatment Technique: A required 
process intended to reduce the level of 
a contaminant in drinking water. 

(ii) Action Level: The concentration of 
a contaminant which, if exceeded, trig-
gers treatment or other requirements 
which a water system must follow. 

(iii) Maximum residual disinfectant 
level goal or MRDLG: The level of a 
drinking water disinfectant below 
which there is no known or expected 
risk to health. MRDLGs do not reflect 
the benefits of the use of disinfectants 
to control microbial contaminants. 

(iv) Maximum residual disinfectant 
level or MRDL: The highest level of a 
disinfectant allowed in drinking water. 
There is convincing evidence that addi-
tion of a disinfectant is necessary for 
control of microbial contaminants. 

(d) Information on detected contami-
nants. 

(1) This sub-section specifies the re-
quirements for information to be in-
cluded in each report for contaminants 
subject to mandatory monitoring (ex-
cept Cryptosporidium). It applies to: 

(i) Contaminants subject to a MCL, 
action level, maximum residual dis-
infectant level, or treatment technique 
(regulated contaminants). 

(ii) Contaminants for which moni-
toring is required by § 141.40 (unregu-
lated contaminants); and 

(iii) Disinfection by-products or mi-
crobial contaminants for which moni-
toring is required by §§ 141.142 and 
141.143, except as provided under para-
graph (e)(1) of this section, and which 
are detected in the finished water. 

(2) The data relating to these con-
taminants must be displayed in one 
table or in several adjacent tables. Any 
additional monitoring results which a 
community water system chooses to 
include in its report must be displayed 
separately. 

(3) The data must be derived from 
data collected to comply with EPA and 
State monitoring and analytical re-
quirements during calendar year 1998 
for the first report and subsequent cal-
endar years thereafter except that: 

(i) Where a system is allowed to mon-
itor for regulated contaminants less 
often than once a year, the table(s) 
must include the date and results of 
the most recent sampling and the re-
port must include a brief statement in-
dicating that the data presented in the 
report are from the most recent testing 
done in accordance with the regula-
tions. No data older than 5 years need 
be included. 

(ii) Results of monitoring in compli-
ance with §§ 141.142 and 141.143 need 
only be included for 5 years from the 
date of last sample or until any of the 
detected contaminants becomes regu-
lated and subject to routine moni-
toring requirements, whichever comes 
first. 
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(4) For detected regulated contami-
nants (listed in appendix A to this sub-
part), the table(s) must contain: 

(i) The MCL for that contaminant ex-
pressed as a number equal to or greater 
than 1.0 (as provided in appendix A to 
this subpart); 

(ii) The MCLG for that contaminant 
expressed in the same units as the 
MCL; 

(iii) If there is no MCL for a detected 
contaminant, the table must indicate 
that there is a treatment technique, or 
specify the action level, applicable to 
that contaminant, and the report must 
include the definitions for treatment 
technique and/or action level, as appro-
priate, specified in paragraph(c)(3) of 
this section; 

(iv) For contaminants subject to an 
MCL, except turbidity and total coli-
forms, the highest contaminant level 
used to determine compliance with an 
NPDWR and the range of detected lev-
els, as follows: 

(A) When compliance with the MCL 
is determined annually or less fre-
quently: The highest detected level at 
any sampling point and the range of 
detected levels expressed in the same 
units as the MCL. 

(B) When compliance with the MCL is 
determined by calculating a running 
annual average of all samples taken at 
a sampling point: the highest average 
of any of the sampling points and the 
range of all sampling points expressed 
in the same units as the MCL. 

(C) When compliance with the MCL is 
determined on a system-wide basis by 
calculating a running annual average 
of all samples at all sampling points: 
the average and range of detection ex-
pressed in the same units as the MCL.

NOTE TO PARAGRAPH (d)(4)(iv): When round-
ing of results to determine compliance with 
the MCL is allowed by the regulations, 
rounding should be done prior to multiplying 
the results by the factor listed in appendix A 
of this subpart.

(v) For turbidity. 
(A) When it is reported pursuant to 

§ 141.13: The highest average monthly 
value. 

(B) When it is reported pursuant to 
the requirements of § 141.71: the highest 
monthly value. The report should in-
clude an explanation of the reasons for 
measuring turbidity. 

(C) When it is reported pursuant to 
§ 141.73 or § 141.173 or § 141.551: the high-
est single measurement and the lowest 
monthly percentage of samples meet-
ing the turbidity limits specified in 
§ 141.73 or § 141.173, or § 141.551 for the 
filtration technology being used. The 
report should include an explanation of 
the reasons for measuring turbidity; 

(vi) For lead and copper: the 90th per-
centile value of the most recent round 
of sampling and the number of sam-
pling sites exceeding the action level; 

(vii) For total coliform: 
(A) The highest monthly number of 

positive samples for systems collecting 
fewer than 40 samples per month; or 

(B) The highest monthly percentage 
of positive samples for systems col-
lecting at least 40 samples per month; 

(viii) For fecal coliform: The total 
number of positive samples; and 

(ix) The likely source(s) of detected 
contaminants to the best of the opera-
tor’s knowledge. Specific information 
regarding contaminants may be avail-
able in sanitary surveys and source 
water assessments, and should be used 
when available to the operator. If the 
operator lacks specific information on 
the likely source, the report must in-
clude one or more of the typical 
sources for that contaminant listed in 
appendix A to this subpart that is most 
applicable to the system. 

(5) If a community water system dis-
tributes water to its customers from 
multiple hydraulically independent 
distribution systems that are fed by 
different raw water sources, the table 
should contain a separate column for 
each service area and the report should 
identify each separate distribution sys-
tem. Alternatively, systems could 
produce separate reports tailored to in-
clude data for each service area. 

(6) The table(s) must clearly identify 
any data indicating violations of 
MCLs, MRDLs, or treatment tech-
niques, and the report must contain a 
clear and readily understandable expla-
nation of the violation including: the 
length of the violation, the potential 
adverse health effects, and actions 
taken by the system to address the vio-
lation. To describe the potential health 
effects, the system must use the rel-
evant language of appendix A to this 
subpart. 
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(7) For detected unregulated con-
taminants for which monitoring is re-
quired (except Cryptosporidium), the 
table(s) must contain the average and 
range at which the contaminant was 
detected. The report may include a 
brief explanation of the reasons for 
monitoring for unregulated contami-
nants. 

(e) Information on Cryptosporidium, 
radon, and other contaminants: 

(1) If the system has performed any 
monitoring for Cryptosporidium, in-
cluding monitoring performed to sat-
isfy the requirements of § 141.143, which 
indicates that Cryptosporidium may be 
present in the source water or the fin-
ished water, the report must include: 

(i) A summary of the results of the 
monitoring; and 

(ii) An explanation of the signifi-
cance of the results. 

(2) If the system has performed any 
monitoring for radon which indicates 
that radon may be present in the fin-
ished water, the report must include: 

(i) The results of the monitoring; and 
(ii) An explanation of the signifi-

cance of the results. 
(3) If the system has performed addi-

tional monitoring which indicates the 
presence of other contaminants in the 
finished water, EPA strongly encour-
ages systems to report any results 
which may indicate a health concern. 
To determine if results may indicate a 
health concern, EPA recommends that 
systems find out if EPA has proposed 
an NPDWR or issued a health advisory 
for that contaminant by calling the 
Safe Drinking Water Hotline (800–426–
4791). EPA considers detects above a 
proposed MCL or health advisory level 
to indicate possible health concerns. 
For such contaminants, EPA rec-
ommends that the report include: 

(i) The results of the monitoring; and 
(ii) An explanation of the signifi-

cance of the results noting the exist-
ence of a health advisory or a proposed 
regulation. 

(f) Compliance with NPDWR. In addi-
tion to the requirements of 
§ 141.153(d)(6), the report must note any 
violation that occurred during the year 
covered by the report of a requirement 
listed below, and include a clear and 
readily understandable explanation of 
the violation, any potential adverse 

health effects, and the steps the system 
has taken to correct the violation. 

(1) Monitoring and reporting of com-
pliance data; 

(2) Filtration and disinfection pre-
scribed by subpart H of this part. For 
systems which have failed to install 
adequate filtration or disinfection 
equipment or processes, or have had a 
failure of such equipment or processes 
which constitutes a violation, the re-
port must include the following lan-
guage as part of the explanation of po-
tential adverse health effects: Inad-
equately treated water may contain 
disease-causing organisms. These orga-
nisms include bacteria, viruses, and 
parasites which can cause symptoms 
such as nausea, cramps, diarrhea, and 
associated headaches. 

(3) Lead and copper control require-
ments prescribed by subpart I of this 
part. For systems that fail to take one 
or more actions prescribed by 
§§ 141.80(d), 141.81, 141.82, 141.83 or 141.84, 
the report must include the applicable 
language of appendix A to this subpart 
for lead, copper, or both. 

(4) Treatment techniques for Acryl-
amide and Epichlorohydrin prescribed 
by subpart K of this part. For systems 
that violate the requirements of sub-
part K of this part, the report must in-
clude the relevant language from ap-
pendix A to this subpart. 

(5) Recordkeeping of compliance 
data. 

(6) Special monitoring requirements 
prescribed by §§ 141.40 and 141.41; and 

(7) Violation of the terms of a vari-
ance, an exemption, or an administra-
tive or judicial order. 

(g) Variances and Exemptions. If a 
system is operating under the terms of 
a variance or an exemption issued 
under § 1415 or 1416 of SDWA, the report 
must contain: 

(1) An explanation of the reasons for 
the variance or exemption; 

(2) The date on which the variance or 
exemption was issued; 

(3) A brief status report on the steps 
the system is taking to install treat-
ment, find alternative sources of water, 
or otherwise comply with the terms 
and schedules of the variance or ex-
emption; and 
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(4) A notice of any opportunity for 
public input in the review, or renewal, 
of the variance or exemption. 

(h) Additional information: 
(1) The report must contain a brief 

explanation regarding contaminants 
which may reasonably be expected to 
be found in drinking water including 
bottled water. This explanation may 
include the language of paragraphs 
(h)(1) (i) through (iii) or systems may 
use their own comparable language. 
The report also must include the lan-
guage of paragraph (h)(1)(iv) of this 
section. 

(i) The sources of drinking water 
(both tap water and bottled water) in-
clude rivers, lakes, streams, ponds, res-
ervoirs, springs, and wells. As water 
travels over the surface of the land or 
through the ground, it dissolves natu-
rally-occurring minerals and, in some 
cases, radioactive material, and can 
pick up substances resulting from the 
presence of animals or from human ac-
tivity. 

(ii) Contaminants that may be 
present in source water include: 

(A) Microbial contaminants, such as vi-
ruses and bacteria, which may come 
from sewage treatment plants, septic 
systems, agricultural livestock oper-
ations, and wildlife. 

(B) Inorganic contaminants, such as 
salts and metals, which can be natu-
rally-occurring or result from urban 
stormwater runoff, industrial or do-
mestic wastewater discharges, oil and 
gas production, mining, or farming. 

(C) Pesticides and herbicides, which 
may come from a variety of sources 
such as agriculture, urban stormwater 
runoff, and residential uses. 

(D) Organic chemical contaminants, in-
cluding synthetic and volatile organic 
chemicals, which are by-products of in-
dustrial processes and petroleum pro-
duction, and can also come from gas 
stations, urban stormwater runoff, and 
septic systems. 

(E) Radioactive contaminants, which 
can be naturally-occurring or be the re-
sult of oil and gas production and min-
ing activities. 

(iii) In order to ensure that tap water 
is safe to drink, EPA prescribes regula-
tions which limit the amount of cer-
tain contaminants in water provided 
by public water systems. FDA regula-

tions establish limits for contaminants 
in bottled water which must provide 
the same protection for public health. 

(iv) Drinking water, including bot-
tled water, may reasonably be expected 
to contain at least small amounts of 
some contaminants. The presence of 
contaminants does not necessarily in-
dicate that water poses a health risk. 
More information about contaminants 
and potential health effects can be ob-
tained by calling the Environmental 
Protection Agency’s Safe Drinking 
Water Hotline (800–426–4791). 

(2) The report must include the tele-
phone number of the owner, operator, 
or designee of the community water 
system as a source of additional infor-
mation concerning the report. 

(3) In communities with a large pro-
portion of non-English speaking resi-
dents, as determined by the Primacy 
Agency, the report must contain infor-
mation in the appropriate language(s) 
regarding the importance of the report 
or contain a telephone number or ad-
dress where such residents may contact 
the system to obtain a translated copy 
of the report or assistance in the ap-
propriate language. 

(4) The report must include informa-
tion (e.g., time and place of regularly 
scheduled board meetings) about op-
portunities for public participation in 
decisions that may affect the quality of 
the water. 

(5) The systems may include such ad-
ditional information as they deem nec-
essary for public education consistent 
with, and not detracting from, the pur-
pose of the report. 

[63 FR 44526, Aug. 19, 1998, as amended at 63 
FR 69516, Dec. 16, 1998; 64 FR 34733, June 29, 
1999; 65 FR 26022, May 4, 2000; 67 FR 1836, Jan. 
14, 2002]

§ 141.154 Required additional health 
information. 

(a) All reports must prominently dis-
play the following language: Some peo-
ple may be more vulnerable to con-
taminants in drinking water than the 
general population. Immuno-com-
promised persons such as persons with 
cancer undergoing chemotherapy, per-
sons who have undergone organ trans-
plants, people with HIV/AIDS or other 
immune system disorders, some elder-
ly, and infants can be particularly at 
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risk from infections. These people 
should seek advice about drinking 
water from their health care providers. 
EPA/CDC guidelines on appropriate 
means to lessen the risk of infection by 
Cryptosporidium and other microbial 
contaminants are available from the 
Safe Drinking Water Hotline (800–426–
4791). 

(b) Ending in the report due by July 
1, 2001, a system which detects arsenic 
at levels above 0.025 mg/L, but below 
the 0.05 mg/L, and beginning in the re-
port due by July 1, 2002, a system that 
detects arsenic above 0.005 mg/L and up 
to and including 0.010 mg/L: 

(1) Must include in its report a short 
informational statement about arsenic, 
using language such as: While your 
drinking water meets EPA’s standard 
for arsenic, it does contain low levels 
of arsenic. EPA’s standard balances the 
current understanding of arsenic’s pos-
sible health effects against the costs of 
removing arsenic from drinking water. 
EPA continues to research the health 
effects of low levels of arsenic, which is 
a mineral known to cause cancer in hu-
mans at high concentrations and is 
linked to other health effects such as 
skin damage and circulatory problems. 

(2) May write its own educational 
statement, but only in consultation 
with the Primacy Agency. 

(c) A system which detects nitrate at 
levels above 5 mg/l, but below the MCL: 

(1) Must include a short informa-
tional statement about the impacts of 
nitrate on children using language 
such as: Nitrate in drinking water at 
levels above 10 ppm is a health risk for 
infants of less than six months of age. 
High nitrate levels in drinking water 
can cause blue baby syndrome. Nitrate 
levels may rise quickly for short peri-
ods of time because of rainfall or agri-
cultural activity. If you are caring for 
an infant you should ask advice from 
your health care provider. 

(2) May write its own educational 
statement, but only in consultation 
with the Primacy Agency. 

(d) Systems which detect lead above 
the action level in more than 5%, and 
up to and including 10%, of homes sam-
pled: 

(1) Must include a short informa-
tional statement about the special im-
pact of lead on children using language 

such as: Infants and young children are 
typically more vulnerable to lead in 
drinking water than the general popu-
lation. It is possible that lead levels at 
your home may be higher than at other 
homes in the community as a result of 
materials used in your home’s plumb-
ing. If you are concerned about ele-
vated lead levels in your home’s water, 
you may wish to have your water test-
ed and flush your tap for 30 seconds to 
2 minutes before using tap water. Addi-
tional information is available from 
the Safe Drinking Water Hotline (800–
426–4791). 

(2) May write its own educational 
statement, but only in consultation 
with the Primacy Agency. 

(e) Community water systems that 
detect TTHM above 0.080 mg/l, but 
below the MCL in § 141.12, as an annual 
average, monitored and calculated 
under the provisions of § 141.30, must 
include health effects language for 
TTHMs prescribed by appendix A. 

(f) Beginning in the report due by 
July 1, 2002, and ending January 22, 
2006, a community water system that 
detects arsenic above 0.010 mg/L and up 
to and including 0.05 mg/L must in-
clude the arsenic health effects lan-
guage prescribed by Appendix A to 
Subpart O of this part. 

[63 FR 44526, Aug. 19, 1998, as amended at 63 
FR 69475, Dec. 16, 1998; 64 FR 34733, June 29, 
1999; 65 FR 26023, May 4, 2000; 66 FR 7064, Jan. 
22, 2001; 68 FR 14506, Mar. 25, 2003]

§ 141.155 Report delivery and record-
keeping. 

(a) Except as provided in paragraph 
(g) of this section, each community 
water system must mail or otherwise 
directly deliver one copy of the report 
to each customer. 

(b) The system must make a good 
faith effort to reach consumers who do 
not get water bills, using means rec-
ommended by the primacy agency. 
EPA expects that an adequate good 
faith effort will be tailored to the con-
sumers who are served by the system 
but are not bill-paying customers, such 
as renters or workers. A good faith ef-
fort to reach consumers would include 
a mix of methods appropriate to the 
particular system such as: Posting the 
reports on the Internet; mailing to 
postal patrons in metropolitan areas; 
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advertising the availability of the re-
port in the news media; publication in 
a local newspaper; posting in public 
places such as cafeterias or lunch 
rooms of public buildings; delivery of 
multiple copies for distribution by sin-
gle-biller customers such as apartment 
buildings or large private employers; 
delivery to community organizations. 

(c) No later than the date the system 
is required to distribute the report to 
its customers, each community water 
system must mail a copy of the report 
to the primacy agency, followed within 
3 months by a certification that the re-
port has been distributed to customers, 
and that the information is correct and 
consistent with the compliance moni-
toring data previously submitted to 
the primacy agency. 

(d) No later than the date the system 
is required to distribute the report to 
its customers, each community water 
system must deliver the report to any 
other agency or clearinghouse identi-
fied by the primacy agency. 

(e) Each community water system 
must make its reports available to the 
public upon request. 

(f) Each community water system 
serving 100,000 or more persons must 
post its current year’s report to a pub-
licly-accessible site on the Internet. 

(g) The Governor of a State or his 
designee, or the Tribal Leader where 
the tribe has met the eligibility re-

quirements contained in§ 142.72 for the 
purposes of waiving the mailing re-
quirement, can waive the requirement 
of paragraph (a) of this section for 
community water systems serving 
fewer than 10,000 persons. In consulta-
tion with the tribal government, the 
Regional Administrator may waive the 
requirement of§ 141.155(a) in areas in In-
dian country where no tribe has been 
deemed eligible. 

(1) Such systems must: 
(i) Publish the reports in one or more 

local newspapers serving the area in 
which the system is located; 

(ii) Inform the customers that the re-
ports will not be mailed, either in the 
newspapers in which the reports are 
published or by other means approved 
by the State; and 

(iii) Make the reports available to 
the public upon request. 

(2) Systems serving 500 or fewer per-
sons may forego the requirements of 
paragraphs (g)(1)(i) and (ii) of this sec-
tion if they provide notice at least once 
per year to their customers by mail, 
door-to-door delivery or by posting in 
an appropriate location that the report 
is available upon request. 

(h) Any system subject to this sub-
part must retain copies of its Con-
sumer Confidence Report for no less 
than 3 years. 

[63 FR 44526, Aug. 19, 1998, as amended at 65 
FR 26023, May 4, 2000]
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APPENDIX A TO SUBPART O OF PART 141—REGULATED CONTAMINANTS

Contaminant (units) Traditional MCL in 
mg/L 

To convert for 
CCR, multiply by MCL in CCR units MCLG Major sources in drinking water Health effects language 

Microbiological contaminants: 
Total Coliform Bacteria ... MCL: (systems 

that collect ≥40 
samples/month) 
5% of monthly 
samples are 
positive; (sys-
tems that collect 
<40 samples/
month) 1 posi-
tive monthly 
sample.

.............................. MCL: (systems 
that collect ≥40 
samples/month) 
5% of monthly 
samples are 
positive; (sys-
tems that collect 
<40 samples/
month) 1 posi-
tive monthly 
sample.

0 ........................... Naturally present in the environ-
ment.

Coliforms are bacteria that are 
naturally present in the environ-
ment and are used as an indi-
cator that other, potentially-
harmful, bacteria may be 
present. Coliforms were found 
in more samples than allowed 
and this was a warning of po-
tential problems. 

Fecal coliform and E. coli 0 ........................... .............................. 0 ........................... 0 ........................... Human and animal fecal waste .... Fecal coliforms and E. coli are 
bacteria whose presence indi-
cates that the water may be 
contaminated with human or 
animal wastes. Microbes in 
these wastes can cause short-
term effects, such as diarrhea, 
cramps, nausea, headaches, or 
other symptoms. They may 
pose a special health risk for in-
fants, young children, some of 
the elderly, and people with se-
verely-compromised immune 
systems. 

Total organic carbon 
(ppm).

TT ......................... .............................. TT ......................... N/A ....................... Naturally present in the environ-
ment.

Total organic carbon (TOC) has 
no health effects. However, 
total organic carbon provides a 
medium for the formation of dis-
infection by products. These by-
products include 
trihalomethanes (THMs) and 
haloacetic acids (HAAs). Drink-
ing water containing these by-
products in excess of the MCL 
may lead to adverse health ef-
fects, liver or kidney problems, 
or nervous system effects, and 
may lead to an increased risk 
of getting cancer. 
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Turbidity (NTU) ................ TT ......................... .............................. TT ......................... N/A ....................... Soil runoff ..................................... Turbidity has no health effects. 
However, turbidity can interfere 
with disinfection and provide a 
medium for microbial growth. 
Turbidity may indicate the pres-
ence of disease-causing orga-
nisms. These organisms in-
clude bacteria, viruses, and 
parasites that can cause symp-
toms such as nausea, cramps, 
diarrhea and associated head-
aches. 

Radioactive contaminants: 
Beta/photon emitters 

(mrem/yr).
4 mrem/yr ............. .............................. 4 ........................... N/A ....................... Decay of natural and man-made 

deposits.
Certain minerals are radioactive 

and may emit forms of radiation 
known as photons and beta ra-
diation. Some people who drink 
water containing beta and pho-
ton emitters in excess of the 
MCL over many years may 
have an increased risk of get-
ting cancer. 

Alpha emitters (pCi/l) ...... 15 pCi/l ................. .............................. 15 ......................... N/A ....................... Erosion of natural deposits .......... Certain minerals are radioactive 
and may emit a form of radi-
ation known as alpha radiation. 
Some people who drink water 
containing alpha emitters in ex-
cess of the MCL over many 
years may have an increased 
risk of getting cancer. 

Combined radium (pCi/l) 5 pCi/l ................... — .......................... 5 ........................... N/A ....................... Erosion of natural deposits .......... Some people who drink water 
containing radium 226 or 228 in 
excess of the MCL over many 
years may have an increased 
risk of getting cancer 

Inorganic contaminants: 
Antimony (ppb) ................ .006 ...................... 1000 ..................... 6 ........................... 6 ........................... Discharge from petroleum refin-

eries; fire retardants; ceramics; 
electronics; solder.

Some people who drink water 
containing antimony well in ex-
cess of the MCL over many 
years could experience in-
creases in blood cholesterol 
and decreases in blood sugar. 

Arsenic (ppb) ................... 1 0.010 .................. 1000 ..................... 1 10. ...................... 1 0 ........................ Erosion of natural deposits; Run-
off from orchards; Runoff from 
glass and electronics produc-
tion wastes.

Some people who drink water 
containing arsenic in excess of 
the MCL over many years 
could experience skin damage 
or problems with their cir-
culatory system, and may have 
an increased risk of getting 
cancer. 
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Contaminant (units) Traditional MCL in 
mg/L 

To convert for 
CCR, multiply by MCL in CCR units MCLG Major sources in drinking water Health effects language 

Asbestos (MFL) ............... 7 MFL ................... .............................. 7 ........................... 7 ........................... Decay of asbestos cement water 
mains; Erosion of natural de-
posits.

Some people who drink water 
containing asbestos in excess 
of the MCL over many years 
may have an increased risk of 
developing benign intestinal 
polyps. 

Barium (ppm) .................. 2 ........................... .............................. 2 ........................... 2 ........................... Discharge of drilling wastes; Dis-
charge from metal refineries; 
Erosion of natural deposits.

Some people who drink water 
containing barium in excess of 
the MCL over many years 
could experience an increase in 
their blood pressure. 

Beryllium (ppb) ................ .004 ...................... 1000 ..................... 4 ........................... 4 ........................... Discharge from metal refineries 
and coal-burning factories; Dis-
charge from electrical, aero-
space, and defense industries.

Some people who drink water 
containing beryllium well in ex-
cess of the MCL over many 
years could develop intestinal 
lesions 

Bromate (ppb) ................. .010 ...................... 1000 ..................... 10 ......................... 0 ........................... By-product of drinkig water dis-
infection.

Some people who drink water of 
containing bromate in excess of 
the MCL over many years may 
have an increased risk of get-
ting cancer. 

Cadmium (ppb) ............... .005 ...................... 1000 ..................... 5 ........................... 5 ........................... Corrosion of galvanized pipes; 
Erosion of natural deposits; 
Discharge from metal refineries; 
Runoff from waste batteries 
and paints.

Some people who drink water 
containing cadmium in excess 
of the MCL over many years 
could experience kidney dam-
age. 

Chloramines (ppm) .......... MRDL=4 ............... .............................. MRDL=4 ............... MRDLG=4 ........... Water additive used to control mi-
crobes.

Some people who use water con-
taining chloramines well in ex-
cess of the MRDL could experi-
ence irritating effects to their 
eyes and nose. Some people 
who drink water containing 
chloramines well in excess of 
the MRDL could experience 
stomach discomfort or anemia. 

Chlorine (ppm) ................ MRDL=4 ............... .............................. MRDL=4 ............... MRDLG=4 ........... Water additive used to control mi-
crobes.

Some people who use water con-
taining chlorine well in excess 
of the MRDL could experience 
irritating effects to their eyes 
and nose. Some people who 
drink water containing chlorine 
well in excess of the MRDL 
could experience stomach dis-
comfort. 
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Chlorine dioxide (ppb) ..... MRDL=.8 .............. 1000 ..................... MRDL=800 ........... MRDLG=800 ....... Water additive used to control 
micorbes.

Some infants and young children 
who drink water chlorine diox-
ide in excess of the MRDL 
could experience nervous sys-
tem effects. Similar effects may 
occur in fetuses of pregnant 
women who drink water con-
taining chlorine dioxide in ex-
cess of the MRDL. Some peo-
ple may experience anemia. 

Chlorite (ppm) ................. 1 ........................... .............................. 1 ........................... 0.8 ........................ By-product of drinking water dis-
infection.

Some infants and young children 
who drink water containing 
chlorite in excess of the MCL 
could experience nervous sys-
tem effects. Similar effects may 
occur in fetuses of pregnant 
women who drink water con-
taining chlorite in excess of the 
MCL. Some people may experi-
ence anemia. 

Chromium (ppb) .............. .1 .......................... 1000 ..................... 100 ....................... 100 ....................... Discharge from steel and pulp 
mills; Erosion of natural depos-
its.

Some people who use water con-
taining chromium well in excess 
of the MCL over many years 
could experience allergic der-
matitis. 

Copper (ppm) .................. AL=1.3 .................. .............................. AL=1.3 .................. 1.3 ........................ Corrosion of household plumbing 
systems; Erosion of natural de-
posits.

Copper is an essential nutrient, 
but some people who drink 
water containing copper in ex-
cess of the action level over a 
relatively short amount of time 
could experience gastro-
intestinal distress. Some people 
who drink water containing cop-
per in excess of the action level 
over many years could suffer 
liver or kidney damage. People 
with Wilson’s disease should 
consult their personal doctor. 

Cyanide (ppb) .................. .2 .......................... 1000 ..................... 200 ....................... 200 ....................... Discharge from steel/metal fac-
tories; Discharge from plastic 
and fertilizer factories.

Some people who drink water 
containing cyanide well in ex-
cess of the MCL over many 
years could experience nerve 
damage or problems with their 
thyroid. 
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Contaminant (units) Traditional MCL in 
mg/L 

To convert for 
CCR, multiply by MCL in CCR units MCLG Major sources in drinking water Health effects language 

Fluoride (ppm) ................. 4 ........................... .............................. 4 ........................... 4 ........................... Erosion of natural deposits; Water 
additive which promotes strong 
teeth; Discharge from fertilizer 
and aluminum factories.

Some people who drink water 
containing fluoride in excess of 
the MCL over many years 
could get bone disease, includ-
ing pain and tenderness of the 
bones. Fluoride in drinking 
water at half the MCL or more 
may cause mottling of chil-
dren’s teeth, usually in children 
less than nine years old. Mot-
tling, also known as dental fluo-
rosis, may include brown stain-
ing and/or pitting of the teeth, 
and occurs only in developing 
teeth before they erupt from the 
gums. 

Lead (ppb) ....................... AL=.015 ................ 1000 ..................... AL=15 ................... 0 ........................... Corrosion of household plumbing 
systems; Erosion of natural de-
posits.

Infants and children who drink 
water containing lead in excess 
of the action level could experi-
ence delays in their physical or 
mental development. Children 
could show slight deficits in at-
tention span and learning abili-
ties. Adults who drink this water 
over many years could develop 
kidney problems or high blood 
pressure. 

Mercury [inorganic] (ppb) .002 ...................... 1000 ..................... 2 ........................... 2 ........................... Erosion of natural deposits; Dis 
charge from refineries and fac-
tories; Runoff from landfills; 
Runoff from cropland.

Some people who drink water 
containing inorganic mercury 
well in excess of the MCL over 
many years could experience 
kidney damage. 

Nitrate (ppm) ................... 10 ......................... .............................. 10 ......................... 10 ......................... Runoff from fertilizer use; Leach-
ing from septic tanks, sew age; 
Erosion of natural deposits.

Infants below the age of six 
months who drink water con-
taining nitrate in excess of the 
MCL could become seriously ill 
and, if untreated, may die. 
Symptoms include shortness of 
breath and blue baby syn-
drome. 
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Nitrite (ppm) .................... 1 ........................... .............................. 1 ........................... 1 ........................... Runoff from fertilizer use; Leach-
ing from septic tanks, sew age; 
Erosion of natural deposits.

Infants below the age of six 
months who drink water con-
taining nitrite in excess of the 
MCL could become seriously ill 
and, if untreated, may die. 
Symptoms include shortness of 
breath and blue baby syn-
drome. 

Selenium (ppb) ................ .05 ........................ 1000 ..................... 50 ......................... 50 ......................... Discharge from petroleum and 
metal refineries; Erosion of nat-
ural deposits; Discharge from 
mines.

Selenium is an essential nutrient. 
However, some people who 
drink water containing selenium 
in excess of the MCL over 
many years could experience 
hair or fingernail losses, numb-
ness in fingers or toes, or prob-
lems with their circulation. 

Thallium (ppb) ................. .002 ...................... 1000 ..................... 2 ........................... 0.5 ........................ Leaching from ore-processing 
sites; Discharge from elec-
tronics, glass, and drug fac-
tories.

Some people who drink water 
containing thallium in excess of 
the MCL over many years 
could experience hair loss, 
changes in their blood, or prob-
lems with their kidneys, intes-
tines, or liver. 

Synthetic organic contami-
nants including pesticides 
and herbicides: 

2,4-D (ppb) ...................... .07 ........................ 1000 ..................... 70 ......................... 70 ......................... Runoff from herbicide used on 
row crops.

Some people who drink water 
containing the weed killer 2,4-D 
well in excess of the MCL over 
many years could experience 
problems with their kidneys, 
liver, or adrenal glands. 

2,4,5-TP [Silvex](ppb) ..... .05 ........................ 1000 ..................... 50 ......................... 50 ......................... Residue of banned herbicide ....... Some people who drink water 
containing silvex in excess of 
the MCL over many years 
could experience liver prob-
lems. 

Acrylamide ....................... TT ......................... .............................. TT ......................... 0 ........................... Added to water during sewage/
wastewater treatment.

Some people who drink water 
containing high levels of acryl-
amide over a long period of 
time could have problems with 
their nervous system or blood, 
and may have an increased risk 
of getting cancer. 
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Contaminant (units) Traditional MCL in 
mg/L 

To convert for 
CCR, multiply by MCL in CCR units MCLG Major sources in drinking water Health effects language 

Alachlor (ppb) .................. .002 ...................... 1000 ..................... 2 ........................... 0 ........................... Runoff from herbicide used on 
row crops.

Some people who drink water 
containing alachlor in excess of 
the MCL over many years 
could have problems with their 
eyes, liver, kidneys, or spleen, 
or experience anemia, and may 
have an increased risk of get-
ting cancer. 

Atrazine (ppb) .................. .003 ...................... 1000 ..................... 3 ........................... 3 ........................... Runoff from herbicide used on 
row crops.

Some people who drink water 
containing atrazine well in ex-
cess of the MCL over many 
years could experience prob-
lems with their cardiovascular 
system or reproductive difficul-
ties. 

Benzo(a)pyrene [PAH] 
(nanograms/l).

.0002 .................... 1,000,000 ............. 200 ....................... 0 ........................... Leaching from linings of water 
storage tanks and distribution 
lines.

Some people who drink water 
containing benzo(a)pyrene in 
excess of the MCL over many 
years may experience repro-
ductive difficulties and may 
have an increased risk of get-
ting cancer. 

Carbofuran (ppb) ............. .04 ........................ 1000 ..................... 40 ......................... 40 ......................... Leaching of soil fumigant used on 
rice and alfalfa.

Some people who drink water 
containing carbofuran in excess 
of the MCL over many years 
could experience problems with 
their blood, or nervous or repro-
ductive systems. 

Chlordane (ppb) .............. .002 ...................... 1000 ..................... 2 ........................... 0 ........................... Residue of banned termiticide ..... Some people who drink water 
containing chlordane in excess 
of the MCL over many years 
could experience problems with 
their liver or nervous system, 
and may have an increased risk 
of getting cancer. 

Dalapon (ppb) ................. .2 .......................... 1000 ..................... 200 ....................... 200 ....................... Runoff from herbicide used on 
rights of way.

Some people who drink water 
containing dalapon well in ex-
cess of the MCL over many 
years could experience minor 
kidney changes. 
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Di(2-ethylhexyl) adipate 
(ppb).

.4 .......................... 1000 ..................... 400 ....................... 400 ....................... Discharge from chemical factories Some people who drink water 
containing di(2-ethylhexyl) adi-
pate well in excess of the MCL 
over many years could experi-
ence toxic effects such as 
weight loss, liver enlargement 
or possible reproductive difficul-
ties. 

Di(2-ethylhexyl) phthalate 
(ppb).

.006 ...................... 1000 ..................... 6 ........................... 0 ........................... Discharge from rubber and chem-
ical factories.

Some people who drink water 
containing di(2-ethylhexyl) 
phthalate well in excess of the 
MCL over many years may 
have problems with their liver, 
or experience reproductive dif-
ficulties, and may have an in-
creased risk of getting cancer. 

Dibromochloropropane 
(ppt).

.0002 .................... 1,000,000 ............. 200 ....................... 0 ........................... Runoff/leaching from soil fumigant 
used on soybeans, cotton, 
pineapples, and orchards.

Some people who drink water 
containing DBCP in excess of 
the MCL over many years 
could experience reproductive 
problems and may have an in-
creased risk of getting cancer. 

Dinoseb (ppb) .................. .007 ...................... 1000 ..................... 7 ........................... 7 ........................... Runoff from herbicide used on 
soybeans and vegetables.

Some people who drink water 
containing dinoseb well in ex-
cess of the MCL over many 
years could experience repro-
ductive difficulties. 

Diquat (ppb) .................... .02 ........................ 1000 ..................... 20 ......................... 20 ......................... Runoff from herbicide use ............ Some people who drink water 
containing diquat in excess of 
the MCL over many years 
could get cataracts. 

Dioxin [2,3,7,8-TCDD] 
(ppq).

.00000003 ............ 1,000,000, 000 ..... 30 ......................... 0 ........................... Emissions from waste incineration 
and other combustion; Dis-
charge from chemical factories.

Some people who drink water 
containing dioxin in excess of 
the MCL over many years 
could experience reproductive 
difficulties and may have an in-
creased risk of getting cancer. 

Endothall (ppb) ................ .1 .......................... 1000 ..................... 100 ....................... 100 ....................... Runoff from herbicide use ............ Some people who drink water 
containing endothall in excess 
of the MCL over many years 
could experience problems with 
their stomach or intestines. 

Endrin (ppb) .................... .002 ...................... 1000 ..................... 2 ........................... 2 ........................... Residue of banned insecticide ..... Some people who drink water 
containing endrin in excess of 
the MCL over many years 
could experience liver prob-
lems. 
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Contaminant (units) Traditional MCL in 
mg/L 

To convert for 
CCR, multiply by MCL in CCR units MCLG Major sources in drinking water Health effects language 

Epichlorohydrin ................ TT ......................... .............................. TT ......................... 0 ........................... Discharge from industrial chem-
ical factories; An impurity of 
some water treatment chemi-
cals.

Some people who drink water 
containing high levels of 
epichlorohydrin over a long pe-
riod of time could experience 
stomach problems, and may 
have an increased risk of get-
ting cancer. 

Ethylene dibromide (ppt) .00005 .................. 1,000,000 ............. 50 ......................... 0 ........................... Discharge from petroleum refin-
eries.

Some people who drink water 
containing ethylene dibromide 
in excess of the MCL over 
many years could experience 
problems with their liver, stom-
ach, reproductive system, or 
kidneys, and may have an in-
creased risk of getting cancer. 

Glyphosate (ppb) ............. .7 .......................... 1000 ..................... 700 ....................... 700 ....................... Runoff from herbicide use ............ Some people who drink water 
containing glyphosate in excess 
of the MCL over many years 
could experience problems with 
their kidneys or reproductive 
difficulties. 

Heptachlor (ppt) .............. .0004 .................... 1,000,000 ............. 400 ....................... 0 ........................... Residue of banned pesticide ........ Some people who drink water 
containing heptachlor in excess 
of the MCL over many years 
could experience liver damage 
and may have an increased risk 
of getting cancer. 

Heptachlor epoxide (ppt) .0002 .................... 1,000,000 ............. 200 ....................... 0 ........................... Breakdown of heptachlor ............. Some people who drink water 
containing heptachlor epoxide 
in excess of the MCL over 
many years could experience 
liver damage, and may have an 
increased risk of getting cancer. 

Hexachlorobenzene (ppb) .001 ...................... 1000 ..................... 1 ........................... 0 ........................... Discharge from metal refineries 
and agricultural chemical fac-
tories.

Some people who drink water 
containing hexachlorobenzene 
in excess of the MCL over 
many years could experience 
problems with their liver or kid-
neys, or adverse reproductive 
effects, and may have an in-
creased risk of getting cancer. 
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Hexachlorocyclopenta-
diene (ppb).

.05 ........................ 1000 ..................... 50 ......................... 50 ......................... Discharge from chemical factories Some people who drink water 
containing hexachlorocyclo-
pentadiene well in excess of 
the MCL over many years 
could experience problems with 
their kidneys or stomach. 

Lindane (ppt) ................... .0002 .................... 1,000,000 ............. 200 ....................... 200 ....................... Runoff/leaching from insecticide 
used on cattle, lumber, gardens.

Some people who drink water 
containing lindane in excess of 
the MCL over many years 
could experience problems with 
their kidneys or liver. 

Methoxychlor (ppb) ......... .04 ........................ 1000 ..................... 40 ......................... 40 ......................... Runoff/leaching from insecticide 
used on fruits, vegetables, al-
falfa, livestock.

Some people who drink water 
containing methoxychlor in ex-
cess of the MCL over many 
years could experience repro-
ductive difficulties. 

Oxamyl [Vydate] (ppb) .... .2 .......................... 1000 ..................... 200 ....................... 200 ....................... Runoff/leaching from insecticide 
used on apples, potatoes and 
tomatoes.

Some people who drink water 
containing oxamyl in excess of 
the MCL over many years 
could experience slight nervous 
system effects. 

PCBs [Polychlorinated 
biphenyls] (ppt).

.0005 .................... 1,000,000 ............. 500 ....................... 0 ........................... Runoff from landfills; Discharge of 
waste chemicals.

Some people who drink water 
containing PCBs in excess of 
the MCL over many years 
could experience changes in 
their skin, problems with their 
thymus gland, immune defi-
ciencies, or reproductive or 
nervous system difficulties, and 
may have an increased risk of 
getting cancer. 

Pentachlorophenol (ppb) .001 ...................... 1000 ..................... 1 ........................... 0 ........................... Discharge from wood preserving 
factories.

Some people who drink water 
containing pentachlorophenol in 
excess of the MCL over many 
years could experience prob-
lems with their liver or kidneys, 
and may have an increased risk 
of getting cancer. 

Picloram (ppb) ................. .5 .......................... 1000 ..................... 500 ....................... 500 ....................... Herbicide runoff ............................ Some people who drink water 
containing picloram in excess 
of the MCL over many years 
could experience problems with 
their liver. 

Simazine (ppb) ................ .004 ...................... 1000 ..................... 4 ........................... 4 ........................... Herbicide runoff ............................ Some people who drink water 
containing simazine in excess 
of the MCL over many years 
could experience problems with 
their blood. 
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Contaminant (units) Traditional MCL in 
mg/L 

To convert for 
CCR, multiply by MCL in CCR units MCLG Major sources in drinking water Health effects language 

Toxaphene (ppb) ............. .003 ...................... 1000 ..................... 3 ........................... 0 ........................... Runoff/leaching from insecticide 
used on cotton and cattle.

Some people who drink water 
containing toxaphene in excess 
of the MCL over many years 
could have problems with their 
kidneys, liver, or thyroid, and 
may have an increased risk of 
getting cancer. 

Volatile organic contaminants: 
Benzene (ppb) ................. .005 ...................... 1000 ..................... 5 ........................... 0 ........................... Discharge from factories; Leach-

ing from gas storage tanks and 
landfills.

Some people who drink water 
containing benzene in excess 
of the MCL over many years 
could experience anemia or a 
decrease in blood platelets, and 
may have an increased risk of 
getting cancer. 

Carbon tetrachloride 
(ppb).

.005 ...................... 1000 ..................... 5 ........................... 0 ........................... Discharge from chemical plants 
and other industrial activities.

Some people who drink water 
containing carbon tetrachloride 
in excess of the MCL over 
many years could experience 
problems with their liver and 
may have an increased risk of 
getting cancer. 

Chlorobenzene (ppb) ...... .1 .......................... 1000 ..................... 100 ....................... 100 ....................... Discharge from chemical and ag-
ricultural chemical factories.

Some people who drink water 
containing chlorobenzene in ex-
cess of the MCL over many 
years could experience prob-
lems with their liver or kidneys. 

o-Dichlorobenzene (ppb) .6 .......................... 1000 ..................... 600 ....................... 600 ....................... Discharge from industrial chem-
ical factories.

Some people who drink water 
containing o-dichlorobenzene 
well in excess of the MCL over 
many years could experience 
problems with their liver, kid-
neys, or circulatory systems. 

p-Dichlorobenzene (ppb) .075 ...................... 1000 ..................... 75 ......................... 75 ......................... Discharge from industrial chem-
ical factories.

Some people who drink water 
containing p-dichlorobenzene in 
excess of the MCL over many 
years could experience anemia, 
damage to their liver, kidneys, 
or spleen, or changes in their 
blood. 

1,2-Dichloroethane (ppb) .005 ...................... 1000 ..................... 5 ........................... 0 ........................... Discharge from industrial chem-
ical factories.

Some people who drink water 
containing 1,2-dichloroethane in 
excess of the MCL over many 
years may have an increased 
risk of getting cancer. 
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1,1-Dichloroethylene 
(ppb).

.007 ...................... 1000 ..................... 7 ........................... 7 ........................... Discharge from industrial chem-
ical factories.

Some people who drink water 
containing 1,1-dichloroethylene 
in excess of the MCL over 
many years could experience 
problems with their liver. 

cis-1,2-Dichloroethylene 
(ppb).

.07 ........................ 1000 ..................... 70 ......................... 70 ......................... Discharge from industrial chem-
ical factories.

Some people who drink water 
containing cis-1,2-
dichloroethylene in excess of 
the MCL over many years 
could experience problems with 
their liver. 

trans-1,2-
Dichloroethylene (ppb).

.1 .......................... 1000 ..................... 100 ....................... 100 ....................... Discharge from industrial chem-
ical factories.

Some people who drink water 
containing trans-1,2-
dichloroethylene well in excess 
of the MCL over many years 
could experience problems with 
their liver. 

Dichloromethane (ppb) .... .005 ...................... 1000 ..................... 5 ........................... 0 ........................... Discharge from pharmaceutical 
and chemical factories.

Some people who drink water 
containing dichloromethane in 
excess of the MCL over many 
years could have liver problems 
and may have an increased risk 
of getting cancer. 

1,2-Dichloropropane 
(ppb).

.005 ...................... 1000 ..................... 5 ........................... 0 ........................... Discharge from industrial chem-
ical factories.

Some people who drink water 
containing 1,2-dichloropropane 
in excess of the MCL over 
many years may have an in-
creased risk of getting cancer. 

Ethylbenzene (ppb) ......... .7 .......................... 1000 ..................... 700 ....................... 700 ....................... Discharge from petroleum refin-
eries.

Some people who drink water 
containing ethylbenzene well in 
excess of the MCL over many 
years could experience prob-
lems with their liver or kidneys. 

Haloacetic Acids (HAA) 
(ppb).

.060 ...................... 1000 ..................... 60 ......................... N/A ....................... By-product of drinking water dis-
infection.

Some people who drink water 
containing haloacetic acids in 
excess of the MCL over many 
years may have an increased 
risk of getting cancer. 

Styrene (ppb) .................. .1 .......................... 1000 ..................... 100 ....................... 100 ....................... Discharge from rubber and plastic 
factories; Leaching from land-
fills.

Some people who drink water 
containing styrene well in ex-
cess of the MCL over many 
years could have problems with 
their liver, kidneys, or cir-
culatory system. 
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Contaminant (units) Traditional MCL in 
mg/L 

To convert for 
CCR, multiply by MCL in CCR units MCLG Major sources in drinking water Health effects language 

Tetrachloroethylene (ppb) .005 ...................... 1000 ..................... 5 ........................... 0 ........................... Discharge from factories and dry 
cleaners.

Some people who drink water 
containing tetrachloroethylene 
in excess of the MCL over 
many years could have prob-
lems with their liver, and may 
have an increased risk of get-
ting cancer. 

1,2,4-Trichlorobenzene 
(ppb).

.07 ........................ 1000 ..................... 70 ......................... 70 ......................... Discharge from textile-finishing 
factories.

Some people who drink water 
containing 1,2,4-
trichlorobenzene well in excess 
of the MCL over many years 
could experience changes in 
their adrenal glands. 

1,1,1-Trichloroethane 
(ppb).

.2 .......................... 1000 ..................... 200 ....................... 200 ....................... Discharge from metal degreasing 
sites and other factories.

Some people who drink water 
containing 1,1,1-trichloroethane 
in excess of the MCL over 
many years could experience 
problems with their liver, nerv-
ous system, or circulatory sys-
tem. 

1,1,2-Trichloroethane 
(ppb).

.005 ...................... 1000 ..................... 5 ........................... 3 ........................... Discharge from industrial chem-
ical factories.

Some people who drink water 
containing 1,1,2-trichloroethane 
well in excess of the MCL over 
many years could have prob-
lems with their liver, kidneys, or 
immune systems. 

Trichloroethylene (ppb) ... .005 ...................... 1000 ..................... 5 ........................... 0 ........................... Discharge from metal degreasing 
sites and other factories.

Some people who drink water 
containing trichloroethylene in 
excess of the MCL over many 
years could experience prob-
lems with their liver and may 
have an increased risk of get-
ting cancer. 

TTHMs [Total 
trihalomethanes] (ppb).

0.10/.080 .............. 1000 ..................... 100/80 .................. N/A ....................... By-product of drinking water dis-
infection.

Some people who drink water 
containing trihalomethanes in 
excess of the MCL over many 
years may experience problems 
with their liver, kidneys, or cen-
tral nervous systems, and may 
have an increased risk of get-
ting cancer. 
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Toluene (ppm) ................. 1 ........................... .............................. 1 ........................... 1 ........................... Discharge from petroleum fac-
tories.

Some people who drink water 
containing toluene well in ex-
cess of the MCL over many 
years could have problems with 
their nervous system, kidneys, 
or liver. 

Vinyl Chloride (ppb) ........ .002 ...................... 1000 ..................... 2 ........................... 0 ........................... Leaching from PVC piping; Dis-
charge from plastics factories.

Some people who drink water 
containing vinyl chloride in ex-
cess of the MCL over many 
years may have an increased 
risk of getting cancer. 

Xylenes (ppm) ................. 10 ......................... .............................. 10 ......................... 10 ......................... Discharge from petroleum fac-
tories; Discharge from chemical 
factories.

Some people who drink water 
containing xylenes in excess of 
the MCL over many years 
could experience damage to 
their nervous system. 

1 These arsenic values are effective January 23, 2006. Until then, the MCL is 0.05 mg/L and there is no MCLG. 
Key: 
AL=Action Level 
MCL=Maximum Contaminant Level 
MCLG=Maximum Contaminant Level Goal 
MFL=million fibers per liter 
MRDL=Maximum Residual Disinfectant Level 
MRDLG=Maximum Residual Disinfectant Level Goal 
mrem/year=millirems per year (a measure of radiation absorbed by the body) 
N/A=Not Applicable 
NTU=Nephelometric Turbidity Units (a measure of water clarity) 
pCi/l=picocuries per liter (a measure of radioactivity) 
ppm=parts per million, or milligrams per liter (mg/l) 
ppb=parts per billion, or micrograms per liter (µg/l) 
ppt=parts per trillion, or nanograms per liter 
ppq=parts per quadrillion, or picograms per liter 
TT=Treatment Technique 
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40 CFR Ch. I (7–1–03 Edition)Pt. 141, Subpt. O, App. A 

[65 FR 26024, May 4, 2000, as amended at 66 
FR 7064, Jan. 22, 2001; 67 FR 70855, Nov. 27, 
2002; 67 FR 73011, Dec. 9, 2002]

EFFECTIVE DATE NOTE: At 65 FR 76749, Dec. 
7, 2000, the table in appendix A to subpart O 
was amended under the heading ‘‘Radio-
active contaminants’’ by revising the entries 

for ‘‘Beta/photon emitters (mrem/yr)’’, 
‘‘Alpha emitters (pCi/l)’’, and ‘‘Combined ra-
dium (pCi/l)’’ and adding a new entry for 
‘‘Uranium (pCi/L)’’, effective Dec. 8, 2003. For 
the convenience of the user, the revised and 
added entries are set forth as follows:
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APPENDIX A TO SUBPART O OF PART 141—REGULATED CONTAMINANTS 

Contaminant units Traditional MCL in 
mg/L 

To convert for 
CCR, multiply by MCL in CCR units MCLG Major sources in drinking water Health effects language 

* * * * * * *
Radioactive contaminants: 

Beta/photon emitters 
(mrem/yr).

4 mrem/yr ............. ¥ .......................... 4 ........................... 0 ........................... Decay of natural and man-made 
deposits.

Certain minerals are radioactive 
and may emit forms of radiation 
known as photons and beta ra-
diation. Some people who drink 
water containing beta particle 
and photon radioactivity in ex-
cess of the MCL over many 
years may have an increased 
risk of getting cancer. 

Alpha emitters (pCi/L) ..... 15 pCi/L ................ ¥ .......................... 15 ......................... 0 ........................... Erosion of natural deposits .......... Certain minerals are radioactive 
and may emit a form of radi-
ation known as alpha radiation. 
Some people who drink water 
containing alpha emitters in ex-
cess of the MCL over many 
years may have an increased 
risk of getting cancer. 

Combined radium (pCi/L) 5 pCi/L .................. ¥ .......................... 5 ........................... 0 ........................... Erosion of natural deposits .......... Some people who drink water 
containing radium-226 or -228 
in excess of the MCL over 
many years may have an in-
creased risk of getting cancer. 

Uranium (pCi/L) ............... 30 µg/L ................. ¥ .......................... 30 ......................... 0 ........................... Erosion of natural deposits .......... Some people who drink water 
containing uranium in excess of 
the MCL over many years may 
have an increased risk of get-
ting cancer and kidney toxicity.

* * * * * * *
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Subpart P—Enhanced Filtration 
and Disinfection—Systems 
Serving 10,000 or More People

SOURCE: 63 FR 69516, Dec. 16, 1998, unless 
otherwise noted.

§ 141.170 General requirements. 
(a) The requirements of this subpart 

P constitute national primary drinking 
water regulations. These regulations 
establish requirements for filtration 
and disinfection that are in addition to 
criteria under which filtration and dis-
infection are required under subpart H 
of this part. The requirements of this 
subpart are applicable to subpart H 
systems serving at least 10,000 people, 
beginning January 1, 2002 unless other-
wise specified in this subpart. The reg-
ulations in this subpart establish or ex-
tend treatment technique requirements 
in lieu of maximum contaminant levels 
for the following contaminants: Giardia 
lamblia, viruses, heterotrophic plate 
count bacteria, Legionella, 
Cryptosporidium, and turbidity. Each 
subpart H system serving at least 10,000 
people must provide treatment of its 
source water that complies with these 
treatment technique requirements and 
are in addition to those identified in 
§ 141.70. The treatment technique re-
quirements consist of installing and 
properly operating water treatment 
processes which reliably achieve: 

(1) At least 99 percent (2-log) removal 
of Cryptosporidium between a point 
where the raw water is not subject to 
recontamination by surface water run-
off and a point downstream before or at 
the first customer for filtered systems, 
or Cryptosporidium control under the 
watershed control plan for unfiltered 
systems. 

(2) Compliance with the profiling and 
benchmark requirements under the 
provisions of § 141.172. 

(b) A public water system subject to 
the requirements of this subpart is con-
sidered to be in compliance with the re-
quirements of paragraph (a) of this sec-
tion if: 

(1) It meets the requirements for 
avoiding filtration in §§ 141.71 and 
141.171 and the disinfection require-
ments in §§ 141.72 and 141.172; or 

(2) It meets the applicable filtration 
requirements in either § 141.73 or 

§ 141.173 and the disinfection require-
ments in §§ 141.72 and 141.172. 

(c) Systems are not permitted to 
begin construction of uncovered fin-
ished water storage facilities beginning 
February 16, 1999. 

(d) Subpart H systems that did not 
conduct optional monitoring under 
§ 141.172 because they served fewer than 
10,000 persons when such monitoring 
was required, but serve more than 
10,000 persons prior to January 14, 2005 
must comply with §§ 141.170, 141.171, 
141.173, 141.174, and 141.175. These sys-
tems must also consult with the State 
to establish a disinfection benchmark. 
A system that decides to make a sig-
nificant change to its disinfection 
practice, as described in § 141.172(c)(1)(i) 
through (iv) must consult with the 
State prior to making such change. 

[63 FR 69516, Dec. 16, 1998, as amended at 66 
FR 3779, Jan. 16, 2001; 67 FR 1836, Jan. 14, 
2002]

§ 141.171 Criteria for avoiding filtra-
tion. 

In addition to the requirements of 
§ 141.71, a public water system subject 
to the requirements of this subpart 
that does not provide filtration must 
meet all of the conditions of para-
graphs (a) and (b) of this section. 

(a) Site-specific conditions. In addition 
to site-specific conditions in § 141.71(b), 
systems must maintain the watershed 
control program under § 141.71(b)(2) to 
minimize the potential for contamina-
tion by Cryptosporidium oocysts in the 
source water. The watershed control 
program must, for Cryptosporidium: 

(1) Identify watershed characteristics 
and activities which may have an ad-
verse effect on source water quality; 
and 

(2) Monitor the occurrence of activi-
ties which may have an adverse effect 
on source water quality. 

(b) During the onsite inspection con-
ducted under the provisions of 
§ 141.71(b)(3), the State must determine 
whether the watershed control pro-
gram established under § 141.71(b)(2) is 
adequate to limit potential contamina-
tion by Cryptosporidium oocysts. The 
adequacy of the program must be based 
on the comprehensiveness of the water-
shed review; the effectiveness of the 
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system’s program to monitor and con-
trol detrimental activities occurring in 
the watershed; and the extent to which 
the water system has maximized land 
ownership and/or controlled land use 
within the watershed.

§ 141.172 Disinfection profiling and 
benchmarking. 

(a) Determination of systems required to 
profile. A public water system subject 
to the requirements of this subpart 
must determine its TTHM annual aver-
age using the procedure in paragraph 
(a)(1) of this section and its HAA5 an-
nual average using the procedure in 
paragraph (a)(2) of this section. The an-
nual average is the arithmetic average 
of the quarterly averages of four con-
secutive quarters of monitoring. 

(1) The TTHM annual average must 
be the annual average during the same 
period as is used for the HAA5 annual 
average. 

(i) Those systems that collected data 
under the provisions of subpart M (In-
formation Collection Rule) must use 
the results of the samples collected 
during the last four quarters of re-
quired monitoring under § 141.142. 

(ii) Those systems that use ‘‘grand-
fathered’’ HAA5 occurrence data that 
meet the provisions of paragraph 
(a)(2)(ii) of this section must use TTHM 
data collected at the same time under 
the provisions of §§ 141.12 and 141.30. 

(iii) Those systems that use HAA5 oc-
currence data that meet the provisions 
of paragraph (a)(2)(iii)(A) of this sec-
tion must use TTHM data collected at 
the same time under the provisions of 
§§ 141.12 and 141.30. 

(2) The HAA5 annual average must be 
the annual average during the same pe-
riod as is used for the TTHM annual 
average. 

(i) Those systems that collected data 
under the provisions of subpart M (In-
formation Collection Rule) must use 
the results of the samples collected 
during the last four quarters of re-
quired monitoring under § 141.142. 

(ii) Those systems that have col-
lected four quarters of HAA5 occur-
rence data that meets the routine mon-
itoring sample number and location re-
quirements for TTHM in §§ 141.12 and 
141.30 and handling and analytical 
method requirements of § 141.142(b)(1) 

may use those data to determine 
whether the requirements of this sec-
tion apply. 

(iii) Those systems that have not col-
lected four quarters of HAA5 occur-
rence data that meets the provisions of 
either paragraph (a)(2)(i) or (ii) of this 
section by March 16, 1999 must either: 

(A) Conduct monitoring for HAA5 
that meets the routine monitoring 
sample number and location require-
ments for TTHM in §§ 141.12 and 141.30 
and handling and analytical method re-
quirements of § 141.142(b)(1) to deter-
mine the HAA5 annual average and 
whether the requirements of paragraph 
(b) of this section apply. This moni-
toring must be completed so that the 
applicability determination can be 
made no later than March 31, 2000, or 

(B) Comply with all other provisions 
of this section as if the HAA5 moni-
toring had been conducted and the re-
sults required compliance with para-
graph (b) of this section. 

(3) The system may request that the 
State approve a more representative 
annual data set than the data set de-
termined under paragraph (a)(1) or (2) 
of this section for the purpose of deter-
mining applicability of the require-
ments of this section. 

(4) The State may require that a sys-
tem use a more representative annual 
data set than the data set determined 
under paragraph (a)(1) or (2) of this sec-
tion for the purpose of determining ap-
plicability of the requirements of this 
section. 

(5) The system must submit data to 
the State on the schedule in para-
graphs (a)(5)(i) through (v) of this sec-
tion. 

(i) Those systems that collected 
TTHM and HAA5 data under the provi-
sions of subpart M (Information Collec-
tion Rule), as required by paragraphs 
(a)(1)(i) and (a)(2)(i) of this section, 
must submit the results of the samples 
collected during the last 12 months of 
required monitoring under § 141.142 not 
later than December 31, 1999. 

(ii) Those systems that have col-
lected four consecutive quarters of 
HAA5 occurrence data that meets the 
routine monitoring sample number and 
location for TTHM in §§ 141.12 and 141.30 
and handling and analytical method re-
quirements of § 141.142(b)(1), as allowed 
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by paragraphs (a)(1)(ii) and (a)(2)(ii) of 
this section, must submit those data to 
the State not later than April 16, 1999. 
Until the State has approved the data, 
the system must conduct monitoring 
for HAA5 using the monitoring require-
ments specified under paragraph 
(a)(2)(iii) of this section. 

(iii) Those systems that conduct 
monitoring for HAA5 using the moni-
toring requirements specified by para-
graphs (a)(1)(iii) and (a)(2)(iii)(A) of 
this section, must submit TTHM and 
HAA5 data not later than March 31, 
2000. 

(iv) Those systems that elect to com-
ply with all other provisions of this 
section as if the HAA5 monitoring had 
been conducted and the results re-
quired compliance with this section, as 
allowed under paragraphs (a)(2)(iii)(B) 
of this section, must notify the State 
in writing of their election not later 
than December 31, 1999. 

(v) If the system elects to request 
that the State approve a more rep-
resentative annual data set than the 
data set determined under paragraph 
(a)(2)(i) of this section, the system 
must submit this request in writing 
not later than December 31, 1999. 

(6) Any system having either a TTHM 
annual average ≥0.064 mg/L or an HAA5 
annual average ≥0.048 mg/L during the 
period identified in paragraphs (a)(1) 
and (2) of this section must comply 
with paragraph (b) of this section. 

(b) Disinfection profiling. (1) Any sys-
tem that meets the criteria in para-
graph (a)(6) of this section must de-
velop a disinfection profile of its dis-
infection practice for a period of up to 
three years. 

(2) The system must monitor daily 
for a period of 12 consecutive calendar 
months to determine the total logs of 
inactivation for each day of operation, 
based on the CT99.9 values in Tables 
1.1–1.6, 2.1, and 3.1 of § 141.74(b), as ap-
propriate, through the entire treat-
ment plant. This system must begin 
this monitoring not later than April 1, 
2000. As a minimum, the system with a 
single point of disinfectant application 
prior to entrance to the distribution 
system must conduct the monitoring 
in paragraphs (b)(2)(i) through (iv) of 
this section. A system with more than 
one point of disinfectant application 

must conduct the monitoring in para-
graphs (b)(2)(i) through (iv) of this sec-
tion for each disinfection segment. The 
system must monitor the parameters 
necessary to determine the total inac-
tivation ratio, using analytical meth-
ods in § 141.74(a), as follows: 

(i) The temperature of the disinfected 
water must be measured once per day 
at each residual disinfectant con-
centration sampling point during peak 
hourly flow. 

(ii) If the system uses chlorine, the 
pH of the disinfected water must be 
measured once per day at each chlorine 
residual disinfectant concentration 
sampling point during peak hourly 
flow. 

(iii) The disinfectant contact time(s) 
(‘‘T’’) must be determined for each day 
during peak hourly flow. 

(iv) The residual disinfectant con-
centration(s) (‘‘C’’) of the water before 
or at the first customer and prior to 
each additional point of disinfection 
must be measured each day during 
peak hourly flow. 

(3) In lieu of the monitoring con-
ducted under the provisions of para-
graph (b)(2) of this section to develop 
the disinfection profile, the system 
may elect to meet the requirements of 
paragraph (b)(3)(i) of this section. In 
addition to the monitoring conducted 
under the provisions of paragraph (b)(2) 
of this section to develop the disinfec-
tion profile, the system may elect to 
meet the requirements of paragraph 
(b)(3)(ii) of this section. 

(i) A PWS that has three years of ex-
isting operational data may submit 
those data, a profile generated using 
those data, and a request that the 
State approve use of those data in lieu 
of monitoring under the provisions of 
paragraph (b)(2) of this section not 
later than March 31, 2000. The State 
must determine whether these oper-
ational data are substantially equiva-
lent to data collected under the provi-
sions of paragraph (b)(2) of this section. 
These data must also be representative 
of Giardia lamblia inactivation through 
the entire treatment plant and not just 
of certain treatment segments. Until 
the State approves this request, the 
system is required to conduct moni-
toring under the provisions of para-
graph (b)(2) of this section. 
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(ii) In addition to the disinfection 
profile generated under paragraph 
(b)(2) of this section, a PWS that has 
existing operational data may use 
those data to develop a disinfection 
profile for additional years. Such sys-
tems may use these additional yearly 
disinfection profiles to develop a 
benchmark under the provisions of 
paragraph (c) of this section. The State 
must determine whether these oper-
ational data are substantially equiva-
lent to data collected under the provi-
sions of paragraph (b)(2) of this section. 
These data must also be representative 
of inactivation through the entire 
treatment plant and not just of certain 
treatment segments. 

(4) The system must calculate the 
total inactivation ratio as follows: 

(i) If the system uses only one point 
of disinfectant application, the system 
may determine the total inactivation 
ratio for the disinfection segment 
based on either of the methods in para-
graph (b)(4)(i)(A) or (b)(4)(i)(B) of this 
section. 

(A) Determine one inactivation ratio 
(CTcalc/CT99.9) before or at the first 
customer during peak hourly flow. 

(B) Determine successive CTcalc/
CT99.9 values, representing sequential 
inactivation ratios, between the point 
of disinfectant application and a point 
before or at the first customer during 
peak hourly flow. Under this alter-
native, the system must calculate the 
total inactivation ratio by determining 
(CTcalc/CT99.9) for each sequence and 
then adding the (CTcalc/CT99.9) values 
together to determine (S (CTcalc/
CT99.9)). 

(ii) If the system uses more than one 
point of disinfectant application before 
the first customer, the system must de-
termine the CT value of each disinfec-
tion segment immediately prior to the 
next point of disinfectant application, 
or for the final segment, before or at 
the first customer, during peak hourly 
flow. The (CTcalc/CT99.9) value of each 
segment and (S(CTcalc/CT99.9)) must be 
calculated using the method in para-
graph (b)(4)(i) of this section. 

(iii) The system must determine the 
total logs of inactivation by multi-
plying the value calculated in para-
graph (b)(4)(i) or (ii) of this section by 
3.0. 

(5) A system that uses either 
chloramines or ozone for primary dis-
infection must also calculate the logs 
of inactivation for viruses using a 
method approved by the State. 

(6) The system must retain disinfec-
tion profile data in graphic form, as a 
spreadsheet, or in some other format 
acceptable to the State for review as 
part of sanitary surveys conducted by 
the State. 

(c) Disinfection benchmarking. (1) Any 
system required to develop a disinfec-
tion profile under the provisions of 
paragraphs (a) and (b) of this section 
and that decides to make a significant 
change to its disinfection practice 
must consult with the State prior to 
making such change. Significant 
changes to disinfection practice are: 

(i) Changes to the point of disinfec-
tion; 

(ii) Changes to the disinfectant(s) 
used in the treatment plant; 

(iii) Changes to the disinfection proc-
ess; and 

(iv) Any other modification identi-
fied by the State. 

(2) Any system that is modifying its 
disinfection practice must calculate its 
disinfection benchmark using the pro-
cedure specified in paragraphs (c)(2)(i) 
through (ii) of this section. 

(i) For each year of profiling data 
collected and calculated under para-
graph (b) of this section, the system 
must determine the lowest average 
monthly Giardia lamblia inactivation in 
each year of profiling data. The system 
must determine the average Giardia 
lamblia inactivation for each calendar 
month for each year of profiling data 
by dividing the sum of daily Giardia 
lamblia of inactivation by the number 
of values calculated for that month. 

(ii) The disinfection benchmark is 
the lowest monthly average value (for 
systems with one year of profiling 
data) or average of lowest monthly av-
erage values (for systems with more 
than one year of profiling data) of the 
monthly logs of Giardia lamblia inac-
tivation in each year of profiling data. 

(3) A system that uses either 
chloramines or ozone for primary dis-
infection must also calculate the dis-
infection benchmark for viruses using 
a method approved by the State. 
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(4) The system must submit informa-
tion in paragraphs (c)(4)(i) through (iii) 
of this section to the State as part of 
its consultation process. 

(i) A description of the proposed 
change; 

(ii) The disinfection profile for 
Giardia lamblia (and, if necessary, vi-
ruses) under paragraph (b) of this sec-
tion and benchmark as required by 
paragraph (c)(2) of this section; and 

(iii) An analysis of how the proposed 
change will affect the current levels of 
disinfection. 

[63 FR 69516, Dec. 16, 1998, as amended at 66 
FR 3779, Jan. 16, 2001]

§ 141.173 Filtration. 
A public water system subject to the 

requirements of this subpart that does 
not meet all of the criteria in this sub-
part and subpart H of this part for 
avoiding filtration must provide treat-
ment consisting of both disinfection, as 
specified in § 141.72(b), and filtration 
treatment which complies with the re-
quirements of paragraph (a) or (b) of 
this section or § 141.73 (b) or (c) by De-
cember 31, 2001. 

(a) Conventional filtration treatment or 
direct filtration. (1) For systems using 
conventional filtration or direct filtra-
tion, the turbidity level of representa-
tive samples of a system’s filtered 
water must be less than or equal to 0.3 
NTU in at least 95 percent of the meas-
urements taken each month, measured 
as specified in § 141.74(a) and (c). 

(2) The turbidity level of representa-
tive samples of a system’s filtered 
water must at no time exceed 1 NTU, 
measured as specified in § 141.74(a) and 
(c). 

(3) A system that uses lime softening 
may acidify representative samples 
prior to analysis using a protocol ap-
proved by the State. 

(b) Filtration technologies other than 
conventional filtration treatment, direct 
filtration, slow sand filtration, or diato-
maceous earth filtration. A public water 
system may use a filtration technology 
not listed in paragraph (a) of this sec-
tion or in § 141.73(b) or (c) if it dem-
onstrates to the State, using pilot 
plant studies or other means, that the 
alternative filtration technology, in 
combination with disinfection treat-
ment that meets the requirements of 

§ 141.72(b), consistently achieves 99.9 
percent removal and/or inactivation of 
Giardia lamblia cysts and 99.99 percent 
removal and/or inactivation of viruses, 
and 99 percent removal of 
Cryptosporidium oocysts, and the State 
approves the use of the filtration tech-
nology. For each approval, the State 
will set turbidity performance require-
ments that the system must meet at 
least 95 percent of the time and that 
the system may not exceed at any time 
at a level that consistently achieves 
99.9 percent removal and/or inactiva-
tion of Giardia lamblia cysts, 99.99 per-
cent removal and/or inactivation of vi-
ruses, and 99 percent removal of 
Cryptosporidium oocysts. 

[63 FR 69516, Dec. 16, 1998, as amended at 65 
FR 20313, Apr. 14, 2000; 66 FR 3779, Jan. 16, 
2001]

§ 141.174 Filtration sampling require-
ments. 

(a) Monitoring requirements for sys-
tems using filtration treatment. In ad-
dition to monitoring required by 
§ 141.74, a public water system subject 
to the requirements of this subpart 
that provides conventional filtration 
treatment or direct filtration must 
conduct continuous monitoring of tur-
bidity for each individual filter using 
an approved method in § 141.74(a) and 
must calibrate turbidimeters using the 
procedure specified by the manufac-
turer. Systems must record the results 
of individual filter monitoring every 15 
minutes. 

(b) If there is a failure in the contin-
uous turbidity monitoring equipment, 
the system must conduct grab sam-
pling every four hours in lieu of contin-
uous monitoring, but for no more than 
five working days following the failure 
of the equipment.

§ 141.175 Reporting and recordkeeping 
requirements. 

In addition to the reporting and rec-
ordkeeping requirements in § 141.75, a 
public water system subject to the re-
quirements of this subpart that pro-
vides conventional filtration treatment 
or direct filtration must report month-
ly to the State the information speci-
fied in paragraphs (a) and (b) of this 
section beginning January 1, 2002. In 
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addition to the reporting and record-
keeping requirements in § 141.75, a pub-
lic water system subject to the require-
ments of this subpart that provides fil-
tration approved under § 141.173(b) must 
report monthly to the State the infor-
mation specified in paragraph (a) of 
this section beginning January 1, 2002. 
The reporting in paragraph (a) of this 
section is in lieu of the reporting speci-
fied in § 141.75(b)(1). 

(a) Turbidity measurements as re-
quired by § 141.173 must be reported 
within 10 days after the end of each 
month the system serves water to the 
public. Information that must be re-
ported includes: 

(1) The total number of filtered water 
turbidity measurements taken during 
the month. 

(2) The number and percentage of fil-
tered water turbidity measurements 
taken during the month which are less 
than or equal to the turbidity limits 
specified in § 141.173(a) or (b). 

(3) The date and value of any tur-
bidity measurements taken during the 
month which exceed 1 NTU for systems 
using conventional filtration treat-
ment or direct filtration, or which ex-
ceed the maximum level set by the 
State under § 141.173(b). 

(b) Systems must maintain the re-
sults of individual filter monitoring 
taken under § 141.174 for at least three 
years. Systems must report that they 
have conducted individual filter tur-
bidity monitoring under § 141.174 within 
10 days after the end of each month the 
system serves water to the public. Sys-
tems must report individual filter tur-
bidity measurement results taken 
under § 141.174 within 10 days after the 
end of each month the system serves 
water to the public only if measure-
ments demonstrate one or more of the 
conditions in paragraphs (b)(1) through 
(4) of this section. Systems that use 
lime softening may apply to the State 
for alternative exceedance levels for 
the levels specified in paragraphs (b)(1) 
through (4) of this section if they can 
demonstrate that higher turbidity lev-
els in individual filters are due to lime 
carryover only and not due to degraded 
filter performance. 

(1) For any individual filter that has 
a measured turbidity level of greater 
than 1.0 NTU in two consecutive meas-

urements taken 15 minutes apart, the 
system must report the filter number, 
the turbidity measurement, and the 
date(s) on which the exceedance oc-
curred. In addition, the system must 
either produce a filter profile for the 
filter within 7 days of the exceedance 
(if the system is not able to identify an 
obvious reason for the abnormal filter 
performance) and report that the pro-
file has been produced or report the ob-
vious reason for the exceedance. 

(2) For any individual filter that has 
a measured turbidity level of greater 
than 0.5 NTU in two consecutive meas-
urements taken 15 minutes apart at 
the end of the first four hours of con-
tinuous filter operation after the filter 
has been backwashed or otherwise 
taken offline, the system must report 
the filter number, the turbidity, and 
the date(s) on which the exceedance oc-
curred. In addition, the system must 
either produce a filter profile for the 
filter within 7 days of the exceedance 
(if the system is not able to identify an 
obvious reason for the abnormal filter 
performance) and report that the pro-
file has been produced or report the ob-
vious reason for the exceedance. 

(3) For any individual filter that has 
a measured turbidity level of greater 
than 1.0 NTU in two consecutive meas-
urements taken 15 minutes apart at 
any time in each of three consecutive 
months, the system must report the 
filter number, the turbidity measure-
ment, and the date(s) on which the ex-
ceedance occurred. In addition, the sys-
tem must conduct a self-assessment of 
the filter within 14 days of the exceed-
ance and report that the self-assess-
ment was conducted. The self assess-
ment must consist of at least the fol-
lowing components: assessment of fil-
ter performance; development of a fil-
ter profile; identification and 
prioritization of factors limiting filter 
performance; assessment of the appli-
cability of corrections; and preparation 
of a filter self-assessment report. 

(4) For any individual filter that has 
a measured turbidity level of greater 
than 2.0 NTU in two consecutive meas-
urements taken 15 minutes apart at 
any time in each of two consecutive 
months, the system must report the 
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filter number, the turbidity measure-
ment, and the date(s) on which the ex-
ceedance occurred. In addition, the sys-
tem must arrange for the conduct of a 
comprehensive performance evaluation 
by the State or a third party approved 
by the State no later than 30 days fol-
lowing the exceedance and have the 
evaluation completed and submitted to 
the State no later than 90 days fol-
lowing the exceedance. 

(c) Additional reporting requirements. 
(1) If at any time the turbidity exceeds 
1 NTU in representative samples of fil-
tered water in a system using conven-
tional filtration treatment or direct 
filtration, the system must inform the 
State as soon as possible, but no later 
than the end of the next business day. 

(2) If at any time the turbidity in 
representative samples of filtered 
water exceeds the maximum level set 
by the State under § 141.173(b) for filtra-
tion technologies other than conven-
tional filtration treatment, direct fil-
tration, slow sand filtration, or diato-
maceous earth filtration, the system 
must inform the State as soon as pos-
sible, but no later than the end of the 
next business day. 

[63 FR 69516, Dec. 16, 1998, as amended at 66 
FR 3779, Jan. 16, 2001]

Subpart Q—Public Notification of 
Drinking Water Violations

SOURCE: 65 FR 26035, May 4, 2000, unless 
otherwise noted.

§ 141.201 General public notification 
requirements. 

Public water systems in States with 
primacy for the public water system 
supervision (PWSS) program must 
comply with the requirements in this 
subpart no later than May 6, 2002 or on 
the date the State-adopted rule be-
comes effective, whichever comes first. 
Public water systems in jurisdictions 
where EPA directly implements the 
PWSS program must comply with the 
requirements in this subpart on Octo-
ber 31, 2000. Prior to these dates, public 
water systems must continue to com-
ply with the public notice require-
ments in § 141.32 of this part. The term 
‘‘primacy agency’’ is used in this sub-
part to refer to either EPA or the State 

or the Tribe in cases where EPA, the 
State, or the Tribe exercises primary 
enforcement responsibility for this sub-
part. 

(a) Who must give public notice? Each 
owner or operator of a public water 
system (community water systems, 
non-transient non-community water 
systems, and transient non-community 
water systems) must give notice for all 
violations of national primary drink-
ing water regulations (NPDWR) and for 
other situations, as listed in Table 1. 
The term ‘‘NPDWR violations’’ is used 
in this subpart to include violations of 
the maximum contaminant level 
(MCL), maximum residual disinfection 
level (MRDL), treatment technique 
(TT), monitoring requirements, and 
testing procedures in this part 141. Ap-
pendix A to this subpart identifies the 
tier assignment for each specific viola-
tion or situation requiring a public no-
tice.

llllllllllllllllllllllll

TABLE 1 TO § 141.201—VIOLATION CATEGORIES 
AND OTHER SITUATIONS REQUIRING A PUBLIC 
NOTICE 

(1) NPDWR violations: 
(i) Failure to comply with an applicable 

maximum contaminant level (MCL) or 
maximum residual disinfectant level 
(MRDL). 

(ii) Failure to comply with a prescribed 
treatment technique (TT). 

(iii) Failure to perform water quality mon-
itoring, as required by the drinking 
water regulations. 

(iv) Failure to comply with testing proce-
dures as prescribed by a drinking 
water regulation. 

(2) Variance and exemptions under sections 
1415 and 1416 of SDWA: 

(i) Operation under a variance or an ex-
emption. 

(ii) Failure to comply with the require-
ments of any schedule that has been 
set under a variance or exemption. 

(3) Special public notices: 
(i) Occurrence of a waterborne disease 

outbreak or other waterborne emer-
gency. 

(ii) Exceedance of the nitrate MCL by 
non-community water systems 
(NCWS), where granted permission by 
the primacy agency under 141.11(d) of 
this part. 
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TABLE 1 TO § 141.201—VIOLATION CATEGORIES 
AND OTHER SITUATIONS REQUIRING A PUBLIC 
NOTICE—Continued

(iii) Exceedance of the secondary max-
imum contaminant level (SMCL) for 
fluoride. 

(iv) Availability of unregulated contami-
nant monitoring data. 

(v) Other violations and situations deter-
mined by the primacy agency to re-
quire a public notice under this sub-
part, not already listed in Appendix A. 

(b) What type of public notice is re-
quired for each violation or situation? 
Public notice requirements are divided 
into three tiers, to take into account 
the seriousness of the violation or situ-
ation and of any potential adverse 
health effects that may be involved. 
The public notice requirements for 
each violation or situation listed in 
Table 1 of this section are determined 
by the tier to which it is assigned. 
Table 2 of this section provides the def-
inition of each tier. Appendix A of this 
part identifies the tier assignment for 
each specific violation or situation.

llllllllllllllllllllllll

TABLE 2 TO § 141.201—DEFINITION OF PUBLIC 
NOTICE TIERS 

(1) Tier 1 public notice—required for NPDWR 
violations and situations with significant po-
tential to have serious adverse effects on 
human health as a result of short-term ex-
posure. 

(2) Tier 2 public notice—required for all other 
NPDWR violations and situations with po-
tential to have serious adverse effects on 
human health. 

(3) Tier 3 public notice—required for all other 
NPDWR violations and situations not in-
cluded in Tier 1 and Tier 2. 

(c) Who must be notified? 
(1) Each public water system must 

provide public notice to persons served 
by the water system, in accordance 
with this subpart. Public water sys-
tems that sell or otherwise provide 
drinking water to other public water 
systems (i.e., to consecutive systems) 
are required to give public notice to 
the owner or operator of the consecu-
tive system; the consecutive system is 

responsible for providing public notice 
to the persons it serves. 

(2) If a public water system has a vio-
lation in a portion of the distribution 
system that is physically or hydrau-
lically isolated from other parts of the 
distribution system, the primacy agen-
cy may allow the system to limit dis-
tribution of the public notice to only 
persons served by that portion of the 
system which is out of compliance. 
Permission by the primacy agency for 
limiting distribution of the notice 
must be granted in writing. 

(3) A copy of the notice must also be 
sent to the primacy agency, in accord-
ance with the requirements under 
§ 141.31(d).

§ 141.202 Tier 1 Public Notice—Form, 
manner, and frequency of notice. 

(a) Which violations or situations re-
quire a Tier 1 public notice? Table 1 of 
this section lists the violation cat-
egories and other situations requiring 
a Tier 1 public notice. Appendix A to 
this subpart identifies the tier assign-
ment for each specific violation or sit-
uation.

llllllllllllllllllllllll

TABLE 1 TO § 141.202—VIOLATION CATEGORIES 
AND OTHER SITUATIONS REQUIRING A TIER 1 
PUBLIC NOTICE 

(1) Violation of the MCL for total coliforms 
when fecal coliform or E. coli are present 
in the water distribution system (as speci-
fied in § 141.63(b)), or when the water sys-
tem fails to test for fecal coliforms or E. 
coli when any repeat sample tests positive 
for coliform (as specified in § 141.21(e)); 

(2) Violation of the MCL for nitrate, nitrite, or 
total nitrate and nitrite, as defined in 
§ 141.62, or when the water system fails to 
take a confirmation sample within 24 hours 
of the system’s receipt of the first sample 
showing an exceedance of the nitrate or 
nitrite MCL, as specified in § 141.23(f)(2); 

(3) Exceedance of the nitrate MCL by non-
community water systems, where permitted 
to exceed the MCL by the primacy agency 
under § 141.11(d), as required under 
§ 141.209; 
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TABLE 1 TO § 141.202—VIOLATION CATEGORIES 
AND OTHER SITUATIONS REQUIRING A TIER 1 
PUBLIC NOTICE—Continued

(4) Violation of the MRDL for chlorine diox-
ide, as defined in § 141.65(a), when one or 
more samples taken in the distribution sys-
tem the day following an exceedance of 
the MRDL at the entrance of the distribu-
tion system exceed the MRDL, or when 
the water system does not take the re-
quired samples in the distribution system, 
as specified in§ 141.133(c)(2)(i); 

(5) Violation of the turbidity MCL 
under§ 141.13(b), where the primacy agen-
cy determines after consultation that a Tier 
1 notice is required or where consultation 
does not take place within 24 hours after 
the system learns of the violation; 

(6) Violation of the Surface Water Treatment 
Rule (SWTR), Interim Enhanced Surface 
Water Treatment Rule (IESWTR) or Long 
Term 1 Enhanced Surface Water Treat-
ment Rule (LT1ESWTR) treatment tech-
nique requirement resulting from a single 
exceedance of the maximum allowable tur-
bidity limit (as identified in Appendix A), 
where the primacy agency determines after 
consultation that a Tier 1 notice is required 
or where consultation does not take place 
within 24 hours after the system learns of 
the violation; 

(7) Occurrence of a waterborne disease out-
break, as defined in§ 141.2, or other water-
borne emergency (such as a failure or sig-
nificant interruption in key water treatment 
processes, a natural disaster that disrupts 
the water supply or distribution system, or 
a chemical spill or unexpected loading of 
possible pathogens into the source water 
that significantly increases the potential for 
drinking water contamination); 

(8) Other violations or situations with signifi-
cant potential to have serious adverse ef-
fects on human health as a result of short-
term exposure, as determined by the pri-
macy agency either in its regulations or on 
a case-by-case basis. 

(b) When is the Tier 1 public notice to 
be provided? What additional steps are 
required? Public water systems must: 

(1) Provide a public notice as soon as 
practical but no later than 24 hours 
after the system learns of the viola-
tion; 

(2) Initiate consultation with the pri-
macy agency as soon as practical, but 
no later than 24 hours after the public 
water system learns of the violation or 
situation, to determine additional pub-
lic notice requirements; and 

(3) Comply with any additional public 
notification requirements (including 
any repeat notices or direction on the 
duration of the posted notices) that are 
established as a result of the consulta-
tion with the primacy agency. Such re-
quirements may include the timing, 
form, manner, frequency, and content 
of repeat notices (if any) and other ac-
tions designed to reach all persons 
served. 

(c) What is the form and manner of the 
public notice? Public water systems 
must provide the notice within 24 
hours in a form and manner reasonably 
calculated to reach all persons served. 
The form and manner used by the pub-
lic water system are to fit the specific 
situation, but must be designed to 
reach residential, transient, and non-
transient users of the water system. In 
order to reach all persons served, water 
systems are to use, at a minimum, one 
or more of the following forms of deliv-
ery: 

(1) Appropriate broadcast media 
(such as radio and television); 

(2) Posting of the notice in con-
spicuous locations throughout the area 
served by the water system; 

(3) Hand delivery of the notice to per-
sons served by the water system; or 

(4) Another delivery method approved 
in writing by the primacy agency. 

[65 FR 26035, May 4, 2000, as amended at 67 
FR 1836, Jan. 14, 2002]

§ 141.203 Tier 2 Public Notice—Form, 
manner, and frequency of notice. 

(a) Which violations or situations re-
quire a Tier 2 public notice? Table 1 of 
this section lists the violation cat-
egories and other situations requiring 
a Tier 2 public notice. Appendix A to 
this subpart identifies the tier assign-
ment for each specific violation or sit-
uation.
llllllllllllllllllllllll
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TABLE 1 TO § 141.203—VIOLATION CATEGORIES 
AND OTHER SITUATIONS REQUIRING A TIER 2 
PUBLIC NOTICE 

(1) All violations of the MCL, MRDL, and 
treatment technique requirements, except 
where a Tier 1 notice is required under 
§ 141.202(a) or where the primacy agency 
determines that a Tier 1 notice is required; 

(2) Violations of the monitoring and testing 
procedure requirements, where the pri-
macy agency determines that a Tier 2 rath-
er than a Tier 3 public notice is required, 
taking into account potential health impacts 
and persistence of the violation; and 

(3) Failure to comply with the terms and con-
ditions of any variance or exemption in 
place. 

(b) When is the Tier 2 public notice to 
be provided?

(1) Public water systems must pro-
vide the public notice as soon as prac-
tical, but no later than 30 days after 
the system learns of the violation. If 
the public notice is posted, the notice 
must remain in place for as long as the 
violation or situation persists, but in 
no case for less than seven days, even if 
the violation or situation is resolved. 
The primacy agency may, in appro-
priate circumstances, allow additional 
time for the initial notice of up to 
three months from the date the system 
learns of the violation. It is not appro-
priate for the primacy agency to grant 
an extension to the 30-day deadline for 
any unresolved violation or to allow 
across-the-board extensions by rule or 
policy for other violations or situa-
tions requiring a Tier 2 public notice. 
Extensions granted by the primacy 
agency must be in writing. 

(2) The public water system must re-
peat the notice every three months as 
long as the violation or situation per-
sists, unless the primacy agency deter-
mines that appropriate circumstances 
warrant a different repeat notice fre-
quency. In no circumstance may the 
repeat notice be given less frequently 
than once per year. It is not appro-
priate for the primacy agency to allow 
less frequent repeat notice for an MCL 
violation under the Total Coliform 
Rule or a treatment technique viola-
tion under the Surface Water Treat-
ment Rule or Interim Enhanced Sur-
face Water Treatment Rule. It is also 

not appropriate for the primacy agency 
to allow through its rules or policies 
across-the-board reductions in the re-
peat notice frequency for other ongoing 
violations requiring a Tier 2 repeat no-
tice. Primacy agency determinations 
allowing repeat notices to be given less 
frequently than once every three 
months must be in writing. 

(3) For the turbidity violations speci-
fied in this paragraph, public water 
systems must consult with the primacy 
agency as soon as practical but no 
later than 24 hours after the public 
water system learns of the violation, to 
determine whether a Tier 1 public no-
tice under § 141.202(a) is required to pro-
tect public health. When consultation 
does not take place within the 24-hour 
period, the water system must dis-
tribute a Tier 1 notice of the violation 
within the next 24 hours (i.e., no later 
than 48 hours after the system learns of 
the violation), following the require-
ments under § 141.202(b) and (c). Con-
sultation with the primacy agency is 
required for: 

(i) Violation of the turbidity MCL 
under § 141.13(b); or 

(ii) Violation of the SWTR, IESWTR 
or LT1ESWTR treatment technique re-
quirement resulting from a single ex-
ceedance of the maximum allowable 
turbidity limit. 

(c) What is the form and manner of the 
Tier 2 public notice? Public water sys-
tems must provide the initial public 
notice and any repeat notices in a form 
and manner that is reasonably cal-
culated to reach persons served in the 
required time period. The form and 
manner of the public notice may vary 
based on the specific situation and type 
of water system, but it must at a min-
imum meet the following require-
ments: 

(1) Unless directed otherwise by the 
primacy agency in writing, community 
water systems must provide notice by: 

(i) Mail or other direct delivery to 
each customer receiving a bill and to 
other service connections to which 
water is delivered by the public water 
system; and 

(ii) Any other method reasonably cal-
culated to reach other persons regu-
larly served by the system, if they 
would not normally be reached by the 
notice required in paragraph (c)(1)(i) of 
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this section. Such persons may include 
those who do not pay water bills or do 
not have service connection addresses 
(e.g., house renters, apartment dwell-
ers, university students, nursing home 
patients, prison inmates, etc.). Other 
methods may include: Publication in a 
local newspaper; delivery of multiple 
copies for distribution by customers 
that provide their drinking water to 
others (e.g., apartment building owners 
or large private employers); posting in 
public places served by the system or 
on the Internet; or delivery to commu-
nity organizations. 

(2) Unless directed otherwise by the 
primacy agency in writing, non-com-
munity water systems must provide 
notice by: 

(i) Posting the notice in conspicuous 
locations throughout the distribution 
system frequented by persons served by 
the system, or by mail or direct deliv-
ery to each customer and service con-
nection (where known); and 

(ii) Any other method reasonably cal-
culated to reach other persons served 
by the system if they would not nor-
mally be reached by the notice re-
quired in paragraph (c)(2)(i) of this sec-
tion. Such persons may include those 
served who may not see a posted notice 
because the posted notice is not in a lo-
cation they routinely pass by. Other 
methods may include: Publication in a 
local newspaper or newsletter distrib-
uted to customers; use of E-mail to no-
tify employees or students; or, delivery 
of multiple copies in central locations 
(e.g., community centers). 

[65 FR 26035, May 4, 2000, as amended at 67 
FR 1836, Jan. 14, 2002]

§ 141.204 Tier 3 Public Notice—Form, 
manner, and frequency of notice. 

(a) Which violations or situations re-
quire a Tier 3 public notice? Table 1 of 
this section lists the violation cat-
egories and other situations requiring 
a Tier 3 public notice. Appendix A to 
this subpart identifies the tier assign-
ment for each specific violation or sit-
uation.
llllllllllllllllllllllll

TABLE 1 TO § 141.204—VIOLATION CATEGORIES 
AND OTHER SITUATIONS REQUIRING A TIER 3 
PUBLIC NOTICE 

(1) Monitoring violations under 40 CFR part 
141, except where a Tier 1 notice is re-
quired under § 141.202(a) or where the pri-
macy agency determines that a Tier 2 no-
tice is required; 

(2) Failure to comply with a testing procedure 
established in 40 CFR part 141, except 
where a Tier 1 notice is required under 
§ 141.202(a)) or where the primacy agency 
determines that a Tier 2 notice is required; 

(3) Operation under a variance granted under 
Section 1415 or an exemption granted 
under Section 1416 of the Safe Drinking 
Water Act; 

(4) Availability of unregulated contaminant 
monitoring results, as required under 
§ 141.207; and 

(5) Exceedance of the fluoride secondary 
maximum contaminant level (SMCL), as 
required under § 141.208. 

(b) When is the Tier 3 public notice to 
be provided?

(1) Public water systems must pro-
vide the public notice not later than 
one year after the public water system 
learns of the violation or situation or 
begins operating under a variance or 
exemption. Following the initial no-
tice, the public water system must re-
peat the notice annually for as long as 
the violation, variance, exemption, or 
other situation persists. If the public 
notice is posted, the notice must re-
main in place for as long as the viola-
tion, variance, exemption, or other sit-
uation persists, but in no case less than 
seven days (even if the violation or sit-
uation is resolved). 

(2) Instead of individual Tier 3 public 
notices, a public water system may use 
an annual report detailing all viola-
tions and situations that occurred dur-
ing the previous twelve months, as 
long as the timing requirements of 
paragraph (b)(1) of this section are met. 

(c) What is the form and manner of the 
Tier 3 public notice? Public water sys-
tems must provide the initial notice 
and any repeat notices in a form and 
manner that is reasonably calculated 
to reach persons served in the required 
time period. The form and manner of 
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the public notice may vary based on 
the specific situation and type of water 
system, but it must at a minimum 
meet the following requirements: 

(1) Unless directed otherwise by the 
primacy agency in writing, community 
water systems must provide notice by: 

(i) Mail or other direct delivery to 
each customer receiving a bill and to 
other service connections to which 
water is delivered by the public water 
system; and 

(ii) Any other method reasonably cal-
culated to reach other persons regu-
larly served by the system, if they 
would not normally be reached by the 
notice required in paragraph (c)(1)(i) of 
this section. Such persons may include 
those who do not pay water bills or do 
not have service connection addresses 
(e.g., house renters, apartment dwell-
ers, university students, nursing home 
patients, prison inmates, etc.). Other 
methods may include: Publication in a 
local newspaper; delivery of multiple 
copies for distribution by customers 
that provide their drinking water to 
others (e.g., apartment building owners 
or large private employers); posting in 
public places or on the Internet; or de-
livery to community organizations. 

(2) Unless directed otherwise by the 
primacy agency in writing, non-com-
munity water systems must provide 
notice by: 

(i) Posting the notice in conspicuous 
locations throughout the distribution 
system frequented by persons served by 
the system, or by mail or direct deliv-
ery to each customer and service con-
nection (where known); and 

(ii) Any other method reasonably cal-
culated to reach other persons served 
by the system, if they would not nor-
mally be reached by the notice re-
quired in paragraph (c)(2)(i) of this sec-
tion. Such persons may include those 
who may not see a posted notice be-
cause the notice is not in a location 
they routinely pass by. Other methods 
may include: Publication in a local 
newspaper or newsletter distributed to 
customers; use of E-mail to notify em-
ployees or students; or, delivery of 
multiple copies in central locations 
(e.g., community centers). 

(d) In what situations may the Con-
sumer Confidence Report be used to meet 
the Tier 3 public notice requirements? For 

community water systems, the Con-
sumer Confidence Report (CCR) re-
quired under Subpart O of this part 
may be used as a vehicle for the initial 
Tier 3 public notice and all required re-
peat notices, as long as: 

(1) The CCR is provided to persons 
served no later than 12 months after 
the system learns of the violation or 
situation as required under § 141.204(b); 

(2) The Tier 3 notice contained in the 
CCR follows the content requirements 
under § 141.205; and 

(3) The CCR is distributed following 
the delivery requirements under 
§ 141.204(c). 

[65 FR 26035, May 4, 2000; 65 FR 38629, June 21, 
2000]

§ 141.205 Content of the public notice. 

(a) What elements must be included in 
the public notice for violations of National 
Primary Drinking Water Regulations 
(NPDWR) or other situations requiring a 
public notice? When a public water sys-
tem violates a NPDWR or has a situa-
tion requiring public notification, each 
public notice must include the fol-
lowing elements: 

(1) A description of the violation or 
situation, including the contaminant(s) 
of concern, and (as applicable) the con-
taminant level(s); 

(2) When the violation or situation 
occurred; 

(3) Any potential adverse health ef-
fects from the violation or situation, 
including the standard language under 
paragraph (d)(1) or (d)(2) of this sec-
tion, whichever is applicable; 

(4) The population at risk, including 
subpopulations particularly vulnerable 
if exposed to the contaminant in their 
drinking water; 

(5) Whether alternative water sup-
plies should be used; 

(6) What actions consumers should 
take, including when they should seek 
medical help, if known; 

(7) What the system is doing to cor-
rect the violation or situation; 

(8) When the water system expects to 
return to compliance or resolve the sit-
uation; 

(9) The name, business address, and 
phone number of the water system 
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owner, operator, or designee of the pub-
lic water system as a source of addi-
tional information concerning the no-
tice; and 

(10) A statement to encourage the no-
tice recipient to distribute the public 
notice to other persons served, using 
the standard language under paragraph 
(d)(3) of this section, where applicable. 

(b) What elements must be included in 
the public notice for public water systems 
operating under a variance or exemption?

(1) If a public water system has been 
granted a variance or an exemption, 
the public notice must contain: 

(i) An explanation of the reasons for 
the variance or exemption; 

(ii) The date on which the variance or 
exemption was issued; 

(iii) A brief status report on the steps 
the system is taking to install treat-
ment, find alternative sources of water, 
or otherwise comply with the terms 
and schedules of the variance or ex-
emption; and 

(iv) A notice of any opportunity for 
public input in the review of the vari-
ance or exemption. 

(2) If a public water system violates 
the conditions of a variance or exemp-
tion, the public notice must contain 
the ten elements listed in paragraph (a) 
of this section. 

(c) How is the public notice to be pre-
sented?

(1) Each public notice required by 
this section: 

(i) Must be displayed in a con-
spicuous way when printed or posted; 

(ii) Must not contain overly technical 
language or very small print; 

(iii) Must not be formatted in a way 
that defeats the purpose of the notice; 

(iv) Must not contain language which 
nullifies the purpose of the notice. 

(2) Each public notice required by 
this section must comply with multi-
lingual requirements, as follows: 

(i) For public water systems serving 
a large proportion of non-English 
speaking consumers, as determined by 
the primacy agency, the public notice 
must contain information in the appro-
priate language(s) regarding the impor-
tance of the notice or contain a tele-
phone number or address where persons 
served may contact the water system 
to obtain a translated copy of the no-

tice or to request assistance in the ap-
propriate language. 

(ii) In cases where the primacy agen-
cy has not determined what con-
stitutes a large proportion of non-
English speaking consumers, the public 
water system must include in the pub-
lic notice the same information as in 
paragraph (c)(2)(i) of this section, 
where appropriate to reach a large pro-
portion of non-English speaking per-
sons served by the water system. 

(d) What standard language must pub-
lic water systems include in their public 
notice? Public water systems are re-
quired to include the following stand-
ard language in their public notice: 

(1) Standard health effects language 
for MCL or MRDL violations, treat-
ment technique violations, and viola-
tions of the condition of a variance or 
exemption. Public water systems must 
include in each public notice the 
health effects language specified in Ap-
pendix B to this subpart corresponding 
to each MCL, MRDL, and treatment 
technique violation listed in Appendix 
A to this subpart, and for each viola-
tion of a condition of a variance or ex-
emption. 

(2) Standard language for monitoring 
and testing procedure violations. Pub-
lic water systems must include the fol-
lowing language in their notice, includ-
ing the language necessary to fill in 
the blanks, for all monitoring and test-
ing procedure violations listed in Ap-
pendix A to this subpart:

We are required to monitor your drinking 
water for specific contaminants on a regular 
basis. Results of regular monitoring are an 
indicator of whether or not your drinking 
water meets health standards. During [com-
pliance period], we ‘‘did not monitor or test’’ 
or ‘‘did not complete all monitoring or test-
ing’’ for [contaminant(s)], and therefore can-
not be sure of the quality of your drinking 
water during that time.

(3) Standard language to encourage 
the distribution of the public notice to 
all persons served. Public water sys-
tems must include in their notice the 
following language (where applicable):

Please share this information with all the 
other people who drink this water, especially 
those who may not have received this notice 
directly (for example, people in apartments, 
nursing homes, schools, and businesses). You 
can do this by posting this notice in a public 
place or distributing copies by hand or mail.
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§ 141.206 Notice to new billing units or 
new customers. 

(a) What is the requirement for commu-
nity water systems? Community water 
systems must give a copy of the most 
recent public notice for any continuing 
violation, the existence of a variance 
or exemption, or other ongoing situa-
tions requiring a public notice to all 
new billing units or new customers 
prior to or at the time service begins. 

(b) What is the requirement for non-
community water systems? Non-commu-
nity water systems must continuously 
post the public notice in conspicuous 
locations in order to inform new con-
sumers of any continuing violation, 
variance or exemption, or other situa-
tion requiring a public notice for as 
long as the violation, variance, exemp-
tion, or other situation persists.

§ 141.207 Special notice of the avail-
ability of unregulated contaminant 
monitoring results. 

(a) When is the special notice to be 
given? The owner or operator of a com-
munity water system or non-transient, 
non-community water system required 
to monitor under § 141.40 must notify 
persons served by the system of the 
availability of the results of such sam-
pling no later than 12 months after the 
monitoring results are known. 

(b) What is the form and manner of the 
special notice? The form and manner of 
the public notice must follow the re-
quirements for a Tier 3 public notice 
prescribed in §§ 141.204(c), (d)(1), and 
(d)(3). The notice must also identify a 
person and provide the telephone num-
ber to contact for information on the 
monitoring results.

§ 141.208 Special notice for exceedance 
of the SMCL for fluoride. 

(a) When is the special notice to be 
given? Community water systems that 
exceed the fluoride secondary max-
imum contaminant level (SMCL) of 2 
mg/l as specified in § 143.3 (determined 
by the last single sample taken in ac-
cordance with § 141.23), but do not ex-
ceed the maximum contaminant level 
(MCL) of 4 mg/l for fluoride (as speci-
fied in § 141.62), must provide the public 
notice in paragraph (c) of this section 
to persons served. Public notice must 
be provided as soon as practical but no 

later than 12 months from the day the 
water system learns of the exceedance. 
A copy of the notice must also be sent 
to all new billing units and new cus-
tomers at the time service begins and 
to the State public health officer. The 
public water system must repeat the 
notice at least annually for as long as 
the SMCL is exceeded. If the public no-
tice is posted, the notice must remain 
in place for as long as the SMCL is ex-
ceeded, but in no case less than seven 
days (even if the exceedance is elimi-
nated). On a case-by-case basis, the pri-
macy agency may require an initial no-
tice sooner than 12 months and repeat 
notices more frequently than annually. 

(b) What is the form and manner of the 
special notice? The form and manner of 
the public notice (including repeat no-
tices) must follow the requirements for 
a Tier 3 public notice in § 141.204(c) and 
(d)(1) and (d)(3). 

(c) What mandatory language must be 
contained in the special notice? The no-
tice must contain the following lan-
guage, including the language nec-
essary to fill in the blanks:

This is an alert about your drinking water 
and a cosmetic dental problem that might 
affect children under nine years of age. At 
low levels, fluoride can help prevent cavities, 
but children drinking water containing more 
than 2 milligrams per liter (mg/l) of fluoride 
may develop cosmetic discoloration of their 
permanent teeth (dental fluorosis). The 
drinking water provided by your community 
water system [name] has a fluoride con-
centration of [insert value] mg/l. 

Dental fluorosis, in its moderate or severe 
forms, may result in a brown staining and/or 
pitting of the permanent teeth. This problem 
occurs only in developing teeth, before they 
erupt from the gums. Children under nine 
should be provided with alternative sources 
of drinking water or water that has been 
treated to remove the fluoride to avoid the 
possibility of staining and pitting of their 
permanent teeth. You may also want to con-
tact your dentist about proper use by young 
children of fluoride-containing products. 
Older children and adults may safely drink 
the water. 

Drinking water containing more than 4 
mg/L of fluoride (the U.S. Environmental 
Protection Agency’s drinking water stand-
ard) can increase your risk of developing 
bone disease. Your drinking water does not 
contain more than 4 mg/l of fluoride, but 
we’re required to notify you when we dis-
cover that the fluoride levels in your drink-
ing water exceed 2 mg/l because of this cos-
metic dental problem. 
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For more information, please call [name of 
water system contact] of [name of commu-
nity water system] at [phone number]. Some 
home water treatment units are also avail-
able to remove fluoride from drinking water. 
To learn more about available home water 
treatment units, you may call NSF Inter-
national at 1–877–8–NSF–HELP.’’

§ 141.209 Special notice for nitrate 
exceedances above MCL by non-
community water systems (NCWS), 
where granted permission by the 
primacy agency under § 141.11(d) 

(a) When is the special notice to be 
given? The owner or operator of a non-
community water system granted per-
mission by the primacy agency under 
§ 141.11(d) to exceed the nitrate MCL 
must provide notice to persons served 
according to the requirements for a 
Tier 1 notice under § 141.202(a) and (b). 

(b) What is the form and manner of the 
special notice? Non-community water 
systems granted permission by the pri-
macy agency to exceed the nitrate 

MCL under § 141.11(d) must provide con-
tinuous posting of the fact that nitrate 
levels exceed 10 mg/l and the potential 
health effects of exposure, according to 
the requirements for Tier 1 notice de-
livery under § 141.202(c) and the content 
requirements under § 141.205.

§ 141.210 Notice by primacy agency on 
behalf of the public water system. 

(a) May the primacy agency give the 
notice on behalf of the public water sys-
tem? The primacy agency may give the 
notice required by this subpart on be-
half of the owner and operator of the 
public water system if the primacy 
agency complies with the requirements 
of this subpart. 

(b) What is the responsibility of the 
public water system when notice is given 
by the primacy agency? The owner or op-
erator of the public water system re-
mains responsible for ensuring that the 
requirements of this subpart are met.
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APPENDIX A TO SUBPART Q OF PART 141—NPDWR VIOLATIONS AND OTHER SITUATIONS REQUIRING PUBLIC NOTICE 1

Contaminant 

MCL/MRDL/TT violations 2 Monitoring & testing procedure viola-
tions 

Tier of public notice required Citation Tier of public no-
tice required Citation 

I. Violations of National Primary Drinking Water Regulations (NPDWR): 3

A. Microbiological Contaminants 
1. Total coliform ........................................................................................................ 2 141.63(a) 3 141.21(a)–(e) 
2. Fecal coliform/E. coli ............................................................................................. 1 141.63(b) 4 1, 3 141.21(e) 
3. Turbidity MCL ........................................................................................................ 2 141.13(a) 3 141.22
4. Turbidity MCL (average of 2 days’ samples >5 NTU) ......................................... 5 2, 1 141.13(b) 3 141.22
5. Turbidity (for TT violations resulting from a single exceedance of maximum al-

lowable turbidity level) ........................................................................................... 6 2, 1 141.71(a)(2), 
141.71(c)(2)(i), 

141.73(a)(2), 
141.73 (b)(2), 
141.73 (c)(2), 

141.73(d), 
141.173(a)(2), 

141.173(b), 
141.551(b) 

3 141.74(a)(1), 
141.74(b)(2), 
141.74(c)(1), 

141.174, 
141.560(a)–(c), 

141.561. 

6. Surface Water Treatment Rule violations, other than violations resulting from 
single exceedance of max. allowable turbidity level (TT) ..................................... 2 141.70–141.73 3 141.74

7. Interim Enhanced Surface Water Treatment Rule violations, other than viola-
tions resulting from single exceedance of max. turbidity level (TT) ..................... 7 2 141.170–141.173, 

141.500–141.553
3 141.172, 141.174, 

141.530–141.544, 
141.560–141.564. 

8. Filter Backwash Recycling Rule violations ........................................................... 2 141.76 3 141.76
9. Long Term 1 Enhanced Surface Water Treatment Rule violations ..................... 2 141.500–141.553 3 141.530–141.544, 

141.560–141.564. 
B. Inorganic Chemicals (IOCs) 

1. Antimony ............................................................................................................... 2 141.62(b) 3 141.23(a), (c) 
2. Arsenic .................................................................................................................. 2 8 141.62(b) 3 9 141.23(a), (c) 
3. Asbestos (fibers >10 µm) ..................................................................................... 2 141.62(b) 3 141.23(a)–(b) 
4. Barium ................................................................................................................... 2 141.62(b) 3 141.23(a), (c) 
5. Beryllium ............................................................................................................... 2 141.62(b) 3 141.23(a), (c) 
6. Cadmium ............................................................................................................... 2 141.62(b) 3 141.23(a), (c) 
7. Chromium (total) ................................................................................................... 2 141.62(b) 3 141.23(a), (c) 
8. Cyanide ................................................................................................................. 2 141.62(b) 3 141.23(a), (c) 
9. Fluoride ................................................................................................................. 2 141.62(b) 3 141.23(a), (c) 
10. Mercury (inorganic) ............................................................................................. 2 141.62(b) 3 141.23(a), (c) 
11. Nitrate .................................................................................................................. 1 141.62(b) 10 1, 3 141.23(a), (d), 

141.23(f)(2) 
12. Nitrite ................................................................................................................... 1 141.62(b) 10 1, 3 141.23(a), (e), 

141.23(f)(2) 
13. Total Nitrate and Nitrite ....................................................................................... 1 141.62(b) 3 141.23(a) 
14. Selenium ............................................................................................................. 2 141.62(b) 3 141.23(a), (c) 
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Contaminant 

MCL/MRDL/TT violations 2 Monitoring & testing procedure viola-
tions 

Tier of public notice required Citation Tier of public no-
tice required Citation 

15. Thallium ............................................................................................................... 2 141.62(b) 3 141.23(a), (c) 
C. Lead and Copper Rule (Action Level for lead is 0.015 mg/L, for copper is 1.3 mg/L) 

1. Lead and Copper Rule (TT) ................................................................................. 2 141.80–141.85 3 141.86–141.89
D. Synthetic Organic Chemicals (SOCs) 

1. 2,4–D ..................................................................................................................... 2 141.61(c) 3 141.24(h) 
2. 2,4,5–TP (Silvex) .................................................................................................. 2 141.61(c) 3 141.24(h) 
3. Alachlor ................................................................................................................. 2 141.61(c) 3 141.24(h) 
4. Atrazine ................................................................................................................. 2 141.61(c) 3 141.24(h) 
5. Benzo(a)pyrene (PAHs) ........................................................................................ 2 141.61(c) 3 141.24(h) 
6. Carbofuran ............................................................................................................ 2 141.61(c) 3 141.24(h) 
7. Chlordane .............................................................................................................. 2 141.61(c) 3 141.24(h) 
8. Dalapon ................................................................................................................. 2 141.61(c) 3 141.24(h) 
9. Di (2-ethylhexyl) adipate ....................................................................................... 2 141.61(c) 3 141.24(h) 
10. Di (2-ethylhexyl) phthalate .................................................................................. 2 141.61(c) 3 141.24(h) 
11. Dibromochloropropane ........................................................................................ 2 141.61(c) 3 141.24(h) 
12. Dinoseb ............................................................................................................... 2 141.61(c) 3 141.24(h) 
13. Dioxin (2,3,7,8-TCDD) ........................................................................................ 2 141.61(c) 3 141.24(h) 
14. Diquat .................................................................................................................. 2 141.61(c) 3 141.24(h) 
15. Endothall ............................................................................................................. 2 141.61(c) 3 141.24(h) 
16. Endrin .................................................................................................................. 2 141.61(c) 3 141.24(h) 
17. Ethylene dibromide ............................................................................................. 2 141.61(c) 3 141.24(h) 
18. Glyphosate .......................................................................................................... 2 141.61(c) 3 141.24(h) 
19. Heptachlor ........................................................................................................... 2 141.61(c) 3 141.24(h) 
20. Heptachlor epoxide ............................................................................................. 2 141.61(c) 3 141.24(h) 
21. Hexachlorobenzene ............................................................................................ 2 141.61(c) 3 141.24(h) 
22. Hexachlorocyclo-pentadiene ............................................................................... 2 141.61(c) 3 141.24(h) 
23. Lindane ............................................................................................................... 2 141.61(c) 3 141.24(h) 
24. Methoxychlor ....................................................................................................... 2 141.61(c) 3 141.24(h) 
25. Oxamyl (Vydate) ................................................................................................. 2 141.61(c) 3 141.24(h) 
26. Pentachlorophenol .............................................................................................. 2 141.61(c) 3 141.24(h) 
27. Picloram .............................................................................................................. 2 141.61(c) 3 141.24(h) 
28. Polychlorinated biphenyls (PCBs) ...................................................................... 2 141.61(c) 3 141.24(h) 
29. Simazine ............................................................................................................. 2 141.61(c) 3 141.24(h) 
30. Toxaphene .......................................................................................................... 2 141.61(c) 3 141.24(h) 

E. Volatile Organic Chemicals (VOCs) 
1. Benzene ................................................................................................................ 2 141.61(a) 3 141.24(f) 
2. Carbon tetrachloride ............................................................................................. 2 141.61(a) 3 141.24(f) 
3. Chlorobenzene (monochlorobenzene) .................................................................. 2 141.61(a) 3 141.24(f) 
4. o-Dichlorobenzene ................................................................................................ 2 141.61(a) 3 141.24(f) 
5. p-Dichlorobenzene ................................................................................................ 2 141.61(a) 3 141.24(f) 
6. 1,2-Dichloroethane ................................................................................................ 2 141.61(a) 3 141.24(f) 
7. 1,1-Dichloroethylene ............................................................................................. 2 141.61(a) 3 141.24(f) 
8. cis-1,2-Dichloroethylene ........................................................................................ 2 141.61(a) 3 141.24(f) 
9. trans-1,2-Dichloroethylene .................................................................................... 2 141.61(a) 3 141.24(f) 
10. Dichloromethane ................................................................................................. 2 141.61(a) 3 141.24(f) 
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11. 1,2-Dichloropropane ............................................................................................ 2 141.61(a) 3 141.24(f) 
12. Ethylbenzene ...................................................................................................... 2 141.61(a) 3 141.24(f) 
13. Styrene ................................................................................................................ 2 141.61(a) 3 141.24(f) 
14. Tetrachloroethylene ............................................................................................ 2 141.61(a) 3 141.24(f) 
15. Toluene ............................................................................................................... 2 141.61(a) 3 141.24(f) 
16. 1,2,4-Trichlorobenzene ....................................................................................... 2 141.61(a) 3 141.24(f) 
17. 1,1,1-Trichloroethane .......................................................................................... 2 141.61(a) 3 141.24(f) 
18. 1,1,2-Trichloroethane .......................................................................................... 2 141.61(a) 3 141.24(f) 
19. Trichloroethylene ................................................................................................. 2 141.61(a) 3 141.24(f) 
20. Vinyl chloride ....................................................................................................... 2 141.61(a) 3 141.24(f) 
21. Xylenes (total) ..................................................................................................... 2 141.61(a) 3 141.24(f) 

F. Radioactive Contaminants 
1. Beta/photon emitters ............................................................................................. 2 141.16 3 141.25(a), 

141.26(b) 
2. Alpha emitters ....................................................................................................... 2 141.15(b) 3 141.25(a), 

141.26(a) 
3. Combined radium (226 & 228) ............................................................................. 2 141.15(a) 3 141.25(a), 

141.26(a) 
G. Disinfection Byproducts (DBPs), Byproduct Precursors, Disinfectant Residuals. 

Where disinfection is used in the treatment of drinking water, disinfectants combine 
with organic and inorganic matter present in water to form chemicals called dis-
infection byproducts (DBPs). EPA sets standards for controlling the levels of dis-
infectants and DBPs in drinking water, including trihalomethanes (THMs) and 
haloacetic acids (HAAs).11

1. Total trihalomethanes (TTHMs) ............................................................................ 2 12 141.12, 
141.64(a) 

3 141.30, 
141.132(a)–(b) 

2. Haloacetic Acids (HAA5) ...................................................................................... 2 141.64(a) 3 141.132(a)–(b) 
3. Bromate ................................................................................................................. 2 141.64(a) 3 141.132(a)–(b) 
4. Chlorite .................................................................................................................. 2 141.64(a) 3 141.132(a)–(b) 
5. Chlorine (MRDL) ................................................................................................... 2 141.65(a) 3 141.132(a), (c) 
6. Chloramine (MRDL) .............................................................................................. 2 141.65(a) 3 141.132(a), (c) 
7. Chlorine dioxide (MRDL), where any 2 consecutive daily samples at entrance 

to distribution system only are above MRDL ........................................................ 2 141.65(a), 
141.133(c)(3) 

2 13, 3 141.132(a), (c), 
141.133(c)(2) 

8. Chlorine dioxide (MRDL), where sample(s) in distribution system the next day 
are also above MRDL ........................................................................................... 14 1 141.65(a), 

141.133(c)(3) 
1 141.132(a), (c), 

141.133(c)(2) 
9. Control of DBP precursors—TOC (TT) ................................................................ 2 141.135(a)–(b) 3 141.132(a), (d) 
10. Bench marking and disinfection profiling ............................................................ N/A N/A 3 141.172 141.530–

141.544. 
11. Development of monitoring plan ......................................................................... N/A N/A 3 141.132(f) 

H. Other Treatment Techniques 
1. Acrylamide (TT) .................................................................................................... 2 141.111 N/A N/A 
2. Epichlorohydrin (TT) ............................................................................................. 2 141.111 N/A N/A 

II. Unregulated Contaminant Monitoring: 15

A. Unregulated contaminants ........................................................................................... N/A N/A 3 141.40
B. Nickel ........................................................................................................................... N/A N/A 3 141.23(c), (k) 
III. Public Notification for Variances and Exemptions: 
A. Operation under a variance or exemption ................................................................... 3 16 1415, 1416, N/A N/A 
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Contaminant 

MCL/MRDL/TT violations 2 Monitoring & testing procedure viola-
tions 

Tier of public notice required Citation Tier of public no-
tice required Citation 

B. Violation of conditions of a variance or exemption ..................................................... 2 1415, 1416, 
17 142.307

N/A N/A 

IV. Other Situations Requiring Public Notification: 
A. Fluoride secondary maximum contaminant level (SMCL) exceedance ...................... 3 143.3 N/A N/A 
B. Exceedance of nitrate MCL for non-community systems, as allowed by primacy 

agency .......................................................................................................................... 1 141.11(d) N/A N/A 
C. Availability of unregulated contaminant monitoring data ............................................ 3 141.40 N/A N/A 
D. Waterborne disease outbreak ..................................................................................... 1 141.2, 

141.71(c)(2)(ii) 
N/A N/A 

E. Other waterborne emergency 18 .................................................................................. 1 N/A N/A N/A 
F. Other situations as determined by primacy agency .................................................... 19 1, 2, 3 N/A N/A N/A 

V
erD

ate jul<
14>

2003 
10:39 A

ug 22, 2003
Jkt 200158

P
O

 00000
F

rm
 00546

F
m

t 8010
S

fm
t 8002

Y
:\S

G
M

L\200158T
.X

X
X

200158T



547

Environmental Protection Agency Pt. 141, Subpt. Q, App. A 

APPENDIX A—ENDNOTES 

1. Violations and other situations not list-
ed in this table (e.g., reporting violations 
and failure to prepare Consumer Confidence 
Reports), do not require notice, unless other-
wise determined by the primary agency. Pri-
macy agencies may, at their option, also re-
quire a more stringent public notice tier 
(e.g., Tier 1 instead of Tier 2 or Tier 2 instead 
of Tier 3) for specific violations and situa-
tions listed in this Appendix, as authorized 
under § 141.202(a) and § 141.203(a). 

2. MCL—Maximum contaminant level, 
MRDL—Maximum residual disinfectant 
level, TT—Treatment technique 

3. The term Violations of National Pri-
mary Drinking Water Regulations (NPDWR) 
is used here to include violations of MCL, 
MRDL, treatment technique, monitoring, 
and testing procedure requirements. 

4. Failure to test for fecal coliform or E. 
coli is a Tier 1 violation if testing is not done 
after any repeat sample tests positive for 
coliform. All other total coliform moni-
toring and testing procedure violations are 
Tier 3. 

5. Systems that violate the turbidity MCL 
of 5 NTU based on an average of measure-
ments over two consecutive days must con-
sult with the primacy agency within 24 hours 
after learning of the violation. Based on this 
consultation, the primacy agency may subse-
quently decide to elevate the violation to 
Tier 1. If a system is unable to make contact 
with the primacy agency in the 24-hour pe-
riod, the violation is automatically elevated 
to Tier 1. 

6. Systems with treatment technique viola-
tions involving a single exceedance of a max-
imum turbidity limit under the Surface 
Water Treatment Rule (SWTR), the Interim 
Enhanced Surface Water Treatment Rule 
(IESWTR), or the Long Term 1 Enhanced 
Surface Water Treatment Rule (LT1ESWTR) 
are required to consult with the primacy 
agency within 24 hours after learning of the 
violation. Based on this consultation, the 
primacy agency may subsequently decide to 
elevate the violation to Tier 1. If a system is 
unable to make contact with the primacy 
agency in the 24-hour period, the violation is 
automatically elevated to Tier 1. 

7. Most of the requirements of the Interim 
Enhanced Surface Water Treatment Rule (63 
FR 69477) (§§ 141.170–141.171, 141.173–141.174) be-
come effective January 1, 2002 for Subpart H 
systems (surface water systems and ground 
water systems under the direct influence of 
surface water) serving at least 10,000 persons. 
However, § 141.172 has some requirements 
that become effective as early as April 16, 
1999. The Surface Water Treatment Rule re-
mains in effect for systems serving at least 
10,000 persons even after 2002; the Interim 
Enhanced Surface Water Treatment Rule 

adds additional requirements and does not in 
many cases supercede the SWTR. 

8. The arsenic MCL citations are effective 
January 23, 2006. Until then, the citations 
are § 141.11(b) and § 141.23(n). 

9. The arsenic Tier 3 violation MCL cita-
tions are effective January 23, 2006. Until 
then, the citations are § 141.23(a), (l). 

10. Failure to take a confirmation sample 
within 24 hours for nitrate or nitrite after an 
initial sample exceeds the MCL is a Tier 1 
violation. Other monitoring violations for 
nitrate are Tier 3. 

11. Subpart H community and non-tran-
sient non-community systems serving ≥10,000 
must comply with new DBP MCLs, disinfect-
ant MRDLs, and related monitoring require-
ments beginning January 1, 2002. All other 
community and non-transient non-commu-
nity systems must meet the MCLs and 
MRDLs beginning January 1, 2004. Subpart H 
transient non-community systems serving 
10,000 or more persons and using chlorine di-
oxide as a disinfectant or oxidant must com-
ply with the chlorine dioxide MRDL begin-
ning January 1, 2002. Subpart H transient 
non-community systems serving fewer than 
10,000 persons and using only ground water 
not under the direct influence of surface 
water and using chlorine dioxide as a dis-
infectant or oxidant must comply with the 
chlorine dioxide MRDL beginning January 1, 
2004. 

12. § 141.12 will no longer apply after Janu-
ary 1, 2004. 

13. Failure to monitor for chlorine dioxide 
at the entrance to the distribution system 
the day after exceeding the MRDL at the en-
trance to the distribution system is a Tier 2 
violation. 

14. If any daily sample taken at the en-
trance to the distribution system exceeds 
the MRDL for chlorine dioxide and one or 
more samples taken in the distribution sys-
tem the next day exceed the MRDL, Tier 1 
notification is required. Failure to take the 
required samples in the distribution system 
after the MRDL is exceeded at the entry 
point also triggers Tier 1 notification. 

15. Some water systems must monitor for 
certain unregulated contaminants listed in 
§ 141.40. 

16. This citation refers to §§ 1415 and 1416 of 
the Safe Drinking Water Act. §§ 1415 and 1416 
require that ‘‘a schedule prescribed. . . for a 
public water system granted a variance [or 
exemption] shall require compliance by the 
system. . .’’

17. In addition to §§ 1415 and 1416 of the Safe 
Drinking Water Act, 40 CFR 142.307 specifies 
the items and schedule milestones that must 
be included in a variance for small systems. 

18. Other waterborne emergencies require a 
Tier 1 public notice under § 141.202(a) for situ-
ations that do not meet the definition of a 
waterborne disease outbreak given in 40 CFR 
141.2 but that still have the potential to have 
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serious adverse effects on health as a result 
of short-term exposure. These could include 
outbreaks not related to treatment defi-
ciencies, as well as situations that have the 
potential to cause outbreaks, such as fail-
ures or significant interruption in water 
treatment processes, natural disasters that 
disrupt the water supply or distribution sys-
tem, chemical spills, or unexpected loading 
of possible pathogens into the source water. 

19. Primacy agencies may place other situ-
ations in any tier they believe appropriate, 
based on threat to public health. 

[65 FR 26035, May 4, 2000, as amended at 66 
FR 7065, Jan. 22, 2001; 66 FR 31104, June 8, 
2001; 67 FR 1836, Jan. 14, 2002] 

EFFECTIVE DATE NOTE: At 65 FR 76750, Dec. 
7, 2000, the table in appendix A to subpart Q 
was amended under I.F. ‘‘Radioactive con-
taminants’’ by revising entries 1, 2, and 3, 
and by adding entry 4; by redesignating table 
endnotes 9 through 17 as 11 through 19; and 
by adding new endnotes 9 and 10, effective 
Dec. 8, 2003. For the convenience of the user, 
the revised and added text is set forth as fol-
lows:
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APPENDIX A TO SUBPART Q TO PART 141—NPDWR VIOLATIONS AND OTHER SITUATIONS REQUIRING PUBLIC NOTICE 1

Contaminant 

MCL/MRDL/TT Violations 2 Monitoring and testing procedure vio-
lations 

Tier of public no-
tice

required 
Citation Tier of public no-

tice
required 

Citation 

I. Violations of National Primary Drinking Water Regulations (NPDWR) 3

* * * * * * *
F. Radioactive contaminants

1. Beta/photon emitters .................................................................................................................................. 2 141.66(d) 3 141.25(a) 
141.26(b) 

2. Alpha emitters ............................................................................................................................................ 2 141.66(c) 3 141.25(a) 
141.26(a) 

3. Combined radium (226 and 228) ............................................................................................................... 2 141.66(b) 3 141.25(a) 
141.26(a) 

4. Uranium ...................................................................................................................................................... 9 2 141.66(e) 10 3 141.25(a) 
141.26(a) 

* * * * * * *
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APPENDIX A—ENDNOTES

* * * * *

1. Violations and other situations not list-
ed in this table (e.g., reporting violations and 
failure to prepare Consumer Confidence Re-
ports), do not require notice, unless other-
wise determined by the primary agency. Pri-
macy agencies may, at their option, also re-
quire a more stringent public notice tier 
(e.g., Tier 1 instead of Tier 2 or Tier 2 instead 
of Tier 3) for specific violations and situa-
tions listed in this Appendix, as authorized 
under Sec. 141.202(a) and Sec. 141.203(a). 

2. MCL—Maximum contaminant level, 
MRDL—Maximum residual disinfectant 
level, TT—Treatment technique. 

3. The term Violations of National Pri-
mary Drinking Water Regulations (NPDWR) 
is used here to include violations of MCL, 
MRDL, treatment technique, monitoring, 
and testing procedure requirements.

* * * * *

9. The uranium MCL Tier 2 violation cita-
tions are effective December 8, 2003 for all 
community water systems. 

10. The uranium Tier 3 violation citations 
are effective December 8, 2000 for all commu-
nity water systems.

* * * * *
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APPENDIX B TO SUBPART Q OF PART 141—STANDARD HEALTH EFFECTS LANGUAGE FOR PUBLIC NOTIFICATION

Contaminant MCLG 1 mg/L MCL 2 mg/L Standard health effects language for public notification 

National Primary Drinking Water Regulations (NPDWR) 
A. Microbiological Contaminants  

1a. Total coliform .................................................. Zero See footnote 3 Coliforms are bacteria that are naturally present in the environment and are used as an indi-
cator that other, potentially-harmful, bacteria may be present. Coliforms were found in more 
samples than allowed and this was a warning of potential problems. 

1b. Fecal coliform/E. coli ...................................... Zero Zero Fecal coliforms and E. coli are bacteria whose presence indicates that the water may be con-
taminated with human or animal wastes. Microbes in these wastes can cause short-term ef-
fects, such as diarrhea, cramps, nausea, headaches, or other symptoms. They may pose a 
special health risk for infants, young children, some of the elderly, and people with severely 
compromised immune systems. 

2a. Turbidity (MCL) 4 ............................................. None 1 NTU 5/5 NTU Turbidity has no health effects. However, turbidity can interfere with disinfection and provide a 
medium for microbial growth. Turbidity may indicate the presence of disease-causing orga-
nisms. These organisms include bacteria, viruses, and parasites that can cause symptoms 
such as nausea, cramps, diarrhea and associated headaches. 

2b. Turbidity (SWTR TT) 6 .................................... None TT 7 Turbidity has no health effects. However, turbidity can interfere with disinfection and provide a 
medium for microbial growth. Turbidity may indicate the presence of disease-causing orga-
nisms. These organisms include bacteria, viruses, and parasites that can cause symptoms 
such as nausea, cramps, diarrhea and associated headaches. 

2c. Turbidity (IESWTR TT and LT1ESWTR TT) 8 None TT Turbidity has no health effects. However, turbidity can interfere with disinfection and provide a 
medium for microbial growth. Turbidity may indicate the presence of disease-causing orga-
nisms. These organisms include bacteria, viruses, and parasites that can cause symptoms 
such as nausea, cramps, diarrhea and associated headaches. 

B. Surface Water Treatment Rule (SWTR), Interim Enhanced Surface Water Treatment Rule (IESWTR), Long Term 1 Enhanced Surface Water Treatment Rule (LT1ESWTR) and the Filter 
Backwash Recycling Rule (FBRR) violations  

3. Giardia lamblia (SWTR/IESWTR/LT1ESWTR) Zero TT 10 Inadequately treated water may contain disease-causing organisms. These organisms include 
bacteria, viruses, and parasites which can cause symptoms such as nausea, cramps, diar-
rhea, and associated headaches. 

4. Viruses (SWTR/IESWTR/LT1ESWTR).
5. Heterotrophic plate count (HPC) bacteria 9 

(SWTR/IESWTR/LT1ESWTR).
6. Legionella (SWTR/IESWTR/LT1ESWTR).
7. Cryptosporidium (IESWTR/FBRR/LT1ESWTR).

C. Inorganic Chemicals (IOCs) 

8. Antimony ........................................................... 0.006 0.006 Some people who drink water containing antimony well in excess of the MCL over many years 
could experience increases in blood cholesterol and decreases in blood sugar. 

9. Arsenic 11 .......................................................... 0 0.010 Some people who drink water containing arsenic in excess of the MCL over many years could 
experience skin damage or problems with their circulatory system, and may have an in-
creased risk of getting cancer. 

10. Asbestos (10 µm) ........................................... 7 MFL 12 7 MFL Some people who drink water containing asbestos in excess of the MCL over many years may 
have an increased risk of developing benign intestinal polyps. 

11. Barium ............................................................. 2 2 Some people who drink water containing barium in excess of the MCL over many years could 
experience an increase in their blood pressure. 
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Contaminant MCLG 1 mg/L MCL 2 mg/L Standard health effects language for public notification 

12. Beryllium ......................................................... 0.004 0.004 Some people who drink water containing beryllium well in excess of the MCL over many years 
could develop intestinal lesions. 

13. Cadmium ......................................................... 0.005 0.005 Some people who drink water containing cadmium in excess of the MCL over many years 
could experience kidney damage. 

14. Chromium (total) ............................................. 0.1 0.1 Some people who use water containing chromium well in excess of the MCL over many years 
could experience allergic dermatitis. 

15. Cyanide ........................................................... 0.2 0.2 Some people who drink water containing cyanide well in excess of the MCL over many years 
could experience nerve damage or problems with their thyroid. 

16. Fluoride ........................................................... 4.0 4.0 Some people who drink water containing fluoride in excess of the MCL over many years could 
get bone disease, including pain and tenderness of the bones. Fluoride in drinking water at 
half the MCL or more may cause mottling of children’s teeth, usually in children less than 
nine years old. Mottling, also known as dental fluorosis, may include brown staining and/or 
pitting of the teeth, and occurs only in developing teeth before they erupt from the gums. 

17. Mercury (inorganic) ......................................... 0.002 0.002 Some people who drink water containing inorganic mercury well in excess of the MCL over 
many years could experience kidney damage. 

18. Nitrate ............................................................. 10 10 Infants below the age of six months who drink water containing nitrate in excess of the MCL 
could become seriously ill and, if untreated, may die. Symptoms include shortness of breath 
and blue baby syndrome. 

19. Nitrite ............................................................... 1 1 Infants below the age of six months who drink water containing nitrite in excess of the MCL 
could become seriously ill and, if untreated, may die. Symptoms include shortness of breath 
and blue baby syndrome. 

20. Total Nitrate and Nitrite .................................. 10 10 Infants below the age of six months who drink water containing nitrate and nitrite in excess of 
the MCL could become seriously ill and, if untreated, may die. Symptoms include shortness 
of breath and blue baby syndrome. 

21. Selenium ......................................................... 0.05 0.05 Selenium is an essential nutrient. However, some people who drink water containing selenium 
in excess of the MCL over many years could experience hair or fingernail losses, numbness 
in fingers or toes, or problems with their circulation. 

22. Thallium .......................................................... 0.0005 0.002 Some people who drink water containing thallium in excess of the MCL over many years could 
experience hair loss, changes in their blood, or problems with their kidneys, intestines, or 
liver. 

D. Lead and Copper Rule  

23. Lead ................................................................ Zero TT 13 Infants and children who drink water containing lead in excess of the action level could experi-
ence delays in their physical or mental development. Children could show slight deficits in 
attention span and learning abilities. Adults who drink this water over many years could de-
velop kidney problems or high blood pressure. 

24. Copper ............................................................ 1.3 TT 14 Copper is an essential nutrient, but some people who drink water containing copper in excess 
of the action level over a relatively short amount of time could experience gastrointestinal 
distress. Some people who drink water containing copper in excess of the action level over 
many years could suffer liver or kidney damage. People with Wilson’s Disease should con-
sult their personal doctor. 

E. Synthetic Organic Chemicals (SOCs) 

25. 2,4–D .............................................................. 0.07 0.07 Some people who drink water containing the weed killer 2,4–D well in excess of the MCL over 
many years could experience problems with their kidneys, liver, or adrenal glands. 
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26. 2,4,5–TP (Silvex) ............................................ 0.05 0.05 Some people who drink water containing silvex in excess of the MCL over many years could 
experience liver problems. 

27. Alachlor ........................................................... Zero 0.002 Some people who drink water containing alachlor in excess of the MCL over many years could 
have problems with their eyes, liver, kidneys, or spleen, or experience anemia, and may 
have an increased risk of getting cancer. 

28. Atrazine ........................................................... 0.003 0.003 Some people who drink water containing atrazine well in excess of the MCL over many years 
could experience problems with their cardiovascular system or reproductive difficulties. 

29. Benzo(a)pyrene (PAHs) .................................. Zero 0.0002 Some people who drink water containing benzo(a)pyrene in excess of the MCL over many 
years may experience reproductive difficulties and may have an increased risk of getting 
cancer. 

30. Carbofuran ...................................................... 0.04 0.04 Some people who drink water containing carbofuran in excess of the MCL over many years 
could experience problems with their blood, or nervous or reproductive systems. 

31. Chlordane ....................................................... Zero 0.002 Some people who drink water containing chlordane in excess of the MCL over many years 
could experience problems with their liver or nervous system, and may have an increased 
risk of getting cancer. 

32. Dalapon ........................................................... 0.2 0.2 Some people who drink water containing dalapon well in excess of the MCL over many years 
could experience minor kidney changes. 

33. Di(2-ethylhexyl) adipate .................................. 0.4 0.4 Some people who drink water containing di(2-ethylhexyl) adipate well in excess of the MCL 
over many years could experience toxic effects such as weight loss, liver enlargement or 
possible reproductive difficulties. 

34. Di(2-ethylhexyl) phthalate ............................... Zero 0.006 Some people who drink water containing di(2-ethylhexyl) phthalate well in excess of the MCL 
over many years may have problems with their liver, or experience reproductive difficulties, 
and may have an increased risk of getting cancer. 

35. Dibromochloropropane (DBCP) ...................... Zero 0.0002 Some people who drink water containing DBCP in excess of the MCL over many years could 
experience reproductive difficulties and may have an increased risk of getting cancer. 

36. Dinoseb ........................................................... 0.007 0.007 Some people who drink water containing dinoseb well in excess of the MCL over many years 
could experience reproductive difficulties. 

37. Dioxin (2,3,7,8-TCDD) .................................... Zero 3×10 ¥8 Some people who drink water containing dioxin in excess of the MCL over many years could 
experience reproductive difficulties and may have an increased risk of getting cancer. 

38. Diquat .............................................................. 0.02 0.02 Some people who drink water containing diquat in excess of the MCL over many years could 
get cataracts. 

39. Endothall ......................................................... 0.1 0.1 Some people who drink water containing endothall in excess of the MCL over many years 
could experience problems with their stomach or intestines. 

40. Endrin .............................................................. 0.002 0.002 Some people who drink water containing endrin in excess of the MCL over many years could 
experience liver problems. 

41. Ethylene dibromide ......................................... Zero 0.00005 Some people who drink water containing ethylene dibromide in excess of the MCL over many 
years could experience problems with their liver, stomach, reproductive system, or kidneys, 
and may have an increased risk of getting cancer. 

42. Glyphosate ...................................................... 0.7 0.7 Some people who drink water containing glyphosate in excess of the MCL over many years 
could experience problems with their kidneys or reproductive difficulties. 

43. Heptachlor ....................................................... Zero 0.0004 Some people who drink water containing heptachlor in excess of the MCL over many years 
could experience liver damage and may have an increased risk of getting cancer. 

44. Heptachlor epoxide ......................................... Zero 0.0002 Some people who drink water containing heptachlor epoxide in excess of the MCL over many 
years could experience liver damage, and may have an increased risk of getting cancer. 

45. Hexachlorobenzene ........................................ Zero 0.001 Some people who drink water containing hexachlorobenzene in excess of the MCL over many 
years could experience problems with their liver or kidneys, or adverse reproductive effects, 
and may have an increased risk of getting cancer. 

46. Hexachlorocyclo-pentadiene ........................... 0.05 0.05 Some people who drink water containing hexachlorocyclopentadiene well in excess of the MCL 
over many years could experience problems with their kidneys or stomach. 
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47. Lindane ........................................................... 0.0002 0.0002 Some people who drink water containing lindane in excess of the MCL over many years could 
experience problems with their kidneys or liver. 

48. Methoxychlor ................................................... 0.04 0.04 Some people who drink water containing methoxychlor in excess of the MCL over many years 
could experience reproductive difficulties. 

49. Oxamyl (Vydate) ............................................. 0.2 0.2 Some people who drink water containing oxamyl in excess of the MCL over many years could 
experience slight nervous system effects. 

50. Pentachlorophenol .......................................... Zero 0.001 Some people who drink water containing pentachlorophenol in excess of the MCL over many 
years could experience problems with their liver or kidneys, and may have an increased risk 
of getting cancer. 

51. Picloram .......................................................... 0.5 0.5 Some people who drink water containing picloram in excess of the MCL over many years 
could experience problems with their liver. 

52. Polychlorinated biphenyls (PCBs) .................. Zero 0.0005 Some people who drink water containing PCBs in excess of the MCL over many years could 
experience changes in their skin, problems with their thymus gland, immune deficiencies, or 
reproductive or nervous system difficulties, and may have an increased risk of getting can-
cer. 

53. Simazine ......................................................... 0.004 0.004 Some people who drink water containing simazine in excess of the MCL over many years 
could experience problems with their blood. 

54. Toxaphene ...................................................... Zero 0.003 Some people who drink water containing toxaphene in excess of the MCL over many years 
could have problems with their kidneys, liver, or thyroid, and may have an increased risk of 
getting cancer. 

F. Volatile Organic Chemicals (VOCs) 

55. Benzene .......................................................... Zero 0.005 Some people who drink water containing benzene in excess of the MCL over many years 
could experience anemia or a decrease in blood platelets, and may have an increased risk 
of getting cancer. 

56. Carbon tetrachloride ....................................... Zero 0.005 Some people who drink water containing carbon tetrachloride in excess of the MCL over many 
years could experience problems with their liver and may have an increased risk of getting 
cancer. 

57. Chlorobenzene (monochloro- benzene) ......... 0.1 0.1 Some people who drink water containing chlorobenzene in excess of the MCL over many 
years could experience problems with their liver or kidneys. 

58. o-Dichlorobenzene .......................................... 0.6 0.6 Some people who drink water containing o-dichlorobenzene well in excess of the MCL over 
many years could experience problems with their liver, kidneys, or circulatory systems. 

59. p-Dichlorobenzene .......................................... 0.075 0.075 Some people who drink water containing p-dichlorobenzene in excess of the MCL over many 
years could experience anemia, damage to their liver, kidneys, or spleen, or changes in their 
blood. 

60. 1,2-Dichloroethane .......................................... Zero 0.005 Some people who drink water containing 1,2-dichloroethane in excess of the MCL over many 
years may have an increased risk of getting cancer. 

61. 1,1-Dichloroethylene ....................................... 0.007 0.007 Some people who drink water containing 1,1-dichloroethylene in excess of the MCL over many 
years could experience problems with their liver. 

62. cis-1,2-Dichloroethylene ................................. 0.07 0.07 Some people who drink water containing cis-1,2-dichloroethylene in excess of the MCL over 
many years could experience problems with their liver. 

63. trans-1,2-Dichloroethylene .............................. 0.1 0.1 Some people who drink water containing trans-1,2-dichloroethylene well in excess of the MCL 
over many years could experience problems with their liver. 

64. Dichloromethane ............................................. Zero 0.005 Some people who drink water containing dichloromethane in excess of the MCL over many 
years could have liver problems and may have an increased risk of getting cancer. 

65. 1,2-Dichloropropane ....................................... Zero 0.005 Some people who drink water containing 1,2-dichloropropane in excess of the MCL over many 
years may have an increased risk of getting cancer. 
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66. Ethylbenzene .................................................. 0.7 0.7 Some people who drink water containing ethylbenzene well in excess of the MCL over many 
years could experience problems with their liver or kidneys. 

67. Styrene ............................................................ 0.1 0.1 Some people who drink water containing styrene well in excess of the MCL over many years 
could have problems with their liver, kidneys, or circulatory system. 

68. Tetrachloroethylene ........................................ Zero 0.005 Some people who drink water containing tetrachloroethylene in excess of the MCL over many 
years could have problems with their liver, and may have an increased risk of getting can-
cer. 

69. Toluene ........................................................... 1 1 Some people who drink water containing toluene well in excess of the MCL over many years 
could have problems with their nervous system, kidneys, or liver. 

70. 1,2,4-Trichlorobenzene ................................... 0.07 0.07 Some people who drink water containing 1,2,4-trichlorobenzene well in excess of the MCL 
over many years could experience changes in their adrenal glands. 

71. 1,1,1-Trichloroethane ...................................... 0.2 0.2 Some people who drink water containing 1,1,1-trichloroethane in excess of the MCL over many 
years could experience problems with their liver, nervous system, or circulatory system. 

72. 1,1,2-Trichloroethane ...................................... 0.003 0.005 Some people who drink water containing 1,1,2-trichloroethane well in excess of the MCL over 
many years could have problems with their liver, kidneys, or immune systems. 

73. Trichloroethylene ............................................ Zero 0.005 Some people who drink water containing trichloroethylene in excess of the MCL over many 
years could experience problems with their liver and may have an increased risk of getting 
cancer. 

74. Vinyl chloride .................................................. Zero 0.002 Some people who drink water containing vinyl chloride in excess of the MCL over many years 
may have an increased risk of getting cancer. 

75. Xylenes (total) ................................................. 10 10 Some people who drink water containing xylenes in excess of the MCL over many years could 
experience damage to their nervous system. 

G. Radioactive Contaminants  

76. Beta/photon emitters ....................................... Zero 4 mrem/yr 15 Certain minerals are radioactive and may emit forms of radiation known as photons and beta 
radiation. Some people who drink water containing beta and photon emitters in excess of the 
MCL over many years may have an increased risk of getting cancer. 

77. Alpha emitters ................................................. Zero 15 pCi/L 16 Certain minerals are radioactive and may emit a form of radiation known as alpha radiation. 
Some people who drink water containing alpha emitters in excess of the MCL over many 
years may have an increased risk of getting cancer. 

78. Combined radium (226 & 228) ....................... Zero 5 pCi/L Some people who drink water containing radium 226 or 228 in excess of the MCL over many 
years may have an increased risk of getting cancer. 

H. Disinfection Byproducts (DBPs), Byproduct Precursors, and Disinfectant Residuals: Where disinfection is used in the treatment of drinking water, disinfectants combine with organic and 
inorganic matter present in water to form chemicals called disinfection byproducts (DBPs). EPA sets standards for controlling the levels of disinfectants and DBPs in drinking water, in-
cluding trihalomethanes (THMs) and haloacetic acids (HAAs) 17

79. Total trihalomethanes (TTHMs) ...................... N/A 0.10/0.08017 18 Some people who drink water containing trihalomethanes in excess of the MCL over many 
years may experience problems with their liver, kidneys, or central nervous system, and may 
have an increased risk of getting cancer. 

80. Haloacetic Acids (HAA) .................................. N/A 0.060 20 Some people who drink water containing haloacetic acids in excess of the MCL over many 
years may have an increased risk of getting cancer. 

81. Bromate .......................................................... Zero 0.010 Some people who drink water containing bromate in excess of the MCL over many years may 
have an increased risk of getting cancer. 

82. Chlorite ............................................................ 0.08 1.0 Some infants and young children who drink water containing chlorite in excess of the MCL 
could experience nervous system effects. Similar effects may occur in fetuses of pregnant 
women who drink water containing chlorite in excess of the MCL. Some people may experi-
ence anemia. 
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83. Chlorine ........................................................... 4 (MRDLG) 21 4.0 (MRDL) 22 Some people who use water containing chlorine well in excess of the MRDL could experience 
irritating effects to their eyes and nose. Some people who drink water containing chlorine 
well in excess of the MRDL could experience stomach discomfort. 

84. Chloramines .................................................... 4 (MRDLG) 4.0 (MRDL) Some people who use water containing chloramines well in excess of the MRDL could experi-
ence irritating effects to their eyes and nose. Some people who drink water containing 
chloramines well in excess of the MRDL could experience stomach discomfort or anemia. 

85a. Chlorine dioxide, where any 2 consecutive 
daily samples taken at the entrance to the dis-
tribution system are above the MRDL.

0.8 (MRDLG) 0.8 (MRDL) Some infants and young children who drink water containing chlorine dioxide in excess of the 
MRDL could experience nervous system effects. Similar effects may occur in fetuses of 
pregnant women who drink water containing chlorine dioxide in excess of the MRDL. Some 
people may experience anemia. 

Add for public notification only: The chlorine dioxide violations reported today are the result of 
exceedances at the treatment facility only, not within the distribution system which delivers 
water to consumers. Continued compliance with chlorine dioxide levels within the distribution 
system minimizes the potential risk of these violations to consumers. 

85b. Chlorine dioxide, where one or more dis-
tribution system samples are above the MRDL.

0.8 (MRDLG) 0.8 (MRDL) Some infants and young children who drink water containing chlorine dioxide in excess of the 
MRDL could experience nervous system effects. Similar effects may occur in fetuses of 
pregnant women who drink water containing chlorine dioxide in excess of the MRDL. Some 
people may experience anemia. 

Add for public notification only: The chlorine dioxide violations reported today include 
exceedances of the EPA standard within the distribution system which delivers water to con-
sumers. Violations of the chlorine dioxide standard within the distribution system may harm 
human health based on short-term exposures. Certain groups, including fetuses, infants, and 
young children, may be especially susceptible to nervous system effects from excessive 
chlorine dioxide exposure. 

86. Control of DBP precursors (TOC) .................. None TT Total organic carbon (TOC) has no health effects. However, total organic carbon provides a 
medium for the formation of disinfection byproducts. These byproducts include 
trihalomethanes (THMs) and haloacetic acids (HAAs). Drinking water containing these by-
products in excess of the MCL may lead to adverse health effects, liver or kidney problems, 
or nervous system effects, and may lead to an increased risk of getting cancer. 

I. Other Treatment Techniques  

87. Acrylamide ...................................................... Zero TT Some people who drink water containing high levels of acrylamide over a long period of time 
could have problems with their nervous system or blood, and may have an increased risk of 
getting cancer. 

88. Epichlorohydrin ............................................... Zero TT Some people who drink water containing high levels of epichlorohydrin over a long period of 
time could experience stomach problems, and may have an increased risk of getting cancer. 
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APPENDIX B—ENDNOTES 

1. MCLG—Maximum contaminant level 
goal 

2. MCL—Maximum contaminant level 
3. For water systems analyzing at least 40 

samples per month, no more than 5.0 percent 
of the monthly samples may be positive for 
total coliforms. For systems analyzing fewer 
than 40 samples per month, no more than one 
sample per month may be positive for total 
coliforms. 

4. There are various regulations that set 
turbidity standards for different types of sys-
tems, including 40 CFR 141.13, and the 1989 
Surface Water Treatment Rule, the 1998 In-
terim Enhanced Surface Water Treatment 
Rule and the 2001 Long Term 1 Enhanced 
Surface Water Treatment Rule. The MCL for 
the montly turbidity average is 1 NTU; the 
MCL for the 2-day average is 5 NTU for sys-
tems that are required to filter but have not 
yet installed filtration (40 CFR 141.13). 

5. NTU—Nephelometric turbidity unit 
6. There are various regulations that set 

turbidity standards for different types of sys-
tems, including 40 CFR 141.13, and the 1989 
Surface Water Treatment Rule, the 1998 In-
terim Enhanced Surface Water Treatment 
Rule and the 2001 Long Term 1 Enhanced 
Surface Water Treatment Rule. Systems sub-
ject to the Surface Water Treatment Rule 
(both filtered and unfiltered) may not exceed 
5 NTU. In addition, in filtered systems, 95 
percent of samples each month must not ex-
ceed 0.5 NTU in systems using conventional 
or direct filtration and must not exceed 1 
NTU in systems using slow sand or diatoma-
ceous earth filtration or other filtration 
technologies approved by the primacy agen-
cy. 

7. TT—Treatment technique 
8. There are various regulations that set 

turbidity standards for different types of sys-
tems, including 40 CFR 141.13, the 1989 Sur-
face Water Treatment Rule (SWTR), the 1998 
Interim Enhanced Surface Water Treatment 
Rule (IESWTR) and the 2001 Long Term 1 En-
hanced Surface Water Treatment Rule 
(LT1ESWTR). For systems subject to the 
IESWTR (systems serving at least 10,000 peo-
ple, using surface water or ground water 
under the direct influence of surface water), 
that use conventional filtration or direct fil-
tration, after January 1, 2002, the turbidity 
level of a system’s combined filter effluent 
may not exceed 0.3 NTU in at least 95 per-
cent of monthly measurements, and the tur-
bidity level of a system’s combined filter ef-
fluent must not exceed 1 NTU at any time. 
Systems subject to the IESWTR using tech-
nologies other than conventional, direct, 
slow sand, or diatomaceous earth filtration 
must meet turbidity limits set by the pri-
macy agency. For systems subject to the 
LT1ESWTR (systems serving fewer than 
10,000 people, using surface water or ground 

water under the direct influence of surface 
water) that use conventional filtration or di-
rect filtration, after January 14, 2005 the tur-
bidity level of a system’s combined filter ef-
fluent may not exceed 0.3 NTU in at least 95 
percent of monthly measurements, and the 
turbidity level of a system’s combined filter 
effluent must not exceed 1 NTU at any time. 
Systems subject to the LT1ESWTR using 
technologies other than conventional, direct, 
slow sand, or diatomaceous earth filtration 
must meet turbidity limits set by the pri-
macy agency. 

9. The bacteria detected by heterotrophic 
plate count (HPC) are notnecessarily harm-
ful. HPC is simply an alternative method of 
determining disinfectant residual levels. The 
number of such bacteria is an indicator of 
whether there is enough disinfectant in the 
distribution system. 

10. SWTR, IESWTR, and LT1ESWTR treat-
ment technique violations that involve tur-
bidity exceedances may use the health ef-
fects language for turbidity instead. 

11. These arsenic values are effective Janu-
ary 23, 2006. Until then, the MCL is 0.05 mg/
L and there is no MCLG. 

12. Millions fibers per liter. 
13. Action Level = 0.015 mg/L 
14. Action Level = 1.3 mg/L 
15. Millirems per years 
16. Picocuries per liter 
17. Surface water systems and ground 

water systems under the direct influence of 
surface water are regulated under Subpart H 
of 40 CFR 141. Subpart H community and 
non-transient non-community systems serv-
ing ≥ 10,000 must comply with DBP MCLs and 
disinfectant maximum residual disinfectant 
levels (MRDLs) beginning January 1, 2002. 
All other community and non-transient non-
community systems must meet the MCLs 
and MRDLs beginning January 1, 2004. Sub-
part H transient non-community systems 
serving 10,000 or more persons and using 
chlorine dioxide as a disinfectant or oxidant 
must comply with the chlorine dioxide 
MRDL beginning January 1, 2002. Subpart H 
transient non-community systems serving 
fewer than 10,000 persons and systems using 
only ground water not under the direct influ-
ence of surface water and using chlorine di-
oxide as a disinfectant or oxidant must com-
ply with the chlorine dioxide MRDL begin-
ning January 1, 2004. 

18. The MCL of 0.10 mg/l for TTHMs is in 
effect until January 1, 2002 for Subpart H 
community water systems serving 10,000 or 
more. This MCL is in effect until January 1, 
2004 for community water systems with a 
population of 10,000 or more using only 
ground water not under the direct influence 
of surface water. After these deadlines, the 
MCL will be 0.080 mg/l. On January 1, 2004, 
all systems serving less than 10,000 will have 
to comply with the new MCL as well. 
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19. The MCL for total trihalomethanes is 
the sum of the concentrations of the indi-
vidual trihalomethanes. 

20. The MCL for haloacetic acids is the sum 
of the concentrations of the individual 
haloacetic acids. 

21. MRDLG—Maximum residual disinfect-
ant level goal. 

22. MRDL—Maximum residual disinfectant 
level. 

[65 FR 26043, May 4, 2000; 65 FR 38629, June 21, 
2000; 65 FR 40521, 40522, June 30, 2000, as 
amended at 66 FR 7065, Jan. 22, 2001; 66 FR 
31104, June 8, 2001; 67 FR 1838, Jan. 14, 2002; 67 
FR 70857, Nov. 27, 2002; 68 FR 14507, Mar. 25, 
2003] 

EFFECTIVE DATE NOTE: At 65 FR 76751, Dec. 
7, 2000, appendix B to subpart Q of part 141 
was amended by redesignating table entries 
79 through 84 and 86 through 88 as 80 through 
85 and 87 through 89, respectively, and en-
tries 85a and 85b as 86a and 86b, respectively; 
by adding a new entry 79 for uranium under 
‘‘G. Radioactive contaminants’’; by redesig-
nating table endnote entries 16 through 21 as 
17 through 22; and by adding a new endnote 
16, effective Dec. 8, 2003. For the convenience 
of the user, the added text is set forth as fol-
lows:

APPENDIX B TO SUBPART Q OF PART 
141—STANDARD HEALTH EFFECTS 
LANGUAGE FOR PUBLIC NOTIFICATION

Contaminant MCLG1 
mg/L 

MCL2 
mg/L Standard health effects language for public notification 

National Primary Drinking Water Regu-
lations (NPDWR)

* * * * * * *
G. Radioactive contaminants

* * * * * * *
79. Uranium16 ............................................. Zero 30 µg/L Some people who drink water containing uranium in excess of 

the MCL over many years may have an increased risk of 
getting cancer and kidney toxicity. 

* * * * * * *

APPENDIX B—ENDNOTES 

1. MCLG–Maximum contaminant level 
goal. 

2. MCL–Maximum contaminant level.

* * * * *

16. The uranium MCL is effective Decem-
ber 8, 2003 for all community water systems.

* * * * *

APPENDIX C TO SUBPART Q OF PART 
141—LIST OF ACRONYMS USED IN 
PUBLIC NOTIFICATION REGULATION 

CCR Consumer Confidence Report 
CWS Community Water System 
DBP Disinfection Byproduct 
EPA Environmental Protection Agency 
HPC Heterotrophic Plate Count 
IESWTR Interim Enhanced Surface Water 

Treatment Rule 
IOC Inorganic Chemical 
LCR Lead and Copper Rule 
MCL Maximum Contaminant Level 
MCLG Maximum Contaminant Level Goal 

MRDL Maximum Residual Disinfectant 
Level 

MRDLG Maximum Residual Disinfectant 
Level Goal 

NCWS Non-Community Water System 
NPDWR National Primary Drinking Water 

Regulation 
NTNCWS Non-Transient Non-Community 

Water System 
NTU Nephelometric Turbidity Unit 
OGWDW Office of Ground Water and Drink-

ing Water 
OW Office of Water 
PN Public Notification 
PWS Public Water System 
SDWA Safe Drinking Water Act 
SMCL Secondary Maximum Contaminant 

Level 
SOC Synthetic Organic Chemical 
SWTR Surface Water Treatment Rule 
TCR Total Coliform Rule 
TT Treatment Technique 
TWS Transient Non-Community Water Sys-

tem 
VOC Volatile Organic Chemical

Subparts R–S [Reserved]
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Subpart T—Enhanced Filtration 
and Disinfection—Systems 
Serving Fewer Than 10,000 
People

SOURCE: 67 FR 1839, Jan. 14, 2002, unless 
otherwise noted.

GENERAL REQUIREMENTS

§ 141.500 General requirements. 

The requirements of this subpart 
constitute national primary drinking 
water regulations. These regulations 
establish requirements for filtration 
and disinfection that are in addition to 
criteria under which filtration and dis-
infection are required under subpart H 
of this part. The regulations in this 
subpart establish or extend treatment 
technique requirements in lieu of max-
imum contaminant levels for the fol-
lowing contaminants: Giardia lamblia, 
viruses, heterotrophic plate count bac-
teria, Legionella, Cryptosporidium and 
turbidity. The treatment technique re-
quirements consist of installing and 
properly operating water treatment 
processes which reliably achieve: 

(a) At least 99 percent (2 log) removal 
of Cryptosporidium between a point 
where the raw water is not subject to 
recontamination by surface water run-
off and a point downstream before or at 
the first customer for filtered systems, 
or Cryptosporidium control under the 
watershed control plan for unfiltered 
systems; and 

(b) Compliance with the profiling and 
benchmark requirements in §§ 141.530 
through 141.544.

§ 141.501 Who is subject to the require-
ments of subpart T? 

You are subject to these require-
ments if your system: 

(a) Is a public water system; 
(b) Uses surface water or GWUDI as a 

source; and 
(c) Serves fewer than 10,000 persons.

§ 141.502 When must my system com-
ply with these requirements? 

You must comply with these require-
ments in this subpart beginning Janu-
ary 14, 2005 except where otherwise 
noted.

§ 141.503 What does subpart T require? 

There are seven requirements of this 
subpart, and you must comply with all 
requirements that are applicable to 
your system. These requirements are: 

(a) You must cover any finished 
water reservoir that you began to con-
struct on or after March 15, 2002 as de-
scribed in §§ 141.510 and 141.511; 

(b) If your system is an unfiltered 
system, you must comply with the up-
dated watershed control requirements 
described in §§ 141.520–141.522; 

(c) If your system is a community or 
non-transient non-community water 
systems you must develop a disinfec-
tion profile as described in §§ 141.530–
141.536; 

(d) If your system is considering 
making a significant change to its dis-
infection practices, you must develop a 
disinfection benchmark and consult 
with the State for approval of the 
change as described in §§ 141.540–141.544; 

(e) If your system is a filtered sys-
tem, you must comply with the com-
bined filter effluent requirements as 
described in §§ 141.550–141.553; 

(f) If your system is a filtered system 
that uses conventional or direct filtra-
tion, you must comply with the indi-
vidual filter turbidity requirements as 
described in §§ 141.560–141.564; and 

(g) You must comply with the appli-
cable reporting and recordkeeping re-
quirements as described in §§ 141.570 
and 141.571.

FINISHED WATER RESERVOIRS

§ 141.510 Is my system subject to the 
new finished water reservoir re-
quirements? 

All subpart H systems which serve 
fewer than 10,000 are subject to this re-
quirement.

§ 141.511 What is required of new fin-
ished water reservoirs? 

If your system begins construction of 
a finished water reservoir on or after 
March 15, 2002 the reservoir must be 
covered. Finished water reservoirs for 
which your system began construction 
prior to March 15, 2002 are not subject 
to this requirement.
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ADDITIONAL WATERSHED CONTROL RE-
QUIREMENTS FOR UNFILTERED SYS-
TEMS

§ 141.520 Is my system subject to the 
updated watershed control require-
ments? 

If you are a subpart H system serving 
fewer than 10,000 persons which does 
not provide filtration, you must con-
tinue to comply with all of the filtra-
tion avoidance criteria in § 141.71, as 
well as the additional watershed con-
trol requirements in § 141.521.

§ 141.521 What updated watershed 
control requirements must my 
unfiltered system implement to con-
tinue to avoid filtration? 

Your system must take any addi-
tional steps necessary to minimize the 
potential for contamination by 
Cryptosporidium oocysts in the source 
water. Your system’s watershed con-
trol program must, for Cryptosporidium: 

(a) Identify watershed characteristics 
and activities which may have an ad-
verse effect on source water quality; 
and 

(b) Monitor the occurrence of activi-
ties which may have an adverse effect 
on source water quality.

§ 141.522 How does the State deter-
mine whether my system’s water-
shed control requirements are ade-
quate? 

During an onsite inspection con-
ducted under the provisions of 
§ 141.71(b)(3), the State must determine 
whether your watershed control pro-
gram is adequate to limit potential 
contamination by Cryptosporidium 
oocysts. The adequacy of the program 
must be based on the comprehensive-
ness of the watershed review; the effec-
tiveness of your program to monitor 
and control detrimental activities oc-
curring in the watershed; and the ex-
tent to which your system has maxi-
mized land ownership and/or controlled 
land use within the watershed.

DISINFECTION PROFILE

§ 141.530 What is a disinfection profile 
and who must develop one? 

A disinfection profile is a graphical 
representation of your system’s level of 
Giardia lamblia or virus inactivation 

measured during the course of a year. 
If you are a subpart H community or 
non-transient non-community water 
systems which serves fewer than 10,000 
persons, your system must develop a 
disinfection profile unless your State 
determines that your system’s profile 
is unnecessary. Your State may ap-
prove the use of a more representative 
data set for disinfection profiling than 
the data set required under §§ 141.532–
141.536.

§ 141.531 What criteria must a State 
use to determine that a profile is 
unnecessary? 

States may only determine that a 
system’s profile is unnecessary if a sys-
tem’s TTHM and HAA5 levels are below 
0.064 mg/L and 0.048 mg/L, respectively. 
To determine these levels, TTHM and 
HAA5 samples must be collected after 
January 1, 1998, during the month with 
the warmest water temperature, and at 
the point of maximum residence time 
in your distribution system.

§ 141.532 How does my system develop 
a disinfection profile and when 
must it begin? 

A disinfection profile consists of 
three steps: 

(a) First, your system must collect 
data for several parameters from the 
plant as discussed in § 141.533 over the 
course of 12 months. If your system 
serves between 500 and 9,999 persons 
you must begin to collect data no later 
than July 1, 2003. If your system serves 
fewer than 500 persons you must begin 
to collect data no later than January 1, 
2004. 

(b) Second, your system must use 
this data to calculate weekly log inac-
tivation as discussed in §§ 141.534 and 
141.535; and 

(c) Third, your system must use 
these weekly log inactivations to de-
velop a disinfection profile as specified 
in § 141.536.

§ 141.533 What data must my system 
collect to calculate a disinfection 
profile? 

Your system must monitor the fol-
lowing parameters to determine the 
total log inactivation using the analyt-
ical methods in § 141.74 (a), once per 
week on the same calendar day, over 12 
consecutive months: 
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(a) The temperature of the dis-
infected water at each residual dis-
infectant concentration sampling point 
during peak hourly flow; 

(b) If your system uses chlorine, the 
pH of the disinfected water at each re-
sidual disinfectant concentration sam-
pling point during peak hourly flow; 

(c) The disinfectant contact time(s) 
(‘‘T’’) during peak hourly flow; and 

(d) The residual disinfectant con-
centration(s) (‘‘C’’) of the water before 

or at the first customer and prior to 
each additional point of disinfection 
during peak hourly flow.

§ 141.534 How does my system use this 
data to calculate an inactivation 
ratio? 

Calculate the total inactivation ratio 
as follows, and multiply the value by 
3.0 to determine log inactivation of 
Giardia lamblia:

If your system * * * Your system must determine * * *

(a) Uses only one point of dis-
infectant application.

(1) One inactivation ratio (CTcalc/CT99.9) before or at the first customer during peak hourly flow 
or 

(2) Successive CTcalc/CT99.9 values, representing sequential inactivation ratios, between the 
point of disinfectant application and a point before or at the first customer during peak hourly 
flow. Under this alternative, your system must calculate the total inactivation ratio by deter-
mining (CTcalc/CT99.9) for each sequence and then adding the (CTcalc/CT99.9) values to-
gether to determine (3CTcalc/CT99.9). 

(b) Uses more than one point 
of disinfectant application be-
fore the first customer.

The (CTcalc/CT99.9) value of each disinfection segment immediately prior to the next point of 
disinfectant application, or for the final segment, before or at the first customer, during peak 
hourly flow using the procedure specified in paragraph (a)(2) of this section. 

§ 141.535 What if my system uses 
chloramines, ozone, or chlorine di-
oxide for primary disinfection? 

If your system uses chloramines, 
ozone, or chlorine dioxide for primary 
disinfection, you must also calculate 
the logs of inactivation for viruses and 
develop an additional disinfection pro-
file for viruses using methods approved 
by the State.

§ 141.536 My system has developed an 
inactivation ratio; what must we do 
now? 

Each log inactivation serves as a 
data point in your disinfection profile. 
Your system will have obtained 52 
measurements (one for every week of 
the year). This will allow your system 
and the State the opportunity to evalu-
ate how microbial inactivation varied 
over the course of the year by looking 
at all 52 measurements (your Disinfec-
tion Profile). Your system must retain 
the Disinfection Profile data in graphic 
form, such as a spreadsheet, which 
must be available for review by the 
State as part of a sanitary survey. 
Your system must use this data to cal-
culate a benchmark if you are consid-
ering changes to disinfection practices.

DISINFECTION BENCHMARK

§ 141.540 Who has to develop a dis-
infection benchmark? 

If you are a subpart H system re-
quired to develop a disinfection profile 
under §§ 141.530 through 141.536, your 
system must develop a Disinfection 
Benchmark if you decide to make a 
significant change to your disinfection 
practice. Your system must consult 
with the State for approval before you 
can implement a significant disinfec-
tion practice change.

§ 141.541 What are significant changes 
to disinfection practice? 

Significant changes to disinfection 
practice include: 

(a) Changes to the point of disinfec-
tion; 

(b) Changes to the disinfectant(s) 
used in the treatment plant; 

(c) Changes to the disinfection proc-
ess; or 

(d) Any other modification identified 
by the State.

§ 141.542 What must my system do if 
we are considering a significant 
change to disinfection practices? 

If your system is considering a sig-
nificant change to its disinfection 
practice, your system must calculate a 
disinfection benchmark(s) as described 
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in §§ 141.543 and 141.544 and provide the 
benchmark(s) to your State. Your sys-
tem may only make a significant dis-
infection practice change after con-
sulting with the State for approval. 
Your system must submit the fol-
lowing information to the State as part 
of the consultation and approval proc-
ess: 

(a) A description of the proposed 
change; 

(b) The disinfection profile for 
Giardia lamblia (and, if necessary, vi-
ruses) and disinfection benchmark; 

(c) An analysis of how the proposed 
change will affect the current levels of 
disinfection; and 

(d) Any additional information re-
quested by the State.

§ 141.543 How is the disinfection 
benchmark calculated? 

If your system is making a signifi-
cant change to its disinfection prac-
tice, it must calculate a disinfection 
benchmark using the procedure speci-
fied in the following table.

To calculate a disinfection benchmark your system must perform the following steps 

Step 1: Using the data your system collected to develop the Disinfection Profile, determine the average Giardia lamblia inactiva-
tion for each calendar month by dividing the sum of all Giardia lamblia inactivations for that month by the number of values 
calculated for that month. 

Step 2: Determine the lowest monthly average value out of the twelve values. This value becomes the disinfection benchmark. 

§ 141.544 What if my system uses 
chloramines, ozone, or chlorine di-
oxide for primary disinfection? 

If your system uses chloramines, 
ozone or chlorine dioxide for primary 
disinfection your system must cal-
culate the disinfection benchmark 
from the data your system collected 
for viruses to develop the disinfection 
profile in addition to the Giardia 
lamblia disinfection benchmark cal-
culated under § 141.543. This viral 
benchmark must be calculated in the 
same manner used to calculate the 
Giardia lamblia disinfection benchmark 
in § 141.543.

COMBINED FILTER EFFLUENT 
REQUIREMENTS

§ 141.550 Is my system required to 
meet subpart T combined filter ef-
fluent turbidity limits? 

All subpart H systems which serve 
populations fewer than 10,000, are re-
quired to filter, and utilize filtration 
other than slow sand filtration or dia-
tomaceous earth filtration must meet 
the combined filter effluent turbidity 
requirements of §§ 141.551–141.553 . If 
your system uses slow sand or diato-
maceous earth filtration you are not 
required to meet the combined filter 
effluent turbidity limits of subpart T, 
but you must continue to meet the 
combined filter effluent turbidity lim-
its in § 141.73.

§ 141.551 What strengthened combined 
filter effluent turbidity limits must 
my system meet? 

Your system must meet two 
strengthened combined filter effluent 
turbidity limits. 

(a) The first combined filter effluent 
turbidity limit is a ‘‘95th percentile’’ 
turbidity limit that your system must 
meet in at least 95 percent of the tur-
bidity measurements taken each 
month. Measurements must continue 
to be taken as described in § 141.74(a) 
and (c). Monthly reporting must be 
completed according to § 141.570. The 
following table describes the required 
limits for specific filtration tech-
nologies.

If your system consists of * * *
Your 95th per-
centile turbidity 
value is * * *

(1) Conventional Filtration or Direct Fil-
tration.

0.3 NTU. 

(2) All other ‘‘Alternative’’ Filtration ........ A value determined 
by the State (no 
to exceed 1 
NTU) based on 
the demonstra-
tion described in 
§ 141.552. 

(b) The second combined filter efflu-
ent turbidity limit is a ‘‘maximum’’ 
turbidity limit which your system may 
at no time exceed during the month. 
Measurements must continue to be 
taken as described in § 141.74(a) and (c). 
Monthly reporting must be completed 
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according to § 141.570. The following 
table describes the required limits for 
specific filtration technologies.

If your system consists of * * * Your maximum tur-
bidity value is * * *

(1) Conventional Filtration or Direct Fil-
tration.

1 NTU. 

(2) All other ‘‘Alternative’’ ....................... A value determined 
by the State (not 
to exceed 5 
NTU) based on 
the demonstra-
tion as described 
in § 141.552. 

§ 141.552 My system consists of ‘‘alter-
native filtration’’ and is required to 
conduct a demonstration—what is 
required of my system and how 
does the State establish my tur-
bidity limits? 

(a) If your system consists of alter-
native filtration(filtration other than 
slow sand filtration, diatomaceous 
earth filtration, conventional filtra-
tion, or direct filtration) you are re-
quired to conduct a demonstration (see 
tables in § 141.551). Your system must 
demonstrate to the State, using pilot 
plant studies or other means, that your 
system’s filtration, in combination 
with disinfection treatment, consist-
ently achieves: 

(1) 99 percent removal of 
Cryptosporidium oocysts; 

(2) 99.9 percent removal and/or inac-
tivation of Giardia lamblia cysts; and 

(3) 99.99 percent removal and/or inac-
tivation of viruses. 

(b) [Reserved]

§ 141.553 My system practices lime 
softening—is there any special pro-
vision regarding my combined filter 
effluent? 

If your system practices lime soft-
ening, you may acidify representative 
combined filter effluent turbidity sam-
ples prior to analysis using a protocol 
approved by the State.

INDIVIDUAL FILTER TURBIDITY 
REQUIREMENTS

§ 141.560 Is my system subject to indi-
vidual filter turbidity require-
ments? 

If your system is a subpart H system 
serving fewer than 10,000 people and 
utilizing conventional filtration or di-
rect filtration, you must conduct con-

tinuous monitoring of turbidity for 
each individual filter at your system. 
The following requirements apply to 
continuous turbidity monitoring: 

(a) Monitoring must be conducted 
using an approved method in § 141.74(a); 

(b) Calibration of turbidimeters must 
be conducted using procedures speci-
fied by the manufacturer; 

(c) Results of turbidity monitoring 
must be recorded at least every 15 min-
utes; 

(d) Monthly reporting must be com-
pleted according to § 141.570; and 

(e) Records must be maintained ac-
cording to § 141.571.

§ 141.561 What happens if my system’s 
turbidity monitoring equipment 
fails? 

If there is a failure in the continuous 
turbidity monitoring equipment, your 
system must conduct grab sampling 
every four hours in lieu of continuous 
monitoring until the turbidimeter is 
back on-line. Your system has 14 days 
to resume continuous monitoring be-
fore a violation is incurred.

§ 141.562 My system only has two or 
fewer filters—is there any special 
provision regarding individual fil-
ter turbidity monitoring? 

Yes, if your system only consists of 
two or fewer filters, you may conduct 
continuous monitoring of combined fil-
ter effluent turbidity in lieu of indi-
vidual filter effluent turbidity moni-
toring. Continuous monitoring must 
meet the same requirements set forth 
in § 141.560(a) through (d) and § 141.561.

§ 141.563 What follow-up action is my 
system required to take based on 
continuous turbidity monitoring? 

Follow-up action is required accord-
ing to the following tables:

If * * * Your system must * * *

(a) The turbidity of 
an individual filter 
(or the turbidity of 
combined filter ef-
fluent (CFE) for 
systems with 2 fil-
ters that monitor 
CFE in lieu of in-
dividual filters) 
exceeds 1.0 NTU 
in two consecu-
tive recordings 15 
minutes apart.

Report to the State by the 10th of the 
following month and include the filter 
number(s), corresponding date(s), 
turbidity value(s) which exceeded 1.0 
NTU, and the cause (if known) for 
the exceedance(s). 
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If a system was re-
quired to report to 

the State * * *
Your system must * * *

(b) For three 
months in a row 
and turbidity ex-
ceeded 1.0 NTU 
in two consecu-
tive recordings 15 
minutes apart at 
the same filter (or 
CFE for systems 
with 2 filters that 
monitor CFE in 
lieu of individual 
filters).

Conduct a self-assessment of the fil-
ter(s) within 14 days of the day the 
filter exceeded 1.0 NTU in two con-
secutive measurements for the third 
straight month unless a CPE as 
specified in paragraph (c) of this sec-
tion was required. Systems with 2 fil-
ters that monitor CFE in lieu of indi-
vidual filters must conduct a self as-
sessment on both filters. The self-as-
sessment must consist of at least the 
following components: assessment 
of filter performance; development of 
a filter profile; identification and 
prioritization of factors limiting filter 
performance; assessment of the ap-
plicability of corrections; and prepa-
ration of a filter self-assessment re-
port. If a self-assessment is required, 
the date that it was triggered and the 
date that it was completed. 

(c) For two months 
in a row and tur-
bidity exceeded 
2.0 BTU in 2 con-
secutive record-
ings 15 minutes 
apart at the same 
filter (or CFE for 
systems with 2 fil-
ters that monitor 
CFE in lieu of in-
dividual filters).

Arrange to have a comprehensive per-
formance evaluation (CPE) con-
ducted by the State or a third party 
approved by the State not later than 
60 days following the day the filter 
exceeded 2.0 NTU in two consecu-
tive measurements for the second 
straight month. If a CPE has been 
completed by the State or a third 
party approved by the State within 
the 12 prior months or the system 
and State are jointly participating in 
an ongoing Comprehensive Tech-
nical Assistance (CTA) project at the 
system, a new CPE is not required. 
If conducted, a CPE must be com-
pleted and submitted to the State no 
later than 120 days following the day 
the filter exceeded 2.0 NTU in two 
consecutive measurements for the 
second straight month. 

§ 141.564 My system practices lime 
softening—is there any special pro-
vision regarding my individual fil-
ter turbidity monitoring? 

If your system utilizes lime soft-
ening, you may apply to the State for 
alternative turbidity exceedance levels 
for the levels specified in the table in 
§ 141.563. You must be able to dem-
onstrate to the State that higher tur-
bidity levels are due to lime carryover 
only, and not due to degraded filter 
performance.

REPORTING AND RECORDKEEPING 
REQUIREMENTS

§ 141.570 What does subpart T require 
that my system report to the State? 

This subpart T requires your system 
to report several items to the State. 
The following table describes the items 
which must be reported and the fre-
quency of reporting. Your system is re-
quired to report the information de-
scribed in the following table, if it is 
subject to the specific requirement 
shown in the first column.

Corresponding
requirement Description of information to report Frequency 

(a) Combined Filter Effluent 
Requirements.

(§§ 141.550–141.553) 

(1) The total number of filtered water turbidity meas-
urements taken during the month.

By the 10th of the following month. 

(2) The number and percentage of filtered water tur-
bidity measurements taken during the month which 
are less than or equal to your system’s required 
95th percentile limit.

By the 10th of the following month. 

(3) The date and value of any turbidity measurements 
taken during the month which exceed the maximum 
turbidity value for your filtration system.

By the 10th of the following month. 

(b) Individual Turbidity Re-
quirements.

(§§ 141.560–141.564) 

(1) That your system conducted individual filter tur-
bidity monitoring during the month.

By the 10th of the following month. 

(2) The filter number(s), corresponding date(s), and 
the turbidity value(s) which exceeded 1.0 NTU dur-
ing the month, but only if 2 
consecutivemeasurements exceeded 1.0 NTU.

By the 10th of the following month. 

(3) If a self-assessment is required, the date that it 
was triggered and the date that it was completed.

By the 10th of the following month (or 14 
days after the self-assessment was 
triggered only if the self-assessment 
wastriggered during the last four days 
of the month) 

(4) If a CPE is required, that the CPE is required and 
the date that it was triggered.

By the 10th of the following month. 
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Corresponding
requirement Description of information to report Frequency 

(5) Copy of completed CPE report ................................ Within 120 days after the CPE was trig-
gered. 

(c) Disinfection Profiling ......
(§§ 141.530–141.536) 

(1) Results of optional monitoring which show TTHM 
levels <0.064 mg/l and HAA5 levels <0.048 mg/l 
(Only if your system wishes to forgo profiling) or that 
your system has begun disinfection profiling.

(i) For systems serving 500–9,999 by 
July 1, 2003; 

(ii) For systems serving fewer than 500 
by January 1, 2004. 

(d) Disinfection 
Benchmarking.

(§§ 141.540–141.544) 

(1) A description of the proposed change in disinfec-
tion, your system’s disinfection profile for Giardia 
lamblia (and, if necessary, viruses) and disinfection 
benchmark, and an analysis of how the proposed 
change will affect the current levels of disinfection.

Anytime your system is considering a 
significant change to its disinfection 
practice. 

§ 141.571 What records does subpart T 
require my system to keep? 

Your system must keep several types 
of records based on the requirements of 
subpart T, in addition to recordkeeping 
requirements under § 141.75. The fol-
lowing table describes the necessary 

records, the length of time these 
records must be kept, and for which re-
quirement the records pertain. Your 
system is required to maintain records 
described in this table, if it is subject 
to the specific requirement shown in 
the first column.

Corresponding requirement Description of necessary records 
Duration of 

time records 
must be kept 

(a) Individual Filter Turbidity Requirements ...................
(§§ 141.560–141.564) 

Results of individual filter monitoring ........................... At least 3 
years. 

(b) Disinfection Profiling .................................................
(§§ 141.530–141.536) 

Results of Profile (including raw data and analysis) .... Indefinitely. 

(c) Disinfection Benchmarking .......................................
(§§ 141.540–141.544) 

Benchmark (including raw data and analysis) ............. Indefinitely. 

PART 142—NATIONAL PRIMARY 
DRINKING WATER REGULATIONS 
IMPLEMENTATION

Subpart A—General Provisions

Sec.
142.1 Applicability. 
142.2 Definitions. 
142.3 Scope. 
142.4 State and local authority.

Subpart B—Primary Enforcement 
Responsibility

142.10 Requirements for a determination of 
primary enforcement responsibility. 

142.11 Initial determination of primary en-
forcement responsibility. 

142.12 Revision of State programs. 
142.13 Public hearing. 
142.14 Records kept by States. 
142.15 Reports by States. 
142.16 Special primacy requirements. 
142.17 Review of State programs and proce-

dures for withdrawal of approved pri-
macy programs. 

142.18 EPA review of State monitoring de-
terminations. 

142.19 EPA review of State implementation 
of national primary drinking water regu-
lations for lead and copper.

Subpart C—Review of State-Issued 
Variances and Exemptions

142.20 State-issued variances and exemp-
tions under Section 1415(a) and Section 
1416 of the Act. 

142.21 State consideration of a variance or 
exemption request. 

142.22 Review of State variances, exemp-
tions and schedules. 

142.23 Notice to State. 
142.24 Administrator’s rescission.

Subpart D—Federal Enforcement

142.30 Failure by State to assure enforce-
ment. 

142.31 [Reserved] 
142.32 Petition for public hearing. 
142.33 Public hearing. 
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